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PHASE III - HOSPITAL & BBRP - 100% DESIGN DEVELOPMENT 08/14/2020

DALLAS, TX 75201
CONSULTANTS 1909 WOODALL RODGERS FWY, SUITE 415
SIGNAGE & WAYFINDING FOCUS EGD

YORK, PA 17402
CONSULTANT 1400 WILLIAMS ROAD
MATERIALS MANAGEMENT ST. ONGE COMPANY

PLYMOUTH MEETING, PA 19462
CONSULTANT 531 PLYMOUTH ROAD, SUITE 527
EQUIPMENT PLANNING SHEN MILSOM & WILKE LLC

GREENWOOD VILLAGE, CO 80111
CONSULTANT 5325 SOUTH VALENTIA WAY
FOOD SERVICE RICCA DESIGN STUDIOS

LITTLETON, CO 80122
CONSULTANT 8089 SOUTH LINCOLN STREET, SUITE 300
VERTICAL TRANSPORTATION LERCH BATES & ASSOCIATES INC.

BRISBANE, CA 94005
ENGINEERING 150 NORTH HILL DRIVE, SUITE 15
VIBRATION /ACOUSTICAL COLIN GORDON ASSOCIATES

FORT COLLINS, CO 80525
ENGINEERING 1415 BLUE SPRUCE DRIVE
WIND CPP WIND ENGINEERING

GREENWOOD VILLAGE, CO 80111
CONSULTANT 5350 SOUTH ROSLYN STREET, SUITE 220
PARKING WALKER PARKING CONSULTANTS, COLORADO

TEMECULA, CA 92590
PLANNING 41689 ENTERPRISE CIRCLE NORTH, SUITE 212
AVIATION HELIPLANNERS

DENVER, CO 80231
8821 EAST HAMPDEN AVE, SUITE 212

TECHNOLOGY EDI, LTD

ENGINEERS
FIRE PROTECTION
PLUMBING/ DENVER, CO 80202
ELECTRICAL/ 1670 BROADWAY, SUITE 3400
MECHANICAL/ HDR ARCHITECTURE, INC.

ALBUQUERQUE, NM 87109
ENGINEER 4700 LINCOLN RD NE, SUITE 102
STRUCTURAL CHAVEZ-GRIEVES CONSULTING ENGINEERS, INC

DENVER, CO 80202
ARCHITECT 1670 BROADWAY, SUITE 3400
LANDSCAPE HDR ARCHITECTURE, INC.

ALBUQUERQUE, NM 87109
ENGINEER 7500 JEFFERSONSTREET NE, COURTYARD ONE
CIVIL BOHANNAN HUSTON INC.

DENVER, CO 80202
PLANNING 1670 BROADWAY, SUITE 3400
HEALTHCARE HDR ARCHITECTURE, INC.

DENVER, CO 80202
1670 BROADWAY, SUITE 3400

ARCHITECT HDR ARCHITECTURE, INC.

ALBUQUERQUE, NM 87106
2211 LOMAS BLVD NE

OWNER UNIVERSITY OF NEW MEXICO HOSPITALS

PROJECT TEAM

VOLUME III



0
1/

2"
1"

2"

NOT F
OR C

ONSTRUCTIO
N

PRELI
M

IN
ARY

Project Number

Original Issue

Sheet Number

Sheet Name

Project Status

1

A

B

C

D

2345

12345

A

B

C

D

fbt Architects
6501 AMERICAS PKWY NE., STE. 300
ALBUQUERQUE, NM 87110

PHASE III – HOSPITAL & BBRP – 100% DD

PHASE III - HOSPITAL & 
BBRP - 100% DD

8/
14

/2
02

0 
2:

18
:2

1 
P

M
B

IM
 3

60
://

10
16

88
96

_U
N

M
H

_N
H

T
/1

01
68

89
6-

A
-T

I-
C

E
N

T
R

A
L.

rv
t

G-001

SHEET INDEX
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New Hospital Tower
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HDR ARCHITECTURE, INC.
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IN121B FINISH PLAN - LEVEL 01 - AREA B X X X

IN121C FINISH PLAN - LEVEL 01 - AREA C X X X

IN121D FINISH PLAN - LEVEL 01 - AREA D X X X

IN121E FINISH PLAN - LEVEL 01 - AREA E X X X

IN121F FINISH PLAN - LEVEL 01 - AREA F X X X

IN121G FINISH PLAN - LEVEL 01 - AREA G X X

IN122A FINISH PLAN - LEVEL 02 - AREA A X X X

IN122B FINISH PLAN - LEVEL 02 - AREA B X X X

IN122C FINISH PLAN - LEVEL 02 - AREA C X X X

IN122D FINISH PLAN - LEVEL 02 - AREA D X X X

IN122E FINISH PLAN - LEVEL 02 - AREA E X X X

IN122F FINISH PLAN - LEVEL 02 - AREA F X X X

IN122G FINISH PLAN - LEVEL 02 - AREA G X X X

IN122BB FINISH PLAN - LEVEL 02 - AREA BB - BBRP BRIDGE X

IN122PB FINISH PLAN - LEVEL 02 - AREA PB - PARKING BRIDGE X

IN123A FINISH PLAN - LEVEL 03 - AREA A X X X

IN123B FINISH PLAN - LEVEL 03 - AREA B X X X

IN123C FINISH PLAN - LEVEL 03 - AREA C X X X

IN123D FINISH PLAN - LEVEL 03 - AREA D X X X

IN123E FINISH PLAN - LEVEL 03 - AREA E X X X

IN123F FINISH PLAN - LEVEL 03 - AREA F X X X

IN123G FINISH PLAN - LEVEL 03 - AREA G X X X

IN123BB FINISH PLAN - LEVEL 03 - AREA BB - BBRP BRIDGE X

IN124A FINISH PLAN - LEVEL 04 - AREA A X X X

IN124B FINISH PLAN - LEVEL 04 - AREA B X X X

IN124C FINISH PLAN - LEVEL 04 - AREA C X X X

IN124D FINISH PLAN - LEVEL 04 - AREA D X X X

IN124E FINISH PLAN - LEVEL 04 - AREA E X X X

IN124F FINISH PLAN - LEVEL 04 - AREA F X X X

IN124G FINISH PLAN - LEVEL 04 - AREA G X X X

IN125A FINISH PLAN - LEVEL 05 - AREA A X X X

IN125B FINISH PLAN - LEVEL 05 - AREA B X X X

IN125C FINISH PLAN - LEVEL 05 - AREA C X X X

IN126A FINISH PLAN - LEVEL 06 - AREA A X X X

IN126B FINISH PLAN - LEVEL 06 - AREA B X X X

IN126C FINISH PLAN - LEVEL 06 - AREA C X X X

IN127A FINISH PLAN - LEVEL 07 - AREA A X X X

IN127B FINISH PLAN - LEVEL 07 - AREA B X X X

IN127C FINISH PLAN - LEVEL 07 - AREA C X X X

IN133 OVERALL FLOOR FINISH PLAN - BBRP LEVEL 03 X X

10-EQUIPMENT

QF000 INDEX SHEET X X

QF121 FOODSERVICE KEY PLAN - LEVEL 01 X X

QF122 FOODSERVICE KEY PLAN - LEVEL 02 X X

QF124 FOODSERVICE KEY PLAN - LEVEL 04 X X

QF421-1 FOODSERVICE EQUIPMENT PLAN - LEVEL 01 X X

QF421-1A FOODSERVICE EQUIPMENT SCHEDULE

QF421-2 FOODSERVICE UTILITY SCHEDULE

QF421-2A FOODSERVICE UTILITY SCHEDULE

QF422-1 FOODSERVICE EQUIPMENT PLAN - LEVEL 02 X X

QF422-2 FOODSERVICE UTILITY SCHEDULE

QF424-1 FOODSERVICE EQUIPMENT PLAN - LEVEL 4

QF424-2 FOODSERVICE UTILITY SCHEDULE

QF424-3 FOODSERVICE BUILDING CONDITIONS & VENTILATION PLAN

QF424-4 FOODSERVICE PLUMBING PLAN

QF424-5 FOODSERVICE ELECTRICAL PLAN

QF701-2 FOODSERVICE WALK-IN REFRIGERATOR DETAILS

QS105 NEW PATIENT TOWER - OVERALL X X

QS106 NEW PATIENT TOWER - STERILE PROCESSING DEPARTMENT X X

QS107 NEW PATIENT TOWER - ENVIRONMENTAL SERVICES X X

QV001 GENERAL ELEVATOR INFORMATION X

QV002 PLANS AND HOISTWAY SECTION ELEVATOR C1 X

QV003 PLANS AND HOISTWAY SECTION ELEVATOR C2

QV004 PLANS AND HOISTWAY SECTION ELEVATOR C3 X

QV005 PLANS AND HOISTWAY SECTION ELEVATOR D1 X

QV006 PLANS AND HOISTWAY SECTION ELEVATOR D2

QV007 PLANS AND HOISTWAY SECTION ELEVATORS P1-P4 X

QV008 OVERHEAD PLANS ELEVATORS P1-P4

QV009 PLANS AND HOISTWAY SECTION ELEVATORS R1-R2 X

QV010 HOISTWAY SECTIONS ELEVATORS S1-S2 & T1-T2 X

QV011 MACHINE ROOM PLANS ELEVATORS S1-S2 & T1-T2 X

QV012 HOISTWAY & PIT PLAN ELEVATORS S1-S2 & T1-T2

QV013 PLANS AND HOISTWAY SECTION ELEVATORS S3-S6 X

QV014 MACHINE ROOM PLAN ELEVATORS S3-S6

QV015 PLANS AND HOISTWAY SECTION ELEVATORS W1-W2 X

QP000 COVER SHEET X X

QP100 PNEUMATIC TUBE RISER DIAGRAM X X

QP200 LEVEL B01 PNEUMATIC TUBE PLANS X X

QP201 LEVEL L01 PNEUMATIC TUBE PLANS X X

QP202 LEVEL L02 PNEUMATIC TUBE PLANS X X

QP203 LEVEL L03 PNEUMATIC TUBE PLANS X X

QP204 LEVEL L04 PNEUMATIC TUBE PLANS X X

QP205 LEVEL L05 PNEUMATIC TUBE PLANS X X

QP206 LEVEL L06 PNEUMATIC TUBE PLANS X X

QP300 PNEUMATIC TUBE EQUIPMENT X X

QP301 PNEUMATIC TUBE MISC. PARTS X X

QP302 PNEUMATIC TUBE WALL & FLOOR PENETRATIONS X X

QW-001 OVERALLL WASTE MANAGEMENT SITE PLAN X X

QW-002 OVERALL SITE PLAN - VEHICLE SWEPT PATH X X

QW-100 WASTE AREA 1 X X

QW-101 AREA 1 - COMPACTOR  SWEPT PATH X X

QW-102 AREA1 - 30 FT BOX TRUCK SWEPT PATH X X

QW-200 WASTE AREA 2 X X

QW-201 AREA 2 - COMPACTOR SWEPT PATH X X

QW-202 AREA 2 - 30 FT BOX TRUCK SWEPT PATH X X

QI120A EQUIPMENT FLOOR PLAN - LEVEL B01 - AREA A X X

QI120B EQUIPMENT FLOOR PLAN - LEVEL B01 - AREA B X X

QI120C EQUIPMENT FLOOR PLAN - LEVEL B01 - AREA C X X

QI120D EQUIPMENT FLOOR PLAN - LEVEL B01 - AREA D X X

QI120E EQUIPMENT FLOOR PLAN - LEVEL B01 - AREA E X X

QI120F EQUIPMENT FLOOR PLAN - LEVEL B01 - AREA F X X

QI120G EQUIPMENT FLOOR PLAN - LEVEL B01 - AREA G X X

QI121A EQUIPMENT FLOOR PLAN - LEVEL 01 - AREA A X X

QI121B EQUIPMENT FLOOR PLAN - LEVEL 01 - AREA B X X

QI121C EQUIPMENT FLOOR PLAN - LEVEL 01 - AREA C X X

QI121D EQUIPMENT FLOOR PLAN - LEVEL 01 - AREA D X X

QI121E EQUIPMENT FLOOR PLAN - LEVEL 01 - AREA E X X

QI121F EQUIPMENT FLOOR PLAN - LEVEL 01 - AREA F X X

QI121G EQUIPMENT FLOOR PLAN - LEVEL 01 - AREA G X X

QI122A EQUIPMENT FLOOR PLAN - LEVEL 02 - AREA A X X

QI122B EQUIPMENT FLOOR PLAN - LEVEL 02 - AREA B X X

QI122C EQUIPMENT FLOOR PLAN - LEVEL 02 - AREA C X X

QI122D EQUIPMENT FLOOR PLAN - LEVEL 02 - AREA D X X

QI122E EQUIPMENT FLOOR PLAN - LEVEL 02 - AREA E X X

QI122F EQUIPMENT FLOOR PLAN - LEVEL 02 - AREA F X X

QI122G EQUIPMENT FLOOR PLAN - LEVEL 02 - AREA G X X

QI123A EQUIPMENT FLOOR PLAN - LEVEL 03 - AREA A X X

QI123B EQUIPMENT FLOOR PLAN - LEVEL 03 - AREA B X X

QI123C EQUIPMENT FLOOR PLAN - LEVEL 03 - AREA C X X

QI123D EQUIPMENT FLOOR PLAN - LEVEL 03 - AREA D X X

QI123E EQUIPMENT FLOOR PLAN - LEVEL 03 - AREA E X X

QI123F EQUIPMENT FLOOR PLAN - LEVEL 03 - AREA F X X

QI123G EQUIPMENT FLOOR PLAN - LEVEL 03 - AREA G X X

QI124A EQUIPMENT FLOOR PLAN - LEVEL 04 - AREA A X X

QI124B EQUIPMENT FLOOR PLAN - LEVEL 04 - AREA B X X

QI124C EQUIPMENT FLOOR PLAN - LEVEL 04 - AREA C X X

QI124D EQUIPMENT FLOOR PLAN - LEVEL 04 - AREA D X X

QI124E EQUIPMENT FLOOR PLAN - LEVEL 04 - AREA E X X

QI124F EQUIPMENT FLOOR PLAN - LEVEL 04 - AREA F X X

QI124G EQUIPMENT FLOOR PLAN - LEVEL 04 - AREA G X X

QI125A EQUIPMENT FLOOR PLAN - LEVEL 05 - AREA A X X

QI125B EQUIPMENT FLOOR PLAN - LEVEL 05 - AREA B X X

QI125C EQUIPMENT FLOOR PLAN - LEVEL 05 - AREA C X X

QI126A EQUIPMENT FLOOR PLAN - LEVEL 06 - AREA A X X

QI126B EQUIPMENT FLOOR PLAN - LEVEL 06 - AREA B X X

QI126C EQUIPMENT FLOOR PLAN - LEVEL 06 - AREA C X X

QI127A EQUIPMENT FLOOR PLAN - LEVEL 07 - AREA A X X

QI127B EQUIPMENT FLOOR PLAN - LEVEL 07 - AREA B X X

QI127C EQUIPMENT FLOOR PLAN - LEVEL 07 - AREA C X X

Grand total: 192
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09-INTERIORS

I-001 INTERIOR NOTES AND FINISH LEGEND X X X

I-002 BBRP FINISH SCHEDULE X X

IF120A FURNITURE PLAN - LEVEL B01 - AREA A X

IF120B FURNITURE PLAN - LEVEL B01 - AREA B X

IF120C FURNITURE PLAN - LEVEL B01 - AREA C X

IF120D FURNITURE PLAN - LEVEL B01 - AREA D X

IF120E FURNITURE PLAN - LEVEL B01 - AREA E X

IF120F FURNITURE PLAN - LEVEL B01 - AREA F X

IF120G FURNITURE PLAN - LEVEL B01 - AREA G X

IF121A FURNITURE PLAN - LEVEL 01 - AREA A X

IF121B FURNITURE PLAN - LEVEL 01 - AREA B X

IF121C FURNITURE PLAN - LEVEL 01 - AREA C X

IF121D FURNITURE PLAN - LEVEL 01 - AREA D X

IF121E FURNITURE PLAN - LEVEL 01 - AREA E X

IF121F FURNITURE PLAN - LEVEL 01 - AREA F X

IF121G FURNITURE PLAN - LEVEL 01 - AREA G X

IF122A FURNITURE PLAN - LEVEL 02 - AREA A X

IF122B FURNITURE PLAN - LEVEL 02 - AREA B X

IF122C FURNITURE PLAN - LEVEL 02 - AREA C X

IF122D FURNITURE PLAN - LEVEL 02 - AREA D X

IF122E FURNITURE PLAN - LEVEL 02 - AREA E X

IF122F FURNITURE PLAN - LEVEL 02 - AREA F X

IF122G FURNITURE PLAN - LEVEL 02 - AREA G X

IF123A FURNITURE PLAN - LEVEL 03 - AREA A X

IF123B FURNITURE PLAN - LEVEL 03 - AREA B X

IF123C FURNITURE PLAN - LEVEL 03 - AREA C X

IF123D FURNITURE PLAN - LEVEL 03 - AREA D X

IF123E FURNITURE PLAN - LEVEL 03 - AREA E X

IF123F FURNITURE PLAN - LEVEL 03 - AREA F X

IF123G FURNITURE PLAN - LEVEL 03 - AREA G X

IF124A FURNITURE PLAN - LEVEL 04 - AREA A X

IF124B FURNITURE PLAN - LEVEL 04 - AREA B X

IF124C FURNITURE PLAN - LEVEL 04 - AREA C X

IF124D FURNITURE PLAN - LEVEL 04 - AREA D X

IF124E FURNITURE PLAN - LEVEL 04 - AREA E X

IF124F FURNITURE PLAN - LEVEL 04 - AREA F X

IF124G FURNITURE PLAN - LEVEL 04 - AREA G X

IF125A FURNITURE PLAN - LEVEL 05 - AREA A X

IF125B FURNITURE PLAN - LEVEL 05 - AREA B X

IF125C FURNITURE PLAN - LEVEL 05 - AREA C X

IF126A FURNITURE PLAN - LEVEL 06 - AREA A X

IF126B FURNITURE PLAN - LEVEL 06 - AREA B X

IF126C FURNITURE PLAN - LEVEL 06 - AREA C X

IF127A FURNITURE PLAN - LEVEL 07 - AREA A X

IF127B FURNITURE PLAN - LEVEL 07 - AREA B X

IF127C FURNITURE PLAN - LEVEL 07 - AREA C X

IN120A FINISH PLAN - LEVEL B01 - AREA A X X X

IN120B FINISH PLAN - LEVEL B01 - AREA B X X X

IN120C FINISH PLAN - LEVEL B01 - AREA C X X X

IN120D FINISH PLAN - LEVEL B01 - AREA D X X X

IN120E FINISH PLAN - LEVEL B01 - AREA E X X X

IN120F FINISH PLAN - LEVEL B01 - AREA F X X X

IN120G FINISH PLAN - LEVEL B01 - AREA G X X X

IN121A FINISH PLAN - LEVEL 01 - AREA A X X X

VOLUME III
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01-GENERAL

G-000 COVER SHEET X X X

G-001 SHEET INDEX X X X

G-002 SHEET INDEX X X X

G-010 ACCESSIBILITY DIAGRAMS X X

G-011 ACCESSIBILITY DIAGRAMS X X

G-012 ACCESSIBILITY DIAGRAMS X X

G-013 PARKING ACCESSIBILITY - DETAILS X X

G-100 LIFE SAFETY CODE SUMMARY X X X

G-101 LIFE SAFETY CODE SUMMARY X X X

G-120A LIFE SAFETY - LEVEL B01 - AREA A X X X

G-120B LIFE SAFETY - LEVEL B01 - AREA B X X X

G-121A LIFE SAFETY - LEVEL 01 - AREA A X X X

G-121B LIFE SAFETY - LEVEL 01 - AREA B X X X

G-122A LIFE SAFETY - LEVEL 02 - AREA A X X X

G-122B LIFE SAFETY - LEVEL 02 - AREA B X X X

G-123A LIFE SAFETY - LEVEL 03 - AREA A X X X

G-123B LIFE SAFETY - LEVEL 03 - AREA B X X X

G-124A LIFE SAFETY - LEVEL 04 - AREA A X X X

G-124B LIFE SAFETY - LEVEL 04 - AREA B X X X

G-125A LIFE SAFETY - LEVEL 05 - AREA A X X X

G-125B LIFE SAFETY - LEVEL 05 - AREA B X X X

G-126A LIFE SAFETY - LEVEL 06 - AREA A X X X

G-126B LIFE SAFETY - LEVEL L06 - AREA B X X X

G-127A LIFE SAFETY - LEVEL 07 - AREA A X X X

G-127B LIFE SAFETY - LEVEL 07 - AREA B X X X

G-102 LIFE SAFETY CODE SUMMARY X

G-131A LIFE SAFETY - BBRP LEVEL 01 - AREA A X

G-132 LIFE SAFETY - BBRP LEVEL 02 - OVERALL X

G-133 LIFE SAFETY - BBRP LEVEL 03 - OVERALL X

GI120 DEPARTMENT PLAN - B01 X X X

GI121 DEPARTMENT PLAN - L01 X X X

GI122 DEPARTMENT PLAN - L02 X X X

GI123 DEPARTMENT PLAN - L03 X X X

GI124 DEPARTMENT PLAN - L04 X X X

GI125 DEPARTMENT PLAN - L05 X X X

GI126 DEPARTMENT PLAN - L06 X X X

GI128 DEPARTMENT PLAN - L08 X X

GJ120 OVERALL PLAN - B01 X X X

GJ121 OVERALL PLAN - L01 X X X

GJ122 OVERALL PLAN - L02 X X X

GJ123 OVERALL PLAN - L03 X X X

GJ124 OVERALL PLAN - L04 X X X

GJ125 OVERALL PLAN - L05 X X X

GJ126 OVERALL PLAN - L06 X X X

GJ127 OVERALL PLAN - L07 X X X

Grand total: 45

05-CIVIL

CD100 DEMOLITION PLAN - OVERALL X X

CD101 DEMOLITION PLAN - OVERALL X X

CG100 GRADING PLAN - OVERALL X X

CG101 GRADING PLAN X X

CG102 GRADING PLAN X X

CG103 GRADING PLAN X X

CG104 GRADING PLAN X X

CU100 UTILITY PLAN - OVERALL X X

CU101 UTILITY PLAN X X

CU102 UTILITY PLAN X X

CU103 UTILITY PLAN X X

CU104 UTILITY PLAN X X

CU105 UTILITY PLAN X X

Grand total: 13

06-LANDSCAPE

L-001 PHASE III LANDSCAPE GENERAL NOTES X X

L-002 PHASE III LANDSCAPE OVERALL PLAN X X

LM101 PHASE III LANDSCAPE MATERIALS AND PAVING PLAN X X

LM102 PHASE III LANDSCAPE MATERIALS AND PAVING PLAN X X

LM103 PHASE III LANDSCAPE MATERIALS AND PAVING PLAN X X

LM104 PHASE III LANDSCAPE MATERIALS AND PAVING PLAN X X

LL101 PHASE III LANDSCAPE LAYOUT AND DIMMENSION PLAN X X

LL102 PHASE III LANDSCAPE LAYOUT AND DIMMENSION PLAN X X

LL103 PHASE III LANDSCAPE LAYOUT AND DIMMENSION PLAN X X

LL104 PHASE III LANDSCAPE LAYOUT AND DIMMENSION PLAN X X

LG101 PHASE III LANDSCAPE GRADING PLAN X X

LG102 PHASE III LANDSCAPE GRADING PLAN X X

LG103 PHASE III LANDSCAPE GRADING PLAN X X

LG104 PHASE III LANDSCAPE GRADING PLAN X X

LS501 PHASE III LANDSCAPE DETAILS X X

LP101 PHASE III LANDSCAPE PLANTING PLAN X X

LP102 PHASE III LANDSCAPE PLANTING PLAN X X

LP103 PHASE III LANDSCAPE PLANTING PLAN X X

LP104 PHASE III LANDSCAPE PLANTING PLAN X X

LP501 PHASE III LANDSCAPE PLANTING DETAILS X X

LI101 PHASE III LANDSCAPE IRRIGATION X X

LI102 PHASE III LANDSCAPE IRRIGATION X X

LI103 PHASE III LANDSCAPE IRRIGATION X X

LI104 PHASE III LANDSCAPE IRRIGATION X X

LI105 PHASE III LANDSCAPE IRRIGATION X X

LI106 PHASE III LANDSCAPE IRRIGATION X X

Grand total: 26

S-126A FLOOR FRAMING PLAN - LEVEL 06 AREA A X X X

S-126B FLOOR FRAMING PLAN - LEVEL 06 AREA B X X X

S-126C FLOOR FRAMING PLAN - LEVEL 06 AREA C X X X

S-127 FLOOR AND ROOF FRAMING PLAN - LEVEL 07 AND 08 OVERALL X X

S-127.1B PENTHOUSE FLOOR FRAMING PLAN - LEVEL 07.1 AREA B

S-127.1C PENTHOUSE FLOOR FRAMING PLAN - LEVEL 07.1 AREA C

S-127A FLOOR AND ROOF FRAMING PLAN - LEVEL 07 AREA A X X X

S-127B FLOOR AND ROOF FRAMING PLAN - LEVEL 07 AREA B X X X

S-127C FLOOR AND ROOF FRAMING PLAN - LEVEL 07 AREA C X X X

S-128A FRAMING PLAN - LEVEL 08 AREA A X X X

S-128B HIGH ROOF FRAMING PLAN - LEVEL 08 AREA B X X X

S-128C HIGH ROOF FRAMING PLAN - LEVEL 08 AREA C X X X

S-129 ELEVATOR ROOF FRAMING PLAN - LEVEL 09 X X

S-131A BBRP CANOPY STRUCTURAL PLANS

S-201 CONNECTOR BRIDGE ELEVATIONS X X

S-202 UTILITY BRIDGE ELEVATIONS X X

S-211 BRACED FRAME ELEVATIONS AND DETAILS

S-301 WALL SECTIONS X X

S-302 WALL SECTIONS X X

S-303 WALL SECTIONS X X

S-511 FOUNDATION DETAILS X X X

S-541 STEEL DETAILS X X X

S-561 TYPICAL VERTICAL CIRCULATION DETAILS X X X

S-591 SIDEPLATE COLUMN DETAILS A TYPE

S-592 SIDEPLATE COLUMN DETAILS B TYPE

S-593 SIDEPLATE BEAM DETAILS

S-594 SIDEPLATE FIELD ERECTION DETAILS

S-595 SIDEPLATE MISCELLANEOUS DETAILS

S-596 SIDEPLATE COORDINATION ITEMS

S-601 SCHEDULES X X X

S-611 STEEL COLUMN SCHEDULE X X X

S-612 STEEL COLUMN SCHEDULE X X X

S-613 STEEL COLUMN SCHEDULE X X

S-711 TYPICAL CONCRETE DETAILS X X X

S-731 TYPICAL COLD-FORMED DETAILS X X X

S-741 TYPICAL STEEL DETAILS X X X

S-742 TYPICAL STEEL DETAILS X X X

S-901 3D VIEWS

Grand total: 94

07-STRUCTURAL

S-001 ABBREVIATIONS AND LEGEND X X X

S-002 GENERAL STRUCTURAL NOTES X X X

S-003 GENERAL STRUCTURAL NOTES AND SPECIAL INSPECTION X X X

S-004 SIDEPLATE GENERAL NOTES

S-005 SIDEPLATE CONSTRUCTION GUIDELINES

S-120 FOUNDATION PLAN - LEVEL B01 OVERALL X X

S-120A FOUNDATION PLAN - LEVEL B01 AREA A X X X

S-120B FOUNDATION PLAN- LEVEL B01 AREA B X X X

S-120BB FOUNDATION AND FRAMING PLANS - CONNECTOR BRIDGE X X X

S-120C FOUNDATION PLAN - LEVEL B01 AREA C X X X

S-120D FOUNDATION PLAN - LEVEL B01 AREA D X X X

S-120E FOUNDATION PLAN - LEVEL B01 AREA E X X X

S-120F FOUNDATION PLAN - LEVEL B01 AREA F X X

S-120G FOUNDATION PLAN - LEVEL B01 AREA G X X

S-120PB FOUNDATION AND FRAMING PLANS - UTILITY BRIDGE X X X

S-121 FOUNDATION AND FLOOR FRAMING PLAN - LEVEL 01 OVERALL X X

S-121A FLOOR FRAMING PLAN - LEVEL 01 AREA A X X X

S-121B FLOOR FRAMING PLAN - LEVEL 01 AREA B X X X

S-121C FLOOR FRAMING PLAN - LEVEL 01 AREA C X X X

S-121D FLOOR FRAMING PLAN - LEVEL 01 AREA D X X X

S-121E FOUNDATION AND FLOOR FRAMING PLAN - LEVEL 01 AREA E X X X

S-121F FLOOR FRAMING PLAN - LEVEL 01 AREA F X X

S-121G FOUNDATION AND FLOOR FRAMING PLAN - LEVEL 01 AREA G X X

S-122 FLOOR FRAMING PLAN - LEVEL 02 OVERALL X X

S-122A FLOOR FRAMING PLAN - LEVEL 02 AREA A X X X

S-122B FLOOR FRAMING PLAN - LEVEL 02 AREA B X X X

S-122C FLOOR FRAMING PLAN - LEVEL 02 AREA C X X X

S-122D FLOOR FRAMING PLAN - LEVEL 02 AREA D X X X

S-122E FLOOR FRAMING PLAN - LEVEL 02 AREA E X X X

S-122F FLOOR FRAMING PLAN - LEVEL 02 AREA F X X

S-122G FLOOR FRAMING PLAN - LEVEL 02 AREA G X X

S-123 FLOOR FRAMING PLAN - LEVEL 03 OVERALL X X

S-123A FLOOR FRAMING PLAN - LEVEL 03 AREA A X X X

S-123B FLOOR FRAMING PLAN - LEVEL 03 AREA B X X X

S-123C FLOOR FRAMING PLAN - LEVEL 03 AREA C X X X

S-123D FLOOR FRAMING PLAN - LEVEL 03 AREA D X X X

S-123E FLOOR FRAMING PLAN - LEVEL 03 AREA E X X X

S-123F FLOOR FRAMING PLAN - LEVEL 03 AREA F X X

S-123G FLOOR FRAMING PLAN - LEVEL 03 AREA G X X

S-124 FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 04 OVERALL X X

S-124A FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 04 AREA A X X X

S-124B FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 04 AREA B X X X

S-124C FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 04 AREA C X X X

S-124D FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 04 AREA D X X X

S-124E FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 04 AREA E X X X

S-124F FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 04 AREA F X X

S-124G FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 04 AREA G X X

S-125 FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 05 OVERALL X X

S-125A FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 05 AREA A X X X

S-125B FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 05 AREA B X X X

S-125C FLOOR FRAMING PLAN - LEVEL 05 AREA C X X X

S-125D FLOOR FRAMING PLAN - LEVEL 05 AREA D X X X

S-125E FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 05 AREA E X X X

S-125F FLOOR FRAMING PLAN - LEVEL 05 AREA F X X

S-125G FLOOR AND LOW ROOF FRAMING PLAN - LEVEL 05 AREA G X X

S-126 FLOOR FRAMING PLAN - LEVEL 06 OVERALL X X

MARK DATE DESCRIPTION

AI124C1 REFERENCE PLAN - LEVEL 04- AREA C X X

AI124C2 FLOOR PLAN - LEVEL 04 - AREA C X X X

AI124D1 REFERENCE PLAN - LEVEL 04- AREA D X X

AI124D2 FLOOR PLAN - LEVEL 04 - AREA D X X X

AI124E1 REFERENCE PLAN - LEVEL 04- AREA E X X

AI124E2 FLOOR PLAN - LEVEL 04 - AREA E X X X

AI124F1 REFERENCE PLAN - LEVEL 04- AREA F X X

AI124F2 FLOOR PLAN - LEVEL 04 - AREA F X X X

AI124G1 REFERENCE PLAN - LEVEL 04- AREA G X X

AI124G2 FLOOR PLAN - LEVEL 04 - AREA G X X X

AI125 OVERALL PLAN - L05 X X X

AI125A1 REFERENCE PLAN - LEVEL 05- AREA A X X

AI125A2 FLOOR PLAN - LEVEL 05 - AREA A X X X

AI125B1 REFERENCE PLAN - LEVEL 05- AREA B X X

AI125B2 FLOOR PLAN - LEVEL 05 - AREA B X X X

AI125C1 REFERENCE PLAN - LEVEL 05- AREA C X X

AI125C2 FLOOR PLAN - LEVEL 05 - AREA C X X X

AI126 OVERALL PLAN - L06 X X X

AI126A1 REFERENCE PLAN - LEVEL 06- AREA A X X

AI126A2 FLOOR PLAN - LEVEL 06 - AREA A X X X

AI126B1 REFERENCE PLAN - LEVEL 06- AREA B X X

AI126B2 FLOOR PLAN - LEVEL 06 - AREA B X X X

AI126C1 REFERENCE PLAN - LEVEL 06- AREA C X X

AI126C2 FLOOR PLAN - LEVEL 06 - AREA C X X X

AI127 OVERALL PLAN - L07 X X X

AI127A1 REFERENCE PLAN - LEVEL 07- AREA A X X

AI127A2 FLOOR PLAN - LEVEL 07 - AREA A X X X

AI127B1 REFERENCE PLAN - LEVEL 07- AREA B X X

AI127B2 FLOOR PLAN - LEVEL 07 - AREA B X X X

AI127C1 REFERENCE PLAN - LEVEL 07- AREA C X X

AI127C2 FLOOR PLAN - LEVEL 07 - AREA C X X X

AI128 OVERALL PLAN - L08 X X

AI128A1 REFERENCE PLAN - LEVEL 08 - AREA A X X

AI128A2 FLOOR PLAN - LEVEL 08 - AREA A X X X

AI128B1 REFERENCE PLAN - LEVEL 08 - AREA B X X

AI128B2 FLOOR PLAN - LEVEL 08 - AREA B X X X

AI128C1 REFERENCE PLAN - LEVEL 08 - AREA C X X

AI128C2 FLOOR PLAN - LEVEL 08 - AREA C X X X

Grand total: 145

08-ARCHITECTURAL

A-001 SYMBOLS, & GENERAL NOTES X X X

AS100 ARCHITECTURAL SITE PLAN X X X

AD131A DEMOLITION PLAN - BBRP LEVEL 01 AREA A X X

AD132A DEMOLITION PLAN - BBRP LEVEL 02 AREA A X X

AD132B DEMOLITION PLAN - BBRP LEVEL 02 AREA B X X

AD132C DEMOLITION PLAN - BBRP LEVEL 02 AREA C X X

AD133A DEMOLITION PLAN - BBRP LEVEL 03 AREA A X X

AD133B DEMOLITION PLAN - BBRP LEVEL 03 AREA B X X

AD133C DEMOLITION PLAN - BBRP LEVEL 03 AREA C X X

AD231A DEMOLITION RCP - BBRP LEVEL 01 AREA A

AD232A DEMOLITION RCP - BBRP LEVEL 02 AREA A X

AD232B DEMOLITION RCP - BBRP LEVEL 02 AREA B X

AD232C DEMOLITION RCP - BBRP LEVEL 02 AREA C X

AD233A DEMOLITION RCP - BBRP LEVEL 03 AREA A X

AD320 DEMOLITION WALL SECTIONS X X

AE120A EDGE OF SLAB PLAN - LEVEL B01 - AREA A X X

AE120B EDGE OF SLAB PLAN - LEVEL B01 - AREA B X X

AE121A EDGE OF SLAB PLAN - LEVEL 01 - AREA A X X

AE121B EDGE OF SLAB PLAN - LEVEL 01 - AREA B X X

AE122A EDGE OF SLAB PLAN - LEVEL 02 - AREA A X X

AE122B EDGE OF SLAB PLAN - LEVEL 02 - AREA B X X

AE123A EDGE OF SLAB PLAN - LEVEL 03 - AREA A X X

AE123B EDGE OF SLAB PLAN - LEVEL 03 - AREA B X X

AE124A EDGE OF SLAB PLAN - LEVEL 04 - AREA A X X

AE124B EDGE OF SLAB PLAN - LEVEL 04 - AREA B X X

AE125A EDGE OF SLAB PLAN - LEVEL 05 - AREA A X X

AE125B EDGE OF SLAB PLAN - LEVEL 05 - AREA B X X

AE126A EDGE OF SLAB PLAN - LEVEL 06 - AREA A X X

AE126B EDGE OF SLAB PLAN - LEVEL 06 - AREA B X X

AE127 EDGE OF SLAB PLAN - LEVEL 07.1 & 07.3 X

AE127A EDGE OF SLAB PLAN - LEVEL 07 - AREA A X X

AE127B EDGE OF SLAB PLAN - LEVEL 07 - AREA B X X

AI131A FLOOR PLAN - BBRP LEVEL 01 AREA A X X

AI132 OVERALL PLAN - BBRP L02 X X

AI132A FLOOR PLAN - BBRP LEVEL 02 AREA A X X

AI132B FLOOR PLAN - BBRP LEVEL 02 AREA B X X

AI132C FLOOR PLAN - BBRP LEVEL 02 AREA C X X

AI133 OVERALL PLAN - BBRP L03 X X

AI133A FLOOR PLAN - BBRP LEVEL 03 AREA A X X

AI133B FLOOR PLAN - BBRP LEVEL 03 AREA B X X

AI133C FLOOR PLAN - BBRP LEVEL 03 AREA C X X

AI134 OVERALL ROOF PLAN - BBRP X

AI120 OVERALL PLAN - B01 X X X

AI120A1 REFERENCE PLAN - LEVEL B01 - AREA A X X

AI120A2 FLOOR PLAN - LEVEL B01 - AREA A X X X

AI120B1 REFERENCE PLAN - LEVEL B01 - AREA B X X

AI120B2 FLOOR PLAN - LEVEL B01 - AREA B X X X

AI120C1 REFERENCE PLAN - LEVEL B01 - AREA C X X

AI120C2 FLOOR PLAN - LEVEL B01 - AREA C X X X

AI120D1 REFERENCE PLAN - LEVEL B01 - AREA D X X

AI120D2 FLOOR PLAN - LEVEL B01 - AREA D X X X

AI120E1 REFERENCE PLAN - LEVEL B01 - AREA E X X

AI120E2 FLOOR PLAN - LEVEL B01 - AREA E X X X

AI120F1 REFERENCE PLAN - LEVEL B01 - AREA F X X

AI120F2 FLOOR PLAN - LEVEL B01 - AREA F X X X

AI120G1 REFERENCE PLAN - LEVEL B01 - AREA G X X

AI120G2 FLOOR PLAN - LEVEL B01 - AREA G X X X

AI121 OVERALL PLAN - L01 X X X

AI121A1 REFERENCE PLAN - LEVEL 01- AREA A X X

AI121A2 FLOOR PLAN - LEVEL 01 - AREA A X X X

AI121B1 REFERENCE PLAN - LEVEL 01- AREA B X X

AI121B2 FLOOR PLAN - LEVEL 01 - AREA B X X X

AI121C1 REFERENCE PLAN - LEVEL 01- AREA C X X

AI121C2 FLOOR PLAN - LEVEL 01 - AREA C X X X

AI121D1 REFERENCE PLAN - LEVEL 01- AREA D X X

AI121D2 FLOOR PLAN - LEVEL 01 - AREA D X X X

AI121E1 REFERENCE PLAN - LEVEL 01- AREA E X X

AI121E2 FLOOR PLAN - LEVEL 01 - AREA E X X X

AI121F1 REFERENCE PLAN - LEVEL 01- AREA F X X

AI121F2 FLOOR PLAN - LEVEL 01 - AREA F X X X

AI121G1 REFERENCE PLAN - LEVEL 01- AREA G X X

AI121G2 FLOOR PLAN - LEVEL 01 - AREA G X X X

AI122 OVERALL PLAN - L02 X X X

AI122A1 REFERENCE PLAN - LEVEL 02- AREA A X X

AI122A2 FLOOR PLAN - LEVEL 02 - AREA A X X X

AI122B1 REFERENCE PLAN - LEVEL 02- AREA B X X

AI122B2 FLOOR PLAN - LEVEL 02 - AREA B X X X

AI122C1 REFERENCE PLAN - LEVEL 02- AREA C X X

AI122C2 FLOOR PLAN - LEVEL 02 - AREA C X X X

AI122D1 REFERENCE PLAN - LEVEL 02- AREA D X X

AI122D2 FLOOR PLAN - LEVEL 02 - AREA D X X X

AI122E1 REFERENCE PLAN - LEVEL 02- AREA E X X

AI122E2 FLOOR PLAN - LEVEL 02 - AREA E X X X

AI122F1 REFERENCE PLAN - LEVEL 02- AREA F X X

AI122F2 FLOOR PLAN - LEVEL 02 - AREA F X X X

AI122G1 REFERENCE PLAN - LEVEL 02- AREA G X X

AI122G2 FLOOR PLAN - LEVEL 02 - AREA G X X X

AI123 OVERALL PLAN - L03 X X X

AI123A1 REFERENCE PLAN - LEVEL 03- AREA A X X

AI123A2 FLOOR PLAN - LEVEL 03 - AREA A X X X

AI123B1 REFERENCE PLAN - LEVEL 03- AREA B X X

AI123B2 FLOOR PLAN - LEVEL 03 - AREA B X X X

AI123C1 REFERENCE PLAN - LEVEL 03- AREA C X X

AI123C2 FLOOR PLAN - LEVEL 03 - AREA C X X X

AI123D1 REFERENCE PLAN - LEVEL 03- AREA D X X

AI123D2 FLOOR PLAN - LEVEL 03 - AREA D X X X

AI123E1 REFERENCE PLAN - LEVEL 03- AREA E X X

AI123E2 FLOOR PLAN - LEVEL 03 - AREA E X X X

AI123F1 REFERENCE PLAN - LEVEL 03- AREA F X X

AI123F2 FLOOR PLAN - LEVEL 03 - AREA F X X X

AI123G1 REFERENCE PLAN - LEVEL 03- AREA G X X

AI123G2 FLOOR PLAN - LEVEL 03 - AREA G X X X

AI124 OVERALL PLAN - L04 X X X

AI124A1 REFERENCE PLAN - LEVEL 04- AREA A X X

AI124A2 FLOOR PLAN - LEVEL 04 - AREA A X X X

AI124B1 REFERENCE PLAN - LEVEL 04- AREA B X X

AI124B2 FLOOR PLAN - LEVEL 04 - AREA B X X X
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AI428.1 CATH BI PLANE X X

AI428.2 CATH BI PLANE, EP X X

AI428.3 CATH WORKROOM X X

AI429 IR ANGIO/HYBRID CT X X

AI429.1 IR NEURO X X

AI429.2 IR ANGIO X X

AI429.3 IR SUPPORT CORE X X

AI429.4 IR SUPPORT CORE X X

AI429.5 IR WORKROOM X X

AI431 OR SATELLITE PHARMACY X X

AI432 PATIENT ROOM X X

AI432.1 PATIENT ROOM ISO X X

AI432.2 TUB ROOM X X

AI432.3 RESIDENT ROOM X X

AI432.4 TEAM STATION X X

AI432.5 SCREENING X X

AI433 ED EKG X X

AI433.1 TRIAGE X X

AI433.2 ED EXAM ROOM X X

AI433.3 ED EXAM ROOM ISO X X

AI433.4 FAST TRACK X X

AI433.5 BEHAVIORAL HEALTH X X

AI433.6 RESUSCITATION - SMALL X X

AI433.8 RESUSCITATION - ISO X X

AI433.9 TRAUMA X X

AI433.10 DECONTAM AREA X X

AI433.11 EMS INTAKE X X

AI433.12 BLOOD DRAW X X

AI433.13 TEAM STATION X X

AI434 BODY HOLDING AREA X X

AI435 INTERVENTIONAL WAITING X X

AI436 STUDENT WORK ROOM X

AI440 ENLARGED RESTROOM PLANS AND ELEVATIONS X

AI441 ENLARGED RESTROOM PLANS AND ELEVATIONS X

AI442 ENLARGED RESTROOM PLANS AND ELEVATIONS X

AI443 ENLARGED RESTROOM PLANS AND ELEVATIONS X

AI444 ENLARGED RESTROOM PLANS AND ELEVATIONS X

AI445 ENLARGED RESTROOM PLANS AND ELEVATIONS X

AI446 ENLARGED RESTROOM PLANS AND ELEVATIONS X

AI447 ENLARGED RESTROOM PLANS AND ELEVATIONS X

AI448 ENLARGED RESTROOM PLANS AND ELEVATIONS X

AI449 ENLARGED RESTROOM PLANS AND ELEVATIONS X

AI450 ENLARGED RESTROOM PLANS AND ELEVATIONS X X

AI451 ENLARGED RESTROOM PLANS AND ELEVATIONS X X

AI452 ENLARGED RESTROOM PLANS AND ELEVATIONS X X

AI460 ENLARGED ELEV LOBBY PLANS AND ELEVATIONS X

AI461 ENLARGED ELEV LOBBY PLANS AND ELEVATIONS X

AI462 ENLARGED ELEV LOBBY PLANS AND ELEVATIONS X

AI463 ENLARGED ELEV LOBBY PLANS AND ELEVATIONS X

AI464 ENLARGED ELEV LOBBY PLANS AND ELEVATIONS X

AI465 INTERIOR ELEVATIONS PUBLIC AREAS - LOBBY X

AI466 INTERIOR ELEVATIONS PUBLIC AREAS - LOBBY X

AI467 INTERIOR ELEVATIONS PUBLIC AREAS - CONCOURSE L01 X

AI468 INTERIOR ELEVATIONS PUBLIC AREAS - CONCOURSE L02 X

AI469 INTERIOR ELEVATIONS PUBLIC AREAS X

AI470 ENLARGED MILLWORK PLANS AND ELEVATIONS X

AI471 ENLARGED MILLWORK PLANS AND ELEVATIONS X

AI472 ENLARGED MILLWORK PLANS AND ELEVATIONS X

AI473 ENLARGED MILLWORK PLANS AND ELEVATIONS X

AI474 ENLARGED MILLWORK PLANS AND ELEVATIONS X

AI475 ENLARGED MILLWORK PLANS AND ELEVATIONS X

AI476 ENLARGED MILLWORK PLANS AND ELEVATIONS X

AI560 CEILING TRANSITION DETAILS X

AI561 CEILING TRANSITION DETAILS X

AI600 DOOR & FRAME SCHEDULES - LEVEL B01 X

AI601 DOOR & FRAME SCHEDULES - LEVEL L01 X

AI602 DOOR & FRAME SCHEDULES - LEVEL L02 X

AI603 DOOR & FRAME SCHEDULES - LEVEL L03 X

AI604 DOOR & FRAME SCHEDULES - LEVEL L04 X

AI605 DOOR & FRAME SCHEDULES - LEVEL L05 X

AI606 DOOR & FRAME SCHEDULES - LEVEL L06 X

AI607 DOOR & FRAME SCHEDULES - LEVEL L07 X

AI610 DOOR FRAME DETAILS X

AI611 DOOR FRAME DETAILS X

AI612 DOOR FRAME DETAILS X

AI613 DOOR, FRAME AND WINDOW TYPES X

AI720 STANDARD PARTITION TYPES X X X

AI721 PARTITION HEAD DETAILS X X X

AI722 PARTITION FRAMING DETAILS X X X

AI730 TYPICAL MOUNTING HEIGHTS X X X

AI+731 INTERIOR CASEWORK STANDARDS X X X

AI723 BBRP PARTITION TYPES X X

Grand total: 327
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AE302 BUILDING SECTIONS X X X

AE310 EXTERIOR WALL SECTIONS X X X

AE311 EXTERIOR WALL SECTIONS X X X

AE312 EXTERIOR WALL SECTIONS X X X

AE313 EXTERIOR WALL SECTIONS X X X

AE314 EXTERIOR WALL SECTIONS X X

AE315 EXTERIOR WALL SECTIONS X X

AE316 EXTERIOR WALL SECTIONS X X

AE317 EXTERIOR WALL SECTIONS X X

AE319 HELO SECTION X X X

AE402 L01 - OVERALL BRIDGE PLAN X X X

AE403 L02 - OVERALL BRIDGE PLAN X X X

AE404 L03 & L04 - OVERALL BRIDGE PLAN X X X

AE406 BBRP BRIDGE- PLANS - ENLARGED X X X

AE407 PARKING BRIDGE- PLANS - ENLARGED X X X

AE409 BBRP BRIDGE- ELEV & SECTION - ENLARGED X X X

AE413 BBRP BRIDGE - DETAILS X X X

AE414 PARKING BRIDGE - DETAILS X X X

AE420 CANOPY - ENLARGED ELEVATIONS & SECTIONS X

AE421 CANOPY - DETAILS X

AE422 ENLARGED VESTIBULE PLANS X

AE423 ENLARGED VESTIBULE PLANS X

AE424 ENLARGED VESTIBULE PLANS X

AE425 ENLARGED SALLY PORT PLANS X

AE426 ENLARGED SOILED DOCK X

AE427 ENLARGED SCREENS - ED DROP OFF X

AE430 ELEVATOR P1 & P2 ENLARGED PLANS & SECTIONS X X

AE431 ELEVATOR P3 & P4 ENLARGED PLANS & SECTIONS X X

AE432 ELEVATOR S1 & S2 ENLARGED PLANS & SECTIONS X X

AE433 ELEVATOR S3 & S4 ENLARGED PLANS & SECTIONS X X

AE434 ELEVATOR S5 & S6 ENLARGED PLANS & SECTIONS X X

AE435 ELEVATOR T1 & T2 ENLARGED PLANS & SECTIONS X X

AE436 ELEVATOR W1 & W2 ENLARGED PLANS & SECTIONS X X

AE437 ELEVATOR R1 & R2 ENLARGED PLANS & SECTIONS X X

AE438 ELEVATOR C1, C2 & C3 ENLARGED PLANS & SECTIONS X X

AE439 ELEVATOR D1 & D2 ENLARGED PLANS & SECTIONS X X

AE450 STAIR 01 ENLARGED PLANS X X

AE451 STAIR 01 ENLARGED SECTIONS X X

AE452 STAIR 01 ENLARGED SECTIONS X

AE453 STAIR 02 ENLARGED PLANS X X

AE454 STAIR 02 ENLARGED SECTIONS X

AE455 STAIR 03 ENLARGED PLANS & SECTIONS X X

AE456 STAIR 03 ENLARGED SECTIONS X

AE457 STAIR 04 ENLARGED PLANS X X

AE458 STAIR 04 ENLARGED SECTIONS X X

AE459 STAIR 06 ENLARGED PLANS X X

AE460 STAIR 06 ENLARGED SECTIONS X X

AE461 STAIR 06 ENLARGED SECTIONS X

AE462 STAIR 07 ENLARGED PLANS & SECTIONS X X

AE463 STAIR 08 ENLARGED PLANS & SECTIONS X X

AE464 STAIR 13 ENLARGED PLANS X X

AE465 STAIR 13 ENLARGED SECTIONS X

AE466 STAIR & ELEVATOR DETAILS X X

AE500 EXTERIOR WALL ASSEMBLY TYPES X X

AE507 DETAILS - ROOF X X

AE508 DETAILS - ROOF X X

AE530 ALUMINUM PANEL SYSTEM (APS1) DRY SEAL PANEL DETAILS X X

AE531 FIBER REINFORCED CEMENTITIOUS PANEL SYSTEM (FRC1) DETAILS X X

AE532 DIMENSIONAL STONE SYSTEM (DSS1) RAIN SCREEN PANEL DETAILS X

AE533 PROFILE METAL RAINSCREEN (PMR1) PANEL DETAILS X

AE412 BBRP BRIDGE & CANOPY DETAILS X

AE203 BBRP EXTERIOR ELEVATIONS X X

AE204 BBRP EXTERIOR ELEVATIONS X X

AE301 BBRP BUILDING SECTIONS X X

AE302 BBRP BUILDING SECTIONS X X

AE405 ENLARGED WASTE DISPOSAL YARD X

AE531 BBRP SECTION DETAILS X X

AE533 BBRP DETAILS X X

AE607 BBRP DOOR & WINDOW TYPES X X

AI420 MRI X X

AI420.1 CT SCAN X X

AI420.2 PREP/HOLD X X

AI420.3 FLUORO X X

AI420.4 DO NOT PRINT X X

AI420.5 DO NOT PRINT X X

AI420.6 MRI TRANSFER ZONE X X

AI420.7 ULTRASOUND X X

AI420.8 READING X X

AI421.1 TOILET ROOM - TYP. X X

AI421.2 STAFF LOUNGE - TYP. X X

AI421.3 STAFF LOCKERS - TYP. X X

AI421.4 REGISTRATION X X

AI421.5 REGISTRATION X X

AI421.6 GIFT SHOP X X

AI421.7 VOLUNTEER WORKROOM - TYP. X X

AI421.8 SHARED OFFICE X5 - TYP. X X

AI421.9A NATIVE AMERICAN SERVICE X X

AI421.9B NATIVE AMERICAN SERVICE X X

AI421.10 CLEAN SUPPLY - TYP. X X

AI421.11 PATIENT LOCKERS - TYP. X X

AI421.12 RESPITE X X

AI421.13 SOILED HOLDING - TYP. X X

AI421.14 ON-CALL ROOM - TYP. X X

AI421.15 PRIVATE OFFICE - TYP. X X

AI421.16 SHARED OFFICE X2 - TYP. X X

AI421.17 SHARED OFFICE X3 - TYP. X X

AI421.18 MULTIPURPOSE/CONSULTATION - TYP. X X

AI421.19 TEAM ROOM - TYP. X X

AI421.21 CONFERENCE - MEDIUM -TYP. X X

AI421.22 CONFERENCE - LARGE - TYP. X X

AI421.23 SPIRITUAL WORKROOM - TYP. X X

AI421.24 SOILED UTILITY - TYP. X X

AI421.25 NOURISHMENT - TYP. X X

AI421.26 OXYGEN STORAGE - TYP. X X

AI421.27 EQUIPMENT STORAGE - TYP. X X

AI421.28 EVS - TYP. X X

AI421.29 MEDICATION - TYP. X X

AI421.30 QUIET / LACTATION X X

AI422 VENTILATOR PROCESSING AREA X X

AI422.1 PT/OT STORAGE X X

AI423 EXAM ROOM X X

AI423.1 PT TREATMENT X X

AI423.2 TEAM STATION X X

AI424 BIOMED AREA X X

AI425 CART STORAGE X X

AI425.1 LIQUID NITROGEN X X

AI425.2 BULK STORAGE X X

AI425.3 WALK-IN REFRIGERATOR X X

AI425.4 CORE LAB AREA X X

AI425.5 BLOOD BANK AREA X X

AI425.6 FROZEN SECTION AREA X X

AI425.7 BLOOD TRACKS X X

AI425.8 RETAIL PHARMACY X X

AI425.9A PHARMACY X X

AI425.9B PHARMACY X X

AI425.9C PHARMACY X X

AI425.9D PHARMACY

AI426 PREP/RECOVERY X X

AI426.1 PREP/RECOVERY ISO X X

AI426.2 PROVIDER WORKROOM X X

AI426.3 ANESTHESIA MED ROOM X X

AI426.4 TEAM STATION X X

AI427 CARDIAC OR + PUMP ROOM X X

AI427.1 TRAUMA OR X X

AI427.2 GENERAL OR X X

AI427.3 ORTHO & SPINE OR X X

AI427.4 NEURO OR X X

AI427.5 HYBRID OR X X

AI427.7 PLATFORM CONTROL X X

AI427.8 CLEAN CORE X X

AI427.9 DO NOT PRINT X X

AI427.10 SOILED UTILITY W/ NEPTUNE X X

AI427.11 TECH WORK X X

AI427.12 EGS OR X X

AI427.13 ANESTHESIA WORKROOM X X

AI427.14 PHYSICIAN DINING X X

AI427.15 OR LOCKERS - WOMEN X X

AI427.16 OR LOCKERS - MEN X X

AI428 CATH SINGLE PLANE X X

SHEET # SHEET NAME 11
/2

7/
19

 -
 1

00
%

 S
D

06
/0

5/
20

 -
 7

5%
 D

D

08
/1

4/
20

 -
 1

00
%

 D
D

08-ARCHITECTURAL

AC120 OVERALL REFLECTED CEILING PLAN - LEVEL B01 X

AC120A REFLECTED CEILING PLAN - LEVEL B01 - AREA A X X

AC120B REFLECTED CEILING PLAN - LEVEL B01 - AREA B X X

AC120C REFLECTED CEILING PLAN - LEVEL B01 - AREA C X X

AC120D REFLECTED CEILING PLAN - LEVEL B01 - AREA D X X

AC120E REFLECTED CEILING PLAN - LEVEL B01 - AREA E X X

AC120F REFLECTED CEILING PLAN - LEVEL B01 - AREA F X X

AC120G REFLECTED CEILING PLAN - LEVEL B01 - AREA G X X

AC121 OVERALL REFLECTED CEILING PLAN - LEVEL 01 X X

AC121A REFLECTED CEILING PLAN - LEVEL 01 - AREA A X X

AC121B REFLECTED CEILING PLAN - LEVEL 01 - AREA B X X

AC121C REFLECTED CEILING PLAN - LEVEL 01 - AREA C X X

AC121D REFLECTED CEILING PLAN - LEVEL 01 - AREA D X X

AC121E REFLECTED CEILING PLAN - LEVEL 01 - AREA E X X

AC121F REFLECTED CEILING PLAN - LEVEL 01 - AREA F X X

AC121G REFLECTED CEILING PLAN - LEVEL 01 - AREA G X

AC122 OVERALL REFLECTED CEILING PLAN - LEVEL 02 X X

AC122A REFLECTED CEILING PLAN - LEVEL 02 - AREA A X X

AC122B REFLECTED CEILING PLAN - LEVEL 02 - AREA B X X

AC122C REFLECTED CEILING PLAN - LEVEL 02 - AREA C X X

AC122D REFLECTED CEILING PLAN - LEVEL 02 - AREA D X X

AC122E REFLECTED CEILING PLAN - LEVEL 02 - AREA E X X

AC122F REFLECTED CEILING PLAN - LEVEL 02 - AREA F X X

AC122G REFLECTED CEILING PLAN - LEVEL 02 - AREA G X X

AC123 REFLECTED CEILING PLAN - LEVEL 03 X X

AC123A REFLECTED CEILING PLAN - LEVEL 03 - AREA A X X

AC123B REFLECTED CEILING PLAN - LEVEL 03 - AREA B X X

AC123C REFLECTED CEILING PLAN - LEVEL 03 - AREA C X X

AC123D REFLECTED CEILING PLAN - LEVEL 03 - AREA D X X

AC123E REFLECTED CEILING PLAN - LEVEL 03 - AREA E X X

AC123F REFLECTED CEILING PLAN - LEVEL 03 - AREA F X X

AC123G REFLECTED CEILING PLAN - LEVEL 03 - AREA G X X

AC124 REFLECTED CEILING PLAN - LEVEL 04 X X

AC124A REFLECTED CEILING PLAN - LEVEL 04 - AREA A X X

AC124B REFLECTED CEILING PLAN - LEVEL 04 - AREA B X X

AC124C REFLECTED CEILING PLAN - LEVEL 04 - AREA C X X

AC124D REFLECTED CEILING PLAN - LEVEL 04 - AREA D X X

AC124E REFLECTED CEILING PLAN - LEVEL 04 - AREA E X X

AC124F REFLECTED CEILING PLAN - LEVEL 04 - AREA F X X

AC124G REFLECTED CEILING PLAN - LEVEL 04 - AREA G X X

AC125 OVERALL REFLECTED CEILING PLAN - LEVEL 05 X X

AC125A REFLECTED CEILING PLAN - LEVEL 05 - AREA A X X

AC125B REFLECTED CEILING PLAN - LEVEL 05 - AREA B X X

AC125C REFLECTED CEILING PLAN - LEVEL 05 - AREA C X X

AC126 OVERALL REFLECTED CEILING PLAN - LEVEL 06 X X

AC126A REFLECTED CEILING PLAN - LEVEL 06 - AREA A X X

AC126B REFLECTED CEILING PLAN - LEVEL 06 - AREA B X X

AC126C REFLECTED CEILING PLAN - LEVEL 06 - AREA C X X

AC127 REFLECTED CEILING PLAN - LEVEL 07 X

AC127A REFLECTED CEILING PLAN - LEVEL 07 - AREA A X

AC131A REFLECTED CEILING PLAN  - BBRP LEVEL 01 AREA A X X

AC132A REFLECTED CEILING PLAN - BBRP LEVEL 02 AREA A X

AC132B REFLECTED CEILING PLAN - BBRP LEVEL 02 AREA B X X

AC132C REFLECTED CEILING PLAN - BBRP LEVEL 02 AREA C X X

AC133A REFLECTED CEILING PLAN - BBRP LEVEL 03 AREA A X X

AC133B REFLECTED CEILING PLAN  - BBRP LEVEL 03 AREA B X X

AC133C REFLECTED CEILING PLAN - BBRP LEVEL 03 AREA C X X

AE200 EXTERIOR ELEVATIONS X X X

AE201 EXTERIOR ELEVATIONS X X X

AE202 EXTERIOR ELEVATIONS X X X

AE205 MOCK UP PANEL ELEVATIONS X

AE210 ENLARGED EXTERIOR ELEVATIONS - NORTH_PODIUM X X

AE211 ENLARGED EXTERIOR ELEVATIONS - NORTH-EAST / EAST_PODIUM X X

AE212 ENLARGED EXTERIOR ELEVATIONS - SOUTH-EAST_PODIUM X X

AE213 ENLARGED EXTERIOR ELEVATIONS - SOUTH_PODIUM X X

AE214 ENLARGED EXTERIOR ELEVATIONS - WEST_PODIUM X X

AE218 ENLARGED EXTERIOR ELEVATIONS - ED DROP OFF X X

AE220 ENLARGED EXTERIOR ELEVATIONS - NORTH_BEDTOWER X X

AE222 ENLARGED EXTERIOR ELEVATIONS - EAST / WEST_BEDTOWER X X

AE223 ENLARGED EXTERIOR ELEVATIONS - SOUTH-EAST_BEDTOWER X X

AE224 ENLARGED EXTERIOR ELEVATIONS - SOUTH_BEDTOWER X X

AE228 ENLARGED EXTERIOR ELEVATIONS -  PENTHOUSE X X

AE230 EXTERIOR CURTAIN WALL SYSTEM TYPES X X

AE231 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS1 X X

AE232 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS1 X X

AE233 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS1 X X

AE234 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS2 X X

AE235 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS2 X X

AE236 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS2 X X

AE237 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS2 X X

AE238 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS2 X X

AE239 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS2 X X

AE240 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS3 X X

AE241 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS3 X X

AE242 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS3 X X

AE243 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS3 X X

AE244 ENLARGED EXTERIOR CURTAIN WALL ELEVATIONS TYPE CWS3 X X

AE245 ENLARGED SUNSHADE ELEVATIONS X

AE246 ENLARGED SUNSHADE ELEVATIONS X

AE247 EXTERIOR FRIT PATTERN - ENLARGED SOUTH ELEVATION X

AE248 EXTERIOR FRIT PATTERN - ENLARGED SOUTH-EAST ELEVATION X

AE249 ENLARGED LOUVER ELEVATIONS X

AE250 ENLARGED LOUVER ELEVATIONS X

AE251 TYPICAL CURTAIN WALL DETAILS X X

AE300 BUILDING SECTIONS X X X

AE301 BUILDING SECTIONS X X X
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MP122F FLOOR PLAN - LEVEL 02 - AREA F - MISC. PIPING X X

MP122G FLOOR PLAN - LEVEL 02 - AREA G - MISC. PIPING X

MP123A FLOOR PLAN- LEVEL 03 - AREA A - MISC. PIPING X X

MP123B FLOOR PLAN- LEVEL 03 - AREA B - MISC. PIPING X X

MP123C FLOOR PLAN- LEVEL 03 - AREA C - MISC. PIPING X X

MP123D FLOOR PLAN- LEVEL 03 - AREA D - MISC. PIPING X X

MP123E FLOOR PLAN- LEVEL 03 - AREA E - MISC. PIPING X X

MP123F FLOOR PLAN - LEVEL 03 - AREA F - MISC. PIPING X X

MP123G FLOOR PLAN - LEVEL 03 - AREA G - MISC. PIPING X

MP124A FLOOR PLAN- LEVEL 04 - AREA A - MISC. PIPING X X

MP124B FLOOR PLAN- LEVEL 04 - AREA B - MISC. PIPING X X

MP124C FLOOR PLAN- LEVEL 04 - AREA C - MISC. PIPING X X

MP124D FLOOR PLAN- LEVEL 04 - AREA D - MISC. PIPING X X

MP124E FLOOR PLAN- LEVEL 04 - AREA E - MISC. PIPING X X

MP124F FLOOR PLAN - LEVEL 04 - AREA F - MISC. PIPING X X

MP124G FLOOR PLAN - LEVEL 04 - AREA G - MISC. PIPING X

MP125A FLOOR PLAN- LEVEL 05 - AREA A - MISC. PIPING X X

MP125B FLOOR PLAN- LEVEL 05 - AREA B - MISC. PIPING X X

MP125C FLOOR PLAN- LEVEL 05 - AREA C - MISC. PIPING X X

MP126A FLOOR PLAN- LEVEL 06 - AREA A - MISC. PIPING X X

MP126B FLOOR PLAN- LEVEL 06 - AREA B - MISC. PIPING X X

MP126C FLOOR PLAN- LEVEL 06 - AREA C - MISC. PIPING X X

MP127A FLOOR PLAN- LEVEL 07 - AREA A - MISC. PIPING X X

MP127B FLOOR PLAN- LEVEL 07 - AREA B - MISC. PIPING X X

MP127C FLOOR PLAN- LEVEL 07 - AREA C - MISC. PIPING X X

MPB130 BBRP - FLOOR PLAN - LEVEL B1 - MISC. PIPING X X

MPB131 BBRP - FLOOR PLAN - LEVEL 1 - MISC. PIPING X X

MPB132 BBRP - FLOOR PLAN - LEVEL 2 - MISC. PIPING X X

MPB133 BBRP - FLOOR PLAN - LEVEL 3 - MISC. PIPING X X

M-401 ENLARGED PLANS X X

M-402 ENLARGED PLANS X X

M-403 ENLARGED PLANS - PARKING GARAGE BRIDGE X

M-404 ENLARGED PLANS - BBRP BRIDGE - HVAC X

M-405 ENLARGED PLANS - BBRP BRIDGE - MISC. PIPING X

M-501 MECHANICAL DETAILS X X

M-502 MECHANICAL DETAILS X X

M-503 MECHANICAL DETAILS X X

M-504 MECHANICAL DETAILS X X

M-601 STACKING DIAGRAM X X X

M-602 MECHANICAL HEATING HOT WATER DIAGRAM X X X

M-603 MECHANICAL CHILLED WATER DIAGRAM X X X

M-701 MECHANICAL SCHEDULES X X X

M-702 MECHANICAL SCHEDULES X X X

M-703 MECHANICAL SCHEDULES X X

M-704 MECHANICAL SCHEDULES X X

M-800 I&C SYMBOLS AND ABBREVIATIONS X X

M-801 BMS NETWORK ARCHITECTURE (1 OF 2) X X

M-802 BMS NETWORK ARCHITECTURE (2 OF 2) X X

M-803 TYPICAL AHU CONTROL X X

M-805 EXHAUST FAN CONTROL X X

M-806 ROOM CONTROLS (1 OF 2) X X

M-807 ROOM CONTROLS (2 OF 2) X X

M-808 MISC BMS CONTROL X X

M-809 BMS DETAILS X X

Grand total: 347
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PS125C SANITARY AND SEWER  PLAN LEVEL L05 - AREA C X X X

PS126A SANITARY AND SEWER  PLAN LEVEL L06 - AREA A X X X

PS126B SANITARY AND SEWER  PLAN LEVEL L06 - AREA B X X X

PS126C SANITARY AND SEWER  PLAN LEVEL L06 - AREA C X X X

PS127A SANITARY AND SEWER  PLAN LEVEL L07 - AREA A X X X

PS127B SANITARY AND SEWER  PLAN LEVEL L07 - AREA B X X X

PS127C SANITARY AND SEWER  PLAN LEVEL L07 - AREA E X X X

PG120A MEDICAL GASES PLAN LEVEL B01 - AREA A X X X

PG120B MEDICAL GASES PLAN LEVEL B01 - AREA B X X X

PG120C MEDICAL GASES PLAN LEVEL B01 - AREA C X X X

PG120D MEDICAL GASES PLAN LEVEL B01 - AREA D X X X

PG120E MEDICAL GASES PLAN LEVEL B01 - AREA E X X X

PG120F MEDICAL GASES PLAN LEVEL B01 - AREA F X X X

PG120G MEDICAL GASES PLAN LEVEL B01 - AREA G X X X

PG121A MEDICAL GASES PLAN LEVEL L01 - AREA A X X X

PG121B MEDICAL GASES PLAN LEVEL L01 - AREA B X X X

PG121C MEDICAL GASES PLAN LEVEL L01 - AREA C X X X

PG121D MEDICAL GASES PLAN LEVEL L01 - AREA D X X X

PG121E MEDICAL GASES PLAN LEVEL L01 - AREA E X X X

PG121F MEDICAL GASES PLAN LEVEL L01 - AREA F X X X

PG121G MEDICAL GASES PLAN LEVEL L01 - AREA G X X X

PG122A MEDICAL GASES PLAN LEVEL L02 - AREA A X X X

PG122B MEDICAL GASES PLAN LEVEL L02 - AREA B X X X

PG122C MEDICAL GASES PLAN LEVEL L02 - AREA C X X X

PG122D MEDICAL GASES PLAN LEVEL L02 - AREA D X X X

PG122E MEDICAL GASES PLAN LEVEL L02 - AREA E X X X

PG122F MEDICAL GASES PLAN LEVEL L02 - AREA F X X X

PG122G MEDICAL GASES PLAN LEVEL L02 - AREA G X X X

PG123A MEDICAL GASES PLAN LEVEL L03 - AREA A X X X

PG123B MEDICAL GASES PLAN LEVEL L03 - AREA B X X X

PG123C MEDICAL GASES PLAN LEVEL L03 - AREA C X X X

PG123D MEDICAL GASES PLAN LEVEL L03 - AREA D X X X

PG123E MEDICAL GASES PLAN LEVEL L03 - AREA E X X X

PG123F MEDICAL GASES PLAN LEVEL L03 - AREA F X X X

PG123G MEDICAL GASES PLAN LEVEL L03 - AREA G X X X

PG124A MEDICAL GASES PLAN LEVEL L04 - AREA A X X X

PG124B MEDICAL GASES PLAN LEVEL L04 - AREA B X X X

PG124C MEDICAL GASES PLAN LEVEL L04 - AREA C X X X

PG124D MEDICAL GASES PLAN LEVEL L04 - AREA D X X X

PG124E MEDICAL GASES PLAN LEVEL L04 - AREA E X X X

PG124F MEDICAL GASES PLAN LEVEL L04 - AREA F X X X

PG124G MEDICAL GASES PLAN LEVEL L04 - AREA G X X X

PG125A MEDICAL GASES PLAN LEVEL L05 - AREA A X X X

PG125B MEDICAL GASES PLAN LEVEL L05 - AREA B X X X

PG125C MEDICAL GASES PLAN LEVEL L05 - AREA C X X X

PG126A MEDICAL GASES PLAN LEVEL L06 - AREA A X X X

PG126B MEDICAL GASES PLAN LEVEL L06 - AREA B X X X

PG126C MEDICAL GASES PLAN LEVEL L06 - AREA C X X X

PG127A MEDICAL GASES PLAN LEVEL L07 - AREA A X X X

PG127B MEDICAL GASES PLAN LEVEL L07 - AREA B X X X

PG127C MEDICAL GASES PLAN LEVEL L07 - AREA C X X X

PP132A PLUMBING PLAN - BBRP LEVEL 02 AREA A X

PP132B PLUMBING PLAN - BBRP LEVEL 02 AREA B X

PP132C PLUMBING PLAN - BBRP LEVEL 02 AREA C X

PP133A PLUMBING PLAN - BBRP LEVEL 03 AREA A X

PP133B PLUMBING PLAN - BBRP LEVEL 03 AREA B X

PP133C PLUMBING PLAN - BBRP LEVEL 03 AREA C X

P-401 PLUMBING ENLARGED PLANS X X X

P-402 PLUMBING ENLARGED PLANS X X X

P-403 DRAINAGE ENLARGED PLANS X X X

P-404 PLUMBING ENLARGED PLANS X

P-502 PLUMBING DETAILS X X X

P-601 PLUMBING DIAGRAMS X X X

P-603 DOMESTIC WATER RISER X

P-701 PLUMBING SCHEDULES X X X

14 MECHANICAL

M-001 MECHANICAL SYMBOLS AND ABBREVIATIONS X x X

MHDB101A BBRP - HVAC DEMOLITION PLAN - LEVEL 01 AREA A X X

MHDB102A BBRP - HVAC DEMOLITION PLAN - LEVEL 02 AREA A X X

MHDB102B BBRP - HVAC DEMOLITION PLAN - LEVEL 02 AREA B X

MHDB102C BBRP - HVAC DEMOLITION PLAN - LEVEL 02 AREA C X

MHDB103A BBRP - HVAC DEMOLITION PLAN - LEVEL 03 AREA A X X

MPDB130B1 BBRP- MISC. PIPING DEMOLITION PLAN - LEVEL B1 X X

MPDB131 BBRP- MISC. PIPING DEMOLITION PLAN - LEVEL 1 X X

MPDB132 BBRP- MISC. PIPING DEMOLITION PLAN - LEVEL 2 X X

MPDB133 BBRP- MISC. PIPING DEMOLITION PLAN - LEVEL 3 X X

MH120A FLOOR PLAN- LEVEL B1 - AREA A - HVAC X X

MH120B FLOOR PLAN - LEVEL B1 - AREA B - HVAC X X

MH120C FLOOR PLAN- LEVEL B1 - AREA C - HVAC X X

MH120D FLOOR PLAN- LEVEL B1 - AREA D - HVAC X X

MH120E FLOOR PLAN- LEVEL B1 - AREA E - HVAC X X

MH120F FLOOR PLAN- LEVEL B1 - AREA F - HVAC X X

MH120G FLOOR PLAN- LEVEL B1 - AREA G - HVAC X X

MH121A FLOOR PLAN- LEVEL 01 - AREA A - HVAC X X

MH121B FLOOR PLAN- LEVEL 01 - AREA B - HVAC X X

MH121C FLOOR PLAN- LEVEL 01 - AREA C - HVAC X X

MH121D FLOOR PLAN - LEVEL 01 - AREA D - HVAC X X

MH121E FLOOR PLAN- LEVEL 01 - AREA E - HVAC X X

MH121F FLOOR PLAN - LEVEL 01 - AREA F - HVAC X X

MH121G FLOOR PLAN - LEVEL 01 - AREA G - HVAC X X

MH122A FLOOR PLAN- LEVEL 02 - AREA A - HVAC X X

MH122B FLOOR PLAN- LEVEL 02 - AREA B - HVAC X X

MH122C FLOOR PLAN - LEVEL 02 - AREA C - HVAC X X

MH122D FLOOR PLAN - LEVEL 02 - AREA D - HVAC X X

MH122E FLOOR PLAN - LEVEL 02 - AREA E - HVAC X X

MH122F FLOOR PLAN - LEVEL 02 - AREA F - HVAC X X

MH122G FLOOR PLAN - LEVEL 02 - AREA G - HVAC X X

MH123A FLOOR PLAN - LEVEL 03 - AREA A - HVAC X X

MH123B FLOOR PLAN - LEVEL 03 - AREA B - HVAC X X

MH123C FLOOR PLAN - LEVEL 03 - AREA C - HVAC X X

MH123D FLOOR PLAN - LEVEL 03 - AREA D - HVAC X X

MH123E FLOOR PLAN - LEVEL 03 - AREA E - HVAC X X

MH123F FLOOR PLAN - LEVEL 03 - AREA F - HVAC X X

MH123G FLOOR PLAN - LEVEL 03 - AREA G - HVAC X X

MH124A FLOOR PLAN - LEVEL 04 - AREA A - HVAC X X

MH124B FLOOR PLAN - LEVEL 04 - AREA B - HVAC X X

MH124C FLOOR PLAN - LEVEL 04 - AREA C - HVAC X X

MH124D FLOOR PLAN - LEVEL 04 - AREA D - HVAC X X

MH124E FLOOR PLAN - LEVEL 04 - AREA E - HVAC X X

MH124F FLOOR PLAN - LEVEL 04 - AREA F - HVAC X X

MH124G FLOOR PLAN - LEVEL 04 - AREA G - HVAC X X

MH125A FLOOR PLAN - LEVEL 05 - AREA A - HVAC X X

MH125B FLOOR PLAN - LEVEL 05 - AREA B - HVAC X X

MH125C FLOOR PLAN - LEVEL 05 - AREA C - HVAC X X

MH126A FLOOR PLAN - LEVEL 06 - AREA A - HVAC X X

MH126B FLOOR PLAN - LEVEL 06 - AREA B - HVAC X X

MH126C FLOOR PLAN - LEVEL 06 - AREA C - HVAC X X

MH127A FLOOR PLAN - LEVEL 07 - AREA A - HVAC X X

MH127B FLOOR PLAN - LEVEL 07 - AREA B - HVAC X X

MH127C FLOOR PLAN - LEVEL 07 - AREA C - HVAC X X

MH128C FLOOR PLAN - LEVEL 08 - AREA C - HVAC X

MHB101A BBRP - FLOOR PLAN - LEVEL 01 - HVAC - AREA A X X

MHB102A BBRP - FLOOR PLAN - LEVEL 02 - HVAC - AREA A X X

MHB102B BBRP - FLOOR PLAN - LEVEL 02 - HVAC - AREA B X

MHB102C BBRP - FLOOR PLAN - LEVEL 02 - HVAC - AREA C X

MHB103A BBRP - FLOOR PLAN - LEVEL 03 - HVAC - AREA A X X

MHB103B BBRP - FLOOR PLAN - LEVEL 03 - HVAC - AREA B X

MHB103C BBRP - FLOOR PLAN - LEVEL 03 - HVAC - AREA C X

MHB130 BBRP - FLOOR PLAN - LEVEL B1 - HVAC X X

MP120A FLOOR PLAN- LEVEL B1 - AREA A - MISC. PIPING X X

MP120B FLOOR PLAN- LEVEL B1 - AREA B - MISC. PIPING X X

MP120C FLOOR PLAN- LEVEL B1 - AREA C - MISC. PIPING X X

MP120D FLOOR PLAN- LEVEL B1 - AREA D - MISC. PIPING X X

MP120E FLOOR PLAN- LEVEL B1 - AREA E - MISC. PIPING X X

MP120F FLOOR PLAN- LEVEL B1 - AREA F - MISC. PIPING X X

MP120G FLOOR PLAN - LEVEL B1 - AREA G - MISC. PIPING X X

MP121A FLOOR PLAN- LEVEL 01 - AREA A - MISC. PIPING X X

MP121B FLOOR PLAN- LEVEL 01 - AREA B - MISC. PIPING X X

MP121C FLOOR PLAN- LEVEL 01 - AREA C - MISC. PIPING X X

MP121D FLOOR PLAN- LEVEL 01 - AREA D - MISC. PIPING X X

MP121E FLOOR PLAN- LEVEL 01 - AREA E - MISC. PIPING X X

MP121F FLOOR PLAN- LEVEL 01 - AREA F - MISC. PIPING X X

MP121G FLOOR PLAN- LEVEL 01 - AREA G - MISC. PIPING X X

MP122A FLOOR PLAN- LEVEL 02 - AREA A - MISC. PIPING X X

MP122B FLOOR PLAN- LEVEL 02 - AREA B - MISC. PIPING X X

MP122C FLOOR PLAN- LEVEL 02 - AREA C - MISC. PIPING X X

MP122D FLOOR PLAN- LEVEL 02 - AREA D - MISC. PIPING X X

MP122E FLOOR PLAN- LEVEL 02 - AREA E - MISC. PIPING X X
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11-FIRE PROTECTION

F-001 FIRE PROTECTION SYMBOLS AND ABBREVIATIONS X X X

F-002 FIRE PROTECTION SYMBOLS AND ABBREVIATIONS X X X

FX120A FIRE PROTECTION PLAN - LEVEL B01 - AREA A X X X

FX120B FIRE PROTECTION PLAN - LEVEL B01 - AREA B X X X

FX120C FIRE PROTECTION PLAN - LEVEL B01 - AREA C X X X

FX120D FIRE PROTECTION PLAN - LEVEL B01 - AREA D X X X

FX120E FIRE PROTECTION PLAN - LEVEL B01 - AREA E X X X

FX120F FIRE PROTECTION PLAN - LEVEL B01 - AREA F X X X

FX120G FIRE PROTECTION PLAN - LEVEL B01 - AREA G X X X

FX121A FIRE PROTECTION PLAN - LEVEL 01 - AREA A X X X

FX121B FIRE PROTECTION PLAN - LEVEL 01 - AREA B X X X

FX121C FIRE PROTECTION PLAN - LEVEL 01 - AREA C X X X

FX121D FIRE PROTECTION PLAN - LEVEL 01 - AREA D X X X

FX121E FIRE PROTECTION PLAN - LEVEL 01 - AREA E X X X

FX121F FIRE PROTECTION PLAN - LEVEL 01 - AREA F X X X

FX121G FIRE PROTECTION PLAN - LEVEL 01 - AREA G X X X

FX122A FIRE PROTECTION PLAN - LEVEL 02 - AREA A X X X

FX122B FIRE PROTECTION PLAN - LEVEL 02 - AREA B X X X

FX122C FIRE PROTECTION PLAN - LEVEL 02 - AREA C X X X

FX122D FIRE PROTECTION PLAN - LEVEL 02 - AREA D X X X

FX122E FIRE PROTECTION PLAN - LEVEL 02 - AREA E X X X

FX122F FIRE PROTECTION PLAN - LEVEL 02 - AREA F X X X

FX122G FIRE PROTECTION PLAN - LEVEL 02 - AREA G X X X

FX123A FIRE PROTECTION PLAN - LEVEL 03 - AREA A X X X

FX123B FIRE PROTECTION PLAN - LEVEL 03 - AREA B X X X

FX123C FIRE PROTECTION PLAN - LEVEL 03 - AREA C X X X

FX123D FIRE PROTECTION PLAN - LEVEL 03 - AREA D X X X

FX123E FIRE PROTECTION PLAN - LEVEL 03 - AREA E X X X

FX123F FIRE PROTECTION PLAN - LEVEL 03 - AREA F X X X

FX123G FIRE PROTECTION PLAN - LEVEL 03 - AREA G X X X

FX124A FIRE PROTECTION PLAN - LEVEL 04 - AREA A X X X

FX124B FIRE PROTECTION PLAN - LEVEL 04 - AREA B X X X

FX124C FIRE PROTECTION PLAN - LEVEL 04 - AREA C X X X

FX124D FIRE PROTECTION PLAN - LEVEL 04 - AREA D X X X

FX124E FIRE PROTECTION PLAN - LEVEL 04 - AREA E X X X

FX124F FIRE PROTECTION PLAN - LEVEL 04 - AREA F X X X

FX124G FIRE PROTECTION PLAN - LEVEL 04 - AREA G X X X

FX125A FIRE PROTECTION PLAN - LEVEL 05 - AREA A X X X

FX125B FIRE PROTECTION PLAN - LEVEL 05 - AREA B X X X

FX125C FIRE PROTECTION PLAN - LEVEL 05 - AREA C X X X

FX126A FIRE PROTECTION PLAN - LEVEL 06 - AREA A X X X

FX126B FIRE PROTECTION PLAN - LEVEL 06 - AREA B X X X

FX126C FIRE PROTECTION PLAN - LEVEL 06 - AREA C X X X

FX127A FIRE PROTECTION PLAN - LEVEL 07 - AREA A X X X

FX127B FIRE PROTECTION PLAN - LEVEL 07 - AREA B X X X

FX127C FIRE PROTECTION PLAN - LEVEL 07 - AREA C X X X

F-501 FIRE PROTECTION DETAILS X X X

F-601 FIRE PROTECTION SCHEMATIC DIAGRAM X X X

12-PLUMBING

P-000 PLUMBING SYMBOLS AND ABBREVIATIONS X X X

PD132A PLUMBING DEMOLITION PLAN - BBRP LEVEL 02 AREA A X

PD132B PLUMBING DEMOLITION PLAN - BBRP LEVEL 02 AREA B X

PD132C PLUMBING DEMOLITION PLAN - BBRP LEVEL 02 AREA C X

PD133A PLUMBING DEMOLITION PLAN - BBRP LEVEL 03 AREA A X

PD133B PLUMBING DEMOLITION PLAN - BBRP LEVEL 03 AREA B X

PD133C PLUMBING DEMOLITION PLAN - BBRP LEVEL 03 AREA C X

PP120A DOMESTIC WATER PLAN - LEVEL B01 - AREA A X X X

PP120B DOMESTIC WATER PLAN - LEVEL B01 - AREA B X X X

PP120C DOMESTIC WATER PLAN - LEVEL B01 - AREA C X X X

PP120D DOMESTIC WATER PLAN - LEVEL B01 - AREA D X X X

PP120E DOMESTIC WATER PLAN - LEVEL B01 - AREA E X X X

PP120G DOMESTIC WATER PLAN - LEVEL B01 - AREA G X X X

PP121A DOMESTIC WATER PLAN - LEVEL L01 - AREA A X X X

PP121B DOMESTIC WATER PLAN - LEVEL L01 - AREA B X X X

PP121C DOMESTIC WATER PLAN - LEVEL L01 - AREA C X X X

PP121D DOMESTIC WATER PLAN - LEVEL L01 - AREA D X X X

PP121E DOMESTIC WATER PLAN - LEVEL L01 - AREA E X X X

PP121F DOMESTIC WATER PLAN - LEVEL L01 - AREAF X X X

PP121G DOMESTIC WATER PLAN - LEVEL L01 - AREA G X X X

PP122A DOMESTIC WATER PLAN - LEVEL L02 - AREA A X X X

PP122B DOMESTIC WATER PLAN - LEVEL L02 - AREA B X X X

PP122C DOMESTIC WATER PLAN - LEVEL L02 - AREA C X X X

PP122D DOMESTIC WATER PLAN - LEVEL L02 - AREA D X X X

PP122E DOMESTIC WATER PLAN - LEVEL L02 - AREA E X X X

PP122F DOMESTIC WATER PLAN - LEVEL L02 - AREA F X X X

PP122G DOMESTIC WATER PLAN - LEVEL L02 - AREA G X X X

PP123A DOMESTIC WATER PLAN - LEVEL L03  - AREA A X X X

PP123B DOMESTIC WATER PLAN - LEVEL L03 - AREA B X X X

PP123C DOMESTIC WATER PLAN - LEVEL L03 - AREA C X X X

PP123D DOMESTIC WATER PLAN - LEVEL L03 - AREA D X X X

PP123E DOMESTIC WATER PLAN - LEVEL L03 - AREA E X X X

PP123F DOMESTIC WATER PLAN - LEVEL L03 - AREA F X X X

PP123G DOMESTIC WATER PLAN - LEVEL L03 - AREA G X X X

PP124A DOMESTIC WATER PLAN LEVEL L04 - AREA A X X X

PP124B DOMESTIC WATER PLAN LEVEL L04 - AREA B X X X

PP124C DOMESTIC WATER PLAN LEVEL L04 - AREA C X X X

PP124D DOMESTIC WATER PLAN LEVEL L04 - AREA D X X X

PP124E DOMESTIC WATER PLAN LEVEL L04 - AREA E X X X

PP124F DOMESTIC WATER PLAN LEVEL L04 - AREA F X X X

PP124G DOMESTIC WATER PLAN LEVEL L04 - AREA G X X X

PP125A DOMESTIC WATER PLAN LEVEL L05 - AREA A X X X

PP125B DOMESTIC WATER PLAN LEVEL L05 - AREA B X X X

PP125C DOMESTIC WATER PLAN LEVEL L05 - AREA C X X X

PP126A DOMESTIC WATER PLAN LEVEL L06 - AREA A X X X

PP126B DOMESTIC WATER PLAN LEVEL L06 - AREA B X X X

PP126C DOMESTIC WATER PLAN LEVEL L06 - AREA C X X X

PP127A DOMESTIC WATER PLAN LEVEL L07 - AREA A X X X

PP127B DOMESTIC WATER PLAN LEVEL L07 - AREA B X X X

PP127C DOMESTIC WATER PLAN LEVEL L07 - AREA C X X X

PS120A SANITARY AND SEWER  PLAN LEVEL B01 - AREA A X X X

PS120B SANITARY AND SEWER  PLAN LEVEL B01 - AREA B X X X

PS120C SANITARY AND SEWER  PLAN LEVEL B01 - AREA C X X X

PS120D SANITARY AND SEWER  PLAN LEVEL B01 - AREA D X X X

PS120E SANITARY AND SEWER  PLAN LEVEL B01 - AREA E X X X

PS120F SANITARY AND SEWER  PLAN LEVEL B01 - AREA F X X X

PS120G SANITARY AND SEWER  PLAN LEVEL B01 - AREA G X X X

PS120UA SANITARY AND SEWER  UNDERSLAB PLAN - AREA A X X X

PS120UB SANITARY AND SEWER  UNDERSLAB PLAN - AREA B X X X

PS120UC SANITARY AND SEWER  UNDERSLAB PLAN - AREA C X X X

PS120UD SANITARY AND SEWER  UNDERSLAB PLAN - AREA D X X X

PS120UE SANITARY AND SEWER  UNDERSLAB PLAN - AREA E X X X

PS120UF SANITARY AND SEWER  UNDERSLAB PLAN - AREA F X X X

PS120UG SANITARY AND SEWER  UNDERSLAB PLAN - AREA G X X X

PS121A SANITARY AND SEWER  PLAN LEVEL L01 - AREA A X X X

PS121B SANITARY AND SEWER  PLAN LEVEL L01 - AREA B X X X

PS121C SANITARY AND SEWER  PLAN LEVEL L01 - AREA C X X X

PS121D SANITARY AND SEWER  PLAN LEVEL L01 - AREA D X X X

PS121E SANITARY AND SEWER  PLAN LEVEL L01 - AREA E X X X

PS121F SANITARY AND SEWER  PLAN LEVEL L01 - AREA F X X X

PS121G SANITARY AND SEWER  PLAN LEVEL L01 - AREA G X X X

PS122A SANITARY AND SEWER  PLAN LEVEL L02 - AREA A X X X

PS122B SANITARY AND SEWER  PLAN LEVEL L02 - AREA B X X X

PS122C SANITARY AND SEWER  PLAN LEVEL L02 - AREA C X X X

PS122D SANITARY AND SEWER  PLAN LEVEL L02 - AREA D X X X

PS122E SANITARY AND SEWER  PLAN LEVEL L02 - AREA E X X X

PS122F SANITARY AND SEWER  PLAN LEVEL L02 - AREA F X X X

PS122G SANITARY AND SEWER  PLAN LEVEL L02 - AREA G X X X

PS122PB SANITARY AND SEWER  PLAN LEVEL L02 - AREA  PB

PS123A SANITARY AND SEWER  PLAN LEVEL L03 - AREA A X X X

PS123B SANITARY AND SEWER  PLAN LEVEL L03 - AREA B X X X

PS123BB SANITARY AND SEWER  PLAN LEVEL L03 - AREA BB

PS123C SANITARY AND SEWER  PLAN LEVEL L03 - AREA C X X X

PS123D SANITARY AND SEWER  PLAN LEVEL L03 - AREA D X X X

PS123E SANITARY AND SEWER  PLAN LEVEL L03 - AREA E X X X

PS123F SANITARY AND SEWER  PLAN LEVEL L04 - AREA F X X X

PS123G SANITARY AND SEWER  PLAN LEVEL L03 - AREA G X X X

PS123PB SANITARY AND SEWER  PLAN LEVEL L03 - AREA PB

PS124A SANITARY AND SEWER  PLAN LEVEL L04 - AREA A X X X

PS124B SANITARY AND SEWER  PLAN LEVEL L04 - AREA B X X X

PS124BB SANITARY AND SEWER  PLAN LEVEL L04 - AREA BB

PS124C SANITARY AND SEWER  PLAN LEVEL L04 - AREA C X X X

PS124D SANITARY AND SEWER  PLAN LEVEL L04 - AREA D X X X

PS124E SANITARY AND SEWER  PLAN LEVEL L04 - AREA E X X X

PS124F SANITARY AND SEWER  PLAN LEVEL L04 - AREA F X X X

PS124G SANITARY AND SEWER  PLAN LEVEL L04 - AREA G X X X

PS125A SANITARY AND SEWER  PLAN LEVEL L05 - AREA A X X X

PS125B SANITARY AND SEWER  PLAN LEVEL L05 - AREA B X X X
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18-HELISTOP

H-001 HELISTOP INDEX SHEET X

H-127 HELISTOP FLIGHT PATH ARRANGEMENT X

H-128 HELISTOP GENERAL ARRANGEMENT X

H-129 HELISTOP GENERAL ARRANGEMENT AT ROOF X

H-130 HELISTOP GENERAL ARRANGEMENT BELOW PAD X

H-520 HELISTOP HANDRAIL ARRANGEMENT X

H-521 HELISTOP HANDRAIL DETAILS X

H-522 HELISTOP GRABRAIL DETAILS X

HE-127 HELISTOP ELECTRICAL ARRANGEMENT X

HE-128 HELISTOP ELECTRICAL ARRANGEMENT AT ROOF X

HE-129 HELISTOP ELECTRICAL ARRANGEMENT BELOW PAD X

HE-520 HELISTOP ELECTRICAL DETAILS X

HE-620 HELISTOP ELECTRICAL SINGLE LINE DIAGRAMS X

HFS-127 HELISTOP FIRE SUPPRESSION ARRANGEMENT X

HFS-520 HELISTOP FIRE SUPPRESSION DETAILS X

HFS-521 HELISTOP FIRE SUPPRESSION NOZZLE DETAILS X

HP-127 HELISTOP PLUMBING ARRANGEMENT X

HP-128 HELISTOP PLUMBING ARRANGEMENT BELOW PAD X

HP-520 FUEL/WATER SEPARATOR DETAILS X

HPA-127 HELISTOP PAINT ARRANGEMENT X

HPA-520 HELISTOP CROSS PAINT DETAILS X

HPA-521 HELISTOP PAINT DETAILS X

HS-127 HELISTOP STRUCTURAL ARRANGEMENT X

HS-520 HELISTOP STEEL DETAILS X

HS-521 HELISTOP STAIR ARRANGEMENT X

HS-522 HELISTOP STAIR DETAILS X

HS-523 FUEL/WATER SEPARATOR DETAILS X

HS-524 HELISTOP ELEVATION VIEW X

HS-525 HELISTOP WALKWAY ELEVATION VIEW X

HSM-127 HELISTOP HYDRONICS SNOWMELT ARRANGEMENT X

HSM-520 HELISTOP HYDRONICS SNOWMELT DETAILS X

HSN-127 HELISTOP SAFETY NET ARRANGEMENT X

HSN-128 WALKWAY SAFETY NET ARRANGEMENT X

HSN-129 HELISTOP SAFETY NET BRACKET ARRANGEMENT X

HSN-130 WALKWAY SAFETY NET BRACKET ARRANGEMENT X

HSN-520 HELISTOP SAFETY NET BRACKET DETAILS X

HSN-521 HELISTOP SAFETY NET DETAILS X

HSN-522 HELISTOP SAFETY NET BRACKET DETAILS X

HSN-523 HELISTOP SAFETY NET CORNER BRACKET DETAILS X

Grand total: 332
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FA125A FIRE ALARM PLAN - LEVEL 05 - AREA A X

FA125B FIRE ALARM PLAN - LEVEL 05 - AREA B X

FA125C FIRE ALARM PLAN - LEVEL 05 - AREA C X

FA126A FIRE ALARM PLAN - LEVEL 06 - AREA A X

FA126B FIRE ALARM PLAN - LEVEL 06 - AREA B X

FA126C FIRE ALARM PLAN - LEVEL 06 - AREA C X

FA127A FIRE ALARM PLAN - LEVEL 07 - AREA A X

FA127B FIRE ALARM PLAN - LEVEL 07 - AREA B X

FA127C FIRE ALARM PLAN - LEVEL 07 - AREA C X

FA128B FIRE ALARM PLAN - LEVEL 08 - AREA B X

FA128C FIRE ALARM PLAN - LEVEL 08 - AREA C X

ED131A ELECTRICAL DEMOLITION PLAN - BBRP LEVEL 01 AREA A X

ED132A ELECTRICAL DEMOLITION PLAN - BBRP LEVEL 02 AREA A X

ED132B ELECTRICAL DEMOLITION PLAN - BBRP LEVEL 02 AREA B X

ED132C ELECTRICAL DEMOLITION PLAN - BBRP LEVEL 02 AREA C X

ED133A ELECTRICAL DEMOLITION PLAN - BBRP LEVEL 03 AREA A X

ED133B ELECTRICAL DEMOLITION PLAN - BBRP LEVEL 03 AREA B X

ED133C ELECTRICAL DEMOLITION PLAN - BBRP LEVEL 03 AREA C X

EL131A LIGHTING PLAN - BBRP LEVEL 01 AREA A X

EL132A LIGHTING PLAN - BBRP LEVEL 02 AREA A X

EL132B LIGHTING PLAN - BBRP LEVEL 02 AREA B X

EL132C LIGHTING PLAN - BBRP LEVEL 02 AREA C X

EL133A LIGHTING PLAN - BBRP LEVEL 03 AREA A X

EL133B LIGHTING PLAN - BBRP LEVEL 03 AREA B X

EL133C LIGHTING PLAN - BBRP LEVEL 03 AREA C X

EP131A POWER PLAN - BBRP LEVEL 01 AREA A X

EP132A POWER PLAN - BBRP LEVEL 02 AREA A X

EP132B POWER PLAN - BBRP LEVEL 02 AREA B X

EP132C POWER PLAN - BBRP LEVEL 02 AREA C X

EP133A POWER PLAN - BBRP LEVEL 03 AREA A X

EP133B POWER PLAN - BBRP LEVEL 03 AREA B X

EP133C POWER PLAN - BBRP LEVEL 03 AREA C X

FA131A FIRE ALARM PLAN - BBRP LEVEL 01 AREA A X

FA132A FIRE ALARM PLAN - BBRP LEVEL 02 AREA A X

FA132B FIRE ALARM PLAN - BBRP LEVEL 02 AREA B X

FA132C FIRE ALARM PLAN - BBRP LEVEL 02 AREA C X

FA133A FIRE ALARM PLAN - BBRP LEVEL 03 AREA A X

FA133B FIRE ALARM PLAN - BBRP LEVEL 03 AREA B X

FA133C FIRE ALARM PLAN - BBRP LEVEL 03 AREA C X

E-401 ELECTRICAL ENLARGED PLAN X

E-402 ELECTRICAL ENLARGED PLAN X

E-403 ELECTRICAL ENLARGED PLAN X

E-404 ELECTRICAL ENLARGED PLAN X

E-411 ELECTRICAL ENLARGED PLAN X

E-412 ELECTRICAL ENLARGED PLAN X

E-421 ELECTRICAL ENLARGED PLAN X

E-422 ELECTRICAL ENLARGED PLAN X

E-423 ELECTRICAL ENLARGED PLAN X

E-431 ELECTRICAL ENLARGED PLAN X

E-432 ELECTRICAL ENLARGED PLAN X

E-433 ELECTRICAL ENLARGED PLAN X

E-434 ELECTRICAL ENLARGED PLAN X

E-435 ELECTRICAL ENLARGED PLAN X

E-436 ELECTRICAL ENLARGED PLAN X

E-437 ELECTRICAL ENLARGED PLAN X

E-438 ELECTRICAL ENLARGED PLAN X

E-439 ELECTRICAL ENLARGED PLAN X

E-441 ELECTRICAL ENLARGED PLAN X

E-451 ELECTRICAL ENLARGED PLAN X

E-452 ELECTRICAL ENLARGED PLAN X

E-453 ELECTRICAL ENLARGED PLAN X

E-461 ELECTRICAL ENLARGED PLAN X

E-471 ELECTRICAL ENLARGED PLAN X

E-501 ELECTRICAL DETAILS X

E-601 ELECTRICAL ONE-LINE DIAGRAM X X

E-602 ELECTRICAL ONE-LINE DIAGRAM X X

E-604 NORMAL RISER DIAGRAM X X

E-608 CRITICAL RISER DIAGRAM X X

E-610 LIFE SAFETY RISER DIAGRAM X X

E-612 EQUIPMENT RISER DIAGRAM X X

E-614 UPS RISER DIAGRAM X X

E-616 FIRE ALARM RISER DIAGRAM & COMMAND CENTER ELEVATIONS X

E-700 ELECTRICAL SCHEDULES X

E-701 MECHANICAL EQUIPMENT SCHEDULE X

E-702 MECHANICAL EQUIPMENT SCHEDULE X

E-703 MECHANICAL EQUIPMENT SCHEDULE X

E-704 MECHANICAL EQUIPMENT SCHEDULE X

E-710 LIGHTING FIXTURE SCHEDULES X

E-720 FIRE ALARM SYSTEM MATRIX FOR HVAC X

E-721 FIRE ALARM SYSTEM MATRICES - EXISTING HOSPITAL SYSTEM X

E-722 FIRE ALARM SYSTEM MATRIX X

17-TELECOMMUNICATIONS

T-001 SYMBOLS, & GENERAL NOTES X X

T-002 SYMBOLS, & GENERAL NOTES X X

T-1B1 TECHNOLOGY PLAN - LEVEL B1 - OVERALL X X

T-1B1-A TECHNOLOGY PLAN - LEVEL B1 - AREA A X X

T-1B1-B TECHNOLOGY PLAN - LEVEL B1 - AREA B X X

T-1B1-C TECHNOLOGY PLAN - LEVEL B1 - AREA C X X

T-1B1-D TECHNOLOGY PLAN - LEVEL B1 - AREA D X X

T-1B1-E TECHNOLOGY PLAN - LEVEL B1 - AREA E X X

T-1B1-F TECHNOLOGY PLAN - LEVEL B1 - AREA F X X

T-1B1-G TECHNOLOGY PLAN - LEVEL B1 - AREA G X X

T-101 TECHNOLOGY PLAN - LEVEL 01 - OVERALL X X

T-101-A TECHNOLOGY PLAN - LEVEL 01 - AREA A X X

T-101-B TECHNOLOGY PLAN - LEVEL 01 - AREA B X X

T-101-C TECHNOLOGY PLAN - LEVEL 01 - AREA C X X

T-101-D TECHNOLOGY PLAN - LEVEL 01 - AREA D X X

T-101-E TECHNOLOGY PLAN - LEVEL 01 - AREA E X X

T-101-F TECHNOLOGY PLAN - LEVEL 01 - AREA F X X

T-101-G TECHNOLOGY PLAN - LEVEL 01 - AREA G X X

T-102 TECHNOLOGY PLAN - LEVEL 02 - OVERALL X X

T-102-A TECHNOLOGY PLAN - LEVEL 02 - AREA A X X

T-102-B TECHNOLOGY PLAN - LEVEL 02 - AREA B X X

T-102-C TECHNOLOGY PLAN - LEVEL 02 - AREA C X X

T-102-D TECHNOLOGY PLAN - LEVEL 02 - AREA D X X

T-102-E TECHNOLOGY PLAN - LEVEL 02 - AREA E X X

T-102-F TECHNOLOGY PLAN - LEVEL 02 - AREA F X X

T-102-G TECHNOLOGY PLAN - LEVEL 02 - AREA G X X

T-103 TECHNOLOGY PLAN - LEVEL 03 - OVERALL X X

T-103-A TECHNOLOGY PLAN - LEVEL 03 - AREA A X X

T-103-B TECHNOLOGY PLAN - LEVEL 03 - AREA B X X

T-103-C TECHNOLOGY PLAN - LEVEL 03 - AREA C X X

T-103-D TECHNOLOGY PLAN - LEVEL 03 - AREA D X X

T-103-E TECHNOLOGY PLAN - LEVEL 03 - AREA E X X

T-103-F TECHNOLOGY PLAN - LEVEL 03 - AREA F X X

T-103-G TECHNOLOGY PLAN - LEVEL 03 - AREA G X X

T-104 TECHNOLOGY PLAN - LEVEL 04 - OVERALL X X

T-104-A TECHNOLOGY PLAN - LEVEL 04 - AREA A X X

T-104-B TECHNOLOGY PLAN - LEVEL 04 - AREA B X X

T-104-C TECHNOLOGY PLAN - LEVEL 04 - AREA C X X

T-104-D TECHNOLOGY PLAN - LEVEL 04 - AREA D X X

T-104-E TECHNOLOGY PLAN - LEVEL 04 - AREA E X X

T-104-F TECHNOLOGY PLAN - LEVEL 04 - AREA F X X

T-104-G TECHNOLOGY PLAN - LEVEL 04 - AREA G X X

T-105 TECHNOLOGY PLAN - LEVEL 05 - OVERALL X X

T-105-A TECHNOLOGY PLAN - LEVEL 05 - AREA A X X

T-105-B TECHNOLOGY PLAN - LEVEL 05 - AREA B X X

T-105-C TECHNOLOGY PLAN - LEVEL 05 - AREA C X X

T-106 TECHNOLOGY PLAN - LEVEL 06 - OVERALL X X

T-106-A TECHNOLOGY PLAN - LEVEL 06 - AREA A X X

T-106-B TECHNOLOGY PLAN - LEVEL 06 - AREA B X X

T-106-C TECHNOLOGY PLAN - LEVEL 06 - AREA C X X

T-107 TECHNOLOGY PLAN - LEVEL 07 - OVERALL X X

T-107-A TECHNOLOGY PLAN - LEVEL 07 - AREA A X X

T-107-B TECHNOLOGY PLAN - LEVEL 07 - AREA B X X

T-107-C TECHNOLOGY PLAN - LEVEL 07 - AREA C X X

T-401 TECHNOLOGY ENLARGED PLAN - LEVELS B01/01 - TELECOM ROOMS X X

T-402 TECHNOLOGY ENLARGED PLAN - LEVELS 02/03 TELECOM ROOMS X X

T-403 TECHNOLOGY ENLARGED PLAN - LEVELS 04/05/06 - TELECOM ROOMS X X

T-404 TECHNOLOGY ENLARGED PLAN X

T-701 TECHNOLOGY ONELINE DIAGRAMS - COMMUNICATIONS X

T-702 TECHNOLOGY ONELINE DIAGRAMS - COMMUNICATIONS X

T-800 TECHNOLOGY DETAILS X X

T-801 TECHNOLOGY DETAILS X X

T-802 TECHNOLOGY DETAILS X X

T-803 TECHNOLOGY DETAILS X X

T-804 TECHNOLOGY DETAILS X X
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15-ELECTRICAL

E-001 ELECTRICAL SYMBOLS AND ABBREVIATIONS X X

E-002 ELECTRICAL SYMBOLS AND ABBREVIATIONS X X

ESD100 ELECTRICAL SITE PLAN - DEMO X

ESL100-A SITE LIGHTING PLAN - AREA A X

ESL100-B SITE LIGHTING PLAN - AREA B X

ESL100-C SITE LIGHTING PLAN - AREA C X

ESL100-D SITE LIGHTING PLAN - AREA D X

ESL100-E SITE LIGHTING PLAN - AREA E X

ESP100 SITE POWER PLAN X

EL120A LIGHTING PLAN - LEVEL B01 - AREA A X

EL120B LIGHTING PLAN - LEVEL B01 - AREA B X

EL120C LIGHTING PLAN - LEVEL B01 - AREA C X

EL120D LIGHTING PLAN - LEVEL B01 - AREA D X

EL120E LIGHTING PLAN - LEVEL B01 - AREA E X

EL120F LIGHTING PLAN - LEVEL B01 - AREA F X

EL120G LIGHTING PLAN - LEVEL B01 - AREA G X

EL121A LIGHTING PLAN - LEVEL 01 - AREA A X

EL121B LIGHTING PLAN - LEVEL 01 - AREA B X

EL121C LIGHTING PLAN - LEVEL 01 - AREA C X

EL121D LIGHTING PLAN - LEVEL 01 - AREA D X

EL121E LIGHTING PLAN - LEVEL 01 - AREA E X

EL121F LIGHTING PLAN - LEVEL 01 - AREA F X

EL121G LIGHTING PLAN - LEVEL 01 - AREA G X

EL122A LIGHTING PLAN - LEVEL 02 - AREA A X

EL122B LIGHTING PLAN - LEVEL 02 - AREA B X

EL122BB LIGHTING PLAN - LEVEL 02 - AREA BB X

EL122C LIGHTING PLAN - LEVEL 02 - AREA C X

EL122D LIGHTING PLAN - LEVEL 02 - AREA D X

EL122E LIGHTING PLAN - LEVEL 02 - AREA E X

EL122F LIGHTING PLAN - LEVEL 02 - AREA F X

EL122G LIGHTING PLAN - LEVEL 02 - AREA G X

EL122PB LIGHTING PLAN - LEVEL 02 - AREA PB X

EL123A LIGHTING PLAN - LEVEL 03 - AREA A X

EL123B LIGHTING PLAN - LEVEL 03 - AREA B X

EL123BB LIGHTING PLAN - LEVEL 03 - AREA BB X

EL123C LIGHTING PLAN - LEVEL 03 - AREA C X

EL123D LIGHTING PLAN - LEVEL 03 - AREA D X

EL123E LIGHTING PLAN - LEVEL 03 - AREA E X

EL123F LIGHTING PLAN - LEVEL 03 - AREA F X

EL123G LIGHTING PLAN - LEVEL 03 - AREA G X

EL124A LIGHTING PLAN - LEVEL 04 - AREA A X

EL124B LIGHTING PLAN - LEVEL 04 - AREA B X

EL124C LIGHTING PLAN - LEVEL 04 - AREA C X

EL124D LIGHTING PLAN - LEVEL 04 - AREA D X

EL124E LIGHTING PLAN - LEVEL 04 - AREA E X

EL124F LIGHTING PLAN - LEVEL 04 - AREA F X

EL124G LIGHTING PLAN - LEVEL 04 - AREA G X

EL125A LIGHTING PLAN - LEVEL 05 - AREA A X

EL125B LIGHTING PLAN - LEVEL 05 - AREA B X

EL125C LIGHTING PLAN - LEVEL 05 - AREA C X

EL126A LIGHTING PLAN - LEVEL 06 - AREA A X

EL126B LIGHTING PLAN - LEVEL 06 - AREA B X

EL126C LIGHTING PLAN - LEVEL 06 - AREA C X

EL127A LIGHTING PLAN - LEVEL 07 - AREA A X

EL127B LIGHTING PLAN - LEVEL 07 - AREA B X

EL127C LIGHTING PLAN - LEVEL 07 - AREA C X

EL128B LIGHTING PLAN - LEVEL 08 - AREA B X

EL128C LIGHTING PLAN - LEVEL 08 - AREA C X

EL129B LIGHTING PLAN - LEVEL 09 - AREA B X

EP120A POWER PLAN - LEVEL B01 - AREA A X

EP120B POWER PLAN - LEVEL B01 - AREA B X

EP120C POWER PLAN - LEVEL B01 - AREA C X

EP120D POWER PLAN - LEVEL B01 - AREA D X

EP120E POWER PLAN - LEVEL B01 - AREA E X

EP120F POWER PLAN - LEVEL B01 - AREA F X

EP120G POWER PLAN - LEVEL B01 - AREA G X

EP121A POWER PLAN - LEVEL 01 - AREA A X

EP121B POWER PLAN - LEVEL 01 - AREA B X

EP121C POWER PLAN - LEVEL 01 - AREA C X

EP121D POWER PLAN - LEVEL 01 - AREA D X

EP121E POWER PLAN - LEVEL 01 - AREA E X

EP121F POWER PLAN - LEVEL 01 - AREA F X

EP121G POWER PLAN - LEVEL 01 - AREA G X

EP122A POWER PLAN - LEVEL 02 - AREA A X

EP122B POWER PLAN - LEVEL 02 - AREA B X

EP122BB POWER PLAN - LEVEL 02 - AREA BB X

EP122C POWER PLAN - LEVEL 02 - AREA C X

EP122D POWER PLAN - LEVEL 02 - AREA D X

EP122E POWER PLAN - LEVEL 02 - AREA E X

EP122F POWER PLAN - LEVEL 02 - AREA F X

EP122G POWER PLAN - LEVEL 02 - AREA G X

EP122PB POWER PLAN - LEVEL 02 - AREA PB X

EP123A POWER PLAN - LEVEL 03 - AREA A X

EP123B POWER PLAN - LEVEL 03 - AREA B X

EP123BB POWER PLAN - LEVEL 03 - AREA BB X

EP123C POWER PLAN - LEVEL 03 - AREA C X

EP123D POWER PLAN - LEVEL 03 - AREA D X

EP123E POWER PLAN - LEVEL 03 - AREA E X

EP123F POWER PLAN - LEVEL 03 - AREA F X

EP123G POWER PLAN - LEVEL 03 - AREA G X

EP124A POWER PLAN - LEVEL 04 - AREA A X

EP124B POWER PLAN - LEVEL 04 - AREA B X

EP124C POWER PLAN - LEVEL 04 - AREA C X

EP124D POWER PLAN - LEVEL 04 - AREA D X

EP124E POWER PLAN - LEVEL 04 - AREA E X

EP124F POWER PLAN - LEVEL 04 - AREA F X

EP124G POWER PLAN - LEVEL 04 - AREA G X

EP125A POWER PLAN - LEVEL 05 - AREA A X

EP125B POWER PLAN - LEVEL 05 - AREA B X

EP125C POWER PLAN - LEVEL 05 - AREA C X

EP126A POWER PLAN - LEVEL 06 - AREA A X

EP126B POWER PLAN - LEVEL 06 - AREA B X

EP126C POWER PLAN - LEVEL 06 - AREA C X

EP127A POWER PLAN - LEVEL 07 - AREA A X

EP127B POWER PLAN - LEVEL 07 - AREA B X

EP127C POWER PLAN - LEVEL 07 - AREA C X

EP128B POWER PLAN - LEVEL 08 - AREA B X

EP128C POWER PLAN - LEVEL 08 - AREA C X

EP129B POWER PLAN - LEVEL 09 - AREA B X

FA120A FIRE ALARM PLAN - LEVEL B01 - AREA A X

FA120B FIRE ALARM PLAN - LEVEL B01 - AREA B X

FA120C FIRE ALARM PLAN - LEVEL B01 - AREA C X

FA120D FIRE ALARM PLAN - LEVEL B01 - AREA D X

FA120E FIRE ALARM PLAN - LEVEL B01 - AREA E X

FA120F FIRE ALARM PLAN - LEVEL B01 - AREA F X

FA120G FIRE ALARM PLAN - LEVEL B01 - AREA G X

FA121A FIRE ALARM PLAN - LEVEL 01 - AREA A X

FA121B FIRE ALARM PLAN - LEVEL 01 - AREA B X

FA121C FIRE ALARM PLAN - LEVEL 01 - AREA C X

FA121D FIRE ALARM PLAN - LEVEL 01 - AREA D X

FA121E FIRE ALARM PLAN - LEVEL 01 - AREA E X

FA121F FIRE ALARM PLAN - LEVEL 01 - AREA F X

FA121G FIRE ALARM PLAN - LEVEL 01 - AREA G X

FA122A FIRE ALARM PLAN - LEVEL 02 - AREA A X

FA122B FIRE ALARM PLAN - LEVEL 02 - AREA B X

FA122BB FIRE ALARM PLAN - LEVEL 02 - AREA BB X

FA122C FIRE ALARM PLAN - LEVEL 02 - AREA C X

FA122D FIRE ALARM PLAN - LEVEL 02 - AREA D X

FA122E FIRE ALARM PLAN - LEVEL 02 - AREA E X

FA122F FIRE ALARM PLAN - LEVEL 02 - AREA F X

FA122G FIRE ALARM PLAN - LEVEL 02 - AREA G X

FA122PB FIRE ALARM PLAN - LEVEL 02 - AREA PB X

FA123A FIRE ALARM PLAN - LEVEL 03 - AREA A X

FA123B FIRE ALARM PLAN - LEVEL 03 - AREA B X

FA123BB FIRE ALARM PLAN - LEVEL 03 - AREA BB X

FA123C FIRE ALARM PLAN - LEVEL 03 - AREA C X

FA123D FIRE ALARM PLAN - LEVEL 03 - AREA D X

FA123E FIRE ALARM PLAN - LEVEL 03 - AREA E X

FA123F FIRE ALARM PLAN - LEVEL 03 - AREA F X

FA123G FIRE ALARM PLAN - LEVEL 03 - AREA G X

FA124A FIRE ALARM PLAN - LEVEL 04 - AREA A X

FA124B FIRE ALARM PLAN - LEVEL 04 - AREA B X

FA124C FIRE ALARM PLAN - LEVEL 04 - AREA C X

FA124D FIRE ALARM PLAN - LEVEL 04 - AREA D X

FA124E FIRE ALARM PLAN - LEVEL 04 - AREA E X

FA124F FIRE ALARM PLAN - LEVEL 04 - AREA F X

FA124G FIRE ALARM PLAN - LEVEL 04 - AREA G X

VOLUME IV VOLUME V

MARK DATE DESCRIPTION



INTERIOR FINISH 
GENERAL NOTES

0
1/

2"
1"

2"

NOT F
OR C

ONSTRUCTIO
N

PRELI
M

IN
ARY

Project Number

Original Issue

Sheet Number

Sheet Name

Project Status

1

A

B

C

D

2345

12345

A

B

C

D

fbt Architects
6501 AMERICAS PKWY NE., STE. 300
ALBUQUERQUE, NM 87110

PHASE III - HOSPITAL & 
BBRP - 75% DD

8/
11

/2
02

0 
1:

43
:1

3 
P

M
B

IM
 3

60
://

10
16

88
96

_U
N

M
H

_N
H

T
/1

01
68

89
6-

A
-T

I-
C

E
N

T
R

A
L.

rv
t

I-001

INTERIOR NOTES AND
FINISH LEGEND

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/05/2020

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

WC1 Vinyl Wallcovering Versa Wallcovering Interlude AI77-821 Driftwood

09 72 00

CPT4 Carpet Tile Shaw CPT2 + CPT3 Carpet Tile Flooring Pattern. Ashlar Installation

CPT3 Carpet Tile Shaw Respond Color Tile 5T310 9" x 36" Untamed Forests 05334 Ashlar Installation

CPT2 Carpet Tile Shaw Observe Tile 5T306 9" x 36" Untamed 05595 Ashlar Installation

CPT1 Carpet Tile Shaw

Bonjour II Tile Walk-Off Carpet /

5T032 24" x 24" Portabella / 31761

09 68 13

CFS1 Concrete Floor Sealer Per Specification

09 67 81

SUF3B

Seamless Urethane Flooring

Cove Base Stonhard See SUF3 6" Height Integral Cove

SUF3 Seamless Urethane Flooring Stonhard Stonclad UT

Standard Finish, As

Selected Install with integral cove base

SUF2B

Seamless Urethane Flooring

Cove Base Stonhard See SUF2B 6" Height Integral Cove

SUF2 Seamless Urethane Flooring Stonhard StonRes STR Rain Install to denote sterile field.

SUF1B

Seamless Urethane Flooring

Cove Base Stonhard See SUF1B 6" Height Integral Cove

SUF1 Seamless Urethane Flooring Stonhard StonRes RTZ Santa Fe

SEF3B

Seamless Epoxy Flooring

Cove Base Stonhard See SEF3 6" Height Integral Cove

SEF3 Seamless Epoxy Flooring Stonhard Stonshield HRI

Standard Finish, As

Selected Install with integral cove base

SEF2B

Seamless Epoxy Flooring

Cove Base Stonhard See SEF2 6" Height Integral Cove

SEF2 Seamless Epoxy Flooring Stonhard Stonclad GS with TecTop EF Coating

Standard Finish, As

Selected Install with integral cove base

SEF1B

Seamless Epoxy Flooring

Cove Base Stonhard See SEF1 6" Height Integral Cove

SEF1 Seamless Epoxy Flooring Stonhard Stonclad GS with Stonkote GS4 Mushroom Install with integral cove base

09 67 26

TER3 Thin-Set Epoxy Terrazzo TM Supply TM 20-1231

Epoxy color to match

Benjamin Moore HC-76

Davenport Tan See Finish Floor Plans for Pattern

TER2 Thin-Set Epoxy Terrazzo TM Supply TM 20-1238

Epoxy color to match

Benjamin Moore CC-500

Ranchwood See Finish Floor Plans for Pattern

TER1B Terrazzo Cove Base TM Supply See TER1 6" Height Integral Cove

TER1 Thin-Set Epoxy Terrazzo TM Supply TM 20-1233 See Finish Floor Plans for Pattern

09 66 23

RFT1 Rubber Floor Tile Mannington Teres 17.5" x 17.5" Cliffside Stack Bond Installation.  Service Elevator Flooring.

09 65 20

RT4 Resilient Tile Flooring Shaw RT2c + RT2d Resilient Tile Floor Pattern, Ashlar Installation

RT3 Resilient Tile Flooring Shaw RT2a + RT2b Resilient Tile Floor Pattern, Ashlar Installation

RT2d Resilient Tile Flooring Shaw Terrace 2.5mm 4108V 12" x 24" x 0.098 Cedar 08755 20 mil wear layer, Ashlar Installation

RT2c Resilient Tile Flooring Shaw Terrace 2.5mm 4108V 12" x 24" x 0.098 Hashi 08740 20 mil wear layer, Ashlar Installation

RT2b Resilient Tile Flooring Shaw Terrace 2.5mm 4108V 12" x 24" x 0.098 Brushwood 08765 20 mil wear layer, Ashlar Installation

RT2a Resilient Tile Flooring Shaw Terrace 2.5mm 4108V 12" x 24" x 0.098" Lotus 08111 20 mil wear layer, Ashlar Installation

RT1b Resilient Tile Flooring Shaw In Tandem Tile 96790 9" x 59" x 0.098" Linden Ashlar Installation

RT1a Resilient Tile Flooring Shaw In Tandem Tile 96710 9" x 59" x 0.098" Raffia Ashlar Installation

RB1 Resilient Base Johnsonite Cove 4" Height 47 Brown

09 65 19

SV3B Resilient Sheet Cove Base Shaw See SV3 6" Height Integral Cove

SV3 Resilient Sheet Flooring Shaw Vitality 0873V 79" x 66' Roll Rejuvenate 73100 Install with 6" integral cove base.

SV2B Resilient Sheet Cove Base Altro See SV2 6" Height Integral Cove

SV2 Resilient Sheet Flooring Altro Stronghold 30 Safety Flooring 6'-7" x 49' Roll Tundra K30500 6" Integral Cove Base

SV1b Resilient Sheet Flooring Shaw In Tandem Sheet / 0897V 6.59' x 65.62' Roll Linden Welding Rod Style Number 270VS

SV1a Resilient Sheet Flooring Shaw In Tandem Sheet / 0897V 6.59' x 65.62' Roll Raffia Welding Rod Style Number 270VS

09 65 15

LMC1 Linear Metal Ceilings Armstrong

Metalworks Perforated Linear

Ceiling 6" wide slats

Custom Color to Match

Sample

0.70 NRC.  Installed on GR3 Suspension Grid, With Black

Fleece Acoustical Backer. 6" Perimeter Trim to Match.

09 54 70

AWP1 Acoustical Wall Panel Armstrong Tectum Shapes

Custom shapes and

sizes Custom Colors Pattern to be determined

09 52 00

ACT7 Acoustical Ceiling Materials Arktura Atmosphera / Swell

8 1/8" O.C., 7'-6" x

7'-6" modules, 1'-2

7/8" H 12mm Soft Sound White Install with ACT3 above to conceal plenum.

ACT6 Acoustical Ceiling Materials Armstrong

Metalworks Blades Classics /

Herringbone Pattern 1" x 4" Blade Custom Color Installed with GR4 suspension grid.

09 51 23

GR4 Suspension Grid Armstrong Square Lay-in 15/16" Color to match ACT6

GR3 Suspension Grid Armstrong Prelude Heavy Duty #7301 15/16" Black

GR2 Suspension Grid Rockfon

Chicago Metallic Square Lay-in

Barrier Grid 15/16" White

GR1 Suspension Grid Rockfon Chicago Metallic Square Lay-in 15/16" White

ACT9 Backlit Luminous Panel See Specification 2' x 2'

Hot Air Balloon Imagery, As

Selected

ACT8 Acoustical Ceiling Materials Rockfon Medical Air / ISO Class 3 2' x 2' x 3/4" White

0.90 NRC, with GR2 Suspension Grid. Barrier Grid Gasket, and

Hold Down Clip #491.

ACT5 Acoustical Ceiling Materials Rockfon Coral 2' x 4' x 5/8" White Wipable Surface, with GR1 Suspension Grid

ACT4

Hospital Grade Welded

Ceiling System Price Per Specification

ACT3 Acoustical Ceiling Materials Rockfon Arctic 2' x 4' x 5/8" White 0.75 NRC, with GR1 Suspension Grid

ACT2 Acoustical Ceiling Materials Rockfon Medical Plus / ISO Class 4 2' x 2' x 3/4" White 0.90 NRC, with GR2 Suspension Grid.

ACT1 Acoustical Ceiling Tile Rockfon Alaska 10100 / Square Lay-in 2' x 2' x 3/4" White 0.90 NRC, with GR1 Suspension Grid

09 51 00

TLW7 Tile Ceramic Technics Sienna Sicilian Stones / Intarsio 12 " x 24" x 10mm Sabbia + Moka / Natural Rectified, Stack Bond Installation.

TLW6 Tile Concept Surfaces Van Gogh / Rectified 18" x 36" x 3/8" Gesso / Matte

TLW5 Tile Concept Surfaces Harmony 12" x 24" Sand Running Bond Installation

TLW4 Tile Concept Surfaces TLW3a + TLW3b + TLW3c Wall Tile Pattern.  Running Bond Installation

TLW3c Tile Concept Surfaces Comprehensive 2.0 8" x 20" Bleu Baltique 03 / Matte Running Bond Installation

TLW3b Tile Concept Surfaces Comprehensive 2.0 8" x 20" 16 / Matte Running Bond Installation

TLW3a Tile Concept Surfaces Comprehensive 2.0 8" x 20" D2P 6 / Matte Running Bond Installation

TLW2 Tile Concept Surfaces Marstood Stone 12" x 24" Stone 01 / Combed Running Bond Installation

TLW1b Tile Concept Surfaces Gabbana 6" x 18" x 5/16" Meringue Running Bond Installation

TLW1a Tile Concept Surfaces Gabbana 6" x 18" x 5/16" Wave Blue Ice Running Bond Installation

TLF4 Tile Concept Surfaces Drive 15" x 30" x 3/8" White / Natural

TLF3B Tile Base Concept Surfaces See TLF3 4" Height With Stainless Steel Cove Base Trim

TLF3 Tile Concept Surfaces Harmony 24" x 24" x 3/8" Sand / Natural

Rectified, Stacked Installation.  Passenger Elevator Flooring,

and As Noted.

TLF2B Tile Base Concept Surfaces See TLF2 4" Height With Stainless Steel Cove Base Trim

TLF2 Tile Concept Surfaces Marstood Stone 24" x 24" Stone 01 / Matte Stack Bond Installation

TLF1B Tile Base Concept Surfaces See TLF1 4" Height With Stainless Steel Cove Base Trim

TLF1 Tile Concept Surfaces Nuovo 12" x 24" x 3/8" Bianco / Satin Running Bond Installation

09 30 00

DF1 Architectural Window Film 3M Custom Graphics, TBD

08 87 00

GL1 Interior Glass and Glazing Forms + Surfaces ViviStrata View 1/2" Thick

VTV6686-0210-GG,

Tempered Installed in Top and Bottom Aluminum U-Channels.

08 81 26

WDP1b Wood Paneling Armstrong Woodworks Concealed Wall #5814 2' x 8' x 3/4"

Real Wood Veneer, Custom

Stain

To be installed on Z-clips, turning 90 degrees from WDP1a

ceiling panels, align seams.  Paint wall behind panels black.

WDP1a Wood Paneling Armstrong Woodworks Concealed #5985 2' x 8' x 3/4"

Real Wood Veneer, Custom

Stain

Installed on GR2 suspension grid, with black acoustical fleece

backer, 6" perimeter trim to match.

06 42 00

BM1 Brake Metal

Commercial

Architectural Products 0.063 Aluminum Brake Metal Dark Bronze

J-shaped extrusion formed to create 1 1/2"W x 10"D frames

at interior windows on MP1 panels.  Extrusion to conceal

exposed edges of MP1 panels, and create sill/jamb around

deep set-back windows.

05 58 00

DS1 Dimension Stone Delta Stone Products To match exterior stone DSS1 Installed on Rain Screen System, without added insulation.

04 42 00

NSF1 Natural Stone Fabrications Delta Stone Products Slab to match exterior stone DSS1 3/4" Thick

04 40 00

Section # Code Item Manufacturer Series / Style Size Color / Finish Comment

INTERIOR FINISH LEGEND

MARK DATE DESCRIPTION

CCS1 Cleanroom Ceiling System See Specification

GC to provide Alternate Pricing for this system as described in

specification section 13 62 13, in lieu of ACT8 at Sterile

Compounding spaces

13 62 13

CPS1

Cleanroom Partition

Systems See Specification

GC to provide Alternate Pricing for this system as described in

specification section 13 61 13, in lieu of WG4 at Sterile

Compounding spaces.

13 61 13

HDS1 Hanging Display System

AS Hanging Display

Systems Classic Ceiling Track Standard, As Selected Include heavy-duty cables, rod, fasteners

12 53 87

EQF1

Engineered Quartz

Fabrications Caesarstone 1 1/4" Thick Bianco Drift 6131 Eased Edges

12 36 65

SSF1 Solid Surface Fabrication Corian Savannah

12 36 63

PL2 Plastic Laminate Wilsonart Decorative Metal

Satin Brushed Copper

Aluminum 6284

PL1 Architectural Casework Wilsonart Plastic Laminate Mangalore Mango 7984-38

FWP1 Fabric Wrapped Panel Carnegie Xorel / Fragment Emboss 6263 805 With X-Protect Backing, Direct-Glue to MDF Substrate.

12 32 00

RS3 Roller Shades Mecho Mecho 5x

Standard Fabric, As

Selected / 3% Open

WhisperShade IQ2-DC Motorized, Single Shade

Jamb-Mounted Bracket, Extruded Aluminum Fascia Panel.

RS2 Roller Shades Mecho Mecho 5x

Standard Fabric, As

Selected.  Inner Shade: 3%

Open; Outer Shade:

Black-Out

Double Shade Ceiling Bracket, Extruded Aluminum Pocket,

Manual Control

RS1 Roller Shades Mecho Mecho 5x

Standard Fabric, As

Selected / 3% Open

Single Shade Ceiling Bracket, Extruded Aluminum Pocket,

Manual Control

12 24 14

WP2 Wall Protection Assembly CR1 + WG4 + CR1

WP1 Wall Protection Assembly HR1 + WG4 + CR1

WG6 Wall Protection Altro WhiteRock Wall Cladding Standard, To Be Selected Install Full Height, Heat-Welded Seams

WG5 Wall Guard InPro Stainless Steel Wall Panels 4' High

WG4 Wall Guard InPro Palladium Rigid Sheet Monterey Install to 4' AFF Starting 1" Below Top of Base

WG3 Wall Guard InPro Palladium Rigid Sheet Monterey Install Full Height

WG2 Wall Guard InPro

Ricochet Flexible Wall Protection /

Spark Sail Away R418 Install Full Height

WG1 Wall Guard InPro

Ricochet Flexible Wall Protection /

Wayfare Summer Sheen R1020 Install Full Height

HR1 Hand Rail InPro 1000 Handrail 4 5/16" High American Teak 0553

CR2 Crash Rail InPro 50AA Aluminum Wall Guard 6" High Profile

CR1 Crash Rail InPro 1600 Wall Guard 6" High Profile American Teak 0553

CG5 Corner Guard InPro

150BN BluNose Surface Mount

Corner Guard

3" Wings, 30" Tall,

90 Degrees

Standard Color, To Be

Selected

CG4 Corner Guard InPro SAS-183128C-430 3.5" Wings, 8' Tall

430 Stainless Steel / 16

Gauge

CG3 Corner Guard InPro

150DBN BluNose Surface Mount End

Wall Protector

3" Wings, 8' Tall,

End Protector No

Larger Than 12"

Standard Color, To Be

Selected

CG2 Corner Guard InPro

130BN BluNose Surface Mount

Corner Guard

3" Wings, 8' Tall,

135 Degrees

Standard Color, To Be

Selected

CG1 Corner Guard InPro

150BN BluNose Surface Mount

Corner Guard

3" Wings, 8' Tall,

90 Degrees

Standard Color, To Be

Selected

10 26 00

SC1 Shower Curtains InPro Shield by Panaz / Talk to Me Hush Installed on ceiling-mounted track at all shower locations.

10 21 31

CC1 Cubicle Tracks and Curtains InPro Shield by Panaz / Talk to Me Hush Installed on ceiling mounted track system.

10 21 24

TP2 Toilet Partitions Bobrick

Designer Series 1040 High Pressure

Laminate

Standard Color, As

Selected

Toilet Partitions at Staff Restrooms.  Overhead-Braced,

Concealed Hardware.

TP1 Toilet Partitions Bobrick

1092 Series, Solid Color Reinforced

Composite Toilet Partitions

Standard Color, As

Selected

Toilet Partitions at Public Restrooms.  Overhead-Braced,

Concealed Hardware.

10 21 11

PTW1 Interior Paint Benjamin Moore Notable Dry Erase Paint White

PTE2 Interior Paint Sherwin Williams Epoxy Patience SW 7555

PTE1 Interior Paint Sherwin Williams Epoxy Greek Villa SW 7551

PT9 Interior Paint Sherwin Williams SW 6508 Secure Blue

PT8 Interior Paint Sherwin Williams As Selected

PT7 Interior Paint Sherwin Williams As Selected

PT6 Interior Paint Sherwin Williams As Selected

PT5 Interior Paint Sherwin Williams As Selected

PT4 Interior Paint Sherwin Williams As Selected

PT3 Interior Paint Sherwin Williams As Selected

PT2 Interior Paint Sherwin Williams SW7555 Patience

PT12 Interior Paint Sherwin Williams As Selected

PT11 Interior Paint Sherwin Williams As Selected

PT10 Interior Paint Sherwin Williams As Selected

PT1 Interior Paint Sherwin Williams Greek Villa SW 7551

GWB2 Painted Gypsum Ceiling Per Specification PT2

GWB1 Painted Gypsum Ceiling Per Specification PT1

09 91 23

MP2 Metal Wall Panels Northclad

Prefinished Designer Series Exposed

Fastener Wall Panels .125" Thick As Selected With Custom Etched Design

MP1 Metal Wall Panels Northclad

Prefinished Designer Series Exposed

Fastener Wall Panels .125" Thick As Selected With Custom Etched Design

09 78 13

MCC1

Interior Metal Column

Covers See Specification Champagne Anodized

09 77 73

DF2 Architectural Finish Film 3M Di-Noc Wood Grain WG-1350 MDF Substrate.  Wrapped Edges.

09 77 56

WC8 Vinyl Wallcovering Koroseal Digital Lab Custom Graphic

WC7 Vinyl Wallcovering Koroseal Digital Lab Custom Graphic

WC6 Vinyl Wallcovering Koroseal Digital Lab Custom Graphic

WC5 Vinyl Wallcovering ArcCom Monet / ACD-72190 Peach Seafoam #1

WC4 Vinyl Wallcovering Wolf Gordon Broadwick Lane Indigo GOH 13618072

WC3 Vinyl Wallcovering Koroseal Digital Lab Custom Graphic

WC2 Vinyl Wallcovering Koroseal Digital Lab Custom Graphic

Section # Code Item Manufacturer Series / Style Size Color / Finish Comment
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ROOM NAME FLOOR
N S E

WALLS

MATL HEIGHT

CEILING
NOTES

LOBBY

ROOM
NUMBER

3003

WALKWAY3011

LOBBY3014

CORRIDOR3015

RAMP3016

CORRIDOR3018

WALKWAY3012

WALKWAY3013

CORRIDOR3019

WAITING3022

DESIGNATION MANUFACTURER COLOR NUMBER SERIES CONTACT

VCT 1

VCT 2

VCT 3

VCT 4

VCT 5

CPT 1

MANNING COMMERCIAL

MANNING COMMERCIAL

MANNING COMMERCIAL

MANNING COMMERCIAL

MANNING COMMERCIAL

STEEL BLUE

BISQUE

GERANIUM

NEW EGGPLANT

SAPPHIRE

180

107

208

244

ESSENTIALS

ESSENTIALS

DESIGNER ESSENTIALS

DESIGNER ESSENTIALS

FLOOR

WALL

PAINT

CEILING

ACT

250 DESIGNER ESSENTIALS ROD EAVES (505) 259.4667 Rod_Eaves@mannington.com

TS 1 JOHNSONITE P182 NOTE: CARPET TO VCT

WP INPRO BISCOTTI 0250 700i INFINITY WALL GUARD JIM BANDLE (602) 502.1168

ROD EAVES (505) 259.4667 Rod_Eaves@mannington.com

ROD EAVES (505) 259.4667 Rod_Eaves@mannington.com

ROD EAVES (505) 259.4667 Rod_Eaves@mannington.com

ROD EAVES (505) 259.4667 Rod_Eaves@mannington.com

CG INPRO S.S. 180 ENVIRO GT JIM BANDLE (602) 502.1168

VCB 1 JOHNSONITE 6" VINYL COVE BASE

P1 BIRCH WHITE
ELEV3017

WC2047

EXAM 22046

OFFICE2045

BLOOD DRAW2044

JAN2043

CORRIDOR2015

LOBBY2014

2013

WALKWAY2011

WALKWAY2012

WALKWAY

EXAM 12048

WC2049

EXAM 22050

LOBBYD4014

P2 MATCH EXISTING

DEW326DUNN EDWARDS PAINTS

SOVEREIGN 162 (800) 899.8916

HR INPRO MAPLE HR WITH AL ACCENT STRIPBISCOTTI 0250 3000W

P3

CPT 2

VCT

CPT 1, VCT

CPT 1, SN

VCT

CPT 2

BOLYU AMBERLITE LOCARNO

VARIES

TS 2 JOHNSONITE 162 NOTE: CARPET TO VCT

SEE GENERAL NOTE C

VCT

VCT

VCT

SEE SPECIFICATIONS

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

VCT 6 MANNING COMMERCIAL REDWOOD 258 DESIGNER ESSENTIALS ROD EAVES (505) 259.4667 Rod_Eaves@mannington.com

VCT

EXST

DUNN EDWARDS PAINTS ALMOND LATTE DE6143 ACCENT TRIM

P4 DUNN EDWARDS PAINTS COTTAGE WHITE DEW318

VARIES

VARIES VARIES

VARIES 7'-11"

VARIES 8'-0"

VARIES 8'-0"

EXST
MILLIKEN CONTRACT FADED DENIM 115 ATTITUDES - RAGLANDS

PGB VARIES

VARIES VARIES

VARIES VARIES

VARIES 9'-0"

ACT EXISTING

VARIES VARIES

VARIES VARIES

EXPOSED -

VARIES 8'-0"

8'-0"ACT

VARIES VARIES

NA NA

P2 P2, CG P2

W

P4 P4, HR2, CG2-

- -

P1 NA NA NA

--

-

--

-

P2, CG, WP, HR P2 -

P2NA

NA NA NA NA

NA NA NA NA

NA NA NA NA

NA NA NA NA

NA NA NA NA

NA NA NA NA

NA NA NA NA

NA NA NA NA

NA NA NA NA

NA NA NA NA

NA NA NA NA

NA NA NA NA

NA NA NA NA

P1

P1, CG, WP, HRP1, CG, WP

P1, CG P1, CG P1

P1, CG, HR, WP P1 P1, CG

P1, HR, CG

LRN22

TOFFEE

SOVEREIGN

VCB 2 ROPPE 4" VINYL COVE BASETOFFEE P182

EXST

EXST EXST

EXST EXST

EXST EXST

EXST EXST

EXST EXST

EXST EXST

EXST EXST

P1, CPT1 P1

P1 P1 P1 P1

CTA-09-A

CTA-09-A

SN JOHNSONITE 40BLACK RCN-XX-A

HR2 INPRO SILHOUETTE HANDRAILANTIQUE WHITE 3500

P4 P4, CG2

SEE GENERAL NOTE F, H

SEE GENERAL NOTE F, H

SEE GENERAL NOTE F, H

SEE GENERAL NOTE F, H

SEE GENERAL NOTE F, H

SEE GENERAL NOTE F & G

SEE GENERAL NOTE F & G

SEE GENERAL NOTE F & G

SEE GENERAL NOTE F & G

SEE GENERAL NOTE F & G

SEE GENERAL NOTE F & G

SEE GENERAL NOTE F & G

CG2 INPRO 1400 WALL GUARDANTIQUE WHITE

P1, HR, CG

P1, CG, WP, HRP1, CG, WP, HR

P2, CG, WP, HR

P4, HR2, CG2

P1, CG, HR, WP

SEE GENERAL NOTE F

TS 3 SCHULTER MECH FASTEN AT CPT ALONG ADA RAMP. PROVIDE CORNER PIECES AS NEEDEDSTAINLESS STEEL RONDEC

SEE GENERAL NOTE G

SEE GENERAL NOTE H

SEE GENERAL NOTE H

SEE GENERAL NOTE H

SEE GENERAL NOTE H

SEE GENERAL NOTE H

SEE GENERAL NOTE H

SEE GENERAL NOTE H

SEE GENERAL NOTE H

P4P4

ROOM FINISH SCHEDULE

ROOM FINISH DESIGNATION

ACT - ACOUSTICAL CEILING TILE TS - TRANSITION STRIP NA- NOT APPLICABLE 
CG - CORNER GUARD WP - WALL PROTECTION EXST - EXISTING
P - PAINT VCB - VINYL COVE BASE SN- STAIR NOSING
CPT - CARPET HR - HANDRAIL 
PGB - PAINTED GYPSUM BOARD VCT - VINYL COMPOSITION TILE

GENERAL NOTES
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BBRP FINISH
SCHEDULE

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

2211 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

10168896

05/29/20

Key Value Keynote Text

DIVISION 1 - GENERAL

1.1 LINE OF CEILING
1.2 EXISTING CASEWORK TO BE REINSTALLED
1.3 WALL RAISED ABOVE DECK FOR DRAINAGE

DIVISION 5 - METALS

5.1 1 1/2" BRUSHED STAINLESS STEEL HANDRAIL
5.2 CRL P7 SERIES HANDRAILING KIT - BRUSHED STAINLESS STEEL, 
SLOPED 

BASES & SADDLES FOR VERTICAL POST INSTALLATION.
5.3 1 1/2" BRUSHED STAINLESS STEEL GUARDRAIL
5.4 STEEL COLUMN AT STUCCO WALL, SEE STRUCTURAL 
5.5 STAINLESS STEEL SLEEVE SLIP JOINT FOR 1" EXPANSION AT 
HANDRAIL. GRIND ENDS SMOOTH.

DIVISION 7 - THERMAL AND MOISTURE CONTROL

7.1 ROOF PLATFORM
7.2 STUCCO TO MATCH EXISTING
7.3 EXPANSION JOINT SYSTEM

DIVISION 8 - DOORS & WINDOWS

8.1 STOREFRONT SYSTEM - SEE A-601
8.2 EXISTING DOOR AND FRAME
8.3 1/2" FREEFORM WILLOW GLASS BY NATHAN ALLAN - CLEAR
8.4 HOLLOW METAL WINDOW - SEE DOOR SCHEDULE
8.5 4' SINGLE LEAF DOOR

DIVISION 9  - FINISHES

9.1 MAPLE HAND RAIL
9.2 WALL GUARD 
9.3 VINYL COVE BASE
9.4 S.S. 3 1/2" CORNER GUARD
9.5 MAPLE CHAIR RAIL 
9.6 PROVIDE FINISHED BASE END TO MATCH EXISTING
9.7 CARPETED STAIRS WITH VINYL NOSING SEE SCHEDULE 
9.8 CARPET
9.9 VINYL CORNER GUARD
9.10 STAINLESS STEEL TRANSITION 
9.11 STAIR NOSING AT STEP AND SIDES OF STEP

A. ACCENT FOR ALL DOOR FRAMES TO BE P3
B. ALL WALL SURFACES TO BE PAINTED P1 UNLESS NOTED 
OTHERWISE
C. CONTRACTOR TO MATCH PAINT COLOR FOR ALL WORK 
PERFORMED IN EXISTING AREAS . PROVIDE SAMPLES FOR APPROVAL
D. ALL INTERIOR WALL SURFACES TO BE PGB
E. CHAIR RAIL THOUGH OUT WAITING ROOM
F. REFER TO RCP SHEETS FOR CEILING HEIGHTS AND MATERIALS
G. REFER TO FLOOR FINISH PLAN FOR VCT TILE TYPES AND 
PATTERNS
H. CEILINGS IN DEMO AREAS SHALL BE REMOVED AND REINSTALLED 
AS NECESSARY MATERIALS SHALL BE REPLACED IF DAMAGED 
DURING CONSTRUCTION

MARK DATE DESCRIPTION



CR-1 + WG + CR-1 FINISH FLOOR

WG-4

FINISH FLOOR

4'
-0

"

WP-2

HR-1

FINISH FLOOR

HR-1 TYP.

2'
-1

0"

NOTE:

ALL WALL PROTECTION SHALL BE COLOR: XX WHEN LOCATED ON WALLS 

PAINTED XX AND XX WHEN LOCATED ON WALLS PAINTED XX.

HR-1 + WG + CR-1 FINISH FLOOR

HR-1 TYP.

CR-1

6"

2'
-1

0"

WP-1

3'
-0

"

6"

CR-1

CR-1

WG

PLAN VIEW

ELEVATION VIEW

1"

1"1"

3/4" 1/2"

TYPICAL GROOVE 
SECTION

TYPICAL GROOVE W/ 
ALUMINUM INSERT

EDGE TRIM 
SECTION

EDGE TRIM 
CONER - PLAN
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WOOD OPTION)

1"
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DETAILS - INTERIOR
FINISH

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

10/3/2018

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/2" = 1'-0" 

WALL PROTECTION LEGEND
3" = 1'-0" 1
SLATWALL DETAIL

MARK DATE DESCRIPTION
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INTERIOR WALL FINISH 
PLAN LEGEND

SHEET KEYNOTES I2

INTERIOR FURNITURE 
PLAN GENERAL NOTES
1. REFER TO FURNITURE SPECIFICATIONS FOR REFERENCE 

CODE DETAILS.  

2. ITEMS TAGGED AS "0F0I" ARE NOT IN CONTRACT.

3. CONTRACTOR TO PROVIDE BLOCKING AS REQUIRED FOR 
ALL WALL-MOUNTED FURNISHINGS.
A. REFER TO TYPICAL BLOCKING DETAILS ON SHEET 

XX.XXX.

4. REFER TO EQUIPMENT/ FURNITURE LIST FOR ITEM 
DESCRIPTION AND RESPONSIBLITY

5. REFER TO DRAWING SHEET XX.XXX FOR ACCESSORY 
KEYNOTES

MATCHLINE

SEE A5/  IF120C
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IF120A

FURNITURE PLAN -
LEVEL B01 - AREA A

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/21/2018

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
B01-IF-1/8-FURNITURE PLAN-AREA A

MARK DATE DESCRIPTION
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INTERIOR WALL FINISH 
PLAN LEGEND

SHEET KEYNOTES I2

INTERIOR FURNITURE 
PLAN GENERAL NOTES
1. REFER TO FURNITURE SPECIFICATIONS FOR REFERENCE 

CODE DETAILS.  

2. ITEMS TAGGED AS "0F0I" ARE NOT IN CONTRACT.

3. CONTRACTOR TO PROVIDE BLOCKING AS REQUIRED FOR 
ALL WALL-MOUNTED FURNISHINGS.
A. REFER TO TYPICAL BLOCKING DETAILS ON SHEET 

XX.XXX.

4. REFER TO EQUIPMENT/ FURNITURE LIST FOR ITEM 
DESCRIPTION AND RESPONSIBLITY

5. REFER TO DRAWING SHEET XX.XXX FOR ACCESSORY 
KEYNOTES
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EXAM ROOM
B1-177EXAM ROOM

B1-180

EXAM ROOM
B1-173

EXAM ROOM
B1-184

EXAM ROOM
B1-185

EXAM ROOM
B1-179

EXAM ROOM
B1-175

EXAM ROOM
B1-176

ISOLATION
EXAM
B1-172

RECEPTION
B1-160

DECONTAM
B1-143

EMS ARRIVAL
VESTIBULE

VB-002

RESUSCITATION
B1-132

RESUSCITATION
B1-133

TRAUMA
B1-156

TRAUMA
B1-153

TRAUMA
B1-155

RESUSCITATION
B1-137

ISOLATION
RESUSCITATION

B1-139

TRAUMA
B1-157

RESUSCITATION
B1-135

ANTE ROOM
B1-139A

MEDICATION
B1-129A

EMS INTAKE
B1-165

EMS INTAKE
B1-163

EMS INTAKE
B1-164

EQUIPMENT
STORAGE

B1-136

CLEAN
SUPPLY

B1-147

CORRIDOR
B1-168

PATIENT
TOILET
B1-203

MULTIPURPOSE/
CONSULTATION

B1-167

PATIENT
TOILET
B1-145

ECMO
STORAGE

B1-159

EQUIPMENT
STORAGE

B1-204

PASSAGE
B1-129

ANTE ROOM
B1-140

PPE
EQUIPMENT

B1-141

NOURISHMENT
B1-209

COLLABORATION/
NURSE

STATION
B1-149

MEDICATION
B1-129C

PNEUMATIC
TUBE STATION

B1-149A

DECONTAM
B1-144

STRETCHER
ALCOVE
B1-171B

PASSAGE
B1-128

PASSAGE
B1-148

PASSAGE
B1-151

CORRIDOR
B1-161

PASSAGE
B1-181

PASSAGE
B1-183

SUBWAIT
B1-168A

BLOOD
ALCOVE
B1-151C

WORKSTATION
B1-129F

WORKSTATION
B1-129G

WORKSTATION
B1-151B

WORKSTATION
B1-151A

WORKSTATION
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IF120B

FURNITURE PLAN -
LEVEL B01 - AREA B

UNIVERSITY OF NEW
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2. ITEMS TAGGED AS "0F0I" ARE NOT IN CONTRACT.

3. CONTRACTOR TO PROVIDE BLOCKING AS REQUIRED FOR 
ALL WALL-MOUNTED FURNISHINGS.
A. REFER TO TYPICAL BLOCKING DETAILS ON SHEET 

XX.XXX.

4. REFER TO EQUIPMENT/ FURNITURE LIST FOR ITEM 
DESCRIPTION AND RESPONSIBLITY

5. REFER TO DRAWING SHEET XX.XXX FOR ACCESSORY 
KEYNOTES
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FURNITURE PLAN -
LEVEL 07 - AREA C

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

07/08/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L07-IF-1/8-FURNITURE PLAN-AREA C
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

SALLYPORT
B2-006
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--

WALKWAY
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--
--

SOILED DOCK
B2-007
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SEE A5/  IN120C
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IN120A

FINISH PLAN - LEVEL
B01 - AREA A

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

IN-101s - Interior Floor Finish...
Key Value Keynote Text

1/8" = 1'-0" A5
B01-IN-1/8-FLOOR FINISH PLAN-AREA A

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

RECEPTION
B1-160
RT1a
RB1
PT1

EXAM ROOM
B1-180
RT1a
RB1
PT1

MEDICATION
B1-207
SV1a
RB1
PT1

CLEAN
SUPPLY

B1-147
CFS1
RB1
PT1

MULTIPURPOSE/
CONSULTATION

B1-167
RT1b
RB1

PT1, PT12

DECONTAM
B1-143
SUF3

SUF3B
TLW5

EMS ARRIVAL
VESTIBULE

VB-002
CPT1
RB1
PT1

RESUSCITATION
B1-132

SV3
SV3B
PTE1

RESUSCITATION
B1-133

SV3
SV3B
PTE1

TRAUMA
B1-153

SV3
SV3B
PTE1

RESUSCITATION
B1-137

SV3
SV3B
PTE1

ISOLATION
RESUSCITATION

B1-139
SV3

SV3B
PTE1

TRAUMA
B1-157

SV3
SV3B
PTE1

RESUSCITATION
B1-135

SV3
SV3B
PTE1

ANTE ROOM
B1-139A

SV3
SV3B
PTE1

EMS INTAKE
B1-165
RT1b
RB1
PT1

EMS INTAKE
B1-163
RT1b
RB1
PT1

EMS INTAKE
B1-164
RT1b
RB1
PT1

EQUIPMENT
STORAGE

B1-136
CFS1
RB1
PT1

PASSAGE
B1-129

RT1a, RT1b
RB1
PT1

CORRIDOR
B1-168

RT1a, RT1b
RB1
PT1

ISOLATION
EXAM
B1-172
RT1a
RB1
PT1

PATIENT
TOILET
B1-203
TLF1

TLF1B
TLW1a, TLW1b

PATIENT
TOILET
B1-145
TLF1

TLF1B
TLW1a, TLW1b

ANTE ROOM
B1-140
SUF3

SUF3B
TLW5

TRAUMA
B1-156

SV3
SV3B
PTE1

EXAM ROOM
B1-177
RT1a
RB1
PT1

EXAM ROOM
B1-173
RT1a
RB1
PT1

EXAM ROOM
B1-184
RT1a
RB1
PT1

EXAM ROOM
B1-185
RT1a
RB1
PT1

EXAM ROOM
B1-179
RT1a
RB1
PT1

EXAM ROOM
B1-175
RT1a
RB1
PT1

EXAM ROOM
B1-176
RT1a
RB1
PT1

TRAUMA
B1-155

SV3
SV3B
PTE1

ECMO
STORAGE

B1-159
CFS1
RB1
PT1

PPE
EQUIPMENT

B1-141
CFS1
RB1
PT1

NOURISHMENT
B1-209
RT1b
RB1
PT1

COLLABORATION/
NURSE

STATION
B1-149
RT1a
RB1
PT1

MEDICATION
B1-129C

RT1b
RB1
PT1

STRETCHER
ALCOVE
B1-171B

RT1b
RB1
PT1

PASSAGE
B1-171

RT1a, RT1b
RB1
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IN120B

FINISH PLAN - LEVEL
B01 - AREA B

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
B01-IN-1/8-FLOOR FINISH PLAN-AREA B

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

WORKSTATION
B1-006A

RT1a
RB1

PT1, WDP1b

VESTIBULE
BV-001
CPT1
RB1
PT1

RECEPTION/SECURITY
B1-006
RT1a
RB1

PT1, WDP1b

WAITING
B1-001

TER1, TER2, TER3
TER1B

AWP1, AWP1, PT1

MALE
RESTROOM

B1-003
TLF3

TLF3B
TLW3a, TLW4

PUBLIC
TOILET
B1-005
TLF3

TLF3B
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PUBLIC
TOILET
B1-002
TLF3

TLF3B
TLW3a, TLW4

TELEHEALTH
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B1-001B
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IN120C

FINISH PLAN - LEVEL
B01 - AREA C

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
B01-IN-1/8-FLOOR FINISH PLAN-AREA C

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

WHEELCHAIR
ALCOVE
BV-001A

CPT1
RB1
PT1

TRIAGE
B1-220
RT1a
RB1
PT1

BLOOD
DRAW/PHLEBOTOMY

B1-009
RT1b
RB1
PT1

WORKSTATION
B1-006B

RT1a
RB1

PT1, WDP1b

WORKSTATION
B1-006C

RT1a
RB1

PT1, WDP1b

WORKSTATION
B1-006E

RT1a
RB1

PT1, WDP1b

WORKSTATION
B1-006A

RT1a
RB1

PT1, WDP1b

FAST TRACK
B1-231
RT1a
RB1
PT1

FAST TRACK
B1-216
RT1a
RB1
PT1

VESTIBULE
BV-001
CPT1
RB1
PT1

MEDICATION
B1-207
SV1a
RB1
PT1

CLEAN
SUPPLY

B1-228
CFS1
RB1
PT1

FAST TRACK
B1-217
RT1a
RB1
PT1

EXAM ROOM
B1-049
RT1a
RB1
PT1

SOILED
UTILITY

B1-189
SV3

SV3B
PTE1

EXAM ROOM
B1-050
RT1a
RB1
PT1

EXAM ROOM
B1-197
RT1a
RB1
PT1

STAFF TOILET
B1-201
TLF2

TLF2B
PT1, TLW2

EQUIPMENT
STORAGE

B1-204
CFS1
RB1
PT1

NOURISHMENT
B1-059
RT1b
RB1
PT1

SHARED
OFFICE
B1-215
RT1b
RB1

PT1, PT12

COLLABORATION/
NURSE

STATION
B1-237
RT1a
RB1
PT1

PATIENT
TOILET
B1-208
TLF1

TLF1B
TLW1a, TLW1b

PATIENT
TOILET
B1-061
TLF1

TLF1B
TLW1a, TLW1b

WORK
STATION

B1-006G
RT1b
RB1

PT1, PT12

PATIENT
TOILET
B1-236
TLF1

TLF1B
TLW1a, TLW1b

EXAM ROOM
B1-193
RT1a
RB1
PT1

EXAM ROOM
B1-019
RT1a
RB1
PT1

EXAM ROOM
B1-017
RT1a
RB1
PT1

EXAM ROOM
B1-018
RT1a
RB1
PT1

MEDICATION
B1-235
SV1a
RB1
PT1

PATIENT
TOILET
B1-014
TLF1

TLF1B
TLW1a, TLW1b

TRIAGE
B1-219
RT1a
RB1
PT1

TRIAGE
B1-221
RT1a
RB1
PT1

EKG
B1-010
RT1b
RB1
PT1

WORK
STATION

B1-006F
RT1b
RB1

PT1, PT12

ISOLATION
EXAM
B1-015
RT1a
RB1
PT1

EXAM ROOM
B1-191
RT1a
RB1
PT1

EXAM ROOM
B1-185
RT1a
RB1
PT1

EXAM ROOM
B1-188
RT1a
RB1
PT1

EXAM ROOM
B1-192
RT1a
RB1
PT1

EXAM ROOM
B1-187
RT1a
RB1
PT1

FAST TRACK
B1-233
RT1a
RB1
PT1

FAST TRACK
B1-225
RT1a
RB1
PT1

FAST TRACK
B1-227
RT1a
RB1
PT1

EXAM ROOM
B1-195
RT1a
RB1
PT1

NOURISHMENT
B1-209
RT1b
RB1
PT1 CLEAN

SUPPLY
B1-204A

CFS1
RB1
PT1

EQUIPMENT
STORAGE

B1-013
CFS1
RB1
PT1

PRIVATE
OFFICE
B1-007
RT1b
RB1

PT1, PT12

EVS
B1-199
SEF1

SEF1B
PTE1

PASSAGE
B1-045

RT1a, RT1b
RB1
PT1

PASSAGE
B1-200

RT1a, RT1b
RB1
PT1

STRETCHER
ALCOVE
B1-046B

RT1b
RB1
PT1

STRETCHER
ALCOVE
B1-046A

RT1b
RB1
PT1

FAST TRACK
B1-232
RT1a
RB1
PT1

FAST TRACK
B1-229
RT1a
RB1
PT1

EXAM ROOM
B1-196
RT1a
RB1
PT1

MULTIPURPOSE/
CONSULTATION

B1-011
RT1b
RB1

PT1, PT12

PASSAGE
B1-239

RT1a, RT1b
RB1
PT1

WAITING
B1-001

TER1, TER2, TER3
TER1B

AWP1, AWP1, PT1

PASSAGE
B1-241
RT1b
RB1
PT1

PASSAGE
B1-046

RT1a, RT1b
RB1
PT1

SUBWAIT
B1-237B

RT1a
RB1
PT1

PASSAGE
B1-224

RT1a, RT1b
RB1
PT1

PASSAGE
B1-223

RT1a, RT1b
RB1
PT1

NOURISHMENT
ALCOVE
B1-236B

RT1b
RB1
PT1

CRASH CART
ALCOVE
B1-236A

RT1b
RB1
PT1

MOBILE
EQUIPMENT

ALCOVE
B1-051A

RT1b
RB1
PT1

CRASH CART
ALCOVE
B1-051B

RT1b
RB1
PT1

ISOLATION
EXAM
B1-047
RT1a
RB1
PT1

CG1

CG1

CG1

CG1 CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1CG1

CG1

CG1 CG3

CG1

CG3 CG1

CG1

CG1

CG1 CG1

CG1

CG1 CG1

CG1CG1

CG1

CG1

CG1

CG1

CG3

CG1

CG3

CG1CG1

CG1 CG1

CG1

CG1 CG1

CG1

CG1 CG1

CG3

CG3

CG3

CG1

CG1 CG1 CG1 CG1 CG1 CG1 CG1

CG1CG1

CG1CG1

CG1

CG1CG1CG1CG1CG1CG1
CG3

CG1 CG1

CG1

CG1
CG1CG1CG1

CG1

CG1

CG1

CG1

PASSAGE
B1-231

RT1a, RT1b
RB1
PT1

CG1

CG3

MEDICATION
B1-058
SV1a
RB1
PT1

CRASH CART
ALCOVE
B1-200E

RT1b
RB1
PT1

PASSAGE
B1-181

RT1a, RT1b
RB1
PT1

MOBILE
EQUIPMENT

ALCOVE
B1-045B

RT1b
RB1
PT1 CG1

WG-3 WG-3
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CG1

CG1

CG1
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COMMUNICATION
ROOM
BC-002
CFS1
RB1
PT1

ELECTRICAL
ROOM
BE-001
CFS1
RB1
PT1
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COLLABORATION/
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PT1
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IN120D

FINISH PLAN - LEVEL
B01 - AREA D

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
B01-IN-1/8-FLOOR FINISH PLAN-AREA D

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

BEHAVIORAL
HEALTH

B1-092
RT1a
RB1
PT1

CLEAN
SUPPLY

B1-105
CFS1
RB1
PT1

MEDICATION
B1-107
SV1a
RB1
PT1

PRIVATE
OFFICE
B1-079
RT1b
RB1

PT1, PT12

PATIENT
TOILET
B1-087
TLF1

TLF1B
TLW1a, TLW1b

STAFF TOILET
B1-115
TLF2

TLF2B
PT1, TLW2

RESUSCITATION
B1-132

SV3
SV3B
PTE1

TRAUMA
B1-153

SV3
SV3B
PTE1

ISOLATION
RESUSCITATION

B1-131
SV3

SV3B
PTE1

ANTE ROOM
B1-131A

SV3
SV3B
PTE1

MEDICATION
B1-129A

RT1b
RB1
PT1

STAFF TOILET/
SHOWER

B1-076
TLF2

TLF2B
PT1, TLW2

RESEARCH
B1-084
RT1b
RB1

PT1, PT12

CT
B1-112
SV1a
RB1
PT1

GEN RAD
B1-117
SV1a
RB1
PT1

PATIENT
TOILET
B1-104
TLF1

TLF1B
TLW1a, TLW1b

READING
B1-085
RT1b
RB1

PT1, PT12

COLLABORATION/
NURSE

STATION
B1-108
RT1a
RB1
PT1

PASSAGE
B1-089

RT1a, RT1b
RB1
PT1

MONITOR
ROOM
B1-083
RT1b
RB1

PT1, PT12

EQUIPMENT
STORAGE

B1-152
CFS1
RB1
PT1

CRASH CART
ALCOVE
B1-089A

RT1b
RB1
PT1

RESPITE
B1-123
RT1a
RB1
WC1

FAMILY
VIEWING

B1-004
RT1b
RB1

PT1, PT12

BODY
HOLDING

AREA
B1-006
CFS1
RB1
PT1

SOILED
UTILITY

B1-125
SV3

SV3B
PTE1

BEHAVIORAL
HEALTH

B1-097
RT1a
RB1
PT1

BEHAVIORAL
HEALTH

B1-101
RT1a
RB1
PT1

BEHAVIORAL
HEALTH

B1-093
RT1a
RB1
PT1

PATIENT
LOCKERS

B1-108C
RT1a
RB1
PT1

CONTROL
ROOM
B1-119
RT1b
RB1
PT1

GEN RAD
B1-120
SV1a
RB1
PT1

STRETCHER
ALCOVE
B1-111B

RT1a
RB1
PT1

STAFF TOILET
B1-088
TLF2

TLF2B
PT1, TLW2

CLEAN
SUPPLY

B1-121
CFS1
RB1
PT1

SHARED
OFFICE
B1-081
RT1b
RB1

PT1, PT12

BEHAVIORAL
HEALTH

B1-099
RT1a
RB1
PT1

BEHAVIORAL
HEALTH

B1-100
RT1a
RB1
PT1

BEHAVIORAL
HEALTH

B1-091
RT1a
RB1
PT1

EXAM ROOM
B1-212
RT1a
RB1
PT1

EXAM ROOM
B1-213
RT1a
RB1
PT1

BEHAVIORAL
HEALTH

B1-095
RT1a
RB1
PT1

BEHAVIORAL
HEALTH

B1-109
RT1a
RB1
PT1

WORK
STATION

B1-111C
RT1b
RB1

PT1, PT12

EVS
B1-116
SEF1

SEF1B
PTE1

SOILED
UTILITY

B1-103
SV3

SV3B
PTE1

BEHAVIORAL
HEALTH

B1-096
RT1a
RB1
PT1

CT
B1-113
SV1a
RB1
PT1

SHARED
OFFICE
B1-077
RT1b
RB1

PT1, PT12

HOLDING
B1-111A

RT1a
RB1
PT1

STRETCHER
ALCOVE
B1-124B

RT1b
RB1
PT1

STRETCHER
ALCOVE
B1-171B

RT1b
RB1
PT1

PASSAGE
B1-171

RT1a, RT1b
RB1
PT1

CLEAN
SUPPLY

B1-127
CFS1
RB1
PT1

PASSAGE
B1-151

RT1a, RT1b
RB1
PT1

PASSAGE
B1-128

RT1a, RT1b
RB1
PT1

CORRIDOR
B1-111

RT1a, RT1b
RB1
PT1

CORRIDOR
B0-003
RT1a
RB1
PT1

CG1 CG1

CG1

CG3

CG1

CG1

CG1

CG3

CG3

CG1
CG1 CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1 CG1

CG1

CG1

CG1

CG1
CG3

CG1

CG1

CG1

CG3

CG1 CG1 CG1

CG1

CG1 CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

MOBILE
EQUIPMENT

ALCOVE
B1-124A

RT1b
RB1
PT1

NOURISHMENT
ALCOVE
B1-108A

RT1b
RB1
PT1

DIRECTORS
OFFICE
B1-080
RT1b
RB1

PT1, PT12

MOBILE XRAY
ALCOVE
B1-126A

RT1b
RB1
PT1

CORRIDOR
B1-124

RT1a, RT1b
RB1
PT1

CG1 CG1
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CG1

CG2

CG3

CG1 CG1

CG2

CG1

WP2

CG3

CG1

CG1

ELEV LOBBY
BL-003
RT2b
RB1
PT1

STAIR
ST-002
CFS1
RB1
PT1

ELECTRICAL
ROOM
BE-002
CFS1
RB1
PT1

ELEV. S6
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FINISH PLAN - LEVEL
B01 - AREA E

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
B01-IN-1/8-FLOOR FINISH PLAN-AREA E

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

WORKSTATION
B1-171C

RT1b
RB1
PT1

PRIVATE
OFFICE
B1-079
RT1b
RB1

PT1, PT12

EXAM ROOM
B1-041
RT1a
RB1
PT1

PATIENT
TOILET
B1-087
TLF1

TLF1B
TLW1a, TLW1b

STAFF TOILET
B1-115
TLF2

TLF2B
PT1, TLW2

EXAM ROOM
B1-023
RT1a
RB1
PT1

STAFF TOILET
B1-201
TLF2

TLF2B
PT1, TLW2

TRAUMA
B1-153

SV3
SV3B
PTE1

CONFERENCE
B1-067
RT1b
RB1

PT1, PT12

STAFF
LOCKER

B1-073
RT1b
RB1

PT1, PT12

STAFF TOILET/
SHOWER

B1-076
TLF2

TLF2B
PT1, TLW2

STAFF TOILET/
SHOWER

B1-072
TLF2

TLF2B
PT1, TLW2

RESEARCH
B1-084
RT1b
RB1

PT1, PT12

CT
B1-112
SV1a
RB1
PT1

GEN RAD
B1-117
SV1a
RB1
PT1

READING
B1-085
RT1b
RB1

PT1, PT12

QUIET/
LACTATION

B1-244
RT1a
RB1
WC1

MONITOR
ROOM
B1-083
RT1b
RB1

PT1, PT12

EXAM ROOM
B1-026
RT1a
RB1
PT1

EQUIPMENT
STORAGE

B1-152
CFS1
RB1
PT1

CRASH CART
ALCOVE
B1-089A

RT1b
RB1
PT1

MOBILE
EQUIPMENT

ALCOVE
B1-231A

RT1b
RB1
PT1

PT/OT
STORAGE

B1-243
CFS1
RB1
PT1

RESPITE
B1-123
RT1a
RB1
WC1

EXAM ROOM
B1-022
RT1a
RB1
PT1

EXAM ROOM
B1-019
RT1a
RB1
PT1

EXAM ROOM
B1-021
RT1a
RB1
PT1

CONTROL
ROOM
B1-119
RT1b
RB1
PT1

GEN RAD
B1-120
SV1a
RB1
PT1

CLEAN
SUPPLY

B1-055
CFS1
RB1
PT1

STRETCHER
ALCOVE
B1-111B

RT1a
RB1
PT1

PATIENT
TOILET
B1-203
TLF1

TLF1B
TLW1a, TLW1b

EXAM ROOM
B1-025
RT1a
RB1
PT1

STAFF TOILET
B1-088
TLF2

TLF2B
PT1, TLW2

CLEAN
SUPPLY

B1-121
CFS1
RB1
PT1

SHARED
OFFICE
B1-081
RT1b
RB1

PT1, PT12

STAFF TOILET/
SHOWER

B1-071
TLF2

TLF2B
PT1, TLW2

BEHAVIORAL
HEALTH

B1-091
RT1a
RB1
PT1

CONFERENCE
B1-067
RT1b
RB1

PT1, PT12

EXAM ROOM
B1-042
RT1a
RB1
PT1

EXAM ROOM
B1-030
RT1a
RB1
PT1

EXAM ROOM
B1-212
RT1a
RB1
PT1

EXAM ROOM
B1-213
RT1a
RB1
PT1

EXAM ROOM
B1-033
RT1a
RB1
PT1

EXAM ROOM
B1-031
RT1a
RB1
PT1

EXAM ROOM
B1-038
RT1a
RB1
PT1

EXAM ROOM
B1-039
RT1a
RB1
PT1

EXAM ROOM
B1-211
RT1a
RB1
PT1

EQUIPMENT
STORAGE

B1-029
CFS1
RB1
PT1

BEHAVIORAL
HEALTH

B1-109
RT1a
RB1
PT1

WORK
STATION

B1-111C
RT1b
RB1

PT1, PT12

EVS
B1-116
SEF1

SEF1B
PTE1

STAFF
LOUNGE

B1-069
RT1b
RB1

PT1, PT12

STAFF TOILET
B1-245
TLF2

TLF2B
PT1, TLW2

STAFF TOILET
B1-247
TLF2

TLF2B
PT1, TLW2

OXYGEN
STORAGE

B1-064
CFS1
RB1
PT1

CT
B1-113
SV1a
RB1
PT1

TEAM ROOM
B1-068
RT1b
RB1

PT1, PT12

SHARED
OFFICE
B1-077
RT1b
RB1

PT1, PT12

EXAM ROOM
B1-027
RT1a
RB1
PT1

EVS
B1-199
SEF1

SEF1B
PTE1

SOILED
UTILITY

B1-034
SV3

SV3B
PTE1

HOLDING
B1-111A

RT1a
RB1
PT1

STRETCHER
ALCOVE
B1-124B

RT1b
RB1
PT1

PASSAGE
B1-051

RT1a, RT1b
RB1
PT1

OXYGEN
STORAGE

B1-169
CFS1
RB1
PT1

STRETCHER
ALCOVE
B1-171B

RT1b
RB1
PT1

PASSAGE
B1-171

RT1a, RT1b
RB1
PT1

PASSAGE
B1-151

RT1a, RT1b
RB1
PT1

CORRIDOR
B1-111

RT1a, RT1b
RB1
PT1

COLLABORATION/
NURSE

STATION
B1-057
RT1a
RB1
PT1
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QUICK BREAK
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MOBILE
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B1-045B

RT1b
RB1
PT1

MOBILE XRAY
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RT1b
RB1
PT1
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B1-063
CFS1
RB1
PT1
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CG1CG1 CG1
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SHAFT
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ELEV LOBBY
BL-002
RT2b
RB1
PT1

ELEV. S6
EL-011

ELEV. S1
EL-005

ELEV. S4
EL-009

COMMUNICATION
ROOM
BC-002
CFS1
RB1
PT1

ELEV. P3
EL-003

ELEV. P1
EL-001

ELEV. P4
EL-004

ELEV. S2
EL-008

ELEV. S3
EL-013

ELEV. S5
EL-012

MDF ROOM
BC-005
CFS1
RB1
PT1

SHAFT
SH-007

--
--
--

SHAFT
SH-011

--
--
--

ELEV LOBBY
BL-001
RT1a
RB1
PT1
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ALIGN

ALIGN

CG1

CG1

CORRIDOR
B0-002
RT1a
RB1
PT1

CORRIDOR
B0-001
RT1b
RB1
PT1

A

C

B

LEVEL B01 - LEVEL 04 KEYPLAN

D

E

F

G

PB

BBA

C

B

LEVEL B01 - LEVEL 04 KEYPLAN

D

E

F

G

PB

BBA

C

B

LEVEL B01 - LEVEL 04 KEYPLAN

D

E

F

G

PB

BBA

C

B

LEVEL B01 - LEVEL 04 KEYPLAN

D

E

F

G

PB

BB

TRUE NORTH

0

0
1/

2"
1"

2"

NOT F
OR C

ONSTRUCTIO
N

PRELI
M

IN
ARY

Project Number

Original Issue

Sheet Number

Sheet Name

Project Status

1

A

B

C

D

2345

12345

A

B

C

D

4' 8' 16'

fbt Architects
6501 AMERICAS PKWY NE., STE. 300
ALBUQUERQUE, NM 87110

PHASE III – HOSPITAL & BBRP – 100% DD

PHASE III - HOSPITAL & 
BBRP - 100% DD

8/
10

/2
02

0 
7:

00
:3

8 
P

M
B

IM
 3

60
://

10
16

88
96

_U
N

M
H

_N
H

T
/1

01
68

89
6-

A
-T

I-
C

E
N

T
R

A
L.

rv
t

IN120F

FINISH PLAN - LEVEL
B01 - AREA F

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
B01-IN-1/8-FLOOR FINISH PLAN-AREA F

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

BEHAVIORAL
HEALTH

B1-092
RT1a
RB1
PT1

PRIVATE
OFFICE
B1-079
RT1b
RB1

PT1, PT12

STAFF
LOCKER

B1-073
RT1b
RB1

PT1, PT12

STAFF TOILET/
SHOWER

B1-076
TLF2

TLF2B
PT1, TLW2

STAFF TOILET/
SHOWER

B1-072
TLF2

TLF2B
PT1, TLW2

RESEARCH
B1-084
RT1b
RB1

PT1, PT12

READING
B1-085
RT1b
RB1

PT1, PT12

STAFF TOILET/
SHOWER

B1-075
TLF2

TLF2B
PT1, TLW2

MONITOR
ROOM
B1-083
RT1b
RB1

PT1, PT12

CRASH CART
ALCOVE
B1-089A

RT1b
RB1
PT1

MECHANICAL
ROOM
BM-001
CFS1
RB1
PT1

MECHANICAL
ROOM
BM-001
CFS1
RB1
PT1

BEHAVIORAL
HEALTH

B1-093
RT1a
RB1
PT1

STAFF TOILET
B1-088
TLF2

TLF2B
PT1, TLW2

SHARED
OFFICE
B1-081
RT1b
RB1

PT1, PT12

STAFF TOILET/
SHOWER

B1-071
TLF2

TLF2B
PT1, TLW2

BEHAVIORAL
HEALTH

B1-091
RT1a
RB1
PT1

STAFF
LOUNGE

B1-069
RT1b
RB1

PT1, PT12

TEAM ROOM
B1-068
RT1b
RB1

PT1, PT12

SHARED
OFFICE
B1-077
RT1b
RB1

PT1, PT12

OXYGEN
STORAGE
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ELECTRICAL
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CFS1
RB1
PT1

SHAFT
SH-011

--
--
--

ELECTRICAL
ROOM
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WATER
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RB1
PT1
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PT1
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B0-001
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PT1
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IN120G

FINISH PLAN - LEVEL
B01 - AREA G

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
B01-IN-1/8-FLOOR FINISH PLAN-AREA G

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

MATCHLINE

SEE A5/  IN121C
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IN121A

FINISH PLAN - LEVEL
01 - AREA A

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L01-IN-1/8-FLOOR FINISH PLAN-AREA A

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

CT SCAN
11-059

SV1a, SV1b
RB1
PT1

DIRECTORS
OFFICE

11-070
RT1a
RB1

PT1, PT5

STAFF
LOCKERS

11-074
RT1a
RB1

PT1, PT5

STAFF
LOUNGE

11-062
RT1a
RB1

PT1, PT5

READING
PACS

11-073B
RT1a
RB1

PT1, PT5

READING
PACS

11-073C
RT1a
RB1

PT1, PT5

CORRIDOR
11-039

RT1a, RT1b
RB1
PT1

STAFF TOILET
11-065
TLF2

TLF2B
PT1, TLW2

READING
11-073
RT1a
RB1

PT1, PT5

CONTROL
ROOM
11-059A

RT1a
RB1

PT1, PT5

STRETCHER
ALCOVE
11-067A

RT1a, RT1b
RB1
PT1

CT CLEAN
SUPPLY

11-077
CFS1
RB1
PT1

MEDICATION
11-043
RT1a
RB1

PT1, PT5

STAFF TOILET
11-085
TLF2

TLF2B
PT1, TLW2

CORRIDOR
11-067

RT1a, RT1b
RB1
PT1

PASSAGE
11-029

RT1a, RT1b
RB1
PT1

CHANGE/LOCKERS
11-082
RT1a
RB1

PT1, PT5

FLUORO
11-081

SV1a, SV1b
RB1
PT1

PATIENT
TOILET
11-081A

TLF1
TLF1B

TLW1a, TLW1b

TECH WORK
11-045
RT1a
RB1

PT1, PT5

CONFERENCE/CLASSROOM
11-063
CPT4
RB1

PT1, PT9, PTW1

STRETCHER
ALCOVE
11-029A

RT1a, RT1b
RB1
PT1

CORRIDOR
11-046

RT1a, RT1b
RB1
PT1

QUIET/
LACTATION

11-069
RT1a
RB1
WC1

FLUORO
STORAGE

11-042
RT1a
RB1

PT1, PT5

PATIENT
TOILET
11-078
TLF1

TLF1B
TLW1a, TLW1b

READING
11-073E

RT1a
RB1

PT1, PT5 WORKSTATION
11-073F

RT1a
RB1

PT1, PT5

READING
PACS

11-073A
RT1a
RB1

PT1, PT5

TECH
WORKSTATION

11-083
RT1a
RB1

PT1, PT5

ULTRASOUND
SUPERVISOR

OFFICE
11-071
RT1a
RB1

PT1, PT5

CORRIDOR
11-066

RT1a, RT1b
RB1
PT1

CORRIDOR
11-022

RT1a, RT1b
RB1
PT1

STRETCHER
ALCOVE
11-022B

RT1a
RB1
PT1

STAFF
CHANGE

11-074A
RT1a
RB1

PT1, PT5

STAFF TOILET
11-075
TLF2

TLF2B
PT1, TLW2

STAFF TOILET
11-041
TLF2

TLF2B
PT1, TLW2

M
A

T
C

H
LI

N
E

S
E

E
 A

5/
  I

N
1

21
A

M
A

T
C

H
LI

N
E

S
E

E
 A

5/
  I

N
1

21
E

MATCHLINE

SEE A5/  IN121D

CG1

CG1

CG1 CG1

CG1

CG1

CG1

CG1CG1CG1

CG1

CG1
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EQUIPMENT
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IN121B

FINISH PLAN - LEVEL
01 - AREA B

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L01-IN-1/8-FLOOR FINISH PLAN-AREA B

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

CORRIDOR
10-001

TER1, TER2, TER3
TER1B

PT1, TLW6

CONFERENCE
ROOM
10-003
CPT4
RB1

PT1, PT9, PTW1 OPEN TO BELOW
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FINISH PLAN - LEVEL
01 - AREA C

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L01-IN-1/8-FLOOR FINISH PLAN-AREA C

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

CORRIDOR
11-003
RT1a
RB1
PT1

CRASH CART
ALCOVE

11-022F
RT1a
RB1
PT1

CORRIDOR
11-023

RT1a, RT1b
RB1
PT1

MULTIPURPOSE/
CONSULTATION

11-009
RT1a
RB1

PT1, PT5

WORKSTATION
11-001A

RT1a
RB1
WC7

CORRIDOR
11-086

RT1a, RT1b
RB1
PT1

WAITING
11-001
RT1a
RB1

PT1, WC7

ULTRASOUND
11-021

SV1a, SV1b
RB1
PT1

ULTRASOUND
11-019

SV1a, SV1b
RB1
PT1

PATIENT
TOILET
11-021A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET
11-019A

TLF1
TLF1B

TLW1a, TLW1b

PREP/
HOLDING

11-014
SV1b
RB1
PT1

PREP/
HOLDING

11-015
SV1b
RB1
PT1

PREP/
HOLDING

11-010
SV1b
RB1
PT1

PREP/
HOLDING

11-011
SV1b
RB1
PT1

STRETCHER
ALCOVE
11-022E

RT1a
RB1
PT1

WHEELCHAIR
ALCOVE
11-022A

RT1a
RB1
PT1

PATIENT
TOILET
11-017
TLF1

TLF1B
TLW1a, TLW1b

PASSAGE
11-013

RT1a, RT1b
RB1
PT1

WORKSTATION
11-002F

RT1a
RB1

PT1, PT5

WORKSTATION
11-002C

RT1a
RB1

PT1, PT5

WORKSTATION
11-002J

RT1a
RB1

PT1, PT5

WORKSTATION
11-002B

RT1a
RB1

PT1, PT5

WORKSTATION
11-002G

RT1a
RB1

PT1, PT5

PASSAGE
11-002
RT1a
RB1

PT1, PT5

CORRIDOR
11-022

RT1a, RT1b
RB1
PT1

WORKSTATION
11-002I
RT1a
RB1

PT1, PT5

WORKSTATION
11-002E

RT1a
RB1

PT1, PT5

PRIVATE
OFFICE

11-005
RT1a
RB1

PT1, PT6
COPIER
11-002M

RT1a
RB1
PT1

OPEN TO BELOW

RESTROOM
AREA
10-005
TLF3

TLF3B
TLW3a, TLW4

PUBLIC
TOILET
10-005E

TLF3
TLF3B

TLW3a, TLW4

PUBLIC
TOILET
10-005C

TLF3
TLF3B

TLW3a, TLW4

PUBLIC
TOILET
10-005B

TLF3
TLF3B

TLW3a, TLW4

PUBLIC
TOILET
10-005A

TLF3
TLF3B

TLW3a, TLW4

CORRIDOR
10-001

TER1, TER2, TER3
TER1B

PT1, TLW6
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CG1 CG1 CG1 CG1 CG1 CG1

CG3

CG1

CG3CG3

CG1
CG1

CG1

CG1

CG1

CG3 CG1

CG1

CG1

CG1

COMMUNICATION
ROOM
1C-002
CFS1
RB1
PT1

ELECTRICAL
ROOM
1E-004
CFS1
RB1
PT1

SHAFT
SH-015

--
--
--

SUPERVISORS
OFFICE

11-007
RT1a
RB1

PT1, PT6

PRIVATE
OFFICE

11-006
RT1a
RB1

PT1, PT6

WOW
PARKING

11-002A
RT1a
RB1

PT1, PT6

LOCKER
ALCOVE
11-123K

RT1a
RB1
PT1

CG1

TLW6

TLW6

TLW6

TLW6

TLW6
TLW6

W
C
7

A
W
P
1

DF1

W
C
7

WC7

EQUIPMENT
STORAGE

11-087
SV1a, SV1b

RB1
PT1

EQUIPMENT
STORAGE

11-018
SV1a, SV1b

RB1
PT1

PNEUMATIC
TUBE STATION

11-022C
--
--
--
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FINISH PLAN - LEVEL
01 - AREA D

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

MRI
11-034

SV1a, SV1b
RB1
PT1

CONTROL
ROOM
11-034A

RT1a
RB1

PT1, PT5

EQUIPMENT
ROOM
11-033
CFS1
RB1
PT1

MRI CLEAN
SUPPLY

11-038
CFS1
RB1
PT1

MRI
TRANSFER

ZONE
11-029
SV1a
RB1
PT1

EVS
11-057
SEF1

SEF1B
PTE1

GEN/FLUORO
SUPERVISORS

11-050
RT1a
RB1

PT1, PT5

STRETCHER
ALCOVE
11-030C

RT1a
RB1
PT1CORRIDOR

11-039
RT1a, RT1b

RB1
PT1

CLEAN
SUPPLY

11-037
CFS1
RB1
PT1

SOILED
HOLDING

11-054
SV3

SV3B
PTE1

CORRIDOR
12-011

RT1a, RT1b
RB1
PT1

CORRIDOR
12-027
RT1a
RB1
PT1

MRI
11-031

SV1a, SV1b
RB1
PT1

CASHIER
OFFICE

12-018
RT1a
RB1

PT1, PT5

PATIENT
ADVOCATE

OFFIC E
12-022
RT1a
RB1

PT1, PT5

ADMITTING
WORK AREA

12-022
RT1a
RB1

PT1, PT5

FINANCIAL
ASSIST
OFFICE

12-014
RT1a
RB1

PT1, PT5

FINANCIAL
ASSIST
OFFICE

12-013
RT1a
RB1

PT1, PT5

ADMITTING
SUPERVISOR

OFFICE
12-021
RT1a
RB1

PT1, PT5

CLEAN
SUPPLY

11-058
CFS1
RB1
PT1

CORRIDOR
11-046

RT1a, RT1b
RB1
PT1

PASSAGE
11-030

RT1a, RT1b
RB1
PT1

EQUIPMENT
ROOM
12-033
CFS1
RB1
PT1

CONTROL
ROOM
11-031A

RT1a
RB1

PT1, PT5

PATIENT
TOILET
11-055
TLF1

TLF1B
TLW1a, TLW1b

CORRIDOR
12-026

RT1a, RT1b
RB1
PT1

STRETCHER
ALCOVE
11-030A

RT1a
RB1
PT1

PRE-AUTH
SHARED
OFFICE

12-023
RT1a
RB1

PT1, PT5

PRE-AUTH
SHARED
OFFICE

12-025
RT1a
RB1

PT1, PT5

WOW
PARKING

12-021A
RT1a
RB1

PT1, PT5

STORAGE
12-017A

RT1a
RB1

PT1, PT5

PUBLIC
WAITING

10-013
TER1, TER2, TER3

TER1B
DS1, MP1, TLW6

SECURITY
12-029
RT1a
RB1

PT1, PT5LOCKERS
12-030
RT1a
RB1

PT1, PT5

STAFF TOILET/
SHOWER

12-031
TLF2

TLF2B
PT1, TLW2

CAFE
10-014

SV2
SV2B
TLW7

OFFICE
10-015
RT1a
RB1

PT1, PT5

TEAM ROOM
12-017
RT1a
RB1

PT1, PT5

MRI
SUPERVISORS

OFFICE
11-053
RT1a
RB1

PT1, PT5

CT
SUPERVISORS

OFFICE
11-051
RT1a
RB1

PT1, PT5

INFORMATICS
OFFICE

11-049
RT1a
RB1

PT1, PT5

PHYSICS
OFFICE

11-047
RT1a
RB1

PT1, PT5
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CG1 CG1

CG1

CG1

CG3

CG1

CG1

CG3

CG3 CG3 CG2

CG2

CG1

CG1

CG1

CG1
CG3

CG3

CG2

CG1 CG1

CG1CG1CG1

CG1

CG1

CG1

CG3

STAIR
ST-002
CFS1
RB1
PT1

ELEV LOBBY
1L-003
RT2b
RB1
PT1

SHAFT
SH-003

--
--
--

ELEV. S6
EL-011

ELEV. S3
EL-013

ELEV. S5
EL-012SHAFT

SH-010
--
--
--

SHAFT
SH-009

--
--
--

SHAFT
SH-011

--
--
--

COMMUNICATION
ROOM
1C-003
CFS1
RB1
PT1

CRASH CART
ALCOVE
11-039A

RT1a
RB1
PT1

CORRIDOR
10-017

TER1, TER2, TER3
TER1B

MP1

METAL
DETECTION

11-030B
RT1a
RB1
PT1

PUBLIC
TOILET
12-015
TLF3

TLF3B
TLW3a, TLW4

CORRIDOR
12-021

RT1a, RT1b
RB1
PT1

CORRIDOR
12-019

RT1a, RT1b
RB1
PT1

CG1

CG1

CG1

CG1

CG2

CG1

CG3

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG2

TLW
6
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L
W

6

M
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1

M
P1

M
P1

M
P

1

M
P1

T
L
W

6

TLW6

T
L
W

7

T
L
W

7

EQUIPMENT
STORAGE

11-035
SV1a, SV1b

RB1
PT1

CG1CG1

CG1 CG1

CG1

CG1CG1

CG1

CG1
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FINISH PLAN - LEVEL
01 - AREA E

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L01-IN-1/8-FLOOR FINISH PLAN-AREA E

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

MRI
TRANSFER

ZONE
11-029
SV1a
RB1
PT1

EVS
11-057
SEF1

SEF1B
PTE1

GEN/FLUORO
SUPERVISORS

11-050
RT1a
RB1

PT1, PT5

SOILED
HOLDING

11-054
SV3

SV3B
PTE1

CORRIDOR
12-011

RT1a, RT1b
RB1
PT1

MRI
11-031

SV1a, SV1b
RB1
PT1

QUIET/
LACTATION

10-006
RT1a
RB1
WC1

CASHIER
OFFICE

12-018
RT1a
RB1

PT1, PT5

PATIENT
ADVOCATE

OFFIC E
12-022
RT1a
RB1

PT1, PT5

ADMITTING
WORK AREA

12-022
RT1a
RB1

PT1, PT5

FINANCIAL
ASSIST
OFFICE

12-014
RT1a
RB1

PT1, PT5

FINANCIAL
ASSIST
OFFICE

12-013
RT1a
RB1

PT1, PT5

ADMITTING
SUPERVISOR

OFFICE
12-021
RT1a
RB1

PT1, PT5

CLEAN
SUPPLY

11-058
CFS1
RB1
PT1

CORRIDOR
11-023

RT1a, RT1b
RB1
PT1

CORRIDOR
11-046

RT1a, RT1b
RB1
PT1

EQUIPMENT
ROOM
12-033
CFS1
RB1
PT1

CONTROL
ROOM
11-031A

RT1a
RB1

PT1, PT5

PATIENT
TOILET
11-055
TLF1

TLF1B
TLW1a, TLW1b

CORRIDOR
12-026

RT1a, RT1b
RB1
PT1

STRETCHER
ALCOVE
11-030A

RT1a
RB1
PT1

EVS
11-026
SEF1

SEF1B
PTE1

SOILED
HOLDING

11-025
SV3

SV3B
PTE1

FIRE
COMMAND

12-030
CFS1
RB1
PT1

SHARED
WORKSTATION

11-098
RT1a
RB1

PT1, PT6

NUTRITION
ALCOVE

11-101A
RT1a
RB1

PT1, PT6

MULTIPURPOSE/
CONSULTATION

11-095
RT1a
RB1

PT1, PT6

STORAGE
11-090
CFS1
RB1
PT1

PUBLIC
WAITING

11-094
RT1a
RB1

PT1, WC3

QUIET/
LACTATION

10-009
RT1a
RB1
WC1

QUIET/
LACTATION

10-010
RT1a
RB1
WC1

PRIVATE
OFFICE

11-099
RT1a
RB1

PT1, PT6

PRIVATE
OFFICE

11-091
RT1a
RB1

PT1, PT6

RECEPTION
11-093
RT1a
RB1

PT1, PT6

MANAGERS
OFFICE

11-097
RT1a
RB1

PT1, PT6

CORRIDOR
11-101
RT1a
RB1

PT1, PT6

OXYGEN
STORAGE

11-027
CFS1
RB1
PT1

PRE-AUTH
SHARED
OFFICE

12-023
RT1a
RB1

PT1, PT5

PRE-AUTH
SHARED
OFFICE

12-025
RT1a
RB1

PT1, PT5

WOW
PARKING

12-021A
RT1a
RB1

PT1, PT5

STORAGE
12-017A

RT1a
RB1

PT1, PT5

SECURITY
12-029
RT1a
RB1

PT1, PT5LOCKERS
12-030
RT1a
RB1

PT1, PT5

STAFF TOILET/
SHOWER

12-031
TLF2

TLF2B
PT1, TLW2

OFFICE
10-015
RT1a
RB1

PT1, PT5

TEAM ROOM
12-017
RT1a
RB1

PT1, PT5

MRI
SUPERVISORS

OFFICE
11-053
RT1a
RB1

PT1, PT5

CT
SUPERVISORS

OFFICE
11-051
RT1a
RB1

PT1, PT5

INFORMATICS
OFFICE

11-049
RT1a
RB1

PT1, PT5

PHYSICS
OFFICE

11-047
RT1a
RB1

PT1, PT5
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CG1
CG3

CG3

CG2

CG1 CG1

CG1CG1

CG1

CG1

CG1

CG1

CG1

SHAFT
SH-006

--
--
--

ELEV. P2
EL-002

ELEV. T2
EL-007

ELEV. T1
EL-006

ELEV LOBBY
1L-002
RT2b
RB1
PT1

STAIR
ST-006
CFS1
RB1

PTE1, PTE2

ELEV LOBBY
1L-003
RT2b
RB1
PT1

SHAFT
SH-003

--
--
--

ELEV
LOBBY
1L-001

TER1, TER2, TER3
TER1B

MP2, TLW6

ELEV. S6
EL-011

ELEV. S1
EL-005

ELEV. S4
EL-009

ELEV. P3
EL-003

ELEV. P1
EL-001

ELEV. P4
EL-004

ELEV. S2
EL-008

ELEV. S3
EL-013

ELEV. S5
EL-012SHAFT

SH-010
--
--
--

SHAFT
SH-009

--
--
--

SHAFT
SH-007

--
--
--

SHAFT
SH-011

--
--
--

STAIR
ST-007

NSF1, TER1

CORRIDOR
10-017

TER1, TER2, TER3
TER1B

MP1

METAL
DETECTION

11-030B
RT1a
RB1
PT1

PUBLIC
TOILET
12-015
TLF3

TLF3B
TLW3a, TLW4

CORRIDOR
12-021

RT1a, RT1b
RB1
PT1

CORRIDOR
12-019

RT1a, RT1b
RB1
PT1

CG2
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CG1
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IN121F

FINISH PLAN - LEVEL
01 - AREA F

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L01-IN-1/8-FLOOR FINISH PLAN-AREA F

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

MALE
RESTROOM

12-009
TLF3

TLF3B
TLW3a, TLW4

FEMALE
RESTROOM

12-007
TLF3

TLF3B
TLW3a, TLW4

CORRIDOR
12-011

RT1a, RT1b
RB1
PT1

GIFT SHOP
STORAGE

12-005
RT1a
RB1
PT1

CASHIER
OFFICE

12-018
RT1a
RB1

PT1, PT5

MODULAR
WORKSTATION

10-013C
TER1

TER1B
PT1

MODULAR
WORKSTATION

10-013E
TER1

TER1B
PT1

PATIENT
ADVOCATE

OFFIC E
12-022
RT1a
RB1

PT1, PT5

VALET
SERVICES

WORKSTATION
10-013A

TER1
TER1B

PT1

VALET
SERVICES

OFFICE
12-006
RT1a
RB1
PT1

ADMITTING
WORK AREA

12-022
RT1a
RB1

PT1, PT5

FINANCIAL
ASSIST
OFFICE

12-014
RT1a
RB1

PT1, PT5

FINANCIAL
ASSIST
OFFICE

12-013
RT1a
RB1

PT1, PT5

ADMITTING
SUPERVISOR

OFFICE
12-021
RT1a
RB1

PT1, PT5

PUBLIC
WAITING

12-001
RT1a
RB1
PT1

WHEELCHAIR
STORAGE

12-002
RT1a
RB1
PT1

MODULAR
WORKSTATION

10-013B
TER1

TER1B
PT1

PUBLIC
WAITING

10-013
TER1, TER2, TER3

TER1B
DS1, MP1, TLW6

GIFT SHOP
12-003
TER1

TER1B
PT1

CORRIDOR
12-026

RT1a, RT1b
RB1
PT1

WORKSTATION
12-001A

RT1a
RB1

PT1, PT5

FIRE
COMMAND

12-030
CFS1
RB1
PT1

QUIET/
LACTATION

10-009
RT1a
RB1
WC1

QUIET/
LACTATION

10-010
RT1a
RB1
WC1

PRE-AUTH
SHARED
OFFICE

12-023
RT1a
RB1

PT1, PT5

PRE-AUTH
SHARED
OFFICE

12-025
RT1a
RB1

PT1, PT5

WOW
PARKING

12-021A
RT1a
RB1

PT1, PT5

STORAGE
12-017A

RT1a
RB1

PT1, PT5

CORRIDOR
10-011

TER1, TER2, TER3
TER1B

DS1, MP1, TLW6

PUBLIC
WAITING

10-013
TER1, TER2, TER3

TER1B
DS1, MP1, TLW6

OFFICE
10-015
RT1a
RB1

PT1, PT5

TEAM ROOM
12-017
RT1a
RB1

PT1, PT5

M
A

T
C

H
LI
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E

S
E

E
 A
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N
1

21
E

MATCHLINE

SEE A5/  IN
121E

STAIR
ST-001
CFS1
RB1
PT1

ELEV LOBBY
1L-003
RT2b
RB1
PT1

ELECTRICAL
ROOM
1E-001
CFS1
RB1
PT1

SHAFT
SH-001

--
--
--

SHAFT
SH-002

--
--
--

COMMUNICATION
ROOM
1C-001
CFS1
RB1
PT1

VESTIBULE
1V-002
CPT1
RB2
PT1

VESTIBULE
V-001
CPT1
RB2
PT1

ELEV. S6
EL-011

ELEV. S5
EL-012

SHAFT
SH-011

--
--
--

SHAFT
SH-012

--
--
--

SHAFT
SH-023

--
--
--

CORRIDOR
10-017

TER1, TER2, TER3
TER1B

MP1
PUBLIC
TOILET
12-015
TLF3

TLF3B
TLW3a, TLW4
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A

C

B

LEVEL B01 - LEVEL 04 KEYPLAN

D

E

F

G

PB

BBA

C

B

LEVEL B01 - LEVEL 04 KEYPLAN

D

E

F

G

PB

BBA

C

B

LEVEL B01 - LEVEL 04 KEYPLAN

D

E

F

G

PB

BBA

C

B

LEVEL B01 - LEVEL 04 KEYPLAN

D

E

F

G

PB

BB

TRUE NORTH

0

0
1/

2"
1"

2"

NOT F
OR C

ONSTRUCTIO
N

PRELI
M

IN
ARY

Project Number

Original Issue

Sheet Number

Sheet Name

Project Status

1

A

B

C

D

2345

12345

A

B

C

D

4' 8' 16'

fbt Architects
6501 AMERICAS PKWY NE., STE. 300
ALBUQUERQUE, NM 87110

PHASE III – HOSPITAL & BBRP – 100% DD

PHASE III - HOSPITAL & 
BBRP - 100% DD

8/
10

/2
02

0 
7:

02
:2

4 
P

M
B

IM
 3

60
://

10
16

88
96

_U
N

M
H

_N
H

T
/1

01
68

89
6-

A
-T

I-
C

E
N

T
R

A
L.

rv
t

IN121G

FINISH PLAN - LEVEL
01 - AREA G

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L01-IN-1/8-FLOOR FINISH PLAN-AREA G

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

DECONTAMINATION
21-135
SEF2

SEF2B
PTE1

CLEAN ELEV
LOBBY
21-129
SEF2

SEF2B
PTE1

EVS
21-130
SEF1

SEF1B
PTE1

CORRIDOR
21-102

RT1a, RT1b
RB1
PT1

EVS
21-134
SEF1

SEF1B
PTE1

DETERGENT
21-133
SEF2

SEF2B
PTE1

CART
WASHER

21-135G
SEF2

SEF2B
PTE1

CART WASH
STAGING

21-135B
SEF2

SEF2B
PTE1

INSTRUMENT
WASHER

21-135E
SEF2

SEF2B
PTE1

WASHER
RETURN
21-135F

SEF2
SEF2B
PTE1

PASS-THROUGH
21-135C

SOILED CART
STAGING

21-135A
SEF2

SEF2B
PTE1

SOILED
HOLDING

21-101
SV3

SV3B
PTE1

CORRIDOR
21-097

RT1a, RT1b
RB1
PT1

COMMON
WORK AREA

21-096
RT1a
RB1

PT1, PT5

STAFF TOILET
21-100
TLF2

TLF2B
PT1, TLW2

SOILED ELEV
LOBBY
21-103

SV3
SV3B
PTE1

ANTE ROOM
21-105
SEF2

SEF2B
PTE1

HLD
REPROCESSING

21-107A
SEF2

SEF2B
PTE1

CORRIDOR
21-099

RT1a, RT1b
RB1
PT1

CORRIDOR
21-046

RT1a, RT1b
RB1
PT1

PREP/PACK
WORKSTATIONS

21-107
SEF2

SEF2B
PTE1

CORRIDOR
21-131

RT1a, RT1b
RB1
PT1

MATCHLINE

SEE A5/  IN122C
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IN122A

FINISH PLAN - LEVEL
02 - AREA A

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L02-IN-1/8-FLOOR FINISH PLAN-AREA A

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

CLEAN ELEV
LOBBY
21-129
SEF2

SEF2B
PTE1

WALK-IN
REFRIGERATOR

21-050
SEF2

SEF2B
PTE1

BULK
STORAGE

21-049
SEF2

SEF2B
PTE1

CORRIDOR
21-046

RT1a, RT1b
RB1
PT1

CORE LAB
21-093
SEF2

SEF2B
PTE1

CART
STORAGE

21-091
SEF2

SEF2B
PTE1PATHOLOGY

WASTE
HOLDING

WORKSTATION
21-047A

SEF2
SEF2B
PTE1

STAFF TOILET
21-090
TLF2

TLF2B
PT1, TLW2

LIQUID
NITROGEN

21-089
RT2b
RB1
PT1

STAFF TOILET
21-087
TLF2

TLF2B
PT1, TLW2

WORKSTATION
21-047D

SEF2
SEF2B
PTE1

WORKSTATION
21-047B

SEF2
SEF2B
PTE1

LAB COAT
STORAGE

21-047E
SEF2

SEF2B
PTE1

CORRIDOR
21-070

RT1a, RT1b
RB1
PT1

HISTOLOGY
LAB

21-071
SEF2

SEF2B
PTE1

COPIER
21-065C

SEF2
SEF2B
PTE1

WORKSTATION
21-065B

SEF2
SEF2B
PTE1

SHARED
OFFICE

21-053
SEF2

SEF2B
PT1

SERVER
ROOM
21-059
CFS1
RB1
PT1

INVENTORY
COORD.

21-127
SEF2

SEF2B
PTE1

LOCKERS
21-061
RT1a
RB1
PT1

PRIVATE
OFFICE

21-055
SEF2

SEF2B
PT1

STAFF TOILET
21-051
TLF2

TLF2B
PT1, TLW2

RECEIVING
AND

BREAKOUT
21-126
SEF2

SEF2B
PTE1

SHARED
OFFICE

21-056
SEF2

SEF2B
PT1

BLOOD BANK
LAB

21-068
SEF2

SEF2B
PTE1

VISITOR
SEATING

21-065I
SEF2

SEF2B
PTE1

WORKSTATION
21-065F

SEF2
SEF2B
PTE1

PATHOLOGIST
OFFICE

21-081
SEF2

SEF2B
PT1

WORKSTATIONS
21-079
SEF2

SEF2B
PT1

RECEIVING/
ACCESSIONING

BENCH
21-083
SEF2

SEF2B
PTE1

PRIVATE
OFFICE

21-067
SEF2

SEF2B
PT1

BLOOD
PRODUCT

ISSUE
21-069
SEF2

SEF2B
PTE1

SUPERVISORS
OFFICE

21-078
SEF2

SEF2B
PT1

SPECIMEN
STORAGE

21-072
SEF2

SEF2B
PTE1

CORE LAB
21-093
SEF2

SEF2B
PTE1

CRYOSTAT
21-077
SEF2

SEF2B
PTE1

MICROSCOPE
READING

21-082
SEF2

SEF2B
PT1

STAFF
LOUNGE

21-057
RT1a
RB1

PT1, PT5

PRIVATE
OFFICE

21-064
SEF2

SEF2B
PT1

LAB COAT
STORAGE

21-063
RT1a
RB1
PT1

STREET COAT
STORAGE

21-060A
RT1a
RB1
PT1 CORRIDOR

21-065
SEF2

SEF2B
PTE1

WORKSTATION
21-065E

SEF2
SEF2B
PTE1 LAB RECORDS

STORAGE
21-065G

SEF2
SEF2B
PTE1

WORKSTATION
21-052A

SEF2
SEF2B
PTE1 WORKSTATION

21-052B
SEF2

SEF2B
PTE1

COMMON
WORK AREA

21-096
RT1a
RB1

PT1, PT5

CORRIDOR
21-075
SEF2

SEF2B
PTE1

CORRIDOR
21-094

RT1a, RT1b
RB1
PT1

CORRIDOR
21-052
SEF2

SEF2B
PTE1

CORRIDOR
21-086
SEF2

SEF2B
PTE1

PRIVATE
OFFICE

21-095
RT1a
RB1

PT1, PT5

HISTOLOGY
LAB

21-073
SEF2

SEF2B
PTE1

CORRIDOR
21-047
SEF2

SEF2B
PTE1
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SEE A5/  IN122D

STAIR
ST-002
CFS1
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PT1

ELECTRICAL
ROOM
2E-003
CFS1
RB1
PT1

ELEV. C2
EL-018

CG4

CG4

CG4

CG4

CG4

CG1 CG1

CG1 CG1

CG1 CG1 CG1 CG1

CG1CG1

CG4

CG4

CG4

CG4
CG4

CG4 CG4

CG4

CG4

CG4

CG1

CG1
CG4

CG4

CG4

CG-6

CG-6

CG4

CG1 CG1

CG4

CG4 CG4

CG4

CG4

CG4

CG4

CG4CG4

CG4CG4

CG4

CG4

CG4

CG4

CG4

CG1 CG1

CG1

CG1

CG1

CG1 CG1

CG1CG1

CG1

CG1CG1CG1

CG4

CG4

CG-6

CORRIDOR
21-085
SEF2

SEF2B
PTE1
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IN122B

FINISH PLAN - LEVEL
02 - AREA B

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L02-IN-1/8-FLOOR FINISH PLAN-AREA B

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

EB

EA

E9

EA.4

E10

EA.6

LMC1
9' - 0" AFF

CORRIDOR
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CORRIDOR
20-001
LMC1
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GWB1
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ACT6
9' - 0" AFF
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FINISH PLAN - LEVEL
02 - AREA BB - BBRP
BRIDGE

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

07/14/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L02-IN-1/8-FLOOR FINISH PLAN-BRIDGE-BBRP

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

1/8" = 1'-0" C5
REFLECTED CEILING PLAN - LEVEL 02 - AREA BB - BBRP BRIDGE

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

LOW TEMP
STERILIZER

21-107A
SEF2

SEF2B
PTE1

PREP/PACK
WORKSTATIONS

21-107
SEF2

SEF2B
PTE1

SUPERVISORS
OFFICE

21-119
RT1a
RB1

PT1, PT5

STAFF
LOUNGE

21-117
RT1a
RB1

PT1, PT5

STEAM
STERILIZERS

21-108
SEF2

SEF2B
PTE1

VENDOR
21-110
RT1a
RB1

PT1, PT5

CORRIDOR
21-102

RT1a, RT1b
RB1
PT1

CART
STAGING

21-107B
SEF2

SEF2B
PTE1

INSTRUMENT
REPAIR/

SHARPENING
21-113
RT1a
RB1

PT1, PT5

SOILED
HOLDING

21-141
SV3

SV3B
PTE1

VENDOR TOTE
21-139
RT1a
RB1

PT1, PT5

CASE CART
STAGING

21-137A
SEF2

SEF2B
PTE1

TEAM
STATION

21-149
RT1a
RB1

PT1, PT8

PT
TREATMENT

21-171
RT1a
RB1
PT1

CLEAN
SUPPLY

21-138
CFS1
RB1
PT1

EXAM ROOM
21-152
RT1a
RB1
PT1

EXAM ROOM
21-155
RT1a
RB1
PT1

EXAM ROOM
21-156
RT1a
RB1
PT1

WAITING
21-153
TER1

TER1B
PT1, PT7

SCREENING
ROOM
21-147
RT1a
RB1
PT1

SHARED
OFFICE

21-143
RT1a
RB1

PT1, PT8
PAT TLT

21-145
TLF1

TLF1B
TLW1a, TLW1b

POC
21-144
RT1a
RB1
PT1

MEDICATION
21-151
RT1a
RB1
PT1

CORRIDOR
20-001

TER1, TER2, TER3
TER1B

MP1, TLW6

CORRIDOR
21-148

RT1a, RT1b
RB1

PT1, PT8

DIRECTORS
OFFICE

21-166
RT1a
RB1

PT1, PT8

SOILED
HOLDING

21-167
SV3

SV3B
PTE1

EXAM ROOM
21-169
RT1a
RB1
PT1

DME
STORAGE

21-170
CFS1
RB1
PT1

SCOPE
PICKUP

21-115
SEF2

SEF2B
PTE1

MANAGERS
OFFICE

21-118
RT1a
RB1

PT1, PT5

INSTRUMENT
COORDINATOR

21-114
RT1a
RB1

PT1, PT5

PUBLIC
TOILET
21-157
TLF3

TLF3B
TLW3a, TLW4

M
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STAIR
ST-004
CFS1
RB1

PTE1, PTE2

ELEV. W1
EL-014

ELEV. C3
EL-022

ELEV. D2
EL-021

SHAFT
SH-005

--
--
--

ELEV. W2
EL-015

COMMUNICATION
ROOM
2C-003
CFS1
RB1
PT1

CG4 CG4

CG4CG4

CG4 CG4

CG4CG4

CG4 CG4

CG4CG4

CG4 CG4

CG4CG4

CG4 CG4 CG4

CG4CG4

CG4 CG4

CG4CG4

CG4 CG4

CG4CG4

CG4 CG4

CG4CG4

CG4CG4

CG1CG1

CG1CG1

CG1

CG1

CG1

CG1

CG1

CG2

CG1 CG1 CG1

CG2

CG1

CG1

CG1

CG1 CG1

TLW6TLW6
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T
L
W
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T
L
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6

T
L
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DF2 TLW6
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FINISH PLAN - LEVEL
02 - AREA C

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L02-IN-1/8-FLOOR FINISH PLAN-AREA C

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

MENS
LOCKERS

21-125
RT2d
RB1
PT1

WOMENS
LOCKERS

21-123
RT2d
RB1
PT1

COPIER
21-065C

SEF2
SEF2B
PTE1

RECEIVING
AND

BREAKOUT
21-126
SEF2

SEF2B
PTE1

PRIVATE
OFFICE

21-067
SEF2

SEF2B
PT1

BLOOD
PRODUCT

ISSUE
21-069
SEF2

SEF2B
PTE1

EXAM ROOM
21-156
RT1a
RB1
PT1

EXAM ROOM
21-161
RT1a
RB1
PT1

MAIN
MEDICATION

21-175
SEF2

SEF2B
PTE1

WAITING
21-177
RT1a
RB1
PT1

INVESTIGATIONAL
DRUG
21-183
SEF2

SEF2B
PTE1

PRIVATE
OFFICE

21-187
RT1a
RB1

PT1, PT5

OFFICE
21-174
RT1a
RB1

PT1, PT5

PRIVATE
OFFICE

21-064
SEF2

SEF2B
PT1

LAB COAT
STORAGE

21-063
RT1a
RB1
PT1

LAB RECORDS
STORAGE

21-065G
SEF2

SEF2B
PTE1

SHARED
OFFICE

21-165
RT1a
RB1

PT1, PT8

STAFF
LOUNGE

21-213
RT1a
RB1

PT1, PT5

STAFF TOILET
21-212
TLF2

TLF2B
PT1, TLW2

MALE
RESTROOM

21-211
TLF3

TLF3B
TLW3a, TLW4

SHARED
OFFICE

21-207
RT1a
RB1

PT1, PT5

RECEIVING
AND

BREAKOUT
21-126
SEF2

SEF2B
PTE1

FEMALE
RESTROOM

21-209
TLF3

TLF3B
TLW3a, TLW4

STAFF TOILET
21-208
TLF2

TLF2B
PT1, TLW2

NHD
COMPOUNDING

ROOM
21-204
SEF2

SEF2B
PTE1

CORRIDOR
21-205
SEF2

SEF2B
PTE1

BUFFER
ROOM
21-201
SEF2

SEF2B
PTE1

ANTE ROOM
21-200
SEF2

SEF2B
PTE1

HD BUFFER
ROOM
21-199
SEF2

SEF2B
PTE1

HD ANTE
ROOM
21-197
SEF2

SEF2B
PTE1

ORDER ENTRY
21-216E

SEF2
SEF2B
PTE1

CORRIDOR
21-216
SEF2

SEF2B
PTE1

NARCOTIC
VAULT

STORAGE
21-217
SEF2

SEF2B
PTE1

CAROUSELS
AREA
21-216F

SEF2
SEF2B
PTE1

BREAK ROOM
21-181
RT2a
RB1
PT1

COUNSELING
21-178
RT1a
RB1
PT1

CORRIDOR
21-162

RT1a, RT1b
RB1
PT1

MED CART
PREP
21-192
SEF2

SEF2B
PTE1

SUPPLY
STORAGE

21-193
SEF2

SEF2B
PTE1

BULK
STORAGE

21-196
SEF2

SEF2B
PTE1

RN
SUPERVISOR

21-163
RT1a
RB1

PT1, PT8

CORRIDOR
21-215
SEF2

SEF2B
PTE1

CORRIDOR
21-184
SEF2

SEF2B
PTE1

HD
COMPOUNDING

ROOM
21-203
SEF2

SEF2B
PTE1

PRIVATE
OFFICE

21-189
RT1a
RB1

PT1, PT5

PRIVATE
OFFICE

21-191
RT1a
RB1

PT1, PT5

PRIVATE
OFFICE

21-188
RT1a
RB1

PT1, PT5

WORKSTATION
21-185A

SEF2
SEF2B
PTE1

STAFF
WAITING

21-185B
SEF2

SEF2B
PTE1

PUBLIC
TOILET
21-157
TLF3

TLF3B
TLW3a, TLW4

PUBLIC
TOILET
21-159
TLF3

TLF3B
TLW3a, TLW4

FRONT WK
AREA
21-175A

SEF2
SEF2B
PTE1

STAFF TLT
21-179
TLF2

TLF2B
PT1, TLW2

EQUIPMENT
STORAGE

21-182
SEF2

SEF2B
PTE1

CORRIDOR
21-173
SEF2

SEF2B
PTE1

RX READY
21-175B

SEF2
SEF2B
PTE1

REFRIGERATOR/
FREEZER

21-216A
SEF2

SEF2B
PTE1

CORRIDOR
21-185
SEF2

SEF2B
PTE1

LOCKERS
21-205A

SEF2
SEF2B
PTE1

REFRIGERATOR/
FREEZER

21-216B
SEF2

SEF2B
PTE1
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ELECTRICAL
ROOM
2E-004
CFS1
RB1
PT1

COMMUNICATION
ROOM
2C-002
CFS1
RB1
PT1

SHAFT
SH-014

--
--
--

SHAFT
SH-015

--
--
--

SHAFT
SH-004

--
--
--

CG4

CG4

CG4

CG1 CG1

CG4

CG1

CG1
CG1 CG1

CG3

CG3 CG3 CG1

CG1CG3

CG1

CG3

CG1CG1

CG1

CG1

CG1

CG1
CG1 CG1

CG3 CG3

CG3CG3

CG3

CG1
CG1

CG1

CG1

CG1

CG3CG1CG1

CG1

CG1

CG1

CG1

CG1

CORRIDOR
20-001

TER1, TER2, TER3
TER1B

MP1, TLW6

CG1 CG1

CG3

CG1

CG1

CG1

CG1CG1

CG1

SCRUB DIST.
21-165A
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T
L
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FINISH PLAN - LEVEL
02 - AREA D

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L02-IN-1/8-FLOOR FINISH PLAN-AREA D

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

CORRIDOR
21-070

RT1a, RT1b
RB1
PT1

COFFEE BAR
STORAGE

22-015
SV2

SV2B
PT1

CORRIDOR
21-104

RT1a, RT1b
RB1
PT1

FEMALE
RESTROOM

22-018
TLF3

TLF3B
TLW3a, TLW4

MALE
RESTROOM

22-017
TLF3

TLF3B
TLW3a, TLW4

PROCESSING
VENTILATORS

21-019
RT1a
RB1

PT1, PT5

VENTILATOR
STORAGE

21-018
CFS1
RB1
PT1

EQUIPMENT
STORAGE

21-045
CFS1
RB1
PT1

COFFEE BAR
22-007

SV2
SV2B

PTE1, TLW7

CONSUMABLE
STORES

21-037
CFS1
RB1
PT1

EQUIPMENT
STORES

21-035
CFS1
RB1
PT1

MAIL ROOM
21-025
RT1a
RB1

PT1, PT5

STAFF TLT
21-030
TLF2

TLF2B
PT1, TLW2

STAFF TLT
21-031
TLF2

TLF2B
PT1, TLW2 WOMENS

LOCKERS
21-026
RT1a
RB1
PT1

MENS
LOCKERS

21-027
RT1a
RB1
PT1

LAUNDRY
21-034
SEF3

SEF3B
PTE1

BULK STORES
21-023
CFS1
RB1
PT1

CORRIDOR
20-002

TER1, TER2, TER3
TER1B

MP1, TLW6

STAFF
LOUNGE

21-043
RT1a
RB1

PT1, PT5

WORKROOM
21-042
RT1a
RB1

PT1, PT5

EVS
WORKSTATIONS

21-041
RT1a
RB1

PT1, PT5

PRIVATE
OFFICE

21-039
RT1a
RB1

PT1, PT5

CORRIDOR
21-046

RT1a, RT1b
RB1
PT1

CORRIDOR
21-029

RT1a, RT1b
RB1
PT1

PT OT ST
EQUIPMENT
STORAGE

21-017
CFS1
RB1
PT1
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STAIR
ST-008
CFS1
RB1
PT1

STAIR
ST-002
CFS1
RB1
PT1

ELEV LOBBY
2L-003
RT2b
RB1
PT1

ELECTRICAL
ROOM
2E-001
CFS1
RB1
PT1

ELEV. S5
EL-012

SHAFT
SH-003

ELEV. R2
EL-017ELEV. R1

EL-016

ELEV LOBBY
2L-004
RT2b
RB1
PT1

ELECTRICAL
ROOM
2E-002
CFS1
RB1
PT1

COMMUNICATION
ROOM
2C-003
CFS1
RB1
PT1

ELEV. S6
EL-011

ELEV. S3
EL-013

SHAFT
SH-010

--
--
--

SHAFT
SH-009

--
--
--

SHAFT
SH-011

--
--
--

STAIR
ST-006
CFS1
RB1

PTE1, PTE2

CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG2 CG2

CG1

CG1

CG1

CG1

CG1

CG1

CG1CG1 CG1

CG2

CG1 CG1

CG1CG1
CG1

CG2

CG2

CG1CG1

CG1

CG1

CG1

QUIET/
LACTATION

21-033
RT1a
RB1
WC1

PTS BLOWER
ROOM
21-038

CORRIDOR
20-002

TER1, TER2, TER3
TER1B

MP1, TLW6

ART GALLERY
20-002A

TER1
TER1B

PT1

T
L
W

6

T
L
W

6

TLW
6

T
L
W

6

TLW
6

T
L
W

6

TLW
6

M
P

1

M
P

1

TLW
6

TLW
7

BED STAGING
21-022
CFS1
RB1
PT1

CG1

CG1

M
P1

TLW6

CORRIDOR
20-003
CFS1
RB1
PT1

CORRIDOR
22-024
CFS1
RB1
PT1

T
L
W

6

T
L
W

6

T
L
W

6

CONFERENCE
ROOM
21-021
CPT4
RB1

PT1, PT9, PTW1
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FINISH PLAN - LEVEL
02 - AREA E

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L02-IN-1/8-FLOOR FINISH PLAN-AREA E

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

CORRIDOR
21-070

RT1a, RT1b
RB1
PT1

COFFEE BAR
STORAGE

22-015
SV2

SV2B
PT1

CORRIDOR
21-104

RT1a, RT1b
RB1
PT1

FEMALE
RESTROOM

22-018
TLF3

TLF3B
TLW3a, TLW4

MALE
RESTROOM

22-017
TLF3

TLF3B
TLW3a, TLW4

PROCESSING
VENTILATORS

21-019
RT1a
RB1

PT1, PT5

VENTILATOR
STORAGE

21-018
CFS1
RB1
PT1

SUPERVISORS
OFFICE

21-006
RT1a
RB1

PT1, PT5

MULTIPURPOSE/
CONSULTATION

21-005
RT1a
RB1

PT1, PT5

RECEPTION
21-004
RT1a
RB1

PT1, PT5

WORKSTATION
21-010
RT1a
RB1

PT1, PT5

STORAGE
CLOSET

21-009
RT1a
RB1
PT1

PRIVATE
OFFICE

21-002
RT1a
RB1

PT1, PT5

BOOK CART
ALCOVE
21-001A

RT1a
RB1
PT1
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2

VOLUNTEER
WORKROOM

21-001
RT1a
RB1

PT1, PT5

COFFEE BAR
22-007

SV2
SV2B

PTE1, TLW7

CONFERENCE
ROOM
21-011
CPT4
RB1

PT1, PT9, PTW1

EQUIPMENT
STORES

21-035
CFS1
RB1
PT1

LAUNDRY
21-034
SEF3

SEF3B
PTE1

BULK STORES
21-023
CFS1
RB1
PT1

CORRIDOR
20-002

TER1, TER2, TER3
TER1B

MP1, TLW6

PT OT ST
EQUIPMENT
STORAGE

21-017
CFS1
RB1
PT1

SOILED
HOLDING

21-013
SV3

SV3B
PTE1

EVS
21-014
SEF1

SEF1B
PTE1

SECURITY
22-005
RT1a
RB1

DS1, PT1, WDP1a

CORRIDOR
21-007
RT1a
RB1

PT1, PT5

STORAGE
21-003
RT1a
RB1
PT1

PUBLIC
TOILET
22-003
TLF3

TLF3B
TLW3a, TLW4

PUBLIC
TOILET
22-002
TLF3

TLF3B
TLW3a, TLW4
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ELEV. T2
EL-007

STAIR
ST-008
CFS1
RB1
PT1

STAIR
ST-007

NSF1, TER1

ELEV LOBBY
2L-003
RT2b
RB1
PT1

ELECTRICAL
ROOM
2E-001
CFS1
RB1
PT1

ELEV. S5
EL-012

ELEV. S4
EL-009

SHAFT
SH-003

ELEV LOBBY
2L-004
RT2b
RB1
PT1

ELECTRICAL
ROOM
2E-002
CFS1
RB1
PT1

ELEV. S6
EL-011

ELEV. S3
EL-013

ELEV. T1
EL-006 ELEV. S1

EL-005

ELEV. S2
EL-008

ELEV. P1
EL-001

ELEV. P2
EL-002

ELEV. P3
EL-003

ELEV. P4
EL-004

ELEV LOBBY
2L-002
RT2b
RB1
PT1

SHAFT
SH-010

--
--
--

SHAFT
SH-009

--
--
--

SHAFT
SH-006

--
--
--

SHAFT
SH-007

--
--
--

SHAFT
SH-011

--
--
--

STAIR
ST-006
CFS1
RB1

PTE1, PTE2

ELEV
LOBBY
2L-001

TER1, TER2, TER3
TER1B

MP2, TLW6

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CORRIDOR
20-001

TER1, TER2, TER3
TER1B

MP1, TLW6

CG2

CG1 CG1

CG1CG1
CG1

CG2

CG1 CG1

CG2

CG1

CG1

CG1

ART GALLERY
20-002A

TER1
TER1B

PT1

ART GALLERY
22-001
TER1

TER1B
PT1

TLW
6

T
L
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FINISH PLAN - LEVEL
02 - AREA F

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L02-IN-1/8-FLOOR FINISH PLAN-AREA F

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"
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RESTROOM
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FINISH PLAN - LEVEL
02 - AREA G

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L02-IN-1/8-FLOOR FINISH PLAN-AREA G

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"
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FINISH PLAN - LEVEL
02 - AREA PB -
PARKING BRIDGE

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

07/14/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L02-IN-1/8-FLOOR FINISH PLAN-BRIDGE-PARKING

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

1/8" = 1'-0" A3
REFLECTED CEILING PLAN - LEVEL 02 - AREA PB - PARKING BRIDGE

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

EQUIPMENT
STORAGE

31-019
CFS1
RB1
PT1

SCRUB SINK
ALCOVE
31-018E

SV1a
RB1
PT1

PASSAGE
31-006

SV1a, SV1b
RB1
PT1

SOILED
UTILITY

31-022
SV3

SV3B
PTE1

NEURO
OPERATING

ROOM
31-029

SUF1, SUF2
SUF1B
PTE1

NEURO
OPERATING

ROOM
31-027

SUF1, SUF2
SUF1B
PTE1

SCRUB SINK
ALCOVE
31-039O

SV1a
RB1
PT1 PASSAGE

31-039
SV1a, SV1b

RB1
PT1

CORRIDOR
31-021

SV1a, SV1b
RB1
PT1

LEAD APRON
ALCOVE

31-018J
SV1a
RB1
PT1

MATCHLINE

SEE A5/  IN123C

ELEV. D1
EL-020

SHAFT
SH-017

STAIR
ST-013
CFS1
RB1
PT1

CG1 CG1CG1 CG1

CG1
CG1 CG1 CG1

CG1

CG2

CG3

CG1

CG1 CG1 CG1
STRETCHER

ALCOVE
31-018F

SV1a
RB1
PT1

STRETCHER
ALCOVE

31-018I
SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-018K

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-018M

SV1a
RB1
PT1

C-ARM
ALCOVE
31-018N

SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-018B

SV1a
RB1
PT1

MOBILE XRAY
ALCOVE
31-018A

SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-039C

SV1a
RB1
PT1

CG2

CG1

CG1

CG1

CG1

CG1 CG1

C-ARM
ALCOVE
31-039A

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-039N

SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-039M

SV1a
RB1
PT1

MOBILE XRAY
ALCOVE
31-039K

SV1a
RB1
PT1

STRETCHER
ALCOVE

31-039J
SV1a
RB1
PT1

SCRUB SINK
ALCOVE

31-039I
SV1a
RB1
PT1

STRETCHER
ALCOVE
31-039G

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-039E

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-018C

SV1a
RB1
PT1

SCRUB SINK
ALCOVE

31-039F
SV1a
RB1
PT1

STRETCHER
ALCOVE
31-039B

SV1a
RB1
PT1

CG1 CG1 CG1 CG1 CG1

CG1

CG1

CG1

CG1 CG1 CG1 CG1

ORTHO +
SPINE

OPERATING
ROOM
31-038

SUF1, SUF2
SUF1B
PTE1

ORTHO +
SPINE

OPERATING
ROOM
31-037

SUF1, SUF2
SUF1B
PTE1

ORTHO +
SPINE

OPERATING
ROOM
31-035

SUF1, SUF2
SUF1B
PTE1

ORTHO +
SPINE

OPERATING
ROOM
31-026

SUF1, SUF2
SUF1B
PTE1

EQUIPMENT
STORAGE

31-033
CFS1
RB1
PT1

ELEV. C1
EL-019

EQUIPMENT
STORAGE

31-025
CFS1
RB1
PT1

CLEAN CORE
31-023
SUF1

SUF1B
PT1

SHAFT
SH-018

ANESTHESIA
WORKROOM

31-030
SV1a
RB1

PT1, PT3

OPERATING
ROOM
31-034

SUF1, SUF2
SUF1B
PTE1

CG1 CG3

CG3

CG3

CG1CG1

CG1

CG1 CG1

SOILED
UTILITY

31-031
SV3

SV3B
PTE1

CG3

CG2

CG1 CG1CG2

CG1
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IN123A

FINISH PLAN - LEVEL
03 - AREA A

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L03-IN-1/8-FLOOR FINSH PLAN-AREA A

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

PASSAGE
31-006

SV1a, SV1b
RB1
PT1

CORRIDOR
31-005

SV1a, SV1b
RB1
PT1

CORRIDOR
31-003

SV1a, SV1b
RB1
PT1

STAFF TOILET
31-010
TLF2

TLF2B
PT1, TLW2

C-ARM
ALCOVE
31-082N

SV1a
RB1
PT1

WORKSTATION
31-017
SV1a
RB1

PT1, PT3

OR
INVENTORY

COORD
31-009A

SUF1
SUF1B

PT1

CLEAN CORE
31-009
SUF1

SUF1B
PT1

C-ARM
ALCOVE
31-082Q

SV1a
RB1
PT1

C-ARM
ALCOVE
31-082P

SV1a
RB1
PT1

M
A

T
C

H
LI

N
E

S
E

E
 A

5/
  I

N
1

23
A

M
A

T
C

H
LI

N
E

S
E

E
 A

5/
  I

N
1

23
E

MATCHLINE

SEE A5/  IN123D

ELEV. C2
EL-018

STAIR
ST-002
CFS1
RB1
PT1

SHAFT
SH-019

ELECTRICAL
ROOM
3E-005
CFS1
RB1
PT1

CG1 CG1 CG1 CG1

CG1

CG1 CG1CG1 CG1CG1 CG1

STRETCHER
ALCOVE
31-005K

SV1a
RB1
PT1

SCRUB SINK
ALCOVE

31-005J
SV1a
RB1
PT1

STRETCHER
ALCOVE

31-005I
SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-005G

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-005E

SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-005C

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-005B

SV1a
RB1
PT1

C-ARM
ALCOVE

31-005F
SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-082N

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-082O

SV1a
RB1
PT1

?
?
?
?
?

SCRUB SINK
ALCOVE
31-082R

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-082S

SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-082U

SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-082K

SV1a
RB1
PT1

STRETCHER
ALCOVE

31-082J
SV1a
RB1
PT1

SCRUB SINK
ALCOVE

31-082I
SV1a
RB1
PT1

STRETCHER
ALCOVE
31-082G

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-082F

SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-082E

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-082C

SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-082B

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-082A

SV1a
RB1
PT1

CG1

CG1

PASSAGE
31-082

SV1a, SV1b
RB1
PT1

GAS
CYLINDER
STORAGE

31-007
CFS1
RB1
PT1

ELECTRICAL
ROOM
3E-003
CFS1
RB1
PT1

OPERATING
ROOM
31-046

SUF1, SUF2
SUF1B
PTE1

OPERATING
ROOM
31-045

SUF1, SUF2
SUF1B
PTE1

OPERATING
ROOM
31-042

SUF1, SUF2
SUF1B
PTE1

OPERATING
ROOM
31-041

SUF1, SUF2
SUF1B
PTE1

EGS
OPERATING

ROOM
31-011

SUF1, SUF2
SUF1B
PTE1

TRAUMA
OPERATING

ROOM
31-014

SUF1, SUF2
SUF1B
PTE1

TRAUMA
OPERATING

ROOM
31-015

SUF1, SUF2
SUF1B
PTE1

CG3 CG1 CG1 CG1 CG1 CG1 CG1 CG1 CG1 CG1 CG1

CG1CG1CG1CG1CG1CG1CG1 CG1CG3

CG1CG3 CG1 CG1 CG1 CG1 CG1 CG1 CG1

CG1

CG1

CG1

CG1

??

CG1

EQUIPMENT
STORAGE

31-043
CFS1
RB1
PT1

EQUIPMENT
STORAGE

31-013
CFS1
RB1
PT1

CG1

A

C

B
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FINISH PLAN - LEVEL
03 - AREA B

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L03-IN-1/8-FLOOR FINSH PLAN-AREA B

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



STAFF TOILET
32-077
TLF2

TLF2B
PT1, TLW2

PACU/ PREP/
RECOVERY

32-080
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-079
SV1b
RB1
PT1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CORRIDOR

SV1a, SV1b
RB1
PT1

CORRIDOR
31-001

CFS1

CORRIDOR

INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"
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FINISH PLAN - LEVEL
03 - AREA BB - BBRP
BRIDGE

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

07/14/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L03-IN-1/8-FLOOR FINSH PLAN-BRIDGE-BBRP

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

CARDIAC
OPERATING

ROOM
31-062

SUF1, SUF2
SUF1B
PTE1

NEURO
OPERATING

ROOM
31-063

SUF1, SUF2
SUF1B
PTE1

HYBRID
OPERATING

ROOM
31-051

SUF1, SUF2
SUF1B
PTE1

HYBRID
OPERATING

ROOM
31-053

SUF1, SUF2
SUF1B
PTE1

CLEAN CORE
31-066
SUF1

SUF1B
PT1

CATH
SUPERVISOR

31-049
SV1a
RB1

PT1, PT3

EVS
31-043
SEF1

SEF1B
PTE1

PUMP ROOM
31-061
CFS1
RB1
PT1

STAFF TOILET
31-059
TLF2

TLF2B
PT1, TLW2

WORKROOM
31-055
SV1a
RB1

PT1, PT3

CONTROL
ROOM
31-053B

SUF1
SUF1B

PT1

EQUIPMENT
ROOM
31-051A

SUF1
SUF1B

PT1

EQUIPMENT
ROOM
31-053A

SUF1
SUF1B

PT1

SOILED
UTILITY

31-046
SV3

SV3B
PTE1

EQUIPMENT
STORAGE

31-065
SV1a, SV1b

RB1
PT1

CONTROL
ROOM
31-051B

SUF1
SUF1B

PT1

GAS
CYLINDER
STORAGE

31-047
CFS1
RB1
PT1

PASSAGE
31-039

SV1a, SV1b
RB1
PT1

CORRIDOR
31-050

SV1a, SV1b
RB1
PT1

CORRIDOR
31-045

SV1a, SV1b
RB1
PT1

PASSAGE
31-067

SV1a, SV1b
RB1
PT1

EQUIPMENT
STORAGE

31-054
SV1a, SV1b

RB1
PT1

TECH WORK
31-041
SV1a
RB1

PT1, PT3

M
A
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C

H
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E

S
E
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N
1
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D

MATCHLINE

SEE A5/  IN123A

ELEV. D2
EL-021

ELEV. C3
EL-022

SHAFT
SH-017

STAIR
ST-004
CFS1
RB1

PTE1, PTE2

SHAFT
SH-005

SHAFT
SH-022

SCRUB SINK
ALCOVE
31-039C

SV1a
RB1
PT1

C-ARM
ALCOVE
31-039A

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-039E

SV1a
RB1
PT1

SCRUB SINK
ALCOVE

31-039F
SV1a
RB1
PT1

STRETCHER
ALCOVE
31-039B

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-050A

SV1a
RB1
PT1

CG1 CG1 CG1 CG1

CG1

CG1

CG2

CG2

CG1

CG3 CG1

CG1 CG1 CG1 CG1CG1

CG1

CG1

CG1

CG3

CG3

CG1

CG3

ULTRASOUND
ALCOVE

31-050F
SV1a
RB1
PT1

STAFF TOILET
31-042
TLF2

TLF2B
PT1, TLW2

EVS
31-058
SEF1

SEF1B
PTE1

SOILED
UTILITY

31-057
SV3

SV3B
PTE1

CG3

CG1

CG1

CG1 CG1

CG1

CG1

CG1

CG1 CG1

CG3

CG1 CG1 CG1 CG1

CG2

CG1

CG1
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FINISH PLAN - LEVEL
03 - AREA C

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L03-IN-1/8-FLOOR FINSH PLAN-AREA C

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

CORRIDOR
31-011

SV1a, SV1b
RB1
PT1

EQUIPMENT
ROOM
31-079A

SV1a
RB1
PT1

EQUIPMENT
ROOM
31-069A

SV1a
RB1
PT1

EQUIPMENT
ROOM
31-071A

SV1a
RB1
PT1

EQUIPMENT
ROOM
31-080A

SV1a
RB1
PT1

SUPPORT
CORE
31-068
SUF1

SUF1B
PT1

SCRUB SINK
ALCOVE
31-021C

SV1a
RB1
PT1

CONTROL
ROOM
31-069B

SUF1
SUF1B

PT1

READING
31-031
SUF1

SUF1B
PT1

CATH -
INVENTORY

31-068A
SUF1

SUF1B
PT1

STAFF TOILET
31-075
TLF2

TLF2B
PT1, TLW2

PASSAGE
31-067

SV1a, SV1b
RB1
PT1

CORRIDOR
31-021

SV1a, SV1b
RB1
PT1

EQUIPMENT
ROOM
31-072A

SV1a
RB1
PT1

IR BRIDGE
31-068E

SUF1
SUF1B

PT1

CATH
INVENTORY

31-068B
SUF1

SUF1B
PT1

INVENTORY
STORAGE

31-068F
SUF1

SUF1B
PT1

M
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N
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SEE A5/  IN123B

M
A

T
C

H
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E

S
E

E
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5/
  I

N
12

3F

ELECTRICAL
ROOM
3E-004
CFS1
RB1
PT1

SHAFT
SH-014

SHAFT
SH-015

SHAFT
SH-020

C-ARM
ALCOVE
31-082M

SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-082K

SV1a
RB1
PT1

STRETCHER
ALCOVE

31-082J
SV1a
RB1
PT1

SCRUB SINK
ALCOVE

31-082I
SV1a
RB1
PT1

STRETCHER
ALCOVE
31-082G

SV1a
RB1
PT1

STRETCHER
ALCOVE

31-082F
SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-082E

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-082C

SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-082B

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-082A

SV1a
RB1
PT1

CG1

CG1CG1 CG1 CG1 CG1CG1 CG1CG1CG1CG1

CG3

STRETCHER
ALCOVE
31-021B

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-021A

SV1a
RB1
PT1

SCRUB SINK
ALCOVE
31-011A

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-011B

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-011C

SV1a
RB1
PT1

ULTRASOUND
ALCOVE

32-011E
SV1a
RB1
PT1

SCRUB SINK
ALCOVE

31-011F
SV1a
RB1
PT1

STRETCHER
ALCOVE
31-011G

SV1a
RB1
PT1

PASSAGE
31-082

SV1a, SV1b
RB1
PT1

EQUIPMENT
ROOM
31-077A

SV1a
RB1
PT1

EQUIPMENT
ROOM
31-081A

SV1a
RB1
PT1

CATH BI
PLANE, EP

31-081
SUF1, SUF2

SUF1B
PTE1

CATH BI
PLANE
31-080

SUF1, SUF2
SUF1B
PTE1

CATH SINGLE
PLANE
31-079

SUF1, SUF2
SUF1B
PTE1

CATH SINGLE
PLANE
31-077

SUF1, SUF2
SUF1B
PTE1

CONTROL
ROOM
31-081B

SUF1
SUF1B

PT1

CONTROL
ROOM
31-080B

SUF1
SUF1B

PT1

CONTROL
ROOM
31-079B

SUF1
SUF1B

PT1

CONTROL
ROOM
31-077B

SUF1
SUF1B

PT1

INVENTORY
STORAGE

31-068G
SUF1

SUF1B
PT1

INVENTORY
STORAGE

31-076
SUF1

SUF1B
PT1

CONTROL
ROOM
31-071B

SUF1
SUF1B

PT1

CONTROL
ROOM
31-072B

SUF1
SUF1B

PT1

CONTROL
ROOM
31-073B

SUF1
SUF1B

PT1

IR ANGIO
31-069

SUF1, SUF2
SUF1B
PTE1

IR ANGIO
31-071

SUF1, SUF2
SUF1B
PTE1

IR ANGIO,
HYBRID/CT

31-072
SUF1, SUF2

SUF1B
PTE1

IR ANGIO,
HYBRID/CT

31-073
SUF1, SUF2

SUF1B
PTE1

CG1CG3 CG1 CG1 CG1 CG1 CG1 CG1 CG1

CG1

CG1

CG1

CG1 CG1 CG1

CG1

CG1

CG1 CG1 CG1 CG1 CG1

CG1

CG1

CG1 CG3CG1 CG1 CG1CG1 CG1 CG1 CG1

CG1

CG1

CG1 CG1

CG1 CG1

CG1 CG1

CG1

CG1

CG1

CG3

CG1
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FINISH PLAN - LEVEL
03 - AREA D

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L03-IN-1/8-FLOOR FINSH PLAN-AREA D

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

MEDICATION
32-164
SV1a
RB1
PT1

PACU/ PREP/
RECOVERY
ISOLATION

32-144
SV1b
RB1
PT1

WORKSTATION
32-172
SV1a
RB1
PT1

NUTRITION
ALCOVE

32-160
SV1a
RB1
PT1

CRASH CART
ALCOVE
32-109A

SV1a
RB1
PT1

WORKSTATION
32-159
SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-169
SV1b
RB1
PT1

PATIENT
TOILET
32-161
TLF1

TLF1B
TLW1a, TLW1b

CORRIDOR
31-003

SV1a, SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-018
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-147
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-155
SV1b
RB1
PT1

PLATFORM
CONTROL

31-001
SV1a
RB1

PT1, PT3

MEDICATION
32-149
SV1a
RB1
PT1

STAFF TOILET
32-111
TLF2

TLF2B
PT1, TLW2

ANTE
ISOLATION

32-137A
SV1a
RB1
PT1

PACU/ PREP/
RECOVERY
ISOLATION

32-137
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-157
SV1b
RB1
PT1

PATIENT
TOILET
32-022
TLF1

TLF1B
TLW1a, TLW1b

PATIENT
TOILET
32-139
TLF1

TLF1B
TLW1a, TLW1b

STAFF
LOUNGE

32-004
SV1a
RB1

PT1, PT3

OXYGEN
STORAGE

32-011
CFS1
RB1
PT1

CRASH CART
ALCOVE
32-008C

SV1a
RB1
PT1

CORRIDOR
32-013

SV1a, SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-153
SV1b
RB1
PT1

PATIENT
BELONGINGS

32-006
SV1a
RB1

PT1, PT3

PASSAGE
32-026

SV1a, SV1b
RB1
PT1

PASSAGE
32-008

SV1a, SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-015
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-017
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-140
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-019
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-021
SV1b
RB1
PT1

ANTE
ISOLATION

32-145
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-151
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-023
SV1b
RB1
PT1

PROVIDER
WORKROOM

32-005
SV1a
RB1

PT1, PT3

HOTEL
WKSTNS

32-172A
SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-173
SV1b
RB1
PT1

SOILED
HOLDING

32-171
SV3

SV3B
PTE1

EQUIPMENT
ALCOVE
32-143A

SV1a
RB1
PT1

PASSAGE
32-143

SV1a, SV1b
RB1
PT1

NUTRITION
ALCOVE
32-087C

SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-165
SV1b
RB1
PT1

WORKSTATION
32-008F

SV1a
RB1
PT1

PASSAGE
32-135

SV1a, SV1b
RB1
PT1

PASSAGE
32-163
SV1a
RB1
PT1

WORKSTATION
32-152B

SV1a
RB1
PT1

WORKSTATION
32-138E

SV1a
RB1
PT1

WORKSTATION
32-138C

SV1a
RB1
PT1

WORKSTATION
32-138A

SV1a
RB1
PT1

WORKSTATION
32-125G

SV1a
RB1
PT1

WORKSTATION
32-125H

SV1a
RB1
PT1

WORKSTATION
32-135A

SV1a
RB1
PT1

WORKSTATION
32-135F

SV1a
RB1
PT1

WORKSTATION
32-135B

SV1a
RB1
PT1

WORKSTATION
32-109C

SV1a
RB1
PT1

WORKSTATION
32-143B

SV1a
RB1
PT1

WORKSTATION
32-152C

SV1a
RB1
PT1

WORKSTATION
32-152A

SV1a
RB1
PT1

PASSAGE
32-125

SV1a, SV1b
RB1
PT1

BLANKET
WARMER
ALCOVE
32-109B

SV1a
RB1
PT1

BLANKET
WARMER
ALCOVE
32-163A

SV1a
RB1
PT1
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ELEV. S6
EL-011

COMMUNICATION
ROOM
3C-002
CFS1
RB1
PT1

STAIR
ST-002
CFS1
RB1
PT1

STAIR
ST-008
CFS1
RB1
PT1

ELEV. R2
EL-017

ELEV LOBBY
3L-003
RT2b
RB1
PT1

ELEV LOBBY
3L-004
RT2b
RB1
PT1

SHAFT
SH-003

ELECTRICAL
ROOM
3E-002
CFS1
RB1
PT1

ELEV. S5
EL-012

ELEV. S3
EL-013 SHAFT

SH-010

SHAFT
SH-009

STAIR
ST-006
CFS1
RB1

PTE1, PTE2

SHAFT
SH-011

WORKSTATION
32-125F

SV1a
RB1
PT1

WORKSTATION
32-125E

SV1a
RB1
PT1

WORKSTATION
32-125C

SV1a
RB1
PT1

WORKSTATION
32-125B

SV1a
RB1
PT1

WORKSTATION
32-125A

SV1a
RB1
PT1

WORKSTATION
32-135C

SV1a
RB1
PT1

WORKSTATION
32-135E

SV1a
RB1
PT1

WORKSTATION
32-138F

SV1a
RB1
PT1

WORKSTATION
32-138G

SV1a
RB1
PT1

ULTRASOUND
ALCOVE
32-008B

SV1a
RB1
PT1

BLANKET
WARMER
ALCOVE
32-008A

SV1a
RB1
PT1

WORKSTATION
32-008G

SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-027
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-029
SV1b
RB1
PT1

WORKSTATION
32-026C

SV1a
RB1
PT1

WORKSTATION
32-026B

SV1a
RB1
PT1

ELEV. R1
EL-016

SATELLITE
PHARMACY

31-002
SEF2

SEF2B
PTE1

PACU/ PREP/
RECOVERY
ISOLATION

32-124
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-123
SV1b
RB1
PT1

EQUIPMENT
STORAGE

32-121
CFS1
RB1
PT1

PACU/ PREP/
RECOVERY

32-120
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-119
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-117
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-116
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-115
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-113
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-112
SV1b
RB1
PT1

STAFF TOILET
32-136
TLF2

TLF2B
PT1, TLW2

PACU/ PREP/
RECOVERY

32-167
SV1b
RB1
PT1

PATIENT
TOILET
32-168
TLF1

TLF1B
TLW1a, TLW1b

PACU/ PREP/
RECOVERY

32-127
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-128
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-129
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-131
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-132
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-133
SV1b
RB1
PT1

PPE ALCOVE
32-019A

SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-175
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-176
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-177
SV1b
RB1
PT1

PATIENT
TOILET
32-156
TLF1

TLF1B
TLW1a, TLW1b
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CG1 CG1
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CG1

CG3
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CG1

CG1
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CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

SOILED
HOLDING

32-148
SV3

SV3B
PTE1

PACU/ PREP/
RECOVERY

32-141
SV1b
RB1
PT1

PASSAGE
32-138

SV1a, SV1b
RB1
PT1

CORRIDOR
32-178

SV1a, SV1b
RB1
PT1

CORRIDOR
32-178

SV1a, SV1b
RB1
PT1

PASSAGE
32-008

SV1a, SV1b
RB1
PT1

CG1

CG1
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FINISH PLAN - LEVEL
03 - AREA E

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L03-IN-1/8-FLOOR FINSH PLAN-AREA E

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

EQUIPMENT
STORAGE

31-088
CFS1
RB1
PT1

PACU/ PREP/
RECOVERY
ISOLATION

32-144
SV1b
RB1
PT1

WORKSTATION
32-172
SV1a
RB1
PT1

CORRIDOR
31-003

SV1a, SV1b
RB1
PT1

CONTROL
ROOM
31-085A

SUF1
SUF1B

PT1

EQUIPMENT
ROOM
31-087B

SV1a
RB1
PT1

EQUIPMENT
ROOM
31-085B

SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-018
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-147
SV1b
RB1
PT1

BLOOD TRACK
SYSTEM/

PYXIS
32-001
SV1a
RB1

PT1, PT3

PLATFORM
CONTROL

31-001
SV1a
RB1

PT1, PT3

CLEAN
SUPPLY

32-009
CFS1
RB1
PT1

SOILED
UTILITY

31-083
SV3

SV3B
PTE1

ANTE
ISOLATION

32-137A
SV1a
RB1
PT1

PACU/ PREP/
RECOVERY
ISOLATION

32-137
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-141
SV1b
RB1
PT1

PATIENT
TOILET
32-022
TLF1

TLF1B
TLW1a, TLW1b

PATIENT
TOILET
32-139
TLF1

TLF1B
TLW1a, TLW1b

STAFF
LOUNGE

32-004
SV1a
RB1

PT1, PT3

OXYGEN
STORAGE

32-011
CFS1
RB1
PT1

PUBLIC
TOILET
30-009
TLF3

TLF3B
TLW3a, TLW4

PACU
EDUCATORS

32-003
SV1a
RB1

PT1, PT3

CRASH CART
ALCOVE
32-008C

SV1a
RB1
PT1

CORRIDOR
32-013

SV1a, SV1b
RB1
PT1

PUBLIC
TOILET
30-007
TLF3

TLF3B
TLW3a, TLW4

MULTIPURPOSE/
CONSULTATION

32-010
RT2c
RB1

PT1, PT10

MULTIPURPOSE/
CONSULTATION

32-011
RT2c
RB1

PT1, PT10

RECEPTIONIST/VOLUNTEER
30-001A

RT2c
RB1

PT1, WDP1a

RECEPTIONIST/VOLUNTEER
30-001B

RT2c
RB1

PT1, WDP1a

PATIENT
BELONGINGS

32-006
SV1a
RB1

PT1, PT3

PASSAGE
32-026

SV1a, SV1b
RB1
PT1

PASSAGE
32-008

SV1a, SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-014
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-015
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-017
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-140
SV1b
RB1
PT1

STAFF TOILET
32-012
TLF2

TLF2B
PT1, TLW2

WORKSTATION
32-013
SV1a
RB1

PT1, PT3

PACU/ PREP/
RECOVERY

32-019
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-021
SV1b
RB1
PT1

ANTE
ISOLATION

32-145
SV1b
RB1
PT1

MULTIPURPOSE/
CONSULTATION

32-010
RT2c
RB1

PT1, PT10

MULTIPURPOSE/
CONSULTATION

32-011
RT2c
RB1

PT1, PT10

WAITING
30-001

RT2c, RT4
RB1

PT1, TLW6

PACU/ PREP/
RECOVERY

32-023
SV1b
RB1
PT1

PROVIDER
WORKROOM

32-005
SV1a
RB1

PT1, PT3

EVS
32-002
SEF1

SEF1B
PTE1

PUBLIC
TOILET
30-003
TLF3

TLF3B
TLW3a, TLW4

EQUIPMENT
ALCOVE
32-143A

SV1a
RB1
PT1

PASSAGE
32-143

SV1a, SV1b
RB1
PT1

CORRIDOR
31-021

SV1a, SV1b
RB1
PT1

NUTRITION
ALCOVE
32-087C

SV1a
RB1
PT1

WORKSTATION
32-008F

SV1a
RB1
PT1

PASSAGE
32-135

SV1a, SV1b
RB1
PT1

WORKSTATION
32-138E

SV1a
RB1
PT1

WORKSTATION
32-143B

SV1a
RB1
PT1

CORRIDOR
30-006
RT2c
RB1
PT1

PUBLIC
TOILET
30-010
TLF3

TLF3B
TLW3a, TLW4
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ELEV. S4
EL-009

ELEV. S2
EL-008

ELEV. S6
EL-011

STAIR
ST-008
CFS1
RB1
PT1

ELEV LOBBY
3L-003
RT2b
RB1
PT1

ELEV LOBBY
3L-004
RT2b
RB1
PT1

SHAFT
SH-003

ELECTRICAL
ROOM
3E-002
CFS1
RB1
PT1

ELEV. S5
EL-012

ELEV. S3
EL-013

ELEV. S1
EL-005

ELEV. T1
EL-006

ELEV. T2
EL-007

ELEV. P1
EL-001

ELEV. P2
EL-002

ELEV. P3
EL-003

ELEV. P4
EL-004

ELEV LOBBY
3L-002
RT2b
RB1
PT1

SHAFT
SH-010

SHAFT
SH-009

SHAFT
SH-006

STAIR
ST-006
CFS1
RB1

PTE1, PTE2

SHAFT
SH-007

SHAFT
SH-011

ELEV LOBBY
3L-001
RT2c
RB1

MP2, TLW6

WORKSTATION
32-135C

SV1a
RB1
PT1

WORKSTATION
32-135E

SV1a
RB1
PT1

WORKSTATION
32-138F

SV1a
RB1
PT1

ULTRASOUND
ALCOVE
32-008B

SV1a
RB1
PT1

BLANKET
WARMER
ALCOVE
32-008A

SV1a
RB1
PT1

WORKSTATION
32-008G

SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-027
SV1b
RB1
PT1

WORKSTATION
32-026C

SV1a
RB1
PT1

WORKSTATION
32-026B

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-021B

SV1a
RB1
PT1

STRETCHER
ALCOVE
31-021A

SV1a
RB1
PT1

CONTROL
ROOM
31-087A

SUF1
SUF1B

PT1

IR NEURO
31-085

SUF1, SUF2
SUF1B
PTE1

IR NEURO
31-087

SUF1, SUF2
SUF1B
PTE1

STAFF TOILET
32-136
TLF2

TLF2B
PT1, TLW2

PACU/ PREP/
RECOVERY

32-129
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-131
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-132
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-133
SV1b
RB1
PT1

PPE ALCOVE
32-019A

SV1a
RB1
PT1CG3 CG3 CG3

CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1

CG1

CG2

CG1
CG1

CG1

CG1

CG1

CG1

COPY/PRINT/SUPPLY
WORKROOM

30-002
RT2a, SV1a

RB1
PT1

CG1 CG2

CG1 CG1

CG2

CG1 CG1

CG1

CG1 CG1

CG1CG1

CG2

CG1

CG1

CG1

?

CG1

CG1

CG1

CG1

CG1

CG1

CG3

CG1

CG1CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1
CG1

CG1

?

CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1

CG1

SOILED
HOLDING

32-148
SV3

SV3B
PTE1

CORRIDOR
30-005

RT2c, RT4
RB1
PT1
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T
L
W
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PACU/ PREP/
RECOVERY

32-141
SV1b
RB1
PT1

CORRIDOR
32-178

SV1a, SV1b
RB1
PT1

PASSAGE
32-008

SV1a, SV1b
RB1
PT1

CG1

CG1

CG1

CG1 CG1
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FINISH PLAN - LEVEL
03 - AREA F

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L03-IN-1/8-FLOOR FINSH PLAN-AREA F

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

PACU/ PREP/
RECOVERY

32-100
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-057
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-099
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-039
SV1b
RB1
PT1

ANTE
ISOLATION

32-088A
SV1a
RB1
PT1

PACU/ PREP/
RECOVERY
ISOLATION

32-144
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-091
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-093
SV1b
RB1
PT1

CLEAN
SUPPLY

32-089
SV1a
RB1
PT1

OXYGEN
STORAGE

32-002
CFS1
RB1
PT1

NUTRITION
ALCOVE

32-160
SV1a
RB1
PT1

CRASH CART
ALCOVE
32-109A

SV1a
RB1
PT1

WORKSTATION
32-159
SV1a
RB1
PT1

CORRIDOR
32-178

SV1a, SV1b
RB1
PT1

PASSAGE
32-087

SV1a, SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-018
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-147
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-155
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-037
SV1b
RB1
PT1

CLEAN
SUPPLY

32-009
CFS1
RB1
PT1

MEDICATION
32-149
SV1a
RB1
PT1

?
?
?
?
?

STAFF TOILET
32-111
TLF2

TLF2B
PT1, TLW2

STAFF TOILET
32-077
TLF2

TLF2B
PT1, TLW2

STAFF
HYDRATION

32-107
SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-092
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-157
SV1b
RB1
PT1

PATIENT
TOILET
32-022
TLF1

TLF1B
TLW1a, TLW1b

OXYGEN
STORAGE

32-011
CFS1
RB1
PT1

PUBLIC
TOILET
30-009
TLF3

TLF3B
TLW3a, TLW4

CRASH CART
ALCOVE
32-008C

SV1a
RB1
PT1

PUBLIC
TOILET
30-007
TLF3

TLF3B
TLW3a, TLW4

MULTIPURPOSE/
CONSULTATION

32-010
RT2c
RB1

PT1, PT10

MULTIPURPOSE/
CONSULTATION

32-011
RT2c
RB1

PT1, PT10

RECEPTIONIST/VOLUNTEER
30-001B

RT2c
RB1

PT1, WDP1a

PACU/ PREP/
RECOVERY

32-153
SV1b
RB1
PT1

QUIET/
LACTATION

32-010
RT1a
RB1
WC1

CORRIDOR
32-035

SV1a, SV1b
RB1
PT1

PASSAGE
32-026

SV1a, SV1b
RB1
PT1

PASSAGE
32-008

SV1a, SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-014
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-015
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-017
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-103
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-073
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-061
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-059
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-067
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-085
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-068
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-065
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-080
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-079
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-081
SV1b
RB1
PT1

STAFF TOILET
32-012
TLF2

TLF2B
PT1, TLW2

WORKSTATION
32-075
SV1a
RB1
PT1

WORKSTATION
32-105

SV1a, SV1b
RB1
PT1

WORKSTATION
32-013
SV1a
RB1

PT1, PT3

PACU/ PREP/
RECOVERY

32-019
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-021
SV1b
RB1
PT1

EQUIPMENT
STORAGE

32-083
CFS1
RB1
PT1

SOILED
HOLDING

32-071
SV3

SV3B
PTE1

ANTE
ISOLATION

32-145
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY
ISOLATION

32-088
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-151
SV1b
RB1
PT1

PATIENT
TOILET
32-072
TLF1

TLF1B
TLW1a, TLW1b

MEDICATION
32-063
SV1a
RB1
PT1

ANESTHESIA
MED ROOM

32-025
SV1a
RB1
PT1

MULTIPURPOSE/
CONSULTATION

32-010
RT2c
RB1

PT1, PT10

MULTIPURPOSE/
CONSULTATION

32-011
RT2c
RB1

PT1, PT10

PACU/ PREP/
RECOVERY

32-023
SV1b
RB1
PT1

PATIENT
TOILET
32-045
TLF1

TLF1B
TLW1a, TLW1b

PATIENT
TOILET
32-060
TLF1

TLF1B
TLW1a, TLW1b

CRASH CART
ALCOVE
32-035A

SV1a
RB1
PT1

RN
SUPERVISOR

32-001
SV1a
RB1

PT1, PT3

PUBLIC
TOILET
30-003
TLF3

TLF3B
TLW3a, TLW4

PASSAGE
32-143

SV1a, SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-104
SV1b
RB1
PT1

NUTRITION
ALCOVE
32-087C

SV1a
RB1
PT1

EQUIPMENT
ALCOVE
32-087B

SV1a
RB1
PT1

MEDICATION
32-084
SV1a
RB1
PT1

WORKSTATION
32-008F

SV1a
RB1
PT1

WORKSTATION
32-152B

SV1a
RB1
PT1

WORKSTATION
32-138A

SV1a
RB1
PT1

WORKSTATION
32-109C

SV1a
RB1
PT1

PASSAGE
32-036

SV1a, SV1b
RB1
PT1

PASSAGE
32-049

SV1a, SV1b
RB1
PT1

WORKSTATION
32-095F

SV1a
RB1
PT1

WORKSTATION
32-095E

SV1a
RB1
PT1

PASSAGE
32-064

SV1a, SV1b
RB1
PT1

WORKSTATION
32-143B

SV1a
RB1
PT1

WORKSTATION
32-152C

SV1a
RB1
PT1

WORKSTATION
32-095A

SV1a
RB1
PT1

WORKSTATION
32-152A

SV1a
RB1
PT1

PASSAGE
32-125

SV1a, SV1b
RB1
PT1

PASSAGE
32-076

SV1a, SV1b
RB1
PT1

CORRIDOR
30-006
RT2c
RB1
PT1

BLANKET
WARMER
ALCOVE
32-109B

SV1a
RB1
PT1

BLANKET
WARMER
ALCOVE
32-087A

SV1a
RB1
PT1
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ELEV. S6
EL-011

SHAFT
SH-002

ELECTRICAL
ROOM
3E-001
CFS1
RB1
PT1

STAIR
ST-001
CFS1
RB1
PT1

ELEV LOBBY
3L-003
RT2b
RB1
PT1

ELEV. S5
EL-012

SHAFT
SH-010

SHAFT
SH-011

SHAFT
SH-023

--
--
--

WORKSTATION
32-125B

SV1a
RB1
PT1

WORKSTATION
32-125A

SV1a
RB1
PT1

WORKSTATION
32-138G

SV1a
RB1
PT1

WORKSTATION
32-095C

SV1a
RB1
PT1

WORKSTATION
32-095B

SV1a
RB1
PT1

ULTRASOUND
ALCOVE
32-008B

SV1a
RB1
PT1

BLANKET
WARMER
ALCOVE
32-008A

SV1a
RB1
PT1

WORKSTATION
32-008G

SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-027
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-031
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-030
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-029
SV1b
RB1
PT1

MEDICATION
32-033
SV1a
RB1
PT1

WORKSTATION
32-109G

SV1a
RB1
PT1

WORKSTATION
32-026C

SV1a
RB1
PT1

WORKSTATION
32-026A

SV1a
RB1
PT1

WORKSTATION
32-026B

SV1a
RB1
PT1

WORKSTATION
32-036A

SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-040
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-044
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-043
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-041
SV1b
RB1
PT1

WORKSTATION
32-036C

SV1a
RB1
PT1

WORKSTATION
32-036B

SV1a
RB1
PT1

NUTRITION
ALCOVE
32-035B

SV1a
RB1
PT1

MOBILE XRAY
ALCOVE
32-035C

SV1a
RB1
PT1

CRASH CART
ALCOVE
32-035E

SV1a
RB1
PT1

BLANKET
WARMER
ALCOVE

32-035F
SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-048
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-047
SV1b
RB1
PT1

COMMUNICATION
ROOM
3C-001
CFS1
RB1
PT1

SHAFT
SH-001

WORKSTATION
32-049A

SV1a
RB1
PT1

PATIENT
TOILET
32-051
TLF1

TLF1B
TLW1a, TLW1b

PACU/ PREP/
RECOVERY

32-056
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-052
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-053
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-055
SV1b
RB1
PT1

WORKSTATION
32-049B

SV1a
RB1
PT1

WORKSTATION
32-049C

SV1a
RB1
PT1

WORKSTATION
32-064B

SV1a
RB1
PT1

WORKSTATION
32-064A

SV1a
RB1
PT1

WORKSTATION
32-064F

SV1a
RB1
PT1

WORKSTATION
32-064E

SV1a
RB1
PT1

WORKSTATION
32-064C

SV1a
RB1
PT1

WORKSTATION
32-076A

SV1a
RB1
PT1

WORKSTATION
32-076B

SV1a
RB1
PT1

WORKSTATION
32-076C

SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-117
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-116
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-115
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-113
SV1b
RB1
PT1

PACU/ PREP/
RECOVERY

32-112
SV1b
RB1
PT1

LOCKERS
32-108
SV1a
RB1
PT1

PACU/ PREP/
RECOVERY

32-177
SV1b
RB1
PT1

PATIENT
TOILET
32-156
TLF1

TLF1B
TLW1a, TLW1b

CG1 CG1

CG1 CG1

CG1CG1 CG1 CG1

CG1CG1
CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG3

CG1

CG1

CG1

CG1

CG1CG1CG1CG1CG1CG1

CG1

CG1

CG1

CG1

PATIENT
TOILET
32-097
TLF1

TLF1B
TLW1a, TLW1b

COPY/PRINT/SUPPLY
WORKROOM

30-002
RT2a, SV1a

RB1
PT1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG3

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1
CG3

CG1

CG1

CG3

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG3

CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1CG1

CG3

CG1

CG3

CG1 CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1 CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1

CG1CG1

CG3

CG3CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1
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IN123G

FINISH PLAN - LEVEL
03 - AREA G

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L03-IN-1/8-FLOOR FINSH PLAN-AREA G

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES
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WG-1

WP-1 - HR-1/WG-4/CR-1
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IN124A

FINISH PLAN - LEVEL
04 - AREA A

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L04-IN-1/8-FLOOR FINISH PLAN-AREA A

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS
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IN124B

FINISH PLAN - LEVEL
04 - AREA B

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L04-IN-1/8-FLOOR FINISH PLAN-AREA B

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
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FLOOR
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WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.
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BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH
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IN124C

FINISH PLAN - LEVEL
04 - AREA C

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L04-IN-1/8-FLOOR FINISH PLAN-AREA C

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

ENDO OFFICE
41-029
CPT2
RB1

PT1, PT9

IR
EDUCATORS

SHARED
OFFICE

41-026
CPT2
RB1

PT1, PT9

OR
SUPERVISOR

41-030
CPT2
RB1

PT1, PT9

CORRIDOR
41-003

RT3
RB1
PT1

SCRUB DIST.
41-006A

RT3
RB1
PT1

OR DIRECTOR
41-031
CPT2
RB1

PT1, PT9

OR
COORDINATORS

41-025
CPT2
RB1

PT1, PT9

SCHEDULERS
41-027
CPT2
RB1

PT1, PT9

OR
EDUCATORS

41-023
CPT2
RB1

PT1, PT9

WOMENS
LOCKERS

41-022
SEF3

SEF3B
PTE1

CORRIDOR
41-006

RT3
RB1
PT1

M
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4F

COMMUNICATION
ROOM
4C-002
CFS1
RB1
PT1

ELECTRICAL
ROOM
4E-004
CFS1
RB1
PT1

SHAFT
SH-014

--
--
--

CG1 CG1

CG1

CG1

CG1

CG1

P
T
9

P
T
9

P
T
9

P
T
9

P
T
9

P
T
9

PT9

PT9

MENS
LOCKERS

41-005
SEF3

SEF3B
PTE1

MECHANICAL
ROOM
4E-001
CFS1
RB1
PT1

A

C

B
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FINISH PLAN - LEVEL
04 - AREA D

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L04-IN-1/8-FLOOR FINISH PLAN-AREA D

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

MALE
RESTROOM

41-010
TLF3

TLF3B
TLW3a, TLW4

LOCKERS
42-075
SEF3

SEF3B
PTE1

STAFF
LOUNGE

41-013
RT2a
RB1
PT1

CONFERENCE
ROOM
42-060
CPT4
RB1

PT1, PT9, PTW1

CONFERENCE
ROOM
42-061
CPT4
RB1

PT1, PT9, PTW1

STAFF
LOUNGE

42-063
RT3
RB1

PT1, WC2

CORRIDOR
41-014

RT3
RB1
PT1

CONFERENCE
ROOM
42-057
CPT4
RB1

PT1, PT9, PTW1

CONFERENCE
ROOM
42-059
CPT4
RB1

PT1, PT9, PTW1

EVS
41-011
SEF1

SEF1B
PTE1

CONFERENCE/EDUCATION
42-067
CPT4
RB1

PT1, PT9, PTW1

SHOWER
41-007
TLF2

TLF2B
PT1, TLW2

MENS
LOCKERS

41-005
SEF3

SEF3B
PTE1

PHYSICIAN
DINING
41-009

RT3
RB1

PT1, PT9

CORRIDOR
42-065

RT3
RB1

PT1, WC2

FOOD
SERVICE

42-064
SV2

SV2B
TLW7

MALE TOILET
42-068
TLF2

TLF2B
PT1, TLW2

M
A
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STAIR
ST-002
CFS1
RB1
PT1

STAIR
ST-008
CFS1
RB1
PT1

STAIR
ST-006
CFS1
RB1

PTE1, PTE2

ELEV. R1
EL-016

ELEV LOBBY
4L-003
RT2b
RB1
PT1

ELECTRICAL
ROOM
4E-001
CFS1
RB1
PT1

ELEV. S5
EL-012

SHAFT
SH-003

--
--
--

ELEV. R2
EL-017

ELEV. S6
EL-011

ELEV. S3
EL-013

SHAFT
SH-010

--

SHAFT
SH-009

--

ELEV LOBBY
4L-004
RT2b
RB1
PT1

SHAFT
SH-011

--

STAFF TOILET
42-055
TLF2

TLF2B
PT1, TLW2

CG1

CG1 CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG2

CG1

CG1

CG1

CG1

CG1

CG1

CG1
CG1

P
T
W

1

P
T
9

P
T
W

1

W
C

2

W
C2

W
C

2

W
C2

WC2

P
T

9

PT9

PT9

CG3

W
C2

CG1

P
T
W

1

P
T
W

1

P
T
W

1

PTW
1

STUDENT
WORKROOM

42-056
CPT4
RB1

PT1, PT9, PTW1

FEMALE
TOILET
42-066
TLF2

TLF2B
PT1, TLW2

CG1

A
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B
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FINISH PLAN - LEVEL
04 - AREA E

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L04-IN-1/8-FLOOR FINISH PLAN-AREA E

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

MENS
LOCKERS

41-005
SEF3

SEF3B
PTE1

MALE
RESTROOM

41-010
TLF3

TLF3B
TLW3a, TLW4

LOCKERS
42-075
SEF3

SEF3B
PTE1

PULM OFFICE
41-034
CPT2
RB1

PT1, PT9

CATH
WORKROOM

41-001
CPT2
RB1

PT1, PT9

CONFERENCE
ROOM
42-061
CPT4
RB1

PT1, PT9, PTW1

STAFF
LOUNGE

42-063
RT3
RB1

PT1, WC2

DIRECTORS
OFFICE

42-011
CPT2
RB1

PT1, PT9

CENTRAL
MONITORING

42-084
CPT2
RB1

PT1, PT9

CELL PHONE
WORKROOM

42-010
CPT2
RB1

PT1, PT9

WORKROOM
42-077
CPT2
RB1

PT1, PT9

HOTEL OFFICE
42-004
CPT2
RB1

PT1, PT9

HOTEL OFFICE
42-005
CPT2
RB1

PT1, PT9

TEAM ROOM
42-078
CPT2
RB1

PT1, PT9

PRIVATE
OFFICE

42-003
CPT2
RB1

PT1, PT9

PRIVATE
OFFICE

42-081
CPT2
RB1

PT1, PT9

TEAM ROOM
42-079
CPT2
RB1

PT1, PT9

SUPERVISORS
OFFICE

42-006
CPT2
RB1

PT1, PT9

SUPERVISORS
OFFICE

42-009
CPT2
RB1

PT1, PT9

SUPERVISORS
OFFICE

42-007
CPT2
RB1

PT1, PT9

CORRIDOR
41-014

RT3
RB1
PT1

CONFERENCE
ROOM
42-082
CPT4
RB1

PT1, PT9, PTW1

EVS
41-011
SEF1

SEF1B
PTE1

CONFERENCE/EDUCATION
42-067
CPT4
RB1

PT1, PT9, PTW1

SHOWER
41-007
TLF2

TLF2B
PT1, TLW2

MENS
LOCKERS

41-005
SEF3

SEF3B
PTE1

PHYSICIAN
DINING
41-009

RT3
RB1

PT1, PT9

SCRUB DIST.
41-002A

CORRIDOR
42-001

RT3
RB1

PT1, PT4

CORRIDOR
42-065

RT3
RB1

PT1, WC2

FOOD
SERVICE

42-064
SV2

SV2B
TLW7

CORRIDOR
41-002

RT3
RB1
PT1

IR
SUPERVISORS

41-035
CPT2
RB1

PT1, PT9

CATH
SUPERVISOR

41-038
CPT2
RB1

PT1, PT9

CATH
EDUCATOR

41-037
CPT2
RB1

PT1, PT9

MALE TOILET
42-068
TLF2

TLF2B
PT1, TLW2
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STAIR
ST-008
CFS1
RB1
PT1

STAIR
ST-006
CFS1
RB1

PTE1, PTE2

ELEV LOBBY
4L-003
RT2b
RB1
PT1

ELECTRICAL
ROOM
4E-001
CFS1
RB1
PT1

ELEV. S5
EL-012

ELEV. S4
EL-009

SHAFT
SH-003

--
--
--

ELEV. S6
EL-011

ELEV. S3
EL-013

ELEV. P1
EL-001

ELEV. P2
EL-002

ELEV. P3
EL-003

ELEV. P4
EL-004

ELEV. T1
EL-006

ELEV. T2
EL-007

ELEV. S1
EL-005

ELEV. S2
EL-008

ELEV LOBBY
4L-002
ACT1

SHAFT
SH-010

--

SHAFT
SH-009

--

SHAFT
SH-006

--

ELEV LOBBY
4L-004
RT2b
RB1
PT1

ELEV LOBBY
4L-001
RT2b
RB1
WC6

SHAFT
SH-007

--

SHAFT
SH-011

--

QUIET/
LACTATION

42-002
RT1a
RB1
WC1

CORRIDOR
42-001

RT3
RB1

PT1, PT4

CORRIDOR
41-003

RT3
RB1
PT1

CG1

CG1 CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1 CG1

CG1

CG1
CG3

CG2

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1
CG1

P
T
9

P
T
9

P
T
9

P
T
9

P
T
9

P
T
9

P
T
9

P
T
9

P
T
W

1

P
T
9

P
T
9

P
T
9

P
T
9

P
T
W

1

P
T
4

PT4

P
T

4

PT4

P
T
W

1

W
C

2

W
C2

W
C

2

W
C2

WC2

W
C

2

P
T

9

P
T

9

P
T

9

P
T

9

P
T

9

P
T

9

CG3

W
C2

CG1

MENS
LOCKERS

41-005
SEF3

SEF3B
PTE1

FEMALE
TOILET
42-066
TLF2

TLF2B
PT1, TLW2

CG1
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FINISH PLAN - LEVEL
04 - AREA F

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L04-IN-1/8-FLOOR FINISH PLAN-AREA F

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

ON CALL
42-030
CPT2
RB1

PT1, WC4

ON CALL
42-033
CPT2
RB1

PT1, WC4

ON CALL
42-025
CPT2
RB1

PT1, WC4

ON CALL
42-017
CPT2
RB1

PT1, WC4

ON CALL
TOILET/SHOWER

42-070
TLF2

TLF2B
PT1, TLW2

ON CALL
TOILET/SHOWER

42-071
TLF2

TLF2B
PT1, TLW2

ON CALL
TOILET/SHOWER

42-023
TLF2

TLF2B
PT1, TLW2

ON CALL
TOILET/SHOWER

42-074
TLF2

TLF2B
PT1, TLW2

ON CALL
42-014
CPT2
RB1

PT1, WC4

ON CALL
42-018
CPT2
RB1

PT1, WC4

ON CALL
42-021
CPT2
RB1

PT1, WC4

LOCKERS
42-075
SEF3

SEF3B
PTE1

CONFERENCE
ROOM
42-060
CPT4
RB1

PT1, PT9, PTW1

CONFERENCE
ROOM
42-061
CPT4
RB1

PT1, PT9, PTW1

DIRECTORS
OFFICE

42-011
CPT2
RB1

PT1, PT9

CELL PHONE
WORKROOM

42-010
CPT2
RB1

PT1, PT9

MED
DIRECTOR

42-013
CPT2
RB1

PT1, PT9

WORKROOM
42-077
CPT2
RB1

PT1, PT9

TEAM ROOM
42-078
CPT2
RB1

PT1, PT9

SUPERVISORS
OFFICE

42-009
CPT2
RB1

PT1, PT9

SUPERVISORS
OFFICE

42-007
CPT2
RB1

PT1, PT9

ON CALL
42-027
CPT2
RB1

PT1, WC4

CONFERENCE
ROOM
42-057
CPT4
RB1

PT1, PT9, PTW1

CONFERENCE
ROOM
42-059
CPT4
RB1

PT1, PT9, PTW1

ON CALL
42-031
CPT2
RB1

PT1, WC4

ON CALL
42-029
CPT2
RB1

PT1, WC4

ON CALL
TOILET/SHOWER

42-073
TLF2

TLF2B
PT1, TLW2

CONFERENCE/EDUCATION
42-067
CPT4
RB1

PT1, PT9, PTW1

CORRIDOR
42-022

RT3
RB1
PT1

CORRIDOR
42-034

RT3
RB1

PT1, WC2

CORRIDOR
42-001

RT3
RB1

PT1, PT4

ON CALL
42-043
CPT2
RB1

PT1, WC4

ON CALL
42-041
CPT2
RB1

PT1, WC4

ON CALL
42-051
CPT2
RB1

PT1, WC4

ON CALL
42-038
CPT2
RB1

PT1, WC4

ON CALL
42-039
CPT2
RB1

PT1, WC4

ON CALL
42-042
CPT2
RB1

PT1, WC4

ON CALL
42-037
CPT2
RB1

PT1, WC4

ON CALL
TOILET/SHOWER

42-046
TLF2

TLF2B
PT1, TLW2ON CALL

TOILET/SHOWER
42-047
TLF2

TLF2B
PT1, TLW2

ON CALL
TOILET/SHOWER

42-049
TLF2

TLF2B
PT1, TLW2

CORRIDOR
42-045

RT3
RB1
PT1

ON CALL
42-053
CPT2
RB1

PT1, WC4

ON CALL
42-019
CPT2
RB1

PT1, WC4

ON CALL
42-015
CPT2
RB1

PT1, WC4

CORRIDOR
42-072

RT3
RB1
PT1

CORRIDOR
42-035

RT3
RB1

PT1, WC2

ON CALL
42-050
CPT2
RB1

PT1, WC4

MALE TOILET
42-068
TLF2

TLF2B
PT1, TLW2

M
A

T
C

H
LI

N
E

S
E

E
 A

5/
  I

N
1

24
E

MATCHLINE

SEE A5/  IN
124E

STAIR
ST-001

--

ELEV LOBBY
4L-003
RT2b
RB1
PT1

ELECTRICAL
ROOM
4E-001
CFS1
RB1
PT1

SHAFT
SH-001

--

SHAFT
SH-002

--

COMMUNICATION
ROOM
4C-001

--

ELEV. S5
EL-012

ELEV. S6
EL-011

SHAFT
SH-011

--

MECHANICAL
ROOM
4E-002
CFS1
RB1
PT1

SHAFT
SH-023

--

STAFF TOILET
42-055
TLF2

TLF2B
PT1, TLW2

STAFF TOILET
42-054
TLF2

TLF2B
PT1, TLW2

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG1

W
C
4

W
C
4

W
C
4

W
C
4

W
C
4

W
C
4

P
T
9

P
T
9

P
T
9

P
T
9

P
T
9

P
T
9

P
T
9

P
T
9

P
T
W
1

W
C4

W
C
4

W
C
4

W
C
4

W
C
4

W
C
4

W
C
4

W
C
4

W
C
4

W
C
4

W
C
4

W
C
4

W
C
4

W
C4

W
C4

W
C4

P
T
9

P
T
9

PT
4

P
T
W
1

W
C
2

W
C2

W
C2

W
C
2

W
C2

W
C2

W
C
2

W
C2

W
C
2

P
T
W
1

P
T
W
1

P
T
W
1

PT
W
1

PT
W
1

STUDENT
WORKROOM

42-056
CPT4
RB1

PT1, PT9, PTW1

FEMALE
TOILET
42-066
TLF2

TLF2B
PT1, TLW2
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FINISH PLAN - LEVEL
04 - AREA G

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L04-IN-1/8-FLOOR FINISH PLAN-AREA G

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

PATIENT
ROOM
51-019

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-017

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-015

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-014

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-013

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-011

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-009

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-007

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-006

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-010

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
51-027A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-026A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-010A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-005A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-006A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-007A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-009A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-011A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-013A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-014A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-015A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-017A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-019A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
51-024A

SV1a
RB1
PT2

WORKSTATION
51-020C

SV1a
RB1
PT2

MEDICATION
51-055
RT2d
RB1
PT1

CLEAN
SUPPLY

51-058
CFS1
RB1
PT1

PHYS. TEAM
RM.

51-068
RT1a
RB1

PT1, PT11

ANTE
ISOLATION

51-026B
SV1a, SV1b

RB1
PT1

RESIDENT
ROOM
51-068A

RT1a
RB1

PT1, PT11

RESIDENT
ROOM
51-057A

RT1a
RB1

PT1, PT11

PHYS. TEAM
RM.

51-057
RT1a
RB1

PT1, PT11

NOURISHMENT
51-060
RT1a
RB1
PT1

EQUIPMENT
STORAGE

51-063
CFS1
RB1
PT1

CLEAN
SUPPLY

51-064
CFS1
RB1
PT1

SOILED
UTILITY

51-059
SV3

SV3B
PTE1

SUPERVISORS
OFFICE

51-072
RT1a
RB1

PT1, PT11

RT STORAGE
51-071
CFS1
RB1
PT1

UNIT
DIRECTOR

51-021
RT1a
RB1

PT1, PT11

MD
DIRECTORS

51-022
RT1a
RB1

PT1, PT11

STAFF TOILET
51-069
TLF2

TLF2B
PT1, TLW2

COLLABORATION/
NURSE

STATION
51-056A

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
51-056B

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
51-067A

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
51-067B

SV1a, SV1b
RB1
PT1

WOW
PARKING

51-024E
SV1a
RB1
PT1

MEDICATION
51-065
RT2d
RB1
PT1

NOURISHMENT
51-061
RT1a
RB1
PT1

CORRIDOR
51-056

SV1a, SV1b
RB1
PT1

CORRIDOR
51-051

SV1a, SV1b
RB1
PT1

CORRIDOR
51-024

SV1a, SV1b
RB1
PT1

TUB ROOM
51-025
TLF2

TLF2B
PT1, TLW2

CRASH CART
ALCOVE

51-020F
SV1a
RB1
PT1

CORRIDOR
51-067

SV1a, SV1b
RB1
PT1

BLANKET
WARMER
ALCOVE
51-020E

SV1a
RB1
PT1

CORRIDOR
51-073

SV1a, SV1b
RB1
PT1

PATIENT
ROOM
51-005

SV1a, SV1b
RB1
PT2

CORRIDOR
51-020

SV1a, SV1b
RB1
PT1

CORRIDOR
51-001

SV1a, SV1b
RB1
PT1

WORKSTATION
51-020B

SV1a
RB1
PT2

WORKSTATION
51-020A

SV1a
RB1
PT2

WORKSTATION
51-001C

SV1a
RB1
PT2

WORKSTATION
51-001B

SV1a
RB1
PT2WOW

PARKING
51-020G

SV1a
RB1
PT1

AIRBORNE
ISOLATION

PAT RM
51-026

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-027

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-029

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-030

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-031

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-032

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-035

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-036

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-037

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-033

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
51-039

SV1a, SV1b
RB1
PT2

WORKSTATION
51-024B

SV1a
RB1
PT2

WORKSTATION
51-024C

SV1a
RB1
PT2

WORKSTATION
51-051A

SV1a
RB1
PT2

WORKSTATION
51-051B

SV1a
RB1
PT2

MOBILE XRAY
ALCOVE
51-001E

SV1a
RB1
PT1

BLANKET
WARMER
ALCOVE

51-001F
SV1a
RB1
PT1

PROCEDURE
CART ALCOVE

51-024F
SV1a
RB1
PT1

MOBILE CT
ALCOVE
51-024G

SV1a
RB1
PT1

STRETCHER
ALCOVE
51-077A

SV1a
RB1
PT1

CRASH CART
ALCOVE
51-077D

SV1a
RB1
PT1

PATIENT
TOILET/

SHOWER
51-030A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-029A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-032A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-031A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-035A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-033A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-037A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-036A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
51-039A

TLF1
TLF1B

TLW1a, TLW1b
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FINISH PLAN - LEVEL
05 - AREA A

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/01/20X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L05-IN-1/8-FLOOR FINISH PLAN-AREA A

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

MEDICATION
52-053
RT2d
RB1
PT1

CLEAN
SUPPLY

52-052
CFS1
RB1
PT1

RESIDENT
ROOM
52-057A

RT1a
RB1

PT1, PT11

MOBILE XRAY
ALCOVE
52-001E

SV1a
RB1
PT1

CONFERENCE
ROOM
50-003
RT1a
RB1
PT1

MULTIPURPOSE/
CONSULTATION

51-047
RT1a
RB1
PT1

QUIET/
LACTATION

50-010
RT1a
RB1
WC1

WAITING
AREA, CHILD

PLAY
50-001A

RT4
RB1
PT1

EVS
51-041
SEF1

SEF1B
PTE1

PROCEDURE
CART ALCOVE

52-051F
SV1a
RB1
PT1

PATIENT CARE
TECH
52-048

MULTIPURPOSE/
CONSULTATION

52-047
RT1a
RB1
PT1

PT/OT/ST
OFFICE

51-052
RT1a
RB1

PT1, PT11

STAFF
LOUNGE

50-005
RT2a
RB1
PT1

STAFF TOILET
50-009
TLF2

TLF2B
PT1, TLW2

STAFF TOILET
50-007
TLF2

TLF2B
PT1, TLW2

STAFF TOILET/
SHOWER

52-002B
TLF2

TLF2B
PT1, TLW2

STAFF TOILET/
SHOWER

52-002A
TLF2

TLF2B
PT1, TLW2

LOCKERS
52-002
RT2a
RB1
PT1

PATIENT
ROOM
52-005

SV1a, SV1b
RB1
PT2

AIRBORNE
ISOLATION

PAT RM
52-003

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
52-039

SV1a, SV1b
RB1
PT2

AIRBORNE
ISOLATION

PAT RM
52-040

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-003A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
52-005A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
52-040A

TLF1
TLF1B

TLW1a, TLW1b

AIRBORNE
ISOLATION

PAT RM
51-003

SV1a, SV1b
RB1
PT2

WORKSTATION
52-051C

SV1a
RB1
PT2

WORKSTATION
52-001A

SV1a
RB1
PT2

COLLABORATION/
NURSE

STATION
52-056B

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
52-056A

SV1a, SV1b
RB1
PT1

PUBLIC
WAITING

50-001
RT2c, RT4

RB1
PT1, TLW4, TLW6

ANTE
ISOLATION

52-003B
SV1a
RB1
PT2

ANTE
ISOLATION

52-040B
SV1a
RB1
PT2

STUDENT
WORKROOM

52-045
RT1a
RB1

PT1, PT11

STRETCHER
ALCOVE
52-051E

SV1a
RB1
PT1

MEDICATION
51-055
RT2d
RB1
PT1

CLEAN
SUPPLY

51-058
CFS1
RB1
PT1

ANTE
ISOLATION

51-003B
SV1a
RB1
PT2

ANTE
ISOLATION

51-040B
SV1a
RB1
PT2

FOOD
SERVICE
CARTS
51-053

PHYSICIAN OF
THE DAY

51-043
RT1a
RB1

PT1, PT11

PT OT ST
STORAGE

51-050
CFS1
RB1
PT1

EVS
52-041
SEF1

SEF1B
PTE1

PATIENT CARE
TECH
51-048
SV1a
RB1
PT1

CARE
MANAGER

51-045
RT1a
RB1

PT1, PT11

SUPERVISORS
& UBE
51-044
RT1a
RB1

PT1, PT11

RESPITE
50-011
RT1a
RB1
WC1

BLANKET
WARMER
ALCOVE

52-001F
SV1a
RB1
PT1

PUBLIC
TOILET
50-001B

TLF3
TLF3B

TLW3a, TLW4

PUBLIC
TOILET
50-001C

TLF3
TLF3B

TLW3a, TLW4

SUPERVISORS
& UBE
52-044
RT1a
RB1

PT1, PT11

PATIENT
TOILET/

SHOWER
51-003A

TLF1
TLF1B

TLW1a, TLW1b CORRIDOR
52-001

SV1a, SV1b
RB1
PT1

POINT OF
CARE

52-001G
SV1a
RB1
PT1

CORRIDOR
52-056

SV1a, SV1b
RB1
PT1

BLOOD TRACK
SYSTEM/PYXIS

51-054
RT1a
RB1

PT1, PT11

PHYSICIAN OF
THE DAY

52-043
RT1a
RB1

PT1, PT11

CORRIDOR
52-051

SV1a, SV1b
RB1
PT1

PHYS. TEAM
RM.

52-057
RT1a
RB1

PT1, PT11

OXYGEN
STORAGE

50-006
CFS1
RB1
PT1

WORKSTATION
51-001A

SV1a
RB1
PT2

AIRBORNE
ISOLATION

PAT RM
51-040

SV1a, SV1b
RB1
PT2

WORKSTATION
51-051C

SV1a
RB1
PT2

POINT OF
CARE

51-001G
SV1a
RB1
PT1

STRETCHER
ALCOVE

51-001I
SV1a
RB1
PT1

PATIENT
TOILET/

SHOWER
51-040A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
ROOM
52-037

SV1a, SV1b
RB1
PT2

WORKSTATION
52-051B

SV1a
RB1
PT2

WHEELCHAIR
ALCOVE

51-051E
SV1a
RB1
PT1

PATIENT
ROOM
52-007
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RB1
PT2

PATIENT
ROOM
52-006
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RB1
PT2

PATIENT
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SHOWER
52-006A

TLF1
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PATIENT
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SHOWER
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TLF1B
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WORKSTATION
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PATIENT
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PATIENT
TOILET/

SHOWER
52-009A

TLF1
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PATIENT
TOILET/

SHOWER
52-010A

TLF1
TLF1B

TLW1a, TLW1b
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FINISH PLAN - LEVEL
05 - AREA B

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L05-IN-1/8-FLOOR FINISH PLAN-AREA B

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

CLEAN
SUPPLY

52-052
CFS1
RB1
PT1

SUPERVISORS
OFFICE

52-023
RT1a
RB1

PT1, PT11

UNIT
DIRECTOR

52-021
RT1a
RB1

PT1, PT11

NOURISHMENT
52-060
RT1a
RB1
PT1

CLEAN
SUPPLY

52-064
CFS1
RB1
PT1

PHYS. TEAM
RM.

52-068
RT1a
RB1

PT1, PT11

RESIDENT
ROOM
52-057A

RT1a
RB1

PT1, PT11

EQUIPMENT
STORAGE

52-063
CFS1
RB1
PT1

SOILED
UTILITY

52-059
SV3

SV3B
PTE1

MOBILE XRAY
ALCOVE
52-001E

SV1a
RB1
PT1

CRASH CART
ALCOVE
52-051G

SV1a
RB1
PT1

CRASH CART
ALCOVE
52-020F

SV1a
RB1
PT1

PULMONARY
EQUIPMENT
STORAGE

52-072
CFS1
RB1
PT1

RT STORAGE
52-071
CFS1
RB1
PT1

PROCEDURE
CART ALCOVE

52-024F
SV1a
RB1
PT1

PATIENT
ROOM
52-039

SV1a, SV1b
RB1
PT2

AIRBORNE
ISOLATION

PAT RM
52-040

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-039A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-051C

SV1a
RB1
PT2

COLLABORATION/
NURSE

STATION
52-056B

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
52-056A

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
52-067A

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
52-067B

SV1a, SV1b
RB1
PT1

ANTE
ISOLATION

52-026B
SV1a, SV1b

RB1
PT1

MD
DIRECTORS

52-022
RT1a
RB1

PT1, PT11

MOBILE CT
ALCOVE
52-024G

SV1a
RB1
PT1

ON CALL
52-025
CPT2
RB1

PT1, WC4

ON CALL
TOILET/SHOWER

52-025A
TLF2

TLF2B
PT1, TLW2

BLANKET
WARMER
ALCOVE
52-020E

SV1a
RB1
PT1

BLANKET
WARMER
ALCOVE

52-001F
SV1a
RB1
PT1

CORRIDOR
52-056

SV1a, SV1b
RB1
PT1

NOURISHMENT
52-061
RT1a
RB1
PT1

PHYS. TEAM
RM.

52-057
RT1a
RB1

PT1, PT11

CORRIDOR
52-024

SV1a, SV1b
RB1
PT1

CORRIDOR
52-067

SV1a, SV1b
RB1
PT1

MEDICATION
52-065
RT2d
RB1
PT1

RESIDENT
ROOM
52-068A

RT1a
RB1

PT1, PT11

STAFF TOILET
52-069
TLF2

TLF2B
PT1, TLW2

CORRIDOR
52-020

SV1a, SV1b
RB1
PT1

WOW
PARKING

52-020G
SV1a
RB1
PT1

WOW
PARKING

52-024E
SV1a
RB1
PT1

CORRIDOR
52-073

SV1a, SV1b
RB1
PT1

STRETCHER
ALCOVE

52-051I
SV1a
RB1
PT1

PATIENT
ROOM
52-036

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
52-037

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-037A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
52-036A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-051B

SV1a
RB1
PT2

PATIENT
ROOM
52-033

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
52-035

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-035A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
52-033A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-051A

SV1a
RB1
PT2

PATIENT
ROOM
52-031

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
52-032

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-032A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
52-031A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-024C

SV1a
RB1
PT2

PATIENT
ROOM
52-029

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
52-030

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-030A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
52-029A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-024B

SV1a
RB1
PT2

AIRBORNE
ISOLATION

PAT RM
52-026

SV1a, SV1b
RB1
PT2PATIENT

ROOM
52-027

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-027A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
52-026A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-024A

SV1a
RB1
PT2

PATIENT
ROOM
52-007

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-007A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-001B

SV1a
RB1
PT2

PATIENT
ROOM
52-010

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
52-009

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-009A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
52-010A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-001C

SV1a
RB1
PT2

PATIENT
ROOM
52-013

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
52-011

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-011A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
52-013A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-020A

SV1a
RB1
PT2

PATIENT
ROOM
52-015

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
52-014

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-014A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
52-015A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-020B

SV1a
RB1
PT2

PATIENT
ROOM
52-019

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
52-017

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
52-017A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
52-019A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-020C

SV1a
RB1
PT2

M
A

TC
H

LIN
E

S
E

E
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125B

CG1

CG1
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CG1CG1
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CG3

CG1
CG1
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CG1

CG1

CG1

CG1

CG1

CG1

CG3

CG5

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG5

CG3

CG3

CG5

CG5

CG1

CG3

CG5

CG3

CG1

CG1

CG5

CG1

CG1

CG1

CG1

CG1

CG1 CG1

CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1

CG3

CG3

CG5

CG1

CG1

CG5

CG1

CG1

CG1

CG5

CG3

CG3

CG5

CG1

CG1

CG1

CG1
CG1

CG1
CG1

CG1

CG1

CG1 CG1

CG1

CG1

CG1

CG3

CG3
CG5
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FINISH PLAN - LEVEL
05 - AREA C

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L05-IN-1/8-FLOOR FINISH PLAN-AREA C

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

M
A

T
C

H
LI

N
E

S
E

E
 A

5/
  I

N
1

26
B

MOBILE XRAY
ALCOVE
61-001E

SV1a
RB1
PT1

PATIENT
ROOM
61-019

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-017

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-015

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-014

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-013

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-011

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-009

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-007

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-006

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-010

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
61-027A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-026A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-010A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-005A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-006A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-007A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-009A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-011A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-013A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-014A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-015A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-017A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-019A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
61-024A

SV1a
RB1
PT2

WORKSTATION
61-020C

SV1a
RB1
PT2

MEDICATION
61-055
RT1a
RB1
PT1

CLEAN
SUPPLY

61-058
CFS1
RB1
PT1

PHYS. TEAM
RM.

61-068
RT1a
RB1

PT1, PT11

ANTE
ISOLATION

61-026B
SV1a, SV1b

RB1
PT1

RESIDENT
ROOM
61-068A

RT1a
RB1

PT1, PT11

RESIDENT
ROOM
61-057A

RT1a
RB1

PT1, PT11

PHYS. TEAM
RM.

61-057
RT1a
RB1

PT1, PT11

NOURISHMENT
61-060
RT1a
RB1
PT1

EQUIPMENT
STORAGE

61-063
CFS1
RB1
PT1

CLEAN
SUPPLY

61-064
CFS1
RB1
PT1

SOILED
UTILITY

61-059
SV3

SV3B
PTE1

SUPERVISORS
OFFICE

61-072
RT1a
RB1

PT1, PT11

RT STORAGE
61-071
CFS1
RB1
PT1

UNIT
DIRECTOR

61-021
RT1a
RB1

PT1, PT11

MD
DIRECTORS

61-022
RT1a
RB1

PT1, PT11

STAFF TOILET
61-069
TLF2

TLF2B
PT1, TLW2

COLLABORATION/
NURSE

STATION
61-056A

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
61-056B

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
61-067A

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
61-067B

SV1a, SV1b
RB1
PT1

WOW
PARKING

61-024E
SV1a
RB1
PT1

MEDICATION
61-065
RT1a
RB1
PT1

CORRIDOR
61-056

SV1a, SV1b
RB1
PT1

CORRIDOR
61-051

SV1a, SV1b
RB1
PT1

CORRIDOR
61-024

SV1a, SV1b
RB1
PT1

ECMO
WORKROOM

61-065
RT1a
RB1

PT1, PT11

CORRIDOR
61-067

SV1a, SV1b
RB1
PT1

MOBILE CT
ALCOVE

61-024F
SV1a
RB1
PT1

PATIENT
ROOM
61-005

SV1a, SV1b
RB1
PT2

CORRIDOR
61-020

SV1a, SV1b
RB1
PT1

WORKSTATION
61-020B

SV1a
RB1
PT2

WORKSTATION
61-020A

SV1a
RB1
PT2

WORKSTATION
61-001C

SV1a
RB1
PT2

WORKSTATION
61-001B

SV1a
RB1
PT2WOW

PARKING
61-020G

SV1a
RB1
PT1

PROTECTIVE
ENVIRONMENT

PAT. ROOM
61-026

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-027

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-029

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-030

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-031

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-032

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-035

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-036

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-037

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-033

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-039

SV1a, SV1b
RB1
PT2

WORKSTATION
61-024B

SV1a
RB1
PT2

WORKSTATION
61-024C

SV1a
RB1
PT2

WORKSTATION
61-051A

SV1a
RB1
PT2

WORKSTATION
61-051B

SV1a
RB1
PT2

CORRIDOR
61-001

SV1a, SV1b
RB1
PT1

CRASH CART
ALCOVE
61-076C

SV1a
RB1
PT1

BLANKET
61-020E

SV1a
RB1
PT1

STRETCHER
ALCOVE
61-077A

SV1a
RB1
PT1

PATIENT
TOILET/

SHOWER
61-030A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-029A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-032A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-031A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-035A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-033A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-037A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-036A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-039A

TLF1
TLF1B

TLW1a, TLW1b

CG1CG1

CG1CG1

CG1 CG1

CG5

CG3

CG1CG1

CG5

CG3

CG1CG1

CG1CG1

CG1 CG1

CG3CG3

CG5 CG5

CG1CG1

CG1CG1

CG1CG1

CG3

CG5

CG1CG1

CG1CG1

CG5

CG3

CG1CG1

CG1CG1

CG1 CG1

CG3CG3

CG1CG1

CG5CG5

CG1
CG1

CG1

CG1CG1

CG1CG1

CG1 CG1

CG3CG3

CG1CG1

CG5

CG3 CG1 CG1

CG5

CG1CG1CG1

CG1

CG1 CG1 CG1 CG1 CG1 CG3 CG1 CG1
CG1

CG1 CG1CG1CG1

CG5

CG3 CG3

CG5

CG1
CG1

CG1 CG1

CG1

CG1 CG1

CG1 CG1

CG1CG1

CG3

CG5 CG5

CG3

CG1 CG1

CG3 CG3

CG1CG1

CG5 CG5

CG1 CG1

CG1CG1

CG1 CG1

CG1

CG1 CG1

CG1

CG1

CG3CG3

CG1

CG1 CG1

CG1 CG1

CG5

CG5

CG1 CG1

CG3
CG1 CG1

CG1

CG3 CG3

CG5CG5

CG1

CG1 CG1

CG1CG1

CG1 CG1

CG1

CG3 CG1 CG1

CG1

CG1CG1 CG1

CG1

CG3

CG1

CG1 CG1

CG1

CG1

CG5

CG5

COMMUNICATION
ROOM
6C-002
CFS1
RB1
PT1

SHAFT
SH-021

--

ELECTRICAL
ROOM
6E-004
CFS1
RB1
PT1

SHAFT
SH-020

--

NOURISHMENT
61-061
RT1a
RB1
PT1

STAIR
ST-013
CFS1
RB1
PT1
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IN126A

FINISH PLAN - LEVEL
06 - AREA A

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L06-IN-1/8-FLOOR FINISH PLAN-AREA A

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"
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S
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E
 A

5/  IN
126C

MEDICATION
62-053
RT1a
RB1
PT1

CLEAN
SUPPLY

62-052
CFS1
RB1
PT1

CONFERENCE
ROOM
60-003
RT1a
RB1
PT1

MULTIPURPOSE/
CONSULTATION

61-047
RT1a
RB1
PT1

QUIET/
LACTATION

60-010
RT1a
RB1
WC1

WAITING
AREA, CHILD

PLAY
60-001A

RT4
RB1
PT1

PATIENT CARE
TECH
62-048
SV1a
RB1
PT1

MULTIPURPOSE/
CONSULTATION

62-047
RT1a
RB1

PT1, PT11

PT/OT/ST
OFFICE

61-052
RT1a
RB1

PT1, PT11

STAFF
LOUNGE

60-005
RT2a
RB1
PT1

STAFF TOILET
60-009
TLF2

TLF2B
PT1, TLW2

STAFF TOILET
60-007
TLF2

TLF2B
PT1, TLW2

STAFF TOILET/
SHOWER

62-002B
TLF2

TLF2B
PT1, TLW2

STAFF TOILET/
SHOWER

62-002A
TLF2

TLF2B
PT1, TLW2

LOCKERS
62-002
RT2d
RB1
PT1

PATIENT
ROOM
62-005

SV1a, SV1b
RB1
PT2AIRBORNE

ISOLATION
PAT RM

62-003
SV1a, SV1b

RB1
PT2

PATIENT
ROOM
62-039

SV1a, SV1b
RB1
PT2

PROTECTIVE
ENVIRONMENT

PAT. ROOM
62-040

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-003A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-005A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-040A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-039A

TLF1
TLF1B

TLW1a, TLW1b

AIRBORNE
ISOLATION

PAT RM
61-003

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
61-005A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-051C

SV1a
RB1
PT2

WORKSTATION
62-001A

SV1a
RB1
PT2

COLLABORATION/
NURSE

STATION
62-056B

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
62-056A

SV1a, SV1b
RB1
PT1

PUBLIC
WAITING

60-001
RT2c, RT4

RB1
PT1

ANTE
ISOLATION

62-003B
SV1a
RB1
PT2

ANTE
ISOLATION

62-040B
SV1a
RB1
PT2

CASE
MANAGERS

62-045
RT1a
RB1

PT1, PT11

MEDICATION
61-055
RT1a
RB1
PT1

CLEAN
SUPPLY

61-058
CFS1
RB1
PT1

ANTE
ISOLATION

61-003B
SV1a
RB1
PT2

ANTE
ISOLATION

61-040B
SV1a, SV1b

RB1
PT1

FOOD
SERVICE
CARTS
61-053
CFS1
RB1
PT1

PHYSICIAN OF
THE DAY

61-043
RT1a
RB1

PT1, PT11

PT/OT
STORAGE

61-050
CFS1
RB1
PT1

PHYSICIAN OF
THE DAY

62-043
RT1a
RB1

PT1, PT11

PATIENT CARE
TECH
61-048
SV1a
RB1
PT1

CASE
MANAGERS

61-045
RT1a
RB1

PT1, PT11

SUPERVISORS
& UBE
61-044
RT1a
RB1

PT1, PT11

RESPITE
60-011
CPT2
RB1

PT1, PT9

BLANKET
62-001F

SV1a
RB1
PT1

PUBLIC
TOILET
60-001B

TLF3
TLF3B

TLW3a, TLW4

PUBLIC
TOILET
60-001C

TLF3
TLF3B

TLW3a, TLW4

SUPERVISORS
& UBE
62-044
RT1a
RB1

PT1, PT11

PATIENT
TOILET/

SHOWER
61-003A

TLF1
TLF1B

TLW1a, TLW1b

POINT OF
CARE

61-001G
SV1a
RB1
PT1

EVS
62-041
SEF1

SEF1B
PTE1

BLOOD TRACK
SYSTEM/PYXIS

61-054
RT1a
RB1
PT1

CORRIDOR
61-051

SV1a, SV1b
RB1
PT1

PHYSICIAN OF
THE DAY

62-043
RT1a
RB1

PT1, PT11

POINT OF
CARE

62-001G
SV1a
RB1
PT1

PHYS. TEAM
RM.

62-057
RT1a
RB1

PT1, PT11

EVS
61-041
SEF1

SEF1B
PTE1

WORKSTATION
61-001A

SV1a
RB1
PT2

PROTECTIVE
ENVIRONMENT

PAT. ROOM
61-040

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
61-039

SV1a, SV1b
RB1
PT2

WORKSTATION
61-051C

SV1a
RB1
PT2

OXYGEN
STORAGE

60-006
CFS1
RB1
PT1

PATIENT
TOILET/

SHOWER
61-040A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
61-039A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
ROOM
62-037

SV1a, SV1b
RB1
PT2

WHEELCHAIR
ALCOVE

61-051E
SV1a
RB1
PT1

PATIENT
ROOM
62-007

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
62-006

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-006A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-007A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-001B

SV1a
RB1
PT2

PATIENT
ROOM
62-009

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-009A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-010A

TLF1
TLF1B

TLW1a, TLW1b

ELEV
LOBBY
6L-001
RT2c
RB1

MP2, TLW6

TL
W
4

TL
W
6

T
L
W
6

T
L
W
6

M
P
2

M
P
2

M
P2

TL
W
6

T
L
W
6

TLW6

TLW4

T
L
W
4

T
L
W
4

CG1

CG1

CG1 CG1

CG1CG1

CG3 CG3

CG5CG5

CG1 CG1

CG1 CG1 CG1 CG1 CG1 CG1 CG1

CG2

CG1

CG3

CG1

CG1
CG5

CG3

CG3

CG5

CG1

CG1

CG1

CG1
CG1

CG1

CG3

CG1

CG1
CG5

CG3

CG5

CG3

CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1

CG1

CG3

CG5

CG1

CG1

CG1

CG1 CG1

CG1 CG1

CG3

CG5

CG1CG1

CG5

CG3

CG1 CG3

CG1

CG1 CG1 CG1 CG1 CG1

CG1

CG3

CG1

CG1

CG1

CG1

CG3

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG5

CG3

CG3

CG5

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CORRIDOR
62-001

SV1a, SV1b
RB1
PT1

ELEV. T1
EL-006

ELEV. T2
EL-007

ELEV LOBBY
6L-002
RT2b
RB1
PT1

ELEV. S1
EL-005

ELEV. S2
EL-008 ELEV. P2

EL-002

ELEV. P1
EL-001

SHAFT
SH-007

--

SHAFT
SH-006

--

STRETCHER
ALCOVE

61-001I
SV1a
RB1
PT1

STAIR
ST-006
CFS1
RB1

PTE1, PTE2

ELEV. P3
EL-003

ELEV. P4
EL-004

ELEV. S4
EL-009

ELEV. S3
EL-013

ELEV LOBBY
6L-004
RT2b
RB1
PT1

CORRIDOR
62-051

SV1a, SV1b
RB1
PT1

CORRIDOR
62-049
SV1a
RB1
PT1

ELEV. S6
EL-011

STRETCHER
ALCOVE
62-051E

SV1a
RB1
PT1

PROCEDURE
CART

62-051F
SV1a
RB1
PT1

ELEV. S5
EL-012

SHAFT
SH-011

--

SHAFT
SH-010

--

SHAFT
SH-009

--

FOOD
SERVICE
CARTS
62-055
CFS1
RB1
PT1

RESIDENT
ROOM
62-057A

RT1a
RB1

PT1, PT11

CLEAN
SUPPLY

62-052
CFS1
RB1
PT1

CG3

CG5

CG1
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A B

C

LEVEL 05 - LEVEL 07 KEYPLAN

A B
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IN126B

FINISH PLAN - LEVEL
06 - AREA B

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L06-IN-1/8-FLOOR FINISH PLAN-AREA B

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"

M
A

TC
H

LIN
E

S
E

E
 A

5/  IN
126B

SUPERVISORS
OFFICE

62-023
RT1a
RB1

PT1, PT11

UNIT
DIRECTOR

62-021
RT1a
RB1

PT1, PT11

NOURISHMENT
62-060
RT1a
RB1
PT1

CLEAN
SUPPLY

62-064
CFS1
RB1
PT1

PHYS. TEAM
RM.

62-068
RT1a
RB1

PT1, PT11

EQUIPMENT
STORAGE

62-063
CFS1
RB1
PT1

SOILED
UTILITY

62-059
SV3

SV3B
PTE1

BLANKET
62-020E

SV1a
RB1
PT1

PULMONARY
EQUIPMENT
STORAGE

62-072
CFS1
RB1
PT1

RT STORAGE
62-071
CFS1
RB1
PT1

PATIENT
ROOM
62-039

SV1a, SV1b
RB1
PT2

PROTECTIVE
ENVIRONMENT

PAT. ROOM
62-040

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-039A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-051C

SV1a
RB1
PT2

COLLABORATION/
NURSE

STATION
62-056B

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
62-056A

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
62-067A

SV1a, SV1b
RB1
PT1

COLLABORATION/
NURSE

STATION
62-067B

SV1a, SV1b
RB1
PT1

ANTE
ISOLATION

62-026B
SV1a, SV1b

RB1
PT1

MOBILE CT
ALCOVE
62-024G

SV1a
RB1
PT1

MD
DIRECTORS

62-022
RT1a
RB1

PT1, PT11

ON CALL
62-025
CPT2
RB1

PT1, WC4

ON CALL
TOILET/SHOWER

62-025A
TLF2

TLF2B
PT1, TLW2

BLANKET
62-001F

SV1a
RB1
PT1

MOBILE CT
ALCOVE
62-024G

SV1a
RB1
PT1

MOBILE CT
ALCOVE
62-024G

SV1a
RB1
PT1

MOBILE CT
ALCOVE
62-024G

SV1a
RB1
PT1

PHYS. TEAM
RM.

62-057
RT1a
RB1

PT1, PT11

CORRIDOR
62-067

SV1a, SV1b
RB1
PT1

MEDICATION
62-065
RT2d
RB1
PT1

RESIDENT
ROOM
62-068A

RT1a
RB1

PT1, PT11

STAFF TOILET
62-069
TLF2

TLF2B
PT1, TLW2

WOW
PARKING

62-020G
SV1a
RB1
PT1

WOW
PARKING

62-024E
SV1a
RB1
PT1

CORRIDOR
62-073

SV1a, SV1b
RB1
PT1

PATIENT
ROOM
62-036

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
62-037

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-037A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-036A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-051B

SV1a
RB1
PT2

PATIENT
ROOM
62-033

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
62-035

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-035A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-033A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-051A

SV1a
RB1
PT2

PATIENT
ROOM
62-031

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
62-032

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-032A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-031A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-024C

SV1a
RB1
PT2

PATIENT
ROOM
62-029

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
62-030

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-030A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-029A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-024B

SV1a
RB1
PT2

PROTECTIVE
ENVIRONMENT

PAT. ROOM
62-026

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
62-027

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-027A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-026A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
52-024A

SV1a
RB1
PT2

PATIENT
ROOM
62-007

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
62-006

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-007A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-001B

SV1a
RB1
PT2

PATIENT
ROOM
62-010

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
62-009

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-009A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-010A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-001C

SV1a
RB1
PT2

PATIENT
ROOM
62-013

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
62-011

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-011A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-013A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-020A

SV1a
RB1
PT2

PATIENT
ROOM
62-015

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
62-014

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-014A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-015A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-020B

SV1a
RB1
PT2

PATIENT
ROOM
62-019

SV1a, SV1b
RB1
PT2

PATIENT
ROOM
62-017

SV1a, SV1b
RB1
PT2

PATIENT
TOILET/

SHOWER
62-017A

TLF1
TLF1B

TLW1a, TLW1b

PATIENT
TOILET/

SHOWER
62-019A

TLF1
TLF1B

TLW1a, TLW1b

WORKSTATION
62-020C

SV1a
RB1
PT2

CG3

CG1

CG1
CG5

CG3

CG5

CG3

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG3

CG5

CG1

CG1

CG1

CG1

CG1

CG1

CG5

CG3

CG3

CG5

CG1

CG1

CG1

CG1

CG1

CG1

RESIDENT
ROOM
62-057A

RT1a
RB1

PT1, PT11

SHAFT
SH-001

--

COMMUNICATION
ROOM
6C-001
CFS1
RB1
PT1

STAIR
ST-001
CFS1
RB1
PT1

SHAFT
SH-023

--

SHAFT
SH-002

--

ELECTRICAL
ROOM
6E-001
CFS1
RB1
PT1

NOURISHMENT
62-061
RT1a
RB1
PT1

CORRIDOR
62-073

SV1a, SV1b
RB1
PT1

CORRIDOR
62-073

SV1a, SV1b
RB1
PT1

CLEAN
SUPPLY

62-052
CFS1
RB1
PT1

CG3

CG1

CG5

CG3
CG5

CG3

CG1
CG1

CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG5

CG3

CG3

CG5

CG1

CG1

CG1

CG1

CG1

CG3

CG3

CG5

CG5

CG1
CG1

CG1

CG1

CG1

CG1

CG1
CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG5

CG3

CG3

CG5

CG1

CG1

CG1

CG1
CG1

CG1
CG1

CG1

CG3

CG5

CG5

CG3

CG1

CG1CG1

CG3

CG1
CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG3

CG5CG3

CG5

CG1

CG1

CG1

CG1

CG1

CG1

CG1CG1

CG1

CG1

CG1

CG1

CG3
CG5

CG3

CG5
CG1

CG1

CG1

CG1

CG3

CG1
CG1

CG1

CG1

CG1

CG1

CG5

CG3

CG3

CG5

CG1

CG1

CG1

CG1

CG1

CG1

CG1

CG3

CG5

CG1

CG1

CG1

CG1

CG1
CG1
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FINISH PLAN - LEVEL
06 - AREA C

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

11/27/2019

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L06-IN-1/8-FLOOR FINISH PLAN-AREA C

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"
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FINISH PLAN - LEVEL
07 - AREA A

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/04/20X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L07-IN-1/8-FLOOR FINISH PLAN-AREA A

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION
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INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"
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FINISH PLAN - LEVEL
07 - AREA B

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/04/20X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L07-IN-1/8-FLOOR FINISH PLAN-AREA B

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.

MARK DATE DESCRIPTION



INTERIOR FINISH PLAN LEGEND

SHEET KEYNOTES I2

ROOM NAME
101

FLOOR
BASE
WALL

NOTE:
REFER TO INTERIOR FINISH LEGEND SHEET
I-001 FOR FINISH CODES AND DESCRIPTION OF MATERIALS.

ROOM NUMBER
FLOOR FINISH
BASE FINISH

FIELD FLOOR FINISH - REFER TO ROOM 
FINISH TAG

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT1a"

INTERIOR FINISH 
GENERAL NOTES

WALL FINISH

WG-1

WP-1 - HR-1/WG-4/CR-1

WP-2 - CR-1/WG-4/CR-1

10 26 00 WALL PROTECTION - WALL GUARDS

WG-2

WG-3

WG-4

WG-5

WG-6

10 26 00 WALL PROTECTION ASSEMBLIES

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER2"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "TER3"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "SV1b"

DENOTES LOCATIONS OF FLOORING CHANGE 
FROM FIELD COLOR TO "RT4"
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FINISH PLAN - LEVEL
07 - AREA C

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

06/04/20X

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

1/8" = 1'-0" A5
L07-IN-1/8-FLOOR FINISH PLAN-AREA C

21. ALL SHEET FLOORING TO HAVE HEAT WELDED SEAMS AND SELF-COVING
BASE 6" A.F.F UNLESS NOTED OTHERWISE.

20. ALL PRIVACY CURTAINS SHALL BE CC1.

19. WALL PROTECTION:  REFER TO I-SERIES PLANS FOR WALL PROTECTION
LOCATIONS. REFER TO I-500 SERIES FOR WALL PROTECTION DETAILS.

18. ALL WOOD-LOOK PLASTIC LAMINATE ON DOORS AND CASEWORK SHALL
RUN VERTICALLY.

17. WALL BASE DOES NOT EXTEND OVER STOREFONT OR OTHER SPECIALTY
WALL FINISH UNLESS SHOWN OTHERWISE.

16. CASEWORK TOE-KICK  HEIGHT TO MATCH BASE HEIGHT IN ROOM.

15. EXTEND FLOORING UNDER LAV/SINK BASE CABINETS AND OPEN KNEE
SPACE.

14. ALL FLOORING TYPE TRANSITIONS AT DOORS SHALL OCCUR ON THE
CENTERLINE OF THE DOOR LEAF. TRANSITION TO BE SMOOTH AND EVEN.
MAXIMUM VERTICAL CHANGE IN ELEVATION SHALL BE 1/4 IN.  REFER TO
SPECIFICATIONS FOR REQUIRED FLOOR TRANSITION TRIMS.

13. ROLLER SHADES AND BLINDS: ROLLER SHADES TO BE INSTALLED AT ALL
EXTERIOR WINDOW LOCATIONS.  TYPICAL ROLLER SHADE TO BE RS1.
ROLLER SHADES AT PATIENT ROOMS, ON-CALL ROOMS, CONFERENCE
ROOMS TO BE RS2.  ROLLER SHADES AT CURTAIN WALL LOCATIONS TO BE
RS3.  INTEGRAL BLINDS TO BE INCLUDED AT INTERIOR WINDOWS AT NURSE
CHARTING STATION / WORKSTATIONS ON LEVELS 05 AND 06.

12. ALL WINDOW SILLS SHALL BE MULLION EXTENSIONS UNLESS DETAILED
OTHERWISE.

11. ALL HOLLOW METAL DOORS AND DOOR FRAMES SHALL BE PAINTED.

10. ALL INTERIOR FINISHES SHALL BE INSTALLED PER MANUFACTURER'S
RECOMMENDATIONS. INSTALLER SHALL BE QUALIFIED TO INSTALL SPECIFIC
FINISH MATERIAL AND HAVE EXPERIENCE WITH PROJECTS OF SIMILAR SIZE
AND COMPLEXITY.

9. COORDINATE WITH CONCRETE CURING METHOD AND PROVIDE WATER
VAPOR EMISSION CONTROL SYSTEM FOR CONCRETE WITH APPLIED
FLOORING. REFER TO SPECIFICATION SECTIONS 07 16 04 AND 07 16 05.

8. PAINT INTERIOR SURFACES OF DUCTS LOW VOC BLACK WHERE SURFACES
ARE VISIBLE THROUGH GRILLES AND DIFFUSERS.

7. GRILLES, DIFFUSERS, ELECTRICAL PANELS, ACCESS PANELS, ETC... WHICH
ARE EXPOSED IN FINISHED SPACES SHALL BE PAINTED TO MATCH THE
SURFACE ON WHICH THEY OCCUR.

6. UNLESS OTHERWISE INDICATED, DO NOT PAINT FACTORY-FINISHED OR
INSTALLER-FINISHED ITEMS.

5. WHERE ITEMS OR SURFACES ARE NOT SPECIFICALLY MENTIONED, PAINT
THE SAME AS SIMILAR ADJACENT MATERIALS OR AREA. IF COLOR OF FINISH
IS NOT DESIGNATED, ARCHITECT WILL SELECT FROM STANDARD COLORS
OR FINISHES AVAILABLE.

4. CONSISTENT MATERIAL COLORS AND PATTERNS SHALL BE PROVIDED.
PROVIDE MATERIALS FROM SAME PRODUCT RUN.

3. ANY COLOR SUBSTITUTE SHALL BE REQUESTED TO THE ARCHITECT. REFER
TO SECTION 01 33 00.

2. IF FINISH CODE IS NOT SPECIFIED (--), NO FIELD FINISH IS APPLIED. REFER
TO CORRESPONDING SPECIFICATION SECTION. IF MANUFACTURER FINISH
IS SPECIFIED (MFR), REFER TO CORRESPONDING SPECIFICATION SECTION.

1. REFER TO ASSOCIATED SPECIFICATION SECTION FOR DETAILED
INFORMATION.
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ABBREVIATIONS

ADA
ADJ
AMP
AFF
ALT

BFD
BFF
BHP
BOH
BTC
BTU
BTUH

C
CFH
CFM
CHR
CHS
CLG
C02
CONN
CONV
CW

DCR
DCV
DEG
DFA
DIA
DIM
DISC
DWG
DW

EA

NOTE: REFER TO ARCHITECTURAL / MECHANICAL / ELECTRICAL / PLUMBING / INTERIOR DESIGN DRAWINGS FOR ADDITIONAL ABBREVIATIONS SHOWN ON FOODSERVICE DRAWINGS BUT NOT INCLUDED IN THIS LIST.

Americans with Disabilities Act
Adjustable
Amperage
Above Finished Floor
Alternate

Backflow Prevention Device
Below Finished Floor
Boiler Horsepower
Back of House
Branch to Connection
British Thermal Unit
British Thermal Unit Per Hour

Degree Centigrade (note, need “degree” symbol in front of C)
Cubic Feet Per Hour
Cubic Feet Per Minute
Chilled or Condenser Water Return
Chilled or Condenser Water Supply
Ceiling
Compressed Carbon Dioxide Gas
Connection
Convenience Receptacle
Cold Water

Duplex Convenience Receptacle
Demand Control Ventilation
Degree (or Degrees)
Down From Above
Diameter
Dimension
Disconnect
Drawing
Direct Waste

Each

EC
EE
EM
EQ
EQUIP
ETR
ETL
EXH
EXIST

°F
FAB
FD
FP
FPM
FR
FS

GA
GAL
GC
GFCI
GPH
GPM

HVAC
HW
HZ

IW

JB

KEC
KCAL
KW

Electrical Contractor/Division
Electrical Engineer
Emergency Power
Equal
Equipment
Existing to Remain
Listing Equal to UL (Intertek)
Exhaust
Existing

Degree Fahrenheit
Fabricated
Floor Drain
Fire Protection
Feet Per Minute
From
Floor Sink

Gauge
Gallon
General Contractor
Ground Fault Circuit Interrupter
Gallon(s) Per Hour
Gallon(s) Per Minute

Heating Ventilation & Air Conditioning
Hot Water
Hertz

Indirect Waste

Junction Box

Kitchen Equipment Contractor
Kilocalorie
Kilowatt

LEC
LC
LF
LPH
LPG

MBH
MC
ME
MFR
MIN
MISC
MUA
MTD

N2
NA
NIC
NIKEC
NSF

OC
OFI
OFCI
OFOI

PB
PC
PE
PH
POC
POS
PREP
PRV
PSI

Laundry Equipment Contractor
Load Center
Linear Foot (or Feet)
Liters per Hour
Liquid Propane Gas

Thousand British Thermal Units Per Hour
Mechanical Contractor/Mechanical Division
Mechanical Engineer
Manufacturer
Minimum
Miscellaneous
Make-Up Air
Mounted

Compressed Nitrogen Gas
Not Applicable
Not in Contract
Not in Kitchen Equipment Contract
National Sanitation Foundation

On-Center
Owner or Operator Furnished Item
Owner or Operator Furnished/Contractor Installed
Owner or Operator Furnished/Owner or Operator Installed

Pull Box
Plumbing Contractor/Plumbing Division
Plumbing Engineer
Phase
Point of Connection
Point of Sale
Preparation
Pressure Regulating/Reducing Valve
Pounds-Per-Square-Inch

QT
QTY

RAD
RCP

SC
SF
SP
SPEC
SST
STD
SW
SYS

TDO
TLS
TYP

UDS
UL
UV

V
VAV
VD
VFD
VIF

W
WC

Quart
Quantity

Radius
Receptacle

Self-Contained
Square Foot (or Feet)
Static Pressure
Specifications
Stainless Steel
Standard
Switch
System

Tangent Draw-Off
Table Limit Switch
Typical

Utility Distribution System
Underwriters Laboratory
Ultraviolet

Volt
Variable Air Volume
Volume Damper
Variable Frequency Drive
Verify in Field

Watts
Water Column

TYPICAL HEALTH/HYGIENE-AUTHORITY FIT-OUT REQUIREMENTS

What follows are typical requirements from review authorities within food/beverage storage, preparation and service zones. These are offered for reference-only and do not necessarily constitute design or construction 
direction from Ricca Design Studios.

• Flooring surfaces/systems should be smooth, non-slip with commercial-grade durability, made of non-absorbent material, and easily cleanable in all the following zones:
• where food is prepared, packaged or stored 
• where utensils are washed
• where refuse is stored
• within janitor rooms
• within washroom and hand washing areas
• Flooring surfaces should be coved at the intersection of the floor and wall with 3/8” (10mm) minimum radius and should extend up the wall minimum of six inches (6” or 152mm) in all foodservice rooms/zones. 

Mastic-applied vinyl is not acceptable.
• Floor drains should be installed in culinary zones for general area cleaning. Additional drains should be installed in floors that are more frequently sprayed-down in the cleaning process. Flooring should be sloped 

to the drain 1/16” (2mm) per foot within a six-foot (6’ or 1.8 M) radius. 
• Wall and ceiling finishes within all foodservice rooms/zones where food is stored in unopened containers, and in dining and sales areas should be durable, smooth, non-absorbent, impervious and washable. Wall 

and ceiling finishes within food preparation and utensil washing areas should be light-colored with durability equal to demand. Wall finishes on interior surfaces of walk-in refrigeration cavities should also be light-
colored with durability equal to demand. Cement board with Fiberglass Reinforced Panel finish is typical minimum wall finish in all preparation/wash-up zones. Wall areas adjacent to bar sinks should be smooth 
and easily cleanable. Conduits of all types should be installed within walls; when installed on surface of walls, they should be shrouded to facilitate ease of cleaning.

• Lighting in every zone where food is prepared, processed or packaged or where utensils are cleaned should be provided in an intensity of no less than 50 foot candles as measured 30” (762mm) above the 
finished floor, except the working surfaces of bars and bar work-boards where at least 10 foot-candles of light are required. Required light source must be shrouded with shatter-proof covers.

• Exhaust ventilation should be provided at or above all electric or gas cooking equipment and dishwashers that utilize hot water or chemicals for sanitization per local, regional and national code. Exhaust 
ventilation may be required above hot beverage equipment – confirm with local code. Washrooms, dressing rooms should be vented to the atmosphere by means of an openable, screened window, and air shaft 
or switch-activated exhaust fan per local building codes.

• Foodservice facility should be constructed, and maintained and operated to prevent entrance of animals, birds and vermin including rodents and insects.
• Delivery Doors leading to the exterior should be self-closing and open outward. Vestibules are typically required where large double-doors may enter-into a food preparation area. All exterior doors should be 

provided with an overhead air curtain, air curtain should produce a downward and outward airflow not less than three inches (3” of 75mm) thick at the nozzle with an air velocity no less than 1600FPM across 
entire opening.

• Circulation- minimum of thirty-six inches (36” or 914mm) is required for all aisles and working areas within foodservice and beverage preparation zones.
• Hand Washing sinks with single-use towels and hand cleanser should be provided within, or adjacent to, washrooms and should be equipped with an adequate supply of hot/cold running water. A dedicated hand 

washing station should be provided within each food preparation zone.
• Washrooms for use by foodservice employees should be provided and should be fit-out with self-closing doors.
• Ware Washing machines using hot water or chemical sanitizing rinse must conform to applicable National Sanitation Foundation (NSF) standards and shall be installed and operated in accordance with those 

standards.
• Refrigeration cavities must be equipped with a thermometer that is easily-readable and in proper working condition.
• Equipment installation- all equipment must meet National Sanitation Foundation (NSF) design and installation requirements. All foodservice equipment should be easily moveable, light enough to be easily-moved 

by one (1) person or installed on a raised minimum six inches (6” or 152mm) rounded stainless steel legs or sealed to a minimum four inches (4” or 101mm) stainless steel or galvanized steel channel base filled 
with lightweight concrete with minimum 3/8” (10mm) coved radius. If on an island, equipment should overhang the base at least three inches (3” or 75mm), but not more than the height of the base. Sealing to the 
finished floor is acceptable for equipment designed to be on level with floor such as roll-in refrigerator/freezers, large blast chiller/freezers, roll-in ovens and proofers.

Gaps between equipment base and top of channel base should be sealed with non-hardening silicone sealant. All equipment on counters, tables and shelves that are not easily moved are to be installed on approved 
four inch (4” of 101mm) legs or sealed to table, shelf, etc. (Verify with local code). All fabricated equipment, flashing, and back splashes must be sealed to walls and abutting equipment or moved away from adjacent 
fabricated equipment minimum of three inches (3” or 75 mm) or adjacent wall minimum of six inches (6” or 152mm). Dipper wells with running water should be provided for ice cream/frozen dessert with scooping 
required.
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Foodservice Equipment Schedule - (A)
Item Number Qty Description Remarks Manufacturer Model

A1 2 Grab-N-Go Case, Refrigerated Structural Concepts NR7247RSSV

A2 1 Juice Dispenser By Purveyor By Purveyor NIKEC

A3 1 Grab-N-Go Counter 34" Tall, Fabricated with Decor Top and Finishes Fabricated Stainless Steel

A4 1 Soda/Ice Dispenser By Purveyor By Purveyor NIKEC

A5 1 Ice Machine Air Cooled Hoshizaki KMD-530MAJ

A5.1 1 Water Filtration System Install Within Counter Base Hoshizaki H9320-51

A6 1 Trash Receptacle By Owner By Owner NIKEC

A7 5 Cup Dispenser, Countertop San Jamar C2952BK

A8 1 Tea Brewer By Purveyor By Purveyor NIKEC

A8.1 1 Water Filtration System Install Within Counter Base, By Purveyor By Purveyor NIKEC

A9 1 Coffee Brewer By Purveyor By Purveyor NIKEC

A9.1 1 Water Filtration System Install Within Counter Base, By Purveyor By Purveyor NIKEC

A10 1 Spare Number

A11 1 Soda System Conduit Entrance By EC By EC NIKEC

A12 2 20lb CO2 Tank By Purveyor By Purveyor NIKEC

A13 1 Bag-N-Box Rack By Purveyor By Purveyor NIKEC

A14 1 Carbonator By Purveyor By Purveyor NIKEC

A14.1 1 Water Filtration System By Purveyor By Purveyor NIKEC

A15 1 Spare Number

A16 1 Spare Number

A17 4 Dry Storage Shelving 5 Tier, Stationary Metro MetroMax Q

A18 1 Walk-In Cooler 8" Depression American Panel Prefabricated Panels

A18.1 1 Cooler Evaporator Coil American Panel ADT104

A19 1 Cooler Refrigeration System Water Cooled American Panel FFWP-015Z

A20 1 Spare Number

A21 1 Walk-In Freezer 8" Depression American Panel Prefabricated Panels

A21.1 1 Freezer Evaporator Coil American Panel LET065

A22 1 Spare Number

A23 1 Freezer Refrigeration System Water Cooled American Panel FFWP-022Z

A24 6 Cooler Storage Shelving 4 Tier, Stationary Metro MetroMax Q

A25 1 Spare Number

A26 6 Freezer Storage Shelving 4 Tier, Stationary Metro MetroMax Q

A27 2 Hand Sink Advance Tabco 7-PS-61

A28 4 Soap And Towel Dispenser By Owner By Owner NIKEC

A29 3 Trash Receptacle, Short By Owner By Owner NIKEC

A30 4 Storage Shelving 5 Tier, Stationary Metro MetroMax Q

A31 1 Spare Number

A32 1 Soiled Dish Table Fabricated Fabricated Stainless Steel

A33 1 Disposer Salvajor 200-SA-6-ARSS-LD

A34 1 Dish Machine Ventless Hobart AM15VL-2

A35 1 Wall Shelf, Tubular Fabricated Fabricated Stainless Steel

A36 1 Clean Dish Table Fabricated Fabricated Stainless Steel

A37 1 Wall Shelf, Tubular Fabricated Fabricated Stainless Steel

A38 1 Pot Sink Fabricated Fabricated Stainless Steel

A39 2 Trash Receptacle By Owner By Owner NIKEC

A40 1 Spare Number

A41 1 Mop Sink Cabinet Advance Tabco 9-OPC-84

A42 1 Ice Machine Air Cooled Hoshizaki KML-700MAJ

A42.1 1 Ice Bin Hoshizaki B-500SF

A42.2 1 Water Filtration System Hoshizaki H9320-51

A43 1 Floor Trough and Grate 4" Depression, Installed By G.C. IMC Teddy FT-1230-SGAS

A44 1 Wall Shelf, Tubular Fabricated Fabricated Stainless Steel

A45 1 Wall Shelf, Tubular Fabricated Fabricated Stainless Steel

A46 1 Spare Number

A47 1 Combi Oven Ventless, On Stand Alto-Shaam CTX4-10 EVH

A47.1 1 Water Filtration System OptiPure FX11-CR

A48 1 Work Table With Sinks 36" Tall, Fabricated Fabricated Stainless Steel

A49 1 Wall Shelf, Single Fabricated Fabricated Stainless Steel

A50 1 Spare Number

A51 1 Spare Number

A52 1 Spare Number

A53 1 Spare Number

A54 1 Spare Number

A55 1 Work Table With Sink 36" Tall, Fabricated Fabricated Stainless Steel

A56 1 Wall Shelf, Single Fabricated Fabricated Stainless Steel

A57 1 Conveyor Oven Double Stacked, Ventless, With Stand Ovention C2600-3 SINGLE BELT

A58 1 Pan Rack Cart Cres Cor 207-UA-13A

A59 1 Refrigerated Prep Table True TPP-AT-60-HC

A60 1 Spare Number

A61 1 Dough Press With Stand DoughXpress DXM-SS-120

A62 1 Work Counter 34" Tall, Fabricated Fabricated Stainless Steel

A63 1 Wall Shelf, Single Fabricated Fabricated Stainless Steel

A64 1 Microwave Convection Oven Turbochef Sota-TC

A65 1 Refrigerator, Undercounter True TUC-48-LP-HC~SPEC3

A66 2 Hand Sink Advance Tabco 7-PS-91

A67 1 Spare Number

A68 1 Spare Number

A69 2 Work Table Mobile Advance Tabco SS-307

A70 1 Spare Number

A71 1 Serving Counter 34" Tall, Fabricated with Decor Top and Finishes Fabricated Stainless Steel

A71.1 1 Load Center Fabricated Fabricated Stainless Steel

A72 1 Display Case Counter Top BSI Custom

A73 1 Vertical Food Shield BSI ZG9500-4

A74 1 Refrigerated Prep Table With Drawers True TSSU-48-12D-4-ADA-HC

A75 2 Soda/Ice Dispenser By Purveyor By Purveyor NIKEC

A76 2 Ice Machine Air Cooled Hoshizaki KMD-530MAJ

A76.1 2 Water Filtration System Install Within Counter Base Hoshizaki H9320-51

A77 1 Food Shield With Heat And Light BSI ZG9930

A78 2 Drop-In Heated Shelf Hatco GRSBF-48-S

A79 3 Soda System Conduit Exit By EC By EC NIKEC

A80 1 Wall Shelf, Single With Conceled Brackets Fabricated Fabricated Stainless Steel

A81 1 Food Shield With Light BSI ZG9930

A82 2 Cold Pan Delfield 8145-EFP

A83 1 Work Counter With Sink 34" Tall, Fabricated Fabricated Stainless Steel

A84 1 Refrigerator, Undercounter True TUC-48-LP-HC~SPEC3

A85 1 Display Case, Refrigerated Structural Concepts B4732

A86 4 Cashier Stand Mobile, 34" Tall, Fabricated with Decor Top and Finishes Fabricated Stainless Steel

A87 4 POS System By Owner By Owner NIKEC

A88 2 Display Stand Mobile, 34" Tall, Fabricated with Decor Top and Finishes Fabricated Stainless Steel

A89 1 Spare Number

A90 1 Spare Number

MARK DATE DESCRIPTION
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Foodservice Utility Schedule - (A1-A74)

Item
Number QTY Description Remarks

Electrical Plumbing Ventilation

Item
Number

Emer.
Power
Req'd Volts PH Amps KW HZ

Elec.
Conn.
Type

Elec.
Rough-In

AFF Electrical Remarks

Cold
Water
Conn.
Size

Cold
Water

Rough-In
AFF

Hot
Water
Conn.
Size

Hot
Water
Flow
GPH

Hot
Water

Rough-In
AFF

Direct
Drain
Conn.
Size

Direct
Drain

Rough-In
AFF

Indirect
Drain
Conn.
Size

Gas
Conn.
Size

Gas
MBH

Gas
Rough-In

AFF

Cooling
Water
Supply
Conn.
Size

Cooling
Water
Return
Conn.
Size

Cooling
Water

Rough-In
AFF Plumbing Remarks

Exhaust Collar Size

Exhaust
Volume

Exhaust
Static

Pressure

Supply Collar
Size

Supply
Volume

Supply
Static

Pressure Mechcanical RemarksWidth Depth DIA Width Depth
A1 2 Grab-N-Go Case, Refrigerated 208 1 9.9 1.37 60 PLUG 24" A1
A2 1 Juice Dispenser By Purveyor 120 1 6 0.72 60 PLUG 48" Electrical Note E-A.6 3/8" 18" A2
A3 1 Grab-N-Go Counter 34" Tall, Fabricated

with Decor Top and
Finishes

120 1 16 1.92 60 PLUG 48" GFCI Convenience Receptacle - Rating Assumes 20.0
Amp Circuit, Each

A3

A4 1 Soda/Ice Dispenser By Purveyor 115 1 3 0.35 60 PLUG 48" Electrical Note E-A.6 3/4" IW To Floor Sink, Plumbing Note P-A.6 A4
A5 1 Ice Machine Air Cooled 115 1 12 1.38 60 DIRECT 48" 1/2" 48" 3/4" PC To Inter-Connect Water Filter To Equipment In Wall,

IW To Floor Sink
7700 BTU/H Heat Removal A5

A5.1 1 Water Filtration System Install Within Counter
Base

1/2" 24" PC To Inter-Connect Water Filter To Equipment A5.1

A6 1 Trash Receptacle By Owner A6
A7 5 Cup Dispenser, Countertop A7
A8 1 Tea Brewer By Purveyor 120 1 14.4 1.73 60 PLUG 48" Electrical Note E-A.6 1/4" 48" PC To Inter-Connect Water Filter To Equipment,

Plumbing Note P-A.6
A8

A8.1 1 Water Filtration System Install Within Counter
Base, By Purveyor

3/8" 24" PC To Inter-Connect Water Filter To Equipment,
Plumbing Note P-A.6

A8.1

A9 1 Coffee Brewer By Purveyor 208 1 22 4.6 60 DIRECT 48" 120/208V Service Required, Electrical Note E-A.6 3/8" 48" PC To Inter-Connect Water Filter To Equipment,
Plumbing Note P-A.6

A9

A9.1 1 Water Filtration System Install Within Counter
Base, By Purveyor

3/8" 24" PC To Inter-Connect Water Filter To Equipment,
Plumbing Note P-A.6

A9.1

A10 1 Spare Number A10
A11 1 Soda System Conduit Entrance By EC EC To Provide Conduit Design And Routing, BC&V Note

M-C.11
A11

A12 2 20lb CO2 Tank By Purveyor A12
A13 1 Bag-N-Box Rack By Purveyor A13
A14 1 Carbonator By Purveyor 120 1 16 1.92 60 PLUG 54" Electrical Note E-A.6 1/2" 54" PC To Inter-Connect Water Filter To Equipment,

Plumbing Note P-A.6
A14

A14.1 1 Water Filtration System By Purveyor 1/2" 66" PC To Inter-Connect Water Filter To Equipment,
Plumbing Note P-A.6

A14.1

A15 1 Spare Number A15
A16 1 Spare Number A16
A17 4 Dry Storage Shelving 5 Tier, Stationary A17
A18 1 Walk-In Cooler 8" Depression █ 120 1 12 1.44 60 DIRECT DFA, Refer To QF701 Series For Further Information On

Walk-Ins
A18

A18.1 1 Cooler Evaporator Coil █ 208 1 1 0.21 60 DIRECT DFA, Refer To QF701 Series For Further Information On
Refrigeration System

1" DFA, Refer To QF701 Series For Further Information On
Refrigeration System, IW To Floor Sink

A18.1

A19 1 Cooler Refrigeration System Water Cooled █ 208 3 8 2.88 60 DIRECT DFA, Refer To QF701 Series For Further Information On
Refrigeration System

3/8" 5/8" DFA Heat Removal TBD A19

A20 1 Spare Number A20
A21 1 Walk-In Freezer 8" Depression █ 120 1 12 1.44 60 DIRECT DFA, Refer To QF701 Series For Further Information On

Walk-Ins
A21

A21.1 1 Freezer Evaporator Coil █ 208 1 9.6 2 60 DIRECT DFA, Refer To QF701 Series For Further Information On
Refrigeration System

1" DFA, Refer To QF701 Series For Further Information On
Refrigeration System, IW To Floor Sink

A21.1

A22 1 Spare Number A22
A23 1 Freezer Refrigeration System Water Cooled █ 208 3 10.6 3.81 60 DIRECT DFA, Refer To QF701 Series For Further Information On

Refrigeration System
3/8" 5/8" DFA Heat Removal TBD A23

A24 6 Cooler Storage Shelving 4 Tier, Stationary A24
A25 1 Spare Number A25
A26 6 Freezer Storage Shelving 4 Tier, Stationary A26
A27 2 Hand Sink 120 1 1 0.12 60 PLUG 24" Each 1/2" 18" 1/2" 5 18" 1 1/2" 15" A27
A28 4 Soap And Towel Dispenser By Owner A28
A29 3 Trash Receptacle, Short By Owner A29
A30 4 Storage Shelving 5 Tier, Stationary A30
A31 1 Spare Number A31
A32 1 Soiled Dish Table Fabricated 1/2" 18" 1/2" 25 18" 1 1/2" IW To Floor Sink A32
A33 1 Disposer 208 3 6.6 2.37 60 DIRECT 24" 1/2" 18" 2" 15" A33
A34 1 Dish Machine Ventless 208 3 45.4 16.34 60 DIRECT 24" With Booster,Common Point Connection 1/2" 18" 1/2" 30 18" 1 1/2" (1) CW For Drain Tempering Kit, IW To Floor Sink Latent Heat Gain Into Space - 9300 BTUH,

Sensible Heat Gain Into Space - 3400 BTUH
A34

A35 1 Wall Shelf, Tubular Fabricated A35
A36 1 Clean Dish Table Fabricated A36
A37 1 Wall Shelf, Tubular Fabricated A37
A38 1 Pot Sink Fabricated 3/4" 18" 3/4" 90 18" 1 1/2" IW To Floor Sink A38
A39 2 Trash Receptacle By Owner A39
A40 1 Spare Number A40
A41 1 Mop Sink Cabinet 1/2" 36" 1/2" 25 36" 2" 0" A41
A42 1 Ice Machine Air Cooled 115 1 14.2 1.63 60 DIRECT 66" 1/2" 66" 3/4" PC To Inter-Connect Water Filter To Equipment In Wall,

IW To Floor Sink
11,300 BTU/H Heat Removal A42

A42.1 1 Ice Bin 3/4" IW To Floor Sink A42.1
A42.2 1 Water Filtration System 1/2" 66" PC To Inter-Connect Water Filter To Equipment A42.2
A43 1 Floor Trough and Grate 4" Depression,

Installed By G.C.
4" -4" Waste In Depression A43

A44 1 Wall Shelf, Tubular Fabricated A44
A45 1 Wall Shelf, Tubular Fabricated A45
A46 1 Spare Number A46
A47 1 Combi Oven Ventless, On Stand 208 1 23.4 4.87 60 PLUG 48" 3/4" 48" 1 1/2" Two CW Connections (1) Water From Filter, (1) Water

From Wall, PC to Interconnect. IW To Floor Sink.
A47

A47.1 1 Water Filtration System 3/8" 66" PC To Inter-Connect Water Filter To Equipment A47.1
A48 1 Work Table With Sinks 36" Tall, Fabricated 120 1 16 1.92 60 PLUG 48" GFCI Convenience Receptacle - Rating Assumes 20.0

Amp Circuit, Each
1/2" 18" 1/2" 50 18" 1 1/2" IW To Floor Sink A48

A49 1 Wall Shelf, Single Fabricated A49
A50 1 Spare Number A50
A51 1 Spare Number A51
A52 1 Spare Number A52
A53 1 Spare Number A53
A54 1 Spare Number A54
A55 1 Work Table With Sink 36" Tall, Fabricated 120 1 16 1.92 60 PLUG 48" GFCI Convenience Receptacle - Rating Assumes 20.0

Amp Circuit, Each
1/2" 18" 1/2" 25 18" 1 1/2" IW To Floor Sink A55

A56 1 Wall Shelf, Single Fabricated A56
A57 1 Conveyor Oven Double Stacked,

Ventless, With Stand
240 3 37 18.7 60 PLUG 48" Two Connections, (1) at 36" AFF, (1) at 48" AFF A57

A58 1 Pan Rack Cart A58
A59 1 Refrigerated Prep Table 115 1 3.9 0.45 60 PLUG 24" A59
A60 1 Spare Number A60
A61 1 Dough Press With Stand 120 1 10 1.15 60 PLUG 48" A61
A62 1 Work Counter 34" Tall, Fabricated 120 1 16 1.92 60 PLUG 48" GFCI Convenience Receptacle - Rating Assumes 20.0

Amp Circuit, Each
A62

A63 1 Wall Shelf, Single Fabricated A63
A64 1 Microwave Convection Oven 240 1 30 7.2 60 PLUG 48" A64
A65 1 Refrigerator, Undercounter 115 1 3 0.35 60 PLUG 24" A65
A66 2 Hand Sink 120 1 1 0.12 60 PLUG 24" Each 1/2" 18" 1/2" 5 18" 1 1/2" 15" A66
A67 1 Spare Number A67
A68 1 Spare Number A68
A69 2 Work Table Mobile A69
A70 1 Spare Number A70
A71 1 Serving Counter 34" Tall, Fabricated

with Decor Top and
Finishes

A71

A71.1 1 Load Center Fabricated BTC- Load Center In Equipment By KEC, 4-Wire
120/208V - 60 Hertz - 3PH Service Required. Refer To
Electrical Notes E-B.13 & EC Drawing Package, Serves
Items #A74, #A75, #A76, #A77, #A78, #A81, #A82

A71.1

A72 1 Display Case Counter Top A72
A73 1 Vertical Food Shield A73
A74 1 Refrigerated Prep Table With Drawers 115 1 5.8 0.67 60 PLUG 24" Powered From Load Center #A71.1 A74

MARK DATE DESCRIPTION
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FOODSERVICE UTILITY
SCHEDULE

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower
PHASE III-HOSPITAL &
BBRP - 100% DD

PHASE III - HOSPITAL & BBRP - 100% DD

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR Architecture

10168896

11/27/2019

1670 Broadway
Suite 3400
Denver, CO 80202

Foodservice Utility Schedule - (A75-A90)

Item
Number QTY Description Remarks

Electrical Plumbing Ventilation

Item
Number

Emer.
Power
Req'd Volts PH Amps KW HZ

Elec.
Conn.
Type

Elec.
Rough-In

AFF Electrical Remarks

Cold
Water
Conn.
Size

Cold
Water

Rough-In
AFF

Hot
Water
Conn.
Size

Hot
Water
Flow
GPH

Hot
Water

Rough-In
AFF

Direct
Drain
Conn.
Size

Direct
Drain

Rough-In
AFF

Indirect
Drain
Conn.
Size

Gas
Conn.
Size

Gas
MBH

Gas
Rough-In

AFF

Cooling
Water
Supply
Conn.
Size

Cooling
Water
Return
Conn.
Size

Cooling
Water

Rough-In
AFF Plumbing Remarks

Exhaust Collar Size

Exhaust
Volume

Exhaust
Static

Pressure

Supply Collar
Size

Supply
Volume

Supply
Static

Pressure Mechcanical RemarksWidth Depth DIA Width Depth

A75 2 Soda/Ice Dispenser By Purveyor 115 1 3 0.35 60 PLUG 24" Electrical Note E-A.6, Powered From Load Center
#A71.1, Each

3/4" IW To Floor Sink, Plumbing Note P-A.6 A75

A76 2 Ice Machine Air Cooled 115 1 12 1.38 60 DIRECT 24" Powered From Load Center #A71.1, Each 1/2" 18" 3/4" PC To Inter-Connect Water Filter To Equipment, IW To
Floor Sink

7700 BTU/H Heat Removal A76

A76.1 2 Water Filtration System Install Within Counter
Base

1/2" 18" PC To Inter-Connect Water Filter To Equipment A76.1

A77 1 Food Shield With Heat And Light 120 1 4.3 0.52 60 DIRECT 24" Electrical Amp Load Per Linear Foot, Powered From Load
Center #A71.1

A77

A78 2 Drop-In Heated Shelf 120 1 10.2 1.23 60 PLUG 24" Each, Powered From Load Center #A71.1 A78

A79 3 Soda System Conduit Exit By EC EC To Provide Conduit Design And Routing, BC&V Note
M-C.11

A79

A80 1 Wall Shelf, Single With Conceled Brackets Fabricated A80

A81 1 Food Shield With Light 120 1 0.1 0.01 60 DIRECT 24" Electrical Amp Load Per Linear Foot, Powered From Load
Center #A71.1

A81

A82 2 Cold Pan 115 1 3.7 0.43 60 PLUG 24" Each, Powered From Load Center #A71.1 1/2" IW To Floor Sink A82

A83 1 Work Counter With Sink 34" Tall, Fabricated 120 1 16 1.92 60 PLUG 48" GFCI Convenience Receptacle - Rating Assumes 20.0
Amp Circuit, Each

1/2" 18" 1/2" 25 18" 1 1/2" IW To Floor Sink A83

A84 1 Refrigerator, Undercounter 115 1 3 0.35 60 PLUG 24" A84

A85 1 Display Case, Refrigerated 208 1 9.6 1.75 60 PLUG 24" 208-240 Service Required A85

A86 4 Cashier Stand Mobile, 34" Tall,
Fabricated with Decor
Top and Finishes

A86

A87 4 POS System By Owner 120 1 16 1.92 60 PLUG 6" Data, Electrical Note E-A.6, Each, Stubbed Connection A87

A88 2 Display Stand Mobile, 34" Tall,
Fabricated with Decor
Top and Finishes

A88

A89 1 Spare Number A89

A90 1 Spare Number A90

MARK DATE DESCRIPTION
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QF422-1

FOODSERVICE
EQUIPMENT PLAN -
LEVEL 02

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower
PHASE III-HOSPITAL &
BBRP - 100% DD

PHASE III - HOSPITAL & BBRP - 100% DD

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR Architecture

10168896

11/27/2019

1670 Broadway
Suite 3400
Denver, CO 80202

SCALE:  1/4" = 1'-0"
1

COFFEE SHOP EQUIPMENT PLAN LEVEL 2

Foodservice Equipment Schedule - (B)
Item Number Qty Description Remarks Manufacturer Model

B1 5 Dry Storage Shelving 5 Tier, Stationary Metro MetroMax Q

B2 1 Hand Sink Advance Tabco 7-PS-61

B3 2 Soap And Towel Dispenser By Owner By Owner NIKEC

B4 1 Trash Receptacle, Short By Owner By Owner NIKEC

B5 1 Mop Sink Cabinet Advance Tabco 9-OPC-84

B6 1 Pot Sink Fabricated Fabricated Stainless Steel

B7 1 Wall Shelf, Tubular Fabricated Fabricated Stainless Steel

B8 1 Wall Shelf, Tubular Fabricated Fabricated Stainless Steel

B9 1 Refrigerator, Reach-In True STA2R-4HS-HC

B10 1 Spare Number

B11 1 Ice Machine Air Cooled Hoshizaki KM-520MAJ

B11.1 1 Ice Bin Hoshizaki B-500SF

B11.2 1 Water Filtration System Hoshizaki H9320-51

B12 1 Floor Trough and Grate 4" Depression, Installed By G.C. IMC Teddy FT-1230-SGAS

B13 1 Coffee Counter 34" Tall, Fabricated with Decor Top and Finishes Fabricated Stainless Steel

B14 1 Hand Sink Drop-In Advance Tabco DI-1-5SP

B15 1 Tea Urn By Purveyor By Purveyor NIKEC

B16 1 Coffee Grinder Bunn 33700.0000

B17 1 Coffee Brewer By Purveyor By Purveyor NIKEC

B17.1 1 Water Filtration System By Purveyor, Install Within Counter Base By Purveyor NIKEC

B18 1 Blender Rinser Drop-In Rhino RHPR600

B19 1 Spare Number

B20 1 Sink Drop-In Advance Tabco DI-1-10

B21 1 Ice Caddy Cambro ICS100L110

B22 1 Espresso Grinder F&O Imports Super Jolly-A

B23 1 Espresso Machine By Purveyor By Purveyor NIKEC

B23.1 1 Water Filtration System By Purveyor, Install Within Counter Base By Purveyor NIKEC

B24 2 Refrigerator, Undercounter True TUC-48-LP-HC~SPEC3

B25 1 Hot Holding Cabinet Alto Shaam 750-S

B26 1 Microwave Convection Oven Future, By Owner By Owner NIKEC

B27 1 Refrigerator, Reach-In By Purveyor By Purveyor NIKEC

B28 3 Display Case, Hot Food By Purveyor By Purveyor NIKEC

B29 1 Vertical Food Shield BSI ZG9500-4

B30 1 Spare Number

B31 5 Trash Receptacle By Owner By Owner NIKEC

B32 1 POS System By Owner By Owner NIKEC

B33 2 Cup Dispenser San Jamar C2410C

B34 1 Spare Number

B35 1 Spare Number

B36 1 Trash/Condiment Counter 34" Tall, Fabricated with Decor Top and Finishes Fabricated Stainless Steel

B37 1 Spare Number

B38 1 Spare Number

B39 1 Spare Number

B40 1 Spare Number

MARK DATE DESCRIPTION
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QF422-2

FOODSERVICE UTILITY
SCHEDULE

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower
PHASE III-HOSPITAL &
BBRP - 100% DD

PHASE III - HOSPITAL & BBRP - 100% DD

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR Architecture

10168896

11/27/2019

1670 Broadway
Suite 3400
Denver, CO 80202

Foodservice Utility Schedule - (B1-B40)

Item
Number QTY Description Remarks

Electrical Plumbing Ventilation

Item
Number

Emer.
Power
Req'd Volts PH Amps KW HZ

Elec.
Conn.
Type

Elec.
Rough-In

AFF Electrical Remarks

Cold
Water
Conn.
Size

Cold
Water

Rough-In
AFF

Hot
Water
Conn.
Size

Hot
Water
Flow
GPH

Hot
Water

Rough-In
AFF

Direct
Drain
Conn.
Size

Direct
Drain

Rough-In
AFF

Indirect
Drain
Conn.
Size

Gas
Conn.
Size

Gas
MBH

Gas
Rough-In

AFF

Cooling
Water
Supply
Conn.
Size

Cooling
Water
Return
Conn.
Size

Cooling
Water

Rough-In
AFF Plumbing Remarks

Exhaust Collar Size

Exhaust
Volume

Exhaust
Static

Pressure

Supply Collar
Size

Supply
Volume

Supply
Static

Pressure Mechcanical RemarksWidth Depth DIA Width Depth

B1 5 Dry Storage Shelving 5 Tier, Stationary B1

B2 1 Hand Sink 120 1 1 0.12 60 PLUG 24" 1/2" 18" 1/2" 5 18" 1 1/2" 15" B2

B3 2 Soap And Towel Dispenser By Owner B3

B4 1 Trash Receptacle, Short By Owner B4

B5 1 Mop Sink Cabinet 1/2" 36" 1/2" 25 36" 2" 0" B5

B6 1 Pot Sink Fabricated 3/4" 18" 3/4" 90 18" 1 1/2" IW To Floor Sink B6

B7 1 Wall Shelf, Tubular Fabricated B7

B8 1 Wall Shelf, Tubular Fabricated B8

B9 1 Refrigerator, Reach-In 115 1 5.9 0.68 60 PLUG 84" B9

B10 1 Spare Number B10

B11 1 Ice Machine Air Cooled 115 1 10.6 1.22 60 DIRECT 66" 3/8" 66" 3/4" Two (2) IW To Floor Trough, One (1) At 3/4", One (1) At
3/8", Plumbing Contractor to Inter-Connect Water Filter
and Equipment in Wall

6600 BTUH Heat Removal B11

B11.1 1 Ice Bin 3/4" IW To Floor Sink B11.1

B11.2 1 Water Filtration System 1/2" 66" PC To Inter-Connect Water Filter To Equipment B11.2

B12 1 Floor Trough and Grate 4" Depression,
Installed By G.C.

4" -4" Waste In Depression B12

B13 1 Coffee Counter 34" Tall, Fabricated
with Decor Top and
Finishes

120 1 16 1.92 60 PLUG 48" GFCI Convenience Receptacle - Rating Assumes 20.0
Amp Circuit, Each

B13

B14 1 Hand Sink Drop-In 120 1 1 0.12 60 PLUG 24" 1/2" 18" 1/2" 5 18" 1 1/2" 15" B14

B15 1 Tea Urn By Purveyor B15

B16 1 Coffee Grinder 120 1 9.4 1.13 60 PLUG 48" B16

B17 1 Coffee Brewer By Purveyor 220 1 34.5 5.1 60 DIRECT 48" Electrical Note E-A.6 3/8" 48" Plumbing Note P-A.6 B17

B17.1 1 Water Filtration System By Purveyor, Install
Within Counter Base

3/8" 24" PC To Inter-Connect Water Filter To Equipment,
Plumbing Note P-A.6

B17.1

B18 1 Blender Rinser Drop-In 3/8" 18" 1 1/2" IW To Floor Sink B18

B19 1 Spare Number B19

B20 1 Sink Drop-In 1/2" 18" 1/2" 25 18" 1 1/2" B20

B21 1 Ice Caddy IW To Floor Sink B21

B22 1 Espresso Grinder 110 1 3.2 0.35 60 PLUG 6" Stubbed Connection B22

B23 1 Espresso Machine By Purveyor 220 1 21.4 4.8 60 PLUG 6" Electrical Note E-A.6, Stubbed Connection 1/2" 24" 1" PC To Inter-Connect Water Filter To Equipment,
Plumbing Note P-A.6, IW To Floor SInk

B23

B23.1 1 Water Filtration System By Purveyor, Install
Within Counter Base

3/8" 6" PC To Inter-Connect Water Filter To Equipment,
Plumbing Note P-A.6, Stubbed Connection

B23.1

B24 2 Refrigerator, Undercounter 115 1 3 0.35 60 PLUG 24" Each, Unit Below Espresso Machine To Be Stubbed
Connection

B24

B25 1 Hot Holding Cabinet 120 1 9 1.1 60 PLUG 24" B25

B26 1 Microwave Convection Oven Future, By Owner 208 1 30 6.24 60 PLUG 48" Electrical Note E-A.6, Rough In Only B26

B27 1 Refrigerator, Reach-In By Purveyor 115 1 5.4 0.62 60 PLUG 24" Electrical Note E-A.6 B27

B28 3 Display Case, Hot Food By Purveyor 120 1 5.4 0.65 60 "PLUG" 48" Electrical Note E-A.6, Each B28

B29 1 Vertical Food Shield B29

B30 1 Spare Number B30

B31 5 Trash Receptacle By Owner B31

B32 1 POS System By Owner 120 1 16 1.92 60 PLUG 24" Data, Electrical Note E-A.6 B32

B33 2 Cup Dispenser B33

B34 1 Spare Number B34

B35 1 Spare Number B35

B36 1 Trash/Condiment Counter 34" Tall, Fabricated
with Decor Top and
Finishes

B36

B37 1 Spare Number B37

B38 1 Spare Number B38

B39 1 Spare Number B39

B40 1 Spare Number B40

MARK DATE DESCRIPTION
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BY ARCHITECT,
PROVIDED BY G.C.

PANTRY

PHYSICIAN
DINING 

C24

C23

C25

C22

HEATED
DISPLAY

COFFEE

C1

C25.1

MICROWAVE
BELOW

OPEN FOR
CONDIMENTS
FRUIT AND 
SILVERWARE
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FOODSERVICE
EQUIPMENT PLAN -
LEVEL 4

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower
PHASE III-HOSPITAL &
BBRP - 100% DD

PHASE III - HOSPITAL & BBRP - 100% DD

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR Architecture

10168896

07/20/20

1670 Broadway
Suite 3400
Denver, CO 80202

MARK DATE DESCRIPTION

SCALE:  1/4" = 1'-0"
1

PHYSICIANS DINING/PANTRY EQUIPMENT PLAN LEVEL 4

Foodservice Equipment Schedule - (C)
Item Number Qty Description Remarks Manufacturer Model

C1 3 Dry Storage Shelving 5 Tier, Stationary Metro MetroMax Q

C2 3 Heated Holding Cabinet Cres Cor H-137-UA-12D

C3 1 Hand Sink Advance Tabco 7-PS-61

C4 1 Soap And Towel Dispenser By Owner By Owner NIKEC

C5 1 Trash Receptacle, Short By Owner By Owner NIKEC

C6 1 Work Table With Sink 36" Tall, Fabricated Fabricated Stainless Steel

C7 1 Wall Shelf, Single Fabricated Fabricated Stainless Steel

C8 1 Coffee Brewer By Purveyor By Purveyor NIKEC

C8.1 1 Water Filtration System By Purveyor By Purveyor NIKEC

C9 1 Ice Machine Air Cooled Hoshizaki KM-520MAJ

C9.1 1 Ice Bin Hoshizaki B-500SF

C9.2 1 Water Filtration System Hoshizaki H9320-51

C10 1 Spare Number

C11 1 Floor Trough and Grate 4" Depression, Installed By G.C. IMC Teddy FT-1230-SGAS

C12 1 Refrigerator, Roll-In True STA2RRI89-2S

C13 2 Pan Rack Cart Cres Cor 207-UA-13A

C14 1 Three Compartment Sink Advanced Tabco FS-3-2024-24RL

C15 1 Spare Number

C16 1 Wall Shelf, Tubular Fabricated Fabricated Stainless Steel

C17 1 Wall Shelf, Tubular Fabricated Fabricated Stainless Steel

C18 1 Trash Receptacle By Owner By Owner NIKEC

C19 1 Mop Sink Cabinet Advance Tabco 9-OPC-84

C20 1 Spare Number

C21 1 Refrigerator, Pass-Thru Glass Doors on Physicians Dining Side True STA2RPT-2S-2G-HC

C22 1 Heated Merchandiser By Owner By Owner NIKEC

C23 1 Pop-Up Toaster By Owner By Owner NIKEC

C24 1 Microwave By Owner By Owner NIKEC

C25 1 Coffee Brewer By Owner By Owner NIKEC

C25.1 1 Water Filtration System By Owner By Owner NIKEC
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FOODSERVICE UTILITY
SCHEDULE

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower
PHASE III-HOSPITAL &
BBRP - 100% DD

PHASE III - HOSPITAL & BBRP - 100% DD

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR Architecture

10168896

07/20/20

1670 Broadway
Suite 3400
Denver, CO 80202

MARK DATE DESCRIPTION

Foodservice Utility Schedule - (C1-C25)

Item
Number QTY Description Remarks

Electrical Plumbing Ventilation

Item
Number

Emer.
Power
Req'd Volts PH Amps KW HZ

Elec.
Conn.
Type

Elec.
Rough-In

AFF Electrical Remarks

Cold
Water
Conn.
Size

Cold
Water

Rough-In
AFF

Hot
Water
Conn.
Size

Hot
Water
Flow
GPH

Hot
Water

Rough-In
AFF

Direct
Drain
Conn.
Size

Direct
Drain

Rough-In
AFF

Indirect
Drain
Conn.
Size

Gas
Conn.
Size

Gas
MBH

Gas
Rough-In

AFF

Cooling
Water
Supply
Conn.
Size

Cooling
Water
Return
Conn.
Size

Cooling
Water

Rough-In
AFF Plumbing Remarks

Exhaust Collar Size

Exhaust
Volume

Exhaust
Static

Pressure

Supply Collar
Size

Supply
Volume

Supply
Static

Pressure Mechcanical RemarksWidth Depth DIA Width Depth

C1 3 Dry Storage Shelving 5 Tier, Stationary C1

C2 3 Heated Holding Cabinet 120 1 12 1.5 60 PLUG 24" Each C2

C3 1 Hand Sink 120 1 1 0.12 60 PLUG 24" 1/2" 18" 1/2" 5 18" 1 1/2" 15" C3

C4 1 Soap And Towel Dispenser By Owner C4

C5 1 Trash Receptacle, Short By Owner C5

C6 1 Work Table With Sink 36" Tall, Fabricated 120 1 16 1.92 60 PLUG 48" GFCI Convenience Receptacle - Rating Assumes 20.0
Amp Circuit, Each

1/2" 18" 1/2" 25 18" 1 1/2" IW To Floor Sink C6

C7 1 Wall Shelf, Single Fabricated C7

C8 1 Coffee Brewer By Purveyor 208 1 22 4.6 60 DIRECT 48" 120/208V Service Required, Electrical Note E-A.6 3/8" 48" Plumbing Note P-A.6 C8

C8.1 1 Water Filtration System By Purveyor 3/8" 66" PC To Inter-Connect Water Filter To Equipment,
Plumbing Note P-A.6

C8.1

C9 1 Ice Machine Air Cooled 115 1 10.6 1.22 60 DIRECT 66" 3/8" 66" 3/4" Two (2) IW To Floor Sink, One (1) At 3/4", One (1) At
3/8", Plumbing Contractor to Inter-Connect Water Filter
and Equipment in Wall

6600 BTUH Heat Removal C9

C9.1 1 Ice Bin 3/4" IW To Floor Sink C9.1

C9.2 1 Water Filtration System 1/2" 66" PC To Inter-Connect Water Filter To Equipment C9.2

C10 1 Spare Number C10

C11 1 Floor Trough and Grate 4" Depression,
Installed By G.C.

4" -4" Waste In Depression C11

C12 1 Refrigerator, Roll-In 115 1 11.8 1.36 60 PLUG 92" C12

C13 2 Pan Rack Cart C13

C14 1 Three Compartment Sink 3/4" 18" 3/4" 90 18" 1 1/2" IW To Floor Sink C14

C15 1 Spare Number C15

C16 1 Wall Shelf, Tubular Fabricated C16

C17 1 Wall Shelf, Tubular Fabricated C17

C18 1 Trash Receptacle By Owner C18

C19 1 Mop Sink Cabinet 1/2" 36" 1/2" 25 36" 2" 0" C19

C20 1 Spare Number C20

C21 1 Refrigerator, Pass-Thru Glass Doors on
Physicians Dining
Side

115 1 5.9 0.68 60 PLUG 84" C21

C22 1 Heated Merchandiser By Owner 120 1 10 1.16 60 PLUG 24" Coordinate Height With G.C. Provided Counter. Electrical
Note E-A.6

C22

C23 1 Pop-Up Toaster By Owner 120 1 18.3 2.2 60 PLUG 24" Coordinate Height With G.C. Provided Counter. Electrical
Note E-A.6

C23

C24 1 Microwave By Owner 120 1 13 1.5 60 PLUG 24" Coordinate Height With G.C. Provided Counter. Electrical
Note E-A.6

C24

C25 1 Coffee Brewer By Owner 120 1 15 1.8 60 PLUG 24" Coordinate Height With G.C. Provided Counter. Electrical
Note E-A.6

3/8" 24" PC To Inter-Connect Water Filter And Equipment.
Coordinate Height With G.C. Provided Counter.Plumbing
Note P-A.6

C25

C25.1 1 Water Filtration System By Owner 3/8" 24" PC To Inter-Connect Water Filter To Equipment, Mounted
In Cabinet Below. Coordinate Height With G.C. Provided
Counter.Plumbing Note P-A.6

C25.1



SIGNATURE

PRINT NAME

DATEREVISE & RESUBMIT

APPROVED AS NOTED

APPROVED

American Panel Ph. (352) 245-7055  Fax (352)
245-0726

5800 S.E. 78th St. Ocala, Florida
34472

AMERICAN PANEL
CORPORATION

SCALE:

DATE:

PROJECT:

CUSTOMER:

DRAWN
BY:

PROPOSAL#:

P.O.#:

SHEET
of

JOB#:

W/FLOOR

COOLER

W/FLOOR

FREEZER

F
U
L
L 
H
E
IG
H
T 
B
U
IL
D
IN
G

W
A
LL

.

(typ)

2" AIR
SPACE

LET065
43 lbs

A
D

T
1
0
4

4
9
 l
b
s

BOX HEIGHT:

CONSTRUCTION:

INSULATION:

INSTALLATION:

REFRIGERATION:
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"
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5/16"=1'-0" PD192034 1 6

VENT
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6/30/20

DATEREV.

A

DESCRIPTION REV. BY

MS

CHK'D BY

REVISED DIMENSIONS AND REFRIGERATION MS

7/7/20B COMOVE ROOF TOP UNITS/UPDATE SPECS &
UPDATE EVAP FOR FREEZER

WQ

7/16/20C MSNO CHANGES THIS SHEET MS

7/23/20D MSNO CHANGES THIS SHEET MS

1) Please verify that door swing and location are correct.

thickness must be specified to insure proper door height.

without the written consent of American Panel Corporation.

2) If this walk-in is to be installed in a depression, or quarry tile is to be applied to the interior, depression depths or tile

3) All site preparation, floor or slab construction, plumbing, electrical connections (including control wiring) by others.

4)   Electrical: 115-60-1 required above latch side of each door, through ceiling, to operate frame heater and light.

5) Special note to General Contractor and his Sub Contractor for quarry tile or concrete wearing floors: the sheet metal panel
facings may be susceptible to staining due to excessive moisture created by hydration of concrete type materials. Therefore,
it is absolutely necessary that each room be properly ventilated. Also note that special precautions must be taken when using

6) This drawing and information contained herein are the exclusive property of American Panel Corporation. It shall be returned

to American Panel Corporation upon demand and shall not be reproduced in whole or part, disclosed to anyone else, or used

muriatic acid due to effects hydrochloric acid fumes have on aluminum and stainless steel.

A

A

INSULATION R-VALUES

PANEL TYPE COOLER FREEZER

4" WALLS, ROOFS & DOORS R-29 R-32

5" WALLS, ROOFS & DOORS R-36 R-40

FLOORS R-25 R-28

(SHIPPED LOOSE)

*

*

NOTE: ADD WATTAGE FOR EACH ADDITIONAL LIGHT FIXTURE IN ACCESSORIES.

UNEXPOSED EXTERIOR - .032 STUCCO ALUMINUM

CORE SMOKE DEVELOPED 250

1.50 HP  MODEL NO. FFWP-015Z (R-448A)

2.50 HP  MODEL NO. FFWP-022Z (R-448A)

INDOOR

(SEE DETAILS)

2 - PCS. TRIM ANGLE

EXPOSED EXTERIOR - .032 STUCCO ALUMINUM
INTERIOR WALLS & CEILING - WHITE .040 STUCCO ALUMINUM

EXTERIOR FLOOR & CEILING - 26 GA STUCCO ACRYLUME

COOLER   CONDENSING UNIT: 1 - STD. PRE-ASSEMBLED REMOTE - HERMETIC - SCROLL

EVAPORATOR: 1 - MODEL NO. ADT104 W/E.C. MOTORS & Q.R.C.

U.L. LISTED, WATER COOLED, INDOORS

EVAPORATOR: 1 - MODEL NO. LET065 W/E.C. MOTORS & Q.R.C.

FREEZER   CONDENSING UNIT: 1 - STD. PRE-ASSEMBLED REMOTE - HERMETIC - SCROLL

FREEZER - STANDARD
COOLER - STANDARD

FOAMED IN PLACE
NSF LISTED, STANDARD NO. 7

COOLER - 9'-6" OVERALL (8'-6 1/4" INTERIOR)
FREEZER - 9'-6" OVERALL (8'-6 1/4" INTERIOR)

4" URETHANE, FINISHED PANEL
UL CLASSIFIED FLAME SPREAD 20

ELECTRICAL DATA

115v/1∅ - 350w

208-230v/60/3∅  8.0 UNIT AMPACITY
208-230v/60/1∅  1.0 AMP

208-230v/60/1∅  1.4/8.2 AMPS
208-230v/60/3∅  10.6 UNIT AMPACITY

COOLER

EVAPORATOR:

FREEZER

EVAPORATOR:

WALK-IN DOORS:

CONDENSING UNIT:

CONDENSING UNIT:

NOTE: THE LARGEST DOOR PANEL ON THIS JOB IS 57.5" x 106.25".

WILL NOT CONFLICT WITH ANY JOB SITE RESTRICTIONS.
CUSTOMER IS TO VERIFY THAT THIS PANEL SIZE

= POINT OF ELECTRICAL CONNECTIONS.

NOTE: CUSTOMER IS TO VERIFY ALL DIMENSIONS,
SECTIONS, DETAILS AND SPECIFICATIONS

3 - KASON #1809 LOW PROFILE HIGH IMPACT LED VAPOR PROOF

    W/8.5 WATT SYLVANIA LED BULB & GLOBE
KASON SCREW-IN VAPOR PROOF LIGHT FIXTURE

3 - KASON #1248 SPRING LOADED CAM RISE HINGES

PROVISION & QUARTER TURN INSIDE RELEASE (EXTERIOR DOORS ONLY)

(EACH DOOR)

DEADBOLT HANDLE W/KEYED CYLINDER LOCK, PADLOCK

FRAME HEATER WIRE
HYDRAULIC DOOR CLOSER

STRIP CURTAIN

KASON #1825 PRESSURE RELIEF VENT

IC+ WALK-IN DOOR CONTROLLER AND ALARM SYSTEM INCLUDING:
    INTEGRATED LIGHT SWITCH WITH AUTOMATIC LIGHT OFF AND 3-WAY & 4-WAY CAPABILITY
    TEMPERATURE MONITOR AND LOGGER WITH HIGH TEMP. AND LOW TEMP. VISUAL AND AUDIO ALARM
    F OR C TEMPERATURE SELECTION
    INTEGRATED DRY CONTACT FOR ALARM SIGNALING & POWER FAILURE (1A @ 24VAC, 1A @ 30VDC)
    DOOR AND WINDOW HEATER CONTROL (WHEN SO EQUIPPED)
    HACCP PREVIEW VIA ONBOARD LCD SCREEN
    HACCP DOWNLOAD VIA USB

    TEMPERATURE ALARM NOTIFICATION VIA EMAIL &/OR EMAIL TO SMS TEXT MESSAGES
    POWER FAILURE NOTIFICATION VIA EMAIL &/OR EMAIL TO SMS TEXT MESSAGES

    AUTOMATIC AND ON DEMAND TRANSMISSION OF HACCP DATA VIA EMAIL
    ADAPTIVE SETTINGS

        (FOR THIS FEATURE TO WORK THE LOCAL WIFI NETWORK MUST BE

        POWER PROTECTED AND WORKING AT THE TIME OF POWER FAILURE EVENT)

    DOOR SWITCH TO ENABLE DOOR AJAR ALARM, DOOR AJAR NOTIFICATION VIA EMAIL &/OR

        EMAIL TO SMS TEXT MESSAGES, AND AUTOMATIC LIGHTS ON WHEN DOOR OPENS

    WIFI CONNECTIVITY (INTERNET ENABLED WIFI NETWORK NEEDED)
    BATTERY BACKUP

    25' AIR TEMPERATURE PROBE

HEATED VISION WINDOW (14" x 14")
1/10" DIAMOND ALUMINUM TREAD PLATE KICKPLATES @ 36" HIGH I/S & O/S

POWER TO BE STUBBED OUT CEILING PANEL
DRY CONTACT LEADS TO BE STUBBED OUT CEILING PANEL IN A SEPARATE STUB OUT

SMOOTH POLISHED DOOR HARDWARE

    LIGHT FIXTURE(S) @ 29w EACH
CLOSURE PANEL TO AN EXISTING CEILING (PER PLAN)

INTERIOR FLOOR - 14 GA GALVANIZED STEEL
                (NOT NSF APPROVED IF EXPOSED)

CONDENSING UNIT DIMENSIONS: 24"L X 16 3/8"W X 16 5/8"H - WEIGHT 106 LBS

EVAPORATOR DIMENSIONS: 45 1/2"L 17"W X 16"H - WEIGHT 45 LBS

CONDENSING UNIT DIMENSIONS: 24"L X 16 3/8"W X 16 5/8"H - WEIGHT 107 LBS

EVAPORATOR DIMENSIONS: 45 1/2"L X 17"W X 16"H - WEIGHT 53 LBS

NOTE: THE LARGEST WALK-IN PANEL ON THIS JOB IS 46" x 126".

4 - BELL BOX(ES) & COVER PLATE(S)

INLET 3/8" FPT OUTLET 5/8" O.D.

INLET 3/8" FPT OUTLET 5/8"

VERIFY ALL DIMENSIONS

OO

O

O

F

F

VERIFY HEIGHT

FREEZER DOOR

DOOR FRAME KWHr/DAY 3.504

COOLER DOOR

DOOR FRAME KWHr/DAY 1.584
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DATE
5) Special note to General Contractor and his Sub Contractor for
quarrytile or concrete wearing floors: the sheet metal panel facings may

besusceptible to staining due to excessive moisture created by
hydrationof concrete type materials. Therefore, it is absolutely necessary
that
must be taken when using muriatic acid due to effects
hydrochloric
each room be properly ventilated. Also note that special precautions
acid fumes have on aluminum and stainless
steel.

6) This drawing and information contained herein are the
exclusive

property of American Panel Corporation. It shall be returned toAmerican Panel Corporation upon demand and shall not be
reproducedin whole or part, disclosed to anyone else, or used without the
writtenconsent of American Panel
Corporation.

1) Please verify that door swing and location are
correct.

2) If this walk-in is to be installed in a depression, or quarry tile is to
be applied to the interior, depression depths or tile thickness must

bespecified to insure proper door
height.

3) All site preparation, floor or slab construction, plumbing,
electrical

4)   Electrical: 115-60-1 required above latch side of each door,
through ceiling, to operate frame heater and

light.

connections (including control wiring) by
others.

American Panel Ph. (352) 245-7055  Fax (352)
245-0726

5800 S.E. 78th St. Ocala, Florida
34472

AMERICAN PANEL
CORPORATION

SCALE:

DATE:

PROJECT:
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DRAWN
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PROPOSAL#:

P.O.#:

SHEET
of

JOB#:

SECTION F - F

To prevent metal corrosion, doors must be kept open and air circulating during
application and curing of all flooring materials including concrete, grout, epoxy, etc.

SECTION O - O

DOOR ELECTRICAL CONNECTION

CLOSURE PANEL

DETAIL #3

TRIM ANGLE

COMPARTMENT W/FLOOR

SECTION AT EVAPORATOR

FRONT ELEVATION

FFWP-015Z
107 LBS

24"

FFWP-022Z

106 LBS

24"

4"

8"

4"

8"

7'-1"
A.F.F.

16
5_
8
"

VERIFY HGT.
A.F.F.

8'-10
1_
4

"
OVERALL
BOX
HEIGHT
A.F.F.

1'-4"

7'-2
1_
4

"

CLEARANCE

BELOW

EVAPORATOR

A.F.F.

6'-10"

REQUIRED FOR

DOOR CLEARANCE

RICCA DESIGN STUDIOS

UNIVERSITY OF NEW MEXICO HOSPITAL - ALBUQUERQUE, NM

6/22/20 MS/DMM

5/16"=1'-0" PD192034 2 6

6/30/20

REV.

A

DESCRIPTION REV. BY

MS

CHK'D BY

REVISED ELEVATION MS

7/7/20B COREVISED FRONT ELEVATION W/CONDENSORS WQ

7/16/20C MSNO CHANGES THIS SHEET WQ

7/23/20D MSNO CHANGES THIS SHEET WQ

DOOR JAMB

ENT CONDUIT

DOOR PLUG

LIGHT FIXTURE

ONE REQUIRED AT EVERY

DO NOT PENETRATE CEILING.
SERVICE THROUGH WALL

OUTDOORS, BRING ELECTRIC

ENTRANCE OF CONDUIT

SEALING UNIT (BY E.C.)

INTERNALLY WIRED

HEATED PRESSURE
RELIEF VENT

ROOF PANEL

NOTE: WHEN CABINET IS

INTO CABINET.
(AS REQUIRED)

SEALING AROUND THE EXTERIOR
OF THE ELECTRICAL CONDUIT AND INSIDE

AT EVERY STUB OUT:

OF THE CONDUIT AROUND THE WIRES
MUST BE COMPLETED.

American Panel

EXISTING FLOOR

FLOOR PANEL FLOOR PANEL

SWEEP

DOOR

EXTERIOR WALL INTERIOR WALL

1/4" LEVELING SAND
(BY OTHERS)

2" MANDATORY
BACKFILL

REQUIRED
(BY OTHERS)

2" MANDATORY
BACKFILL

REQUIRED
(BY OTHERS)

INITIAL HERE ____ TO
VERIFY CONCRETE
THICKNESS & PIT DEPTH

THRESHOLD

REINFORCED CONCRETE
WEARING FLOOR
(BY OTHERS)

EXISTING FLOOR

WALL PANEL

REINFORCED CONCRETE
WEARING FLOOR
(BY OTHERS)

1/4" LEVELING SAND
(BY OTHERS)

WALL PANEL

BOTTOM CHANNEL

TOP CHANNEL

AIR SPACE ABOVE

ROOF PANEL

ANCHOR TO

CLOSURE PANEL

CEILING
ANCHOR TO

BUILDING STRUCTURE

ROOF PANEL

WALK-IN

REQUIRES A 12"

MINIMUM TO INSTALL

IF NOT VERIFIED CLOSURE
PANEL WILL
BE BACK ORDERED, WHICH
WILL INCUR ADDITIONAL
FREIGHT CHARGES

METAL STRIP

BUILDING WALL

WALL PANEL
EXTERIOR

IF NOT VERIFIED TRIM
ANGLE WILL BE BACK
ORDERED, WHICH WILL
INCUR ADDITIONAL FREIGHT
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1. THESE DRAWINGS ARE FOR GENERAL INFORMATION ONLY. REQUIREMENTS OF INDIVIDUAL VENDORS MAY VARY

2. THESE DRAWINGS ARE TO BE DISTRIBUTED TO APPROPRIATE CONSULTING AND ENGINEERING FIRMS, INCLUDING ARCHITECT, STRUCTURAL,
ELECTRICAL AND MECHANICAL ENGINEERS

3. FIELD VERIFY ALL EXISTING DIMENSIONS

4. ROUGH OPENING DIMENSIONS FOR ELEVATOR ENTRANCES APPLY ONLY IN CASE OF MASONRY OR CONCRETE CONSTRUCTION

5. VERTICAL STRUCTURE SUPPORT FOR RAIL BRACKETING IS PROVIDED BY HOISTWAY WALLS IN THE CASE OF REINFORCED CONCRETE HOISTWAY CONSTRUCTION

R2 M
AIN

R1 MAIN

R2 M
AIN

R3 MAIN

Normal Forces
Car R1 - Force Applied to the Face of the Main Rail
Car R2 - Force Applied to the Side of the Main Rail. Loading and/or Running
Car R3 - Force Transmitted to the Pit Structure at Car Safety Application1

Cwt R3 - Force Transmitted to the Pit Structure at Cwt Safety Application1

Rail Reaction Occurring On

IBC (CBC FOR CA.) (780 CMR FOR MASS.) SEISMIC FORCES
CAR R1 - FORCE APPLIED TO FACE OF MAIN RAIL3

CAR R2 - FORCE APPLIED TO SIDE OF MAIN RAIL - LOADING OR RUNNING3

CWT R1 - FORCE APPLIED TO FACE OF CWT RAIL3

CWT R2 - FORCE APPLIED TO SIDE OF CWT RAIL3

ASME A 17.1

BUILDING SUPPORTS TO RESIST HORIZONTAL FORCES WITH A TOTAL DEFLECTIONS AT 
SUPPORT POINT NOT IN EXCESS OF 1/8" (3 MM) UNDER NORMAL CONDITIONS.

• 1 = THESE REACTIONS DO NOT OCCUR SIMULTANEOUSLY WITH PIT BUFFER REACTIONS.

• 2 = BUILDING SUPPORTS FOR GUIDE RAIL ATTACHMENT SHALL RESISTS HORIZONTAL 
FORCES WITH A TOTAL DEFLECTION NOT IN EXCESS OF 6.4 MM BASED UPON 0.5G (USE 
0.25G FOR UBC ZONE 2) ACCELERATION DURING SEISMIC CONDITIONS.

FOR SOME MACHINE ROOM-LESS (MRL) MODELS, PROVIDE ADDITIONAL LATERAL SUPPORTS 
ABOVE THE TOP TERMINAL FOR LARGE GUIDE RAIL FORCES DUE TO HOIST MACHINE, 
DEFLECTOR SHEAVE, AND DEAD END HITCH LOADS (NORMAL FORCES R1 AND R2 CAN BE 
OVER 13.3KN (3.0K) FOR SOME APPLICATIONS). COORDINATE LOADING AND SUPPORT 
LOCATIONS WITH ELEVATOR CONTRACTOR.

• 3 = BUILDING SUPPORTS FOR GUIDE RAIL ATTACHMENT SHALL RESIST HORIZONTAL 
FORCES DURING SEISMIC CONDITIONS.

IBC

NOTES:

1. ELECTRIC POWER AND CURRENT ARE BASED ON THREE (3) PHASE A.C. POWER SUPPLY.

2. MAIN POWER TO BE PROVIDED AT EACH CONTROLLER THROUGH DISCONNECTING MEANS MEETING NEC REQUIREMENTS.

3. MAIN POWER SUPPLY FEEDERS TO LIMIT VOLTAGE DROP TO LESS THAN 5%. MAX SCCR FOR ALL DISCONNECT FEEDER DESIGNS BASED ON 
5KA RATING (NEC SECTION 409.022 AND UL506A SUPPLEMENT SB.

4. USE COPPER CONDUCTORS ONLY.

5. FEEDER DEMAND FACTORS (NEC SECTION 430.026 AND 620.014)= (2) CARS= 95% (3) CARS= 90% (4) CARS= 85% (5) CARS= 82% (6) CARS= 79% (7) 
CARS= 77% (8) CARS= 75% (9) CARS= 73% (10) CARS= 72%

6. MACHINE/CONTROL ROOM OR MACHINE/CONTROL SPACE TEMPERATURE TO BE MIN. 13° C (55° F.), MAX. 32° C (90° F). TO BE MEASURED 1838 
MM (6'-0") ABOVE FINISH FLOOR AT APPROXIMATELY CENTER OF ROOM.

7. RELATIVE HUMIDITY MAX. 80% NON-CONDENSING.

8. THE SELECTION OF MAIN POWER SUPPLY DISCONNECTING MEANS OVERCURRENT PROTECTION TO BE SIZED IN ACCORDANCE WITH THE 
NATIONAL ELECTRIC CODE, SECTIONS 620.051 AND 430.052.

9. PROVIDE LOCAL TELEPHONE SERVICE LINE TO EACH CAR CONTROLLER (IF APPLICABLE).

10. PROVIDE GFCI CONVENIENCE OUTLETS PIT, MACHINE ROOM AND MACHINERY SPACES. IN PIT, PROVIDE ONE NON-GFCI OUTLET FOR SUMP 
PUMP AND/OR OIL RETURN PUMP.

11. PROVIDE HOIST MACHINE WITH VOLTAGE TO MATCH SUPPLY VOLTAGE INDICATED, U.N.O.

Elevator Power Feeder Requirements (Imperial)

Main Power Supply: 480-3-60

Elevator
Number Capacity (#) Speed (FPM)

Traction Motor
(HP)

Full Load Amps Heat Realease

Running Amps
(AMP)

Accelerating
Amps (AMP)

Machine
Space Per Car

(BTU/H)

Controller
Space Per Car

(BTU/H)

C1 5000#-AIA 200 40 45 90 5000 12400

C2 5000#-AIA 200 40 45 90 5000 12400

C3 5000#-AIA 200 40 45 90 5000 12400

D1 5000#-AIA 200 40 45 90 5000 12400

D2 5000#-AIA 200 40 45 90 5000 12400

P1 4000 350 41 42 90 4500 13000

P2 4000 350 41 42 90 4500 13000

P3 4000 350 41 42 90 4500 13000

P4 4000 350 41 42 90 4500 13000

R1 5000#-AIA 200 25 28 57 3520 6600

R2 5000#-AIA 200 25 28 57 3520 6600

S1 7000 350 90 151 260 32600 COMBINED

S2 7000 350 90 151 260 32600 COMBINED

S3 7000 350 90 151 260 32600 COMBINED

S4 7000 350 90 151 260 32600 COMBINED

S5 7000 350 90 151 260 32600 COMBINED

S6 7000 350 90 151 260 32600 COMBINED

T1 10000 350 130 230 350 45500 COMBINED

T2 10000 350 130 230 350 45500 COMBINED

W1 4000 200 30 36 90 4500 11200

W2 4000 200 30 36 90 4500 11200

Project Summary

Elevator Number Capacity (#) Speed (FPM) Elevator Type
C1 5000#-AIA 200 MRL

C2 5000#-AIA 200 MRL

C3 5000#-AIA 200 MRL

D1 5000#-AIA 200 MRL

D2 5000#-AIA 200 MRL

P1 4000 350 MRL

P2 4000 350 MRL

P3 4000 350 MRL

P4 4000 350 MRL

R1 5000#-AIA 200 MRL

R2 5000#-AIA 200 MRL

S1 7000 350 Gearless Overhead Traction

S2 7000 350 Gearless Overhead Traction

S3 7000 350 Gearless Overhead Traction

S4 7000 350 Gearless Overhead Traction

S5 7000 350 Gearless Overhead Traction

S6 7000 350 Gearless Overhead Traction

T1 10000 350 Gearless Offset Traction

T2 10000 350 Gearless Offset Traction

W1 4000 200 MRL

W2 4000 200 MRL
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Elevator
Number

Normal Forces (KIPS)

Car R1 Car R2 Car R3 CWT R3
C1 1.5 1.6 35.6 32.3

C2 1.5 1.6 35.6 32.3

C3 1.5 1.6 35.6 32.3

D1 1.5 1.6 35.6 32.3

D2 1.5 1.6 35.6 32.3

P1 1.4 0.9 31.2 N/A

P2 1.4 0.9 31.2 N/A

P3 1.4 0.9 31.2 N/A

P4 1.4 0.9 31.2 N/A

R1 1.4 0.9 31.2 27.9

R2 1.4 0.9 31.2 27.9

S1 2.1 2.0 46.7 N/A

S2 2.1 2.0 46.7 N/A

S3 2.1 2.0 46.7 N/A

S4 2.1 2.0 46.7 N/A

S5 2.1 2.0 46.7 N/A

S6 2.1 2.0 46.7 N/A

T1 3.5 3.0 69.2 N/A

T2 3.5 3.0 69.2 N/A

W1 1.4 0.9 31.2 N/A

W2 1.4 0.9 31.2 N/A

6
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5
ELECTRICAL REQUIRMENTS
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Additional Power and Disconnect Requirements

Supply Terminal Supply Voltage Circuit Capacity
CAR LIGHT AND FAN WITH LOCKABLE

DISCONNECT
EACH CONTROLLER 120-1-60 15 AMP PER CAR

INTERCOM SYSTEM (IF APPLICABLE) AT AMPLIFIER 120-1-60 15  AMP MIN

V. - VOLT

W. - WIDE

W/ - WITH

WP - WORKPOINT

OPNG - OPENING

OPP. - OPPOSITE

O.A. - OVERALL

OVHD - OVERHEAD

PL - PLATE

PLTFM - PLATFORM

# - POUNDS

PSI - POUNDS PER
SQUARE INCH

PRELIM. - PRELIMINARY

RAD. - RADIUS

R/O - REAR OPENING

REQ. - REQUIRED

REV. - REVISION

RM - ROOM

R.O. - ROUGH OPENING

SEC. - SECONDARY

SECT. - SECTION

SHT - SHEET

SCCR - SHORT CIRCUIT
CURRENT RATING

SCR - SILICON CONTROL
RECTIFIER

SIM. - SIMILAR

SPEC. - SPECIFICATION

SF - SQUARE FEET

SM - SQUARE METERS

STD - STANDARD

SBC - STANDARD
BUILDING CODE

STL - STEEL

STRUCT. - STRUCTURAL

SW. - SWITCH

TBD - TO BE DETERMINED

T.O. - TOP OF

(TYP.) - TYPICAL

UBC - UNIFORM BUILDING
CODE

UNO - UNLESS NOTED
OTHERWISE

V.I.F. - VERIFY IN FIELD

VERT. - VERITICAL

HR - HOUR

HYDR. - HYDRAULIC

IN. (") - INCH (INCHES)

IGBT - INSULATED GATE
BIPOLAR
TRANSDUCER

IBC - INTERNATIONAL
BUILDING CODE

J/S - JOULES PER
SECOND

KCAL - KILOCALORIE

KG - KILOGRAMS

KN - KILONEWTONS

KVA - KILOVOLT-AMPERE

KW - KILOWATTS

K - KIPS

LT - LIGHT

MACH. - MACHINE

MRL - MACHINE ROOM
LESS

MAX. -
-

MAXIMUM

M - METER

MPS - METERS PER
SECOND

MEZZ. - MEZZANINE

MM - MILLIMETERS

MIN. - MINIMUM

MISC. - MISCELLANEOUS

MG - MOTOR-GENERAL

MTD. - MOUNTED

NEC - NATIONAL
ELECTRICAL CODE

NFPA - NATIONAL FIRE
PROTECTION
ASSOCIATION

(N) - NEW

NOM. - NOMINAL

N/A - NOT APPLICABLE

NTS - NOT TO SCALE

NO. - NUMBER

O.C. - ON CENTER

ø - DIAMETER

DIM. - DIMENSION

DC - DIRECT CURRENT

DISC. - DISCONNECT

DBG - DISTANCE BEWEEN
GUIDE RAILS

DN - DOWN

DWG - DRAWING

EA. - EACH

ELEC. - ELECTRICAL

EL. - ELEVATION

ELEV. - ELEVATOR

ETS - EMERGENCY
TERMINAL
SLOWDOWN

EQ - EQUAL

EQUIP. - EQUIPMENT

ESCL. - ESCALATOR

(E) - EXISTING

°F - FAHRENHEIT

FPM - FEET PER MINUTE

F.V. - FIELD VERIFY

F.F. - FINISH FLOOR

FLR - FLOOR

FLOUR. - FLOURESCENT

FT (') - FOOT (FEET)

F/O - FRONT OPENING

FUT. - FUTURE

GA. - GAUGE

GOV. - GOVERNOR

G - GRAVITY

GFCI - GROUND FAULT
CIRCUIT
INTERRUPTER

GYP. BD. - GYPSUM BOARD

HT - HEIGHT

HZ - HERTZ

H. - HIGH

HSTWY - HOISTWAY

HORIZ. - HORIZONTAL

HP - HORSEPOWER

AFF - ABOVE FINISH
FLOOR

A.P. - ACCESS PANEL

A/C - AIR CONDITIOING

ALT. - ALTERNATE

AC - ALTERNATING
CURRENT

ASME - AMERICAN SOCIETY
OF MECHANICAL
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IBC Seismic Forces (KIPS)
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OVERHEAD NOTES

1. MECHANICALLY OR NATURALLY CONDITION TOP OF HOISTWAY AS 
NECESSARY TO MAINTAIN A TEMPERATURE RANGE OF 41°-104°F 
(5°-40°C) WITH A MAXIMUM RELATIVE NON-CONDENSING HUMIDITY 
OF 85% 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT TOP OF HOISTWAY.

3. PROVIDE LIGHTS, LIGHT SWITCHES AND GFCI- PROTECTED UTILITY 
OUTLETS.  COORDINATE LOCATIONS WITH ELEVATOR CONTRACTOR. 

4. PROVIDE STRUCTURAL SUPPORT TO SUSTAIN REACTIONS 
INDICATED.

5. PROVIDE 2 LIFELINE ATTACHMENTS AT THE TOP FRONT OF EACH 
HOISTWAY. EACH ATTACHMENT SHALL BE CAPABLE OF 
WITHSTANDING 5000# LOAD PER OSHA. COORDINATE LOCATION OF 
ATTACHMENTS WITH ELEVATOR CONTRACTOR.

6. PROVIDE HOIST BEAM SUPPORT. MAKE HOIST BEAM(S) REMOVABLE 
IF NECESSARY TO MEET MIN CLEAR OVERHEAD DIMENSION. 
COORDINATE HOIST BEAM LOCATION(S) AND LOAD REQUIREMENTS 
WITH ELEVATOR CONTRACTOR.

7. OVERHEAD DIMENSIONS ARE CLEAR FROM F.F. AT TOP LANDING TO 
STRUCTURE OR ANY OBSTRUCTION ABOVE CAR AND/OR 
COUNTERWEIGHT MACHINE BEAM SUPPORT. THIS SUPPORT IS 
REQUIRED FOR ABOVE CAR MACHINE LOCATION. VERIFY MACHINE 
LOCATION WITH ELEVATOR CONTRACTOR.

8. OVERHEAD REACTIONS VARY PER VENDOR BASED ON CWT 
LOCATION AND METHOD OF SUPPORT FOR HOIST MACHINE AND 
DEAD END HITCHES. COORDINATE FINAL REACTIONS WITH 
ELEVATOR SHOP DRAWINGS.

HOISTWAY NOTES

1. PROVIDE ACCESS PANEL AT TOP TERMINAL WHEN CONTROL ROOM 
IS REMOTE. COORDINATE SIZE AND LOCATION WITH ELEVATOR 
CONTRACTOR. 

2. FOR ABOVE CAR MACHINE LOCATION, ERECT ENTRANCE SIDE 
HOISTWAY WALL AT ELEVATOR EQUIPMENT STORAGE LEVEL AFTER 
ELEVATOR EQUIPMENT HAS BEEN INSTALLED IN HOISTWAY.

3. MINIMUM TOTAL SMOKE VENTING REQUIRED TO OUTSIDE AIR: 3.0 SF 
OR 3.5% OF HOISTWAY AREA (WHICHEVER IS GREATER) PER 
ELEVATOR.

4. FOR CERTAIN MRL VENDORS, PROVIDE ADDITIONAL LATERAL 
SUPPORTS ABOVE THE TOP TERMINAL FOR THE LARGE GUIDE RAIL 
FORCES DUE TO HOIST MACHINE, DEFLECTOR SHEAVE, AND DEAD 
END HITCH LOADS.  COORDINATE LOADING REQUIREMENTS AND 
LOCATIONS WITH ELEVATOR CONTRACTOR.

5. VERTICAL OR ADDITIONAL HORIZONTAL STRUCTURAL SUPPORT FOR 
RAIL BRACKETING AS REQUIRED FOR CAR AND COUNTERWEIGHT 
BOTH SIDES OF HOISTWAY TO MEET BRACKET SPACING CRITERIA 
INDICATED IN RAIL SUPPORT TABLE.

6. PROVIDE FULL-HEIGHT CONCRETE OR REINFORCED CMU HOISTWAY 
WALLS FOR GUIDE RAIL BRACKETING.

7. ROUGH OPENINGS VARY BY MANUFACTURER, VERIFY ROUGH 
OPENING BEFORE CONSTRUCTION.

8. 1070 MM (42") HIGH CAR TOP RAILING PER CODE BY ELEVATOR 
CONTRACTOR.

9. ABOVE CAR MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

10. SIDE CWT MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

11. PROVIDE STRUCTURAL SUPPORT, FOR CAR AND CWT GUIDE RAIL 
FASTENING AT MAX. VERTICAL SPACING THROUGH TOP OF 
HOISTWAY AS SPECIFIED IN RAIL SUPPORT TABLE. IF THIS SPACING 
CANNOT BE MAINTAINED, PROVIDE INTERMEDIATE SUPPORT BEAMS 
OR CONTINUOUS VERTICAL STRUCTURE BETWEEN FLOOR BEAMS.

12. ELEVATOR CONTRACTOR TO PROVIDE CONTINUOUS FASCIA AS 
REQUIRED

CONTROL ROOM NOTES

1. PROVIDE SELF-CLOSING, SELF-LOCKING CONTROL ROOM ACCESS 
DOOR. 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT CONTROL ROOM FLOOR. 

3. PROVIDE 3-PHASE MAINLINE POWER FEEDER WITH DISCONNECTING 
MEANS FOR EACH ELEVATOR CONTROLLER.

4. PROVIDE 1-PHASE FEEDER WITH DISCONNECTING MEANS FOR CAR 
LIGHTING, VENTILATION SYSTEM AND RECEPTACLE FOR EACH 
ELEVATOR. THESE DISCONNECTING MEANS SHALL INCLUDE 
OVERCURRENT PROTECTION, SHALL BE LOCATED IN THE MACHINE 
ROOM, AND SHALL MEET N.E.C. REQUIREMENTS.

5. FOR MOST VENDORS, CONTROLLER MUST BE WITHIN 100' WIRE RUN 
LENGTH FROM THE CORRESPONDING MACHINE AT THE TOP OF THE 
HOISTWAY.

PIT NOTES

1. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 100 LUX (10 FC) 
ILLUMINATION AT PIT FLOOR.

2. PROVIDE PIT ACCESS LADDER(S) OR DOOR(S), LIGHT SWITCH(ES), 
LIGHT(S), AND GFCI-PROTECTED UTILITY OUTLET(S).

3. COORDINATE LIGHT FIXTURES AND UTILITY OUTLETS LOCATION 
WITH ELEVATOR CONTRACTOR.

4. PROVIDE ADEQUATE STRUCTURAL SUPPORT REQUIRED FOR 
BUFFER AND R3 RAIL FORCE REACTIONS.

5. ELEVATOR CONTRACTOR PROVIDE PERMANENT MEANS TO ACCESS 
UNDERSIDE OF CAR AS REQUIRED.

6. PROVIDE INDIRECT PIT DRAIN OR 24"x24"x24"" SUMP PUMP, WITH 
GRATING COVER, LEVEL WITH PIT FLOOR.

7. ELEVATOR CONTRACTOR IS TO PROVIDE A COUNTERWEIGHT 
GUARD PER CODE. 

8. REACTIONS DO NOT OCCUR SIMULTANEOUSLY

9. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

Pit and overhead indicate reactions for Machine room-less equipment of
various Elevator vendors. Where reactions of different vendors overlap, the
higher reaction Is indicated, reactions for one vendor do not occur with
reactions of other vendors. Overhead plans are not shown for vendors with no
reactions in the overhead.

Designed for These Manufacture's

Kone

Schindler

Thyssenkrupp

Otis

QV002 SCALE:  1/4" = 1'-0"

1 HOISTWAY SECTION ELEVATOR C1

ALL VERTICAL DIMENSIONS THAT ARE DIMENSIONED
FROM A BUILDING FLOOR ELEVATION ARE

DIMENSIONED TO THE FINISH FLOOR ELEVATION.

ELEVATORS - C1-C2

Level
Rear

Opening
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L03 FFE 175' 3" R 0' - 0"

LEVEL L02 FFE 159' 3" F 16' - 0"

Total Travel 16' - 0"

Pit Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
A 54.3 CAR BUFFER

B 48.5 CWT BUFFER

C 35.6 CAR SAFETY (SEE CAR R3 RAIL FORCES)

D 32.3 CWT SAFETY (SEE CWT R3 RAIL FORCES)

Overhead Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
H 19.2 LOAD ON COUNTERWEIGHT SIDE OF

HOISTWAY

I 12.4 LOAD ON NON-COUNTERWEIGHT SIDE OF
HOISTWAY

Rail Bracket Spacing C1-C3

Car Bracket Spacing CWT Bracket Spacing
10'-6" 10'-6"

Alternative Pit Reaction Locations w/ Rail Supported Machines

These Reactions can Occur Simultaneously. Otherwise,
Reactions Do Not Occur Simultaneously.

Key
Reaction

(KIP) Description
E 34.5 DRIVE MACHINE LOAD ON CAR RAIL

COMBINED WITH CWT DEH LOAD ON CWT
RAIL

F 25.4 DYNAMIC LOAD ON CAR RAIL

G 10.6 DYNAMIC LOAD ON CWT RAIL
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OVERHEAD NOTES

1. MECHANICALLY OR NATURALLY CONDITION TOP OF HOISTWAY AS 
NECESSARY TO MAINTAIN A TEMPERATURE RANGE OF 41°-104°F 
(5°-40°C) WITH A MAXIMUM RELATIVE NON-CONDENSING HUMIDITY 
OF 85% 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT TOP OF HOISTWAY.

3. PROVIDE LIGHTS, LIGHT SWITCHES AND GFCI- PROTECTED UTILITY 
OUTLETS.  COORDINATE LOCATIONS WITH ELEVATOR CONTRACTOR. 

4. PROVIDE STRUCTURAL SUPPORT TO SUSTAIN REACTIONS 
INDICATED.

5. PROVIDE 2 LIFELINE ATTACHMENTS AT THE TOP FRONT OF EACH 
HOISTWAY. EACH ATTACHMENT SHALL BE CAPABLE OF 
WITHSTANDING 5000# LOAD PER OSHA. COORDINATE LOCATION OF 
ATTACHMENTS WITH ELEVATOR CONTRACTOR.

6. PROVIDE HOIST BEAM SUPPORT. MAKE HOIST BEAM(S) REMOVABLE 
IF NECESSARY TO MEET MIN CLEAR OVERHEAD DIMENSION. 
COORDINATE HOIST BEAM LOCATION(S) AND LOAD REQUIREMENTS 
WITH ELEVATOR CONTRACTOR.

7. OVERHEAD DIMENSIONS ARE CLEAR FROM F.F. AT TOP LANDING TO 
STRUCTURE OR ANY OBSTRUCTION ABOVE CAR AND/OR 
COUNTERWEIGHT MACHINE BEAM SUPPORT. THIS SUPPORT IS 
REQUIRED FOR ABOVE CAR MACHINE LOCATION. VERIFY MACHINE 
LOCATION WITH ELEVATOR CONTRACTOR.

8. OVERHEAD REACTIONS VARY PER VENDOR BASED ON CWT 
LOCATION AND METHOD OF SUPPORT FOR HOIST MACHINE AND 
DEAD END HITCHES. COORDINATE FINAL REACTIONS WITH 
ELEVATOR SHOP DRAWINGS.

HOISTWAY NOTES

1. PROVIDE ACCESS PANEL AT TOP TERMINAL WHEN CONTROL ROOM 
IS REMOTE. COORDINATE SIZE AND LOCATION WITH ELEVATOR 
CONTRACTOR. 

2. FOR ABOVE CAR MACHINE LOCATION, ERECT ENTRANCE SIDE 
HOISTWAY WALL AT ELEVATOR EQUIPMENT STORAGE LEVEL AFTER 
ELEVATOR EQUIPMENT HAS BEEN INSTALLED IN HOISTWAY.

3. MINIMUM TOTAL SMOKE VENTING REQUIRED TO OUTSIDE AIR: 3.0 SF 
OR 3.5% OF HOISTWAY AREA (WHICHEVER IS GREATER) PER 
ELEVATOR.

4. FOR CERTAIN MRL VENDORS, PROVIDE ADDITIONAL LATERAL 
SUPPORTS ABOVE THE TOP TERMINAL FOR THE LARGE GUIDE RAIL 
FORCES DUE TO HOIST MACHINE, DEFLECTOR SHEAVE, AND DEAD 
END HITCH LOADS.  COORDINATE LOADING REQUIREMENTS AND 
LOCATIONS WITH ELEVATOR CONTRACTOR.

5. VERTICAL OR ADDITIONAL HORIZONTAL STRUCTURAL SUPPORT FOR 
RAIL BRACKETING AS REQUIRED FOR CAR AND COUNTERWEIGHT 
BOTH SIDES OF HOISTWAY TO MEET BRACKET SPACING CRITERIA 
INDICATED IN RAIL SUPPORT TABLE.

6. PROVIDE FULL-HEIGHT CONCRETE OR REINFORCED CMU HOISTWAY 
WALLS FOR GUIDE RAIL BRACKETING.

7. ROUGH OPENINGS VARY BY MANUFACTURER, VERIFY ROUGH 
OPENING BEFORE CONSTRUCTION.

8. 1070 MM (42") HIGH CAR TOP RAILING PER CODE BY ELEVATOR 
CONTRACTOR.

9. ABOVE CAR MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

10. SIDE CWT MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

11. PROVIDE STRUCTURAL SUPPORT, FOR CAR AND CWT GUIDE RAIL 
FASTENING AT MAX. VERTICAL SPACING THROUGH TOP OF 
HOISTWAY AS SPECIFIED IN RAIL SUPPORT TABLE. IF THIS SPACING 
CANNOT BE MAINTAINED, PROVIDE INTERMEDIATE SUPPORT BEAMS 
OR CONTINUOUS VERTICAL STRUCTURE BETWEEN FLOOR BEAMS.

12. ELEVATOR CONTRACTOR TO PROVIDE CONTINUOUS FASCIA AS 
REQUIRED

CONTROL ROOM NOTES

1. PROVIDE SELF-CLOSING, SELF-LOCKING CONTROL ROOM ACCESS 
DOOR. 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT CONTROL ROOM FLOOR. 

3. PROVIDE 3-PHASE MAINLINE POWER FEEDER WITH DISCONNECTING 
MEANS FOR EACH ELEVATOR CONTROLLER.

4. PROVIDE 1-PHASE FEEDER WITH DISCONNECTING MEANS FOR CAR 
LIGHTING, VENTILATION SYSTEM AND RECEPTACLE FOR EACH 
ELEVATOR. THESE DISCONNECTING MEANS SHALL INCLUDE 
OVERCURRENT PROTECTION, SHALL BE LOCATED IN THE MACHINE 
ROOM, AND SHALL MEET N.E.C. REQUIREMENTS.

5. FOR MOST VENDORS, CONTROLLER MUST BE WITHIN 100' WIRE RUN 
LENGTH FROM THE CORRESPONDING MACHINE AT THE TOP OF THE 
HOISTWAY.

PIT NOTES

1. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 100 LUX (10 FC) 
ILLUMINATION AT PIT FLOOR.

2. PROVIDE PIT ACCESS LADDER(S) OR DOOR(S), LIGHT SWITCH(ES), 
LIGHT(S), AND GFCI-PROTECTED UTILITY OUTLET(S).

3. COORDINATE LIGHT FIXTURES AND UTILITY OUTLETS LOCATION 
WITH ELEVATOR CONTRACTOR.

4. PROVIDE ADEQUATE STRUCTURAL SUPPORT REQUIRED FOR 
BUFFER AND R3 RAIL FORCE REACTIONS.

5. ELEVATOR CONTRACTOR PROVIDE PERMANENT MEANS TO ACCESS 
UNDERSIDE OF CAR AS REQUIRED.

6. PROVIDE INDIRECT PIT DRAIN OR 24"x24"x24"" SUMP PUMP, WITH 
GRATING COVER, LEVEL WITH PIT FLOOR.

7. ELEVATOR CONTRACTOR IS TO PROVIDE A COUNTERWEIGHT 
GUARD PER CODE. 

8. REACTIONS DO NOT OCCUR SIMULTANEOUSLY

9. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

Pit Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
A 54.3 CAR BUFFER

B 48.5 CWT BUFFER

C 35.6 CAR SAFETY (SEE CAR R3 RAIL FORCES)

D 32.3 CWT SAFETY (SEE CWT R3 RAIL FORCES)

Overhead Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
H 19.2 LOAD ON COUNTERWEIGHT SIDE OF

HOISTWAY

I 12.4 LOAD ON NON-COUNTERWEIGHT SIDE OF
HOISTWAY

Rail Bracket Spacing C1-C3

Car Bracket Spacing CWT Bracket Spacing
10'-6" 10'-6"

Alternative Pit Reaction Locations w/ Rail Supported Machines

These Reactions can Occur Simultaneously. Otherwise,
Reactions Do Not Occur Simultaneously.

Key
Reaction

(KIP) Description
E 34.5 DRIVE MACHINE LOAD ON CAR RAIL

COMBINED WITH CWT DEH LOAD ON CWT
RAIL

F 25.4 DYNAMIC LOAD ON CAR RAIL

G 10.6 DYNAMIC LOAD ON CWT RAILQV003 SCALE:  1/4" = 1'-0"

1 HOISTWAY SECTION ELEVATOR C2

QV003 SCALE:  1/4" = 1'-0"

2 OVERHEAD PLAN ELEVATOR C2

QV003 SCALE:  1/4" = 1'-0"

3 HOISTWAY PLAN ELEVATOR C2

QV003 SCALE:  1/4" = 1'-0"

4 PIT PLAN ELEVATOR C2

ALL VERTICAL DIMENSIONS THAT ARE DIMENSIONED
FROM A BUILDING FLOOR ELEVATION ARE

DIMENSIONED TO THE FINISH FLOOR ELEVATION.

ELEVATORS - C1-C2

Level
Rear

Opening
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L03 FFE 175' 3" R 0' - 0"

LEVEL L02 FFE 159' 3" F 16' - 0"

Total Travel 16' - 0"

QV003 SCALE:  1/4" = 1'-0"

5
MINIMUM REQUIRED
CONTROL ROOM FOR 1 CAR

Pit and overhead indicate reactions for Machine room-less equipment of
various Elevator vendors. Where reactions of different vendors overlap, the
higher reaction Is indicated, reactions for one vendor do not occur with
reactions of other vendors. Overhead plans are not shown for vendors with no
reactions in the overhead.

Designed for These Manufacture's

Kone

Schindler

Thyssenkrupp

Otis

All drawings furnished by Lerch Bates Inc. (LB) are instruments of service and shall remain the sole property of LB. LB shall retain all common law, statutory and other reserved rights, including the copyright thereto. They are to be used only for this project and are not to be modified, distributed or used for any other project, in whole or in part, except with the written authorization of LB. LB accepts no liability for any unauthorized 
use or modification of these drawings. Lerch Bates Drawings are to be used solely for Design Team reference and coordination and are not to be used for construction of the project.
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QV004 SCALE:  1/4" = 1'-0"

2 OVERHEAD PLAN ELEVATOR C3

QV004 SCALE:  1/4" = 1'-0"

3 HOISTWAY PLAN ELEVATOR C3

QV004 SCALE:  1/4" = 1'-0"

4 PIT PLAN ELEVATOR C3

QV004 SCALE:  1/4" = 1'-0"

5
MINIMUM REQUIRED
CONTROL ROOM FOR 1 CAR

ALL VERTICAL DIMENSIONS THAT ARE DIMENSIONED
FROM A BUILDING FLOOR ELEVATION ARE

DIMENSIONED TO THE FINISH FLOOR ELEVATION.

ELEVATORS - C3

Level
Rear

Opening
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L03 FFE 175' 3" R 0' - 0"

LEVEL L02 FFE 159' 3" F 16' - 0"

Total Travel 16' - 0"

OVERHEAD NOTES

1. MECHANICALLY OR NATURALLY CONDITION TOP OF HOISTWAY AS 
NECESSARY TO MAINTAIN A TEMPERATURE RANGE OF 41°-104°F 
(5°-40°C) WITH A MAXIMUM RELATIVE NON-CONDENSING HUMIDITY 
OF 85% 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT TOP OF HOISTWAY.

3. PROVIDE LIGHTS, LIGHT SWITCHES AND GFCI- PROTECTED UTILITY 
OUTLETS.  COORDINATE LOCATIONS WITH ELEVATOR CONTRACTOR. 

4. PROVIDE STRUCTURAL SUPPORT TO SUSTAIN REACTIONS 
INDICATED.

5. PROVIDE 2 LIFELINE ATTACHMENTS AT THE TOP FRONT OF EACH 
HOISTWAY. EACH ATTACHMENT SHALL BE CAPABLE OF 
WITHSTANDING 5000# LOAD PER OSHA. COORDINATE LOCATION OF 
ATTACHMENTS WITH ELEVATOR CONTRACTOR.

6. PROVIDE HOIST BEAM SUPPORT. MAKE HOIST BEAM(S) REMOVABLE 
IF NECESSARY TO MEET MIN CLEAR OVERHEAD DIMENSION. 
COORDINATE HOIST BEAM LOCATION(S) AND LOAD REQUIREMENTS 
WITH ELEVATOR CONTRACTOR.

7. OVERHEAD DIMENSIONS ARE CLEAR FROM F.F. AT TOP LANDING TO 
STRUCTURE OR ANY OBSTRUCTION ABOVE CAR AND/OR 
COUNTERWEIGHT MACHINE BEAM SUPPORT. THIS SUPPORT IS 
REQUIRED FOR ABOVE CAR MACHINE LOCATION. VERIFY MACHINE 
LOCATION WITH ELEVATOR CONTRACTOR.

8. OVERHEAD REACTIONS VARY PER VENDOR BASED ON CWT 
LOCATION AND METHOD OF SUPPORT FOR HOIST MACHINE AND 
DEAD END HITCHES. COORDINATE FINAL REACTIONS WITH 
ELEVATOR SHOP DRAWINGS.

HOISTWAY NOTES

1. PROVIDE ACCESS PANEL AT TOP TERMINAL WHEN CONTROL ROOM 
IS REMOTE. COORDINATE SIZE AND LOCATION WITH ELEVATOR 
CONTRACTOR. 

2. FOR ABOVE CAR MACHINE LOCATION, ERECT ENTRANCE SIDE 
HOISTWAY WALL AT ELEVATOR EQUIPMENT STORAGE LEVEL AFTER 
ELEVATOR EQUIPMENT HAS BEEN INSTALLED IN HOISTWAY.

3. MINIMUM TOTAL SMOKE VENTING REQUIRED TO OUTSIDE AIR: 3.0 SF 
OR 3.5% OF HOISTWAY AREA (WHICHEVER IS GREATER) PER 
ELEVATOR.

4. FOR CERTAIN MRL VENDORS, PROVIDE ADDITIONAL LATERAL 
SUPPORTS ABOVE THE TOP TERMINAL FOR THE LARGE GUIDE RAIL 
FORCES DUE TO HOIST MACHINE, DEFLECTOR SHEAVE, AND DEAD 
END HITCH LOADS.  COORDINATE LOADING REQUIREMENTS AND 
LOCATIONS WITH ELEVATOR CONTRACTOR.

5. VERTICAL OR ADDITIONAL HORIZONTAL STRUCTURAL SUPPORT FOR 
RAIL BRACKETING AS REQUIRED FOR CAR AND COUNTERWEIGHT 
BOTH SIDES OF HOISTWAY TO MEET BRACKET SPACING CRITERIA 
INDICATED IN RAIL SUPPORT TABLE.

6. PROVIDE FULL-HEIGHT CONCRETE OR REINFORCED CMU HOISTWAY 
WALLS FOR GUIDE RAIL BRACKETING.

7. ROUGH OPENINGS VARY BY MANUFACTURER, VERIFY ROUGH 
OPENING BEFORE CONSTRUCTION.

8. 1070 MM (42") HIGH CAR TOP RAILING PER CODE BY ELEVATOR 
CONTRACTOR.

9. ABOVE CAR MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

10. SIDE CWT MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

11. PROVIDE STRUCTURAL SUPPORT, FOR CAR AND CWT GUIDE RAIL 
FASTENING AT MAX. VERTICAL SPACING THROUGH TOP OF 
HOISTWAY AS SPECIFIED IN RAIL SUPPORT TABLE. IF THIS SPACING 
CANNOT BE MAINTAINED, PROVIDE INTERMEDIATE SUPPORT BEAMS 
OR CONTINUOUS VERTICAL STRUCTURE BETWEEN FLOOR BEAMS.

12. ELEVATOR CONTRACTOR TO PROVIDE CONTINUOUS FASCIA AS 
REQUIRED

CONTROL ROOM NOTES

1. PROVIDE SELF-CLOSING, SELF-LOCKING CONTROL ROOM ACCESS 
DOOR. 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT CONTROL ROOM FLOOR. 

3. PROVIDE 3-PHASE MAINLINE POWER FEEDER WITH DISCONNECTING 
MEANS FOR EACH ELEVATOR CONTROLLER.

4. PROVIDE 1-PHASE FEEDER WITH DISCONNECTING MEANS FOR CAR 
LIGHTING, VENTILATION SYSTEM AND RECEPTACLE FOR EACH 
ELEVATOR. THESE DISCONNECTING MEANS SHALL INCLUDE 
OVERCURRENT PROTECTION, SHALL BE LOCATED IN THE MACHINE 
ROOM, AND SHALL MEET N.E.C. REQUIREMENTS.

5. FOR MOST VENDORS, CONTROLLER MUST BE WITHIN 100' WIRE RUN 
LENGTH FROM THE CORRESPONDING MACHINE AT THE TOP OF THE 
HOISTWAY.

PIT NOTES

1. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 100 LUX (10 FC) 
ILLUMINATION AT PIT FLOOR.

2. PROVIDE PIT ACCESS LADDER(S) OR DOOR(S), LIGHT SWITCH(ES), 
LIGHT(S), AND GFCI-PROTECTED UTILITY OUTLET(S).

3. COORDINATE LIGHT FIXTURES AND UTILITY OUTLETS LOCATION 
WITH ELEVATOR CONTRACTOR.

4. PROVIDE ADEQUATE STRUCTURAL SUPPORT REQUIRED FOR 
BUFFER AND R3 RAIL FORCE REACTIONS.

5. ELEVATOR CONTRACTOR PROVIDE PERMANENT MEANS TO ACCESS 
UNDERSIDE OF CAR AS REQUIRED.

6. PROVIDE INDIRECT PIT DRAIN OR 24"x24"x24"" SUMP PUMP, WITH 
GRATING COVER, LEVEL WITH PIT FLOOR.

7. ELEVATOR CONTRACTOR IS TO PROVIDE A COUNTERWEIGHT 
GUARD PER CODE. 

8. REACTIONS DO NOT OCCUR SIMULTANEOUSLY

9. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

Pit and overhead indicate reactions for Machine room-less equipment of
various Elevator vendors. Where reactions of different vendors overlap, the
higher reaction Is indicated, reactions for one vendor do not occur with
reactions of other vendors. Overhead plans are not shown for vendors with no
reactions in the overhead.

Designed for These Manufacture's

Kone

Schindler

Thyssenkrupp

Otis

Pit Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
A 54.3 CAR BUFFER

B 48.5 CWT BUFFER

C 35.6 CAR SAFETY (SEE CAR R3 RAIL FORCES)

D 32.3 CWT SAFETY (SEE CWT R3 RAIL FORCES)

Overhead Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
H 19.2 LOAD ON COUNTERWEIGHT SIDE OF

HOISTWAY

I 12.4 LOAD ON NON-COUNTERWEIGHT SIDE OF
HOISTWAY

Rail Bracket Spacing C1-C3

Car Bracket Spacing CWT Bracket Spacing
10'-6" 10'-6"

Alternative Pit Reaction Locations w/ Rail Supported Machines

These Reactions can Occur Simultaneously. Otherwise,
Reactions Do Not Occur Simultaneously.

Key
Reaction

(KIP) Description
E 34.5 DRIVE MACHINE LOAD ON CAR RAIL

COMBINED WITH CWT DEH LOAD ON CWT
RAIL

F 25.4 DYNAMIC LOAD ON CAR RAIL

G 10.6 DYNAMIC LOAD ON CWT RAIL
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QV005 SCALE:  1/4" = 1'-0"

1 HOISTWAY SECTION D1

QV005 SCALE:  1/4" = 1'-0"

2 OVERHEAD PLAN ELEVATOR D1

QV005 SCALE:  1/4" = 1'-0"

3 HOISTWAY PLAN ELEVATOR D1

QV005 SCALE:  1/4" = 1'-0"

4 PIT PLAN ELEVATOR D1

ALL VERTICAL DIMENSIONS THAT ARE DIMENSIONED
FROM A BUILDING FLOOR ELEVATION ARE DIMENSIONED

TO THE FINISH FLOOR ELEVATION.

ELEVATORS - D1-D2

Level
Rear

Opening
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L03 FFE 175' 3" F 0' - 0"

LEVEL L02 FFE 159' 3" F 16' - 0"

Total Travel 16' - 0"

OVERHEAD NOTES

1. MECHANICALLY OR NATURALLY CONDITION TOP OF HOISTWAY AS 
NECESSARY TO MAINTAIN A TEMPERATURE RANGE OF 41°-104°F 
(5°-40°C) WITH A MAXIMUM RELATIVE NON-CONDENSING HUMIDITY 
OF 85% 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT TOP OF HOISTWAY.

3. PROVIDE LIGHTS, LIGHT SWITCHES AND GFCI- PROTECTED UTILITY 
OUTLETS.  COORDINATE LOCATIONS WITH ELEVATOR CONTRACTOR. 

4. PROVIDE STRUCTURAL SUPPORT TO SUSTAIN REACTIONS 
INDICATED.

5. PROVIDE 2 LIFELINE ATTACHMENTS AT THE TOP FRONT OF EACH 
HOISTWAY. EACH ATTACHMENT SHALL BE CAPABLE OF 
WITHSTANDING 5000# LOAD PER OSHA. COORDINATE LOCATION OF 
ATTACHMENTS WITH ELEVATOR CONTRACTOR.

6. PROVIDE HOIST BEAM SUPPORT. MAKE HOIST BEAM(S) REMOVABLE 
IF NECESSARY TO MEET MIN CLEAR OVERHEAD DIMENSION. 
COORDINATE HOIST BEAM LOCATION(S) AND LOAD REQUIREMENTS 
WITH ELEVATOR CONTRACTOR.

7. OVERHEAD DIMENSIONS ARE CLEAR FROM F.F. AT TOP LANDING TO 
STRUCTURE OR ANY OBSTRUCTION ABOVE CAR AND/OR 
COUNTERWEIGHT MACHINE BEAM SUPPORT. THIS SUPPORT IS 
REQUIRED FOR ABOVE CAR MACHINE LOCATION. VERIFY MACHINE 
LOCATION WITH ELEVATOR CONTRACTOR.

8. OVERHEAD REACTIONS VARY PER VENDOR BASED ON CWT 
LOCATION AND METHOD OF SUPPORT FOR HOIST MACHINE AND 
DEAD END HITCHES. COORDINATE FINAL REACTIONS WITH 
ELEVATOR SHOP DRAWINGS.

HOISTWAY NOTES

1. PROVIDE ACCESS PANEL AT TOP TERMINAL WHEN CONTROL ROOM 
IS REMOTE. COORDINATE SIZE AND LOCATION WITH ELEVATOR 
CONTRACTOR. 

2. FOR ABOVE CAR MACHINE LOCATION, ERECT ENTRANCE SIDE 
HOISTWAY WALL AT ELEVATOR EQUIPMENT STORAGE LEVEL AFTER 
ELEVATOR EQUIPMENT HAS BEEN INSTALLED IN HOISTWAY.

3. MINIMUM TOTAL SMOKE VENTING REQUIRED TO OUTSIDE AIR: 3.0 SF 
OR 3.5% OF HOISTWAY AREA (WHICHEVER IS GREATER) PER 
ELEVATOR.

4. FOR CERTAIN MRL VENDORS, PROVIDE ADDITIONAL LATERAL 
SUPPORTS ABOVE THE TOP TERMINAL FOR THE LARGE GUIDE RAIL 
FORCES DUE TO HOIST MACHINE, DEFLECTOR SHEAVE, AND DEAD 
END HITCH LOADS.  COORDINATE LOADING REQUIREMENTS AND 
LOCATIONS WITH ELEVATOR CONTRACTOR.

5. VERTICAL OR ADDITIONAL HORIZONTAL STRUCTURAL SUPPORT FOR 
RAIL BRACKETING AS REQUIRED FOR CAR AND COUNTERWEIGHT 
BOTH SIDES OF HOISTWAY TO MEET BRACKET SPACING CRITERIA 
INDICATED IN RAIL SUPPORT TABLE.

6. PROVIDE FULL-HEIGHT CONCRETE OR REINFORCED CMU HOISTWAY 
WALLS FOR GUIDE RAIL BRACKETING.

7. ROUGH OPENINGS VARY BY MANUFACTURER, VERIFY ROUGH 
OPENING BEFORE CONSTRUCTION.

8. 1070 MM (42") HIGH CAR TOP RAILING PER CODE BY ELEVATOR 
CONTRACTOR.

9. ABOVE CAR MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

10. SIDE CWT MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

11. PROVIDE STRUCTURAL SUPPORT, FOR CAR AND CWT GUIDE RAIL 
FASTENING AT MAX. VERTICAL SPACING THROUGH TOP OF 
HOISTWAY AS SPECIFIED IN RAIL SUPPORT TABLE. IF THIS SPACING 
CANNOT BE MAINTAINED, PROVIDE INTERMEDIATE SUPPORT BEAMS 
OR CONTINUOUS VERTICAL STRUCTURE BETWEEN FLOOR BEAMS.

12. ELEVATOR CONTRACTOR TO PROVIDE CONTINUOUS FASCIA AS 
REQUIRED

CONTROL ROOM NOTES

1. PROVIDE SELF-CLOSING, SELF-LOCKING CONTROL ROOM ACCESS 
DOOR. 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT CONTROL ROOM FLOOR. 

3. PROVIDE 3-PHASE MAINLINE POWER FEEDER WITH DISCONNECTING 
MEANS FOR EACH ELEVATOR CONTROLLER.

4. PROVIDE 1-PHASE FEEDER WITH DISCONNECTING MEANS FOR CAR 
LIGHTING, VENTILATION SYSTEM AND RECEPTACLE FOR EACH 
ELEVATOR. THESE DISCONNECTING MEANS SHALL INCLUDE 
OVERCURRENT PROTECTION, SHALL BE LOCATED IN THE MACHINE 
ROOM, AND SHALL MEET N.E.C. REQUIREMENTS.

5. FOR MOST VENDORS, CONTROLLER MUST BE WITHIN 100' WIRE RUN 
LENGTH FROM THE CORRESPONDING MACHINE AT THE TOP OF THE 
HOISTWAY.

PIT NOTES

1. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 100 LUX (10 FC) 
ILLUMINATION AT PIT FLOOR.

2. PROVIDE PIT ACCESS LADDER(S) OR DOOR(S), LIGHT SWITCH(ES), 
LIGHT(S), AND GFCI-PROTECTED UTILITY OUTLET(S).

3. COORDINATE LIGHT FIXTURES AND UTILITY OUTLETS LOCATION 
WITH ELEVATOR CONTRACTOR.

4. PROVIDE ADEQUATE STRUCTURAL SUPPORT REQUIRED FOR 
BUFFER AND R3 RAIL FORCE REACTIONS.

5. ELEVATOR CONTRACTOR PROVIDE PERMANENT MEANS TO ACCESS 
UNDERSIDE OF CAR AS REQUIRED.

6. PROVIDE INDIRECT PIT DRAIN OR 24"x24"x24"" SUMP PUMP, WITH 
GRATING COVER, LEVEL WITH PIT FLOOR.

7. ELEVATOR CONTRACTOR IS TO PROVIDE A COUNTERWEIGHT 
GUARD PER CODE. ALTERNATIVELY NO COUNTERWEIGHT GUARD IS 
REQUIRED IF THE TRAVEL IS OVER 100'.

8. REACTIONS DO NOT OCCUR SIMULTANEOUSLY

9. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

Pit and overhead indicate reactions for Machine room-less equipment of
various Elevator vendors. Where reactions of different vendors overlap, the
higher reaction Is indicated, reactions for one vendor do not occur with
reactions of other vendors. Overhead plans are not shown for vendors with no
reactions in the overhead.

Designed for These Manufacture's

Kone

Schindler

Thyssenkrupp

Otis

Alternative Pit Reaction Locations w/ Rail Supported Machines

These Reactions can Occur Simultaneously. Otherwise,
Reactions Do Not Occur Simultaneously.

Key
Reaction

(KIP) Description
E 34.5 DRIVE MACHINE LOAD ON CAR RAIL

COMBINED WITH CWT DEH LOAD ON CWT
RAIL

F 25.4 DYNAMIC LOAD ON CAR RAIL

G 10.6 DYNAMIC LOAD ON CWT RAIL

Pit Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
A 54.3 CAR BUFFER

B 48.5 CWT BUFFER

C 35.6 CAR SAFETY (SEE CAR R3 RAIL FORCES)

D 32.3 CWT SAFETY (SEE CWT R3 RAIL FORCES)

Rail Bracket Spacing D1-D2

Car Bracket Spacing CWT Bracket Spacing
10'-6" 10'-6"

Overhead Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
H 19.2 LOAD ON COUNTERWEIGHT SIDE OF

HOISTWAY

I 12.4 LOAD ON NON-COUNTERWEIGHT SIDE OF
HOISTWAY
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OVERHEAD NOTES

1. MECHANICALLY OR NATURALLY CONDITION TOP OF HOISTWAY AS 
NECESSARY TO MAINTAIN A TEMPERATURE RANGE OF 41°-104°F 
(5°-40°C) WITH A MAXIMUM RELATIVE NON-CONDENSING HUMIDITY 
OF 85% 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT TOP OF HOISTWAY.

3. PROVIDE LIGHTS, LIGHT SWITCHES AND GFCI- PROTECTED UTILITY 
OUTLETS.  COORDINATE LOCATIONS WITH ELEVATOR CONTRACTOR. 

4. PROVIDE STRUCTURAL SUPPORT TO SUSTAIN REACTIONS 
INDICATED.

5. PROVIDE 2 LIFELINE ATTACHMENTS AT THE TOP FRONT OF EACH 
HOISTWAY. EACH ATTACHMENT SHALL BE CAPABLE OF 
WITHSTANDING 5000# LOAD PER OSHA. COORDINATE LOCATION OF 
ATTACHMENTS WITH ELEVATOR CONTRACTOR.

6. PROVIDE HOIST BEAM SUPPORT. MAKE HOIST BEAM(S) REMOVABLE 
IF NECESSARY TO MEET MIN CLEAR OVERHEAD DIMENSION. 
COORDINATE HOIST BEAM LOCATION(S) AND LOAD REQUIREMENTS 
WITH ELEVATOR CONTRACTOR.

7. OVERHEAD DIMENSIONS ARE CLEAR FROM F.F. AT TOP LANDING TO 
STRUCTURE OR ANY OBSTRUCTION ABOVE CAR AND/OR 
COUNTERWEIGHT MACHINE BEAM SUPPORT. THIS SUPPORT IS 
REQUIRED FOR ABOVE CAR MACHINE LOCATION. VERIFY MACHINE 
LOCATION WITH ELEVATOR CONTRACTOR.

8. OVERHEAD REACTIONS VARY PER VENDOR BASED ON CWT 
LOCATION AND METHOD OF SUPPORT FOR HOIST MACHINE AND 
DEAD END HITCHES. COORDINATE FINAL REACTIONS WITH 
ELEVATOR SHOP DRAWINGS.

HOISTWAY NOTES

1. PROVIDE ACCESS PANEL AT TOP TERMINAL WHEN CONTROL ROOM 
IS REMOTE. COORDINATE SIZE AND LOCATION WITH ELEVATOR 
CONTRACTOR. 

2. FOR ABOVE CAR MACHINE LOCATION, ERECT ENTRANCE SIDE 
HOISTWAY WALL AT ELEVATOR EQUIPMENT STORAGE LEVEL AFTER 
ELEVATOR EQUIPMENT HAS BEEN INSTALLED IN HOISTWAY.

3. MINIMUM TOTAL SMOKE VENTING REQUIRED TO OUTSIDE AIR: 3.0 SF 
OR 3.5% OF HOISTWAY AREA (WHICHEVER IS GREATER) PER 
ELEVATOR.

4. FOR CERTAIN MRL VENDORS, PROVIDE ADDITIONAL LATERAL 
SUPPORTS ABOVE THE TOP TERMINAL FOR THE LARGE GUIDE RAIL 
FORCES DUE TO HOIST MACHINE, DEFLECTOR SHEAVE, AND DEAD 
END HITCH LOADS.  COORDINATE LOADING REQUIREMENTS AND 
LOCATIONS WITH ELEVATOR CONTRACTOR.

5. VERTICAL OR ADDITIONAL HORIZONTAL STRUCTURAL SUPPORT FOR 
RAIL BRACKETING AS REQUIRED FOR CAR AND COUNTERWEIGHT 
BOTH SIDES OF HOISTWAY TO MEET BRACKET SPACING CRITERIA 
INDICATED IN RAIL SUPPORT TABLE.

6. PROVIDE FULL-HEIGHT CONCRETE OR REINFORCED CMU HOISTWAY 
WALLS FOR GUIDE RAIL BRACKETING.

7. ROUGH OPENINGS VARY BY MANUFACTURER, VERIFY ROUGH 
OPENING BEFORE CONSTRUCTION.

8. 1070 MM (42") HIGH CAR TOP RAILING PER CODE BY ELEVATOR 
CONTRACTOR.

9. ABOVE CAR MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

10. SIDE CWT MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

11. PROVIDE STRUCTURAL SUPPORT, FOR CAR AND CWT GUIDE RAIL 
FASTENING AT MAX. VERTICAL SPACING THROUGH TOP OF 
HOISTWAY AS SPECIFIED IN RAIL SUPPORT TABLE. IF THIS SPACING 
CANNOT BE MAINTAINED, PROVIDE INTERMEDIATE SUPPORT BEAMS 
OR CONTINUOUS VERTICAL STRUCTURE BETWEEN FLOOR BEAMS.

12. ELEVATOR CONTRACTOR TO PROVIDE CONTINUOUS FASCIA AS 
REQUIRED

CONTROL ROOM NOTES

1. PROVIDE SELF-CLOSING, SELF-LOCKING CONTROL ROOM ACCESS 
DOOR. 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT CONTROL ROOM FLOOR. 

3. PROVIDE 3-PHASE MAINLINE POWER FEEDER WITH DISCONNECTING 
MEANS FOR EACH ELEVATOR CONTROLLER.

4. PROVIDE 1-PHASE FEEDER WITH DISCONNECTING MEANS FOR CAR 
LIGHTING, VENTILATION SYSTEM AND RECEPTACLE FOR EACH 
ELEVATOR. THESE DISCONNECTING MEANS SHALL INCLUDE 
OVERCURRENT PROTECTION, SHALL BE LOCATED IN THE MACHINE 
ROOM, AND SHALL MEET N.E.C. REQUIREMENTS.

5. FOR MOST VENDORS, CONTROLLER MUST BE WITHIN 100' WIRE RUN 
LENGTH FROM THE CORRESPONDING MACHINE AT THE TOP OF THE 
HOISTWAY.

PIT NOTES

1. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 100 LUX (10 FC) 
ILLUMINATION AT PIT FLOOR.

2. PROVIDE PIT ACCESS LADDER(S) OR DOOR(S), LIGHT SWITCH(ES), 
LIGHT(S), AND GFCI-PROTECTED UTILITY OUTLET(S).

3. COORDINATE LIGHT FIXTURES AND UTILITY OUTLETS LOCATION 
WITH ELEVATOR CONTRACTOR.

4. PROVIDE ADEQUATE STRUCTURAL SUPPORT REQUIRED FOR 
BUFFER AND R3 RAIL FORCE REACTIONS.

5. ELEVATOR CONTRACTOR PROVIDE PERMANENT MEANS TO ACCESS 
UNDERSIDE OF CAR AS REQUIRED.

6. PROVIDE INDIRECT PIT DRAIN OR 24"x24"x24"" SUMP PUMP, WITH 
GRATING COVER, LEVEL WITH PIT FLOOR.

7. ELEVATOR CONTRACTOR IS TO PROVIDE A COUNTERWEIGHT 
GUARD PER CODE. 

8. REACTIONS DO NOT OCCUR SIMULTANEOUSLY

9. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

Pit and overhead indicate reactions for Machine room-less equipment of
various Elevator vendors. Where reactions of different vendors overlap, the
higher reaction Is indicated, reactions for one vendor do not occur with
reactions of other vendors. Overhead plans are not shown for vendors with no
reactions in the overhead.

Designed for These Manufacture's

Kone

Schindler

Thyssenkrupp

Otis

Alternative Pit Reaction Locations w/ Rail Supported Machines

These Reactions can Occur Simultaneously. Otherwise,
Reactions Do Not Occur Simultaneously.

Key
Reaction

(KIP) Description
E 34.5 DRIVE MACHINE LOAD ON CAR RAIL

COMBINED WITH CWT DEH LOAD ON CWT
RAIL

F 25.4 DYNAMIC LOAD ON CAR RAIL

G 10.6 DYNAMIC LOAD ON CWT RAIL

Pit Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
A 54.3 CAR BUFFER

B 48.5 CWT BUFFER

C 35.6 CAR SAFETY (SEE CAR R3 RAIL FORCES)

D 32.3 CWT SAFETY (SEE CWT R3 RAIL FORCES)

Rail Bracket Spacing D1-D2

Car Bracket Spacing CWT Bracket Spacing
10'-6" 10'-6"

Overhead Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
H 19.2 LOAD ON COUNTERWEIGHT SIDE OF

HOISTWAY

I 12.4 LOAD ON NON-COUNTERWEIGHT SIDE OF
HOISTWAY

QV006 SCALE:  1/4" = 1'-0"

1 HOISTWAY SECTION ELEVATOR D2

QV006 SCALE:  1/4" = 1'-0"

2 OVERHEAD PLAN ELEVATOR D2

QV006 SCALE:  1/4" = 1'-0"

3 HOISTWAY PLAN ELEVATOR D2

QV006 SCALE:  1/4" = 1'-0"

4 PIT PLAN ELEVATOR D2

QV006 SCALE:  1/4" = 1'-0"

5
MINIMUM REQUIRED
CONTROL ROOM FOR 1 CAR

ALL VERTICAL DIMENSIONS THAT ARE DIMENSIONED
FROM A BUILDING FLOOR ELEVATION ARE DIMENSIONED

TO THE FINISH FLOOR ELEVATION.

ELEVATORS - D1-D2

Level
Rear

Opening
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L03 FFE 175' 3" F 0' - 0"

LEVEL L02 FFE 159' 3" F 16' - 0"

Total Travel 16' - 0"

All drawings furnished by Lerch Bates Inc. (LB) are instruments of service and shall remain the sole property of LB. LB shall retain all common law, statutory and other reserved rights, including the copyright thereto. They are to be used only for this project and are not to be modified, distributed or used for any other project, in whole or in part, except with the written authorization of LB. LB accepts no liability for any unauthorized 
use or modification of these drawings. Lerch Bates Drawings are to be used solely for Design Team reference and coordination and are not to be used for construction of the project.
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QV007 SCALE:  1/4" = 1'-0"

1
HOISTWAY SECTION ELEVATOR P3 (P1-P2, P4
SIM)

QV007 SCALE:  1/4" = 1'-0"

2 HOISTWAY PLAN ELEVATORS P1-P4

QV007 SCALE:  1/4" = 1'-0"

3 PIT PLAN ELEVATORS P1-P4

Rail Bracket Spacing

Car Bracket Spacing CWT Bracket Spacing
11'-0" 11'-0"

HOISTWAY NOTES

1. PROVIDE ACCESS PANEL AT TOP TERMINAL WHEN CONTROL ROOM 
IS REMOTE. COORDINATE SIZE AND LOCATION WITH ELEVATOR 
CONTRACTOR. 

2. FOR ABOVE CAR MACHINE LOCATION, ERECT ENTRANCE SIDE 
HOISTWAY WALL AT ELEVATOR EQUIPMENT STORAGE LEVEL AFTER 
ELEVATOR EQUIPMENT HAS BEEN INSTALLED IN HOISTWAY.

3. MINIMUM TOTAL SMOKE VENTING REQUIRED TO OUTSIDE AIR: 3.0 SF 
OR 3.5% OF HOISTWAY AREA (WHICHEVER IS GREATER) PER 
ELEVATOR.

4. FOR CERTAIN MRL VENDORS, PROVIDE ADDITIONAL LATERAL 
SUPPORTS ABOVE THE TOP TERMINAL FOR THE LARGE GUIDE RAIL 
FORCES DUE TO HOIST MACHINE, DEFLECTOR SHEAVE, AND DEAD 
END HITCH LOADS.  COORDINATE LOADING REQUIREMENTS AND 
LOCATIONS WITH ELEVATOR CONTRACTOR.

5. VERTICAL OR ADDITIONAL HORIZONTAL STRUCTURAL SUPPORT FOR 
RAIL BRACKETING AS REQUIRED FOR CAR AND COUNTERWEIGHT 
BOTH SIDES OF HOISTWAY TO MEET BRACKET SPACING CRITERIA 
INDICATED IN RAIL SUPPORT TABLE.

6. PROVIDE FULL-HEIGHT CONCRETE OR REINFORCED CMU HOISTWAY 
WALLS FOR GUIDE RAIL BRACKETING.

7. ROUGH OPENINGS VARY BY MANUFACTURER, VERIFY ROUGH 
OPENING BEFORE CONSTRUCTION.

8. 1070 MM (42") HIGH CAR TOP RAILING PER CODE BY ELEVATOR 
CONTRACTOR.

9. ABOVE CAR MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

10. REAR CWT MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

11. PROVIDE STRUCTURAL SUPPORT, FOR CAR AND CWT GUIDE RAIL 
FASTENING AT MAX. VERTICAL SPACING THROUGH TOP OF 
HOISTWAY AS SPECIFIED IN RAIL SUPPORT TABLE. IF THIS SPACING 
CANNOT BE MAINTAINED, PROVIDE INTERMEDIATE SUPPORT BEAMS 
OR CONTINUOUS VERTICAL STRUCTURE BETWEEN FLOOR BEAMS.

12. ELEVATOR CONTRACTOR TO PROVIDE CONTINUOUS FASCIA AS 
REQUIRED

CONTROL ROOM NOTES

1. PROVIDE SELF-CLOSING, SELF-LOCKING CONTROL ROOM ACCESS 
DOOR. 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT CONTROL ROOM FLOOR. 

3. PROVIDE 3-PHASE MAINLINE POWER FEEDER WITH DISCONNECTING 
MEANS FOR EACH ELEVATOR CONTROLLER.

4. PROVIDE 1-PHASE FEEDER WITH DISCONNECTING MEANS FOR CAR 
LIGHTING, VENTILATION SYSTEM AND RECEPTACLE FOR EACH 
ELEVATOR. THESE DISCONNECTING MEANS SHALL INCLUDE 
OVERCURRENT PROTECTION, SHALL BE LOCATED IN THE MACHINE 
ROOM, AND SHALL MEET N.E.C. REQUIREMENTS.

5. FOR MOST VENDORS, CONTROLLER MUST BE WITHIN 100' WIRE RUN 
LENGTH FROM THE CORRESPONDING MACHINE AT THE TOP OF THE 
HOISTWAY.

PIT NOTES

1. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 100 LUX (10 FC) 
ILLUMINATION AT PIT FLOOR.

2. PROVIDE PIT ACCESS LADDER(S) OR DOOR(S), LIGHT SWITCH(ES), 
LIGHT(S), AND GFCI-PROTECTED UTILITY OUTLET(S).

3. COORDINATE LIGHT FIXTURES AND UTILITY OUTLETS LOCATION 
WITH ELEVATOR CONTRACTOR.

4. PROVIDE ADEQUATE STRUCTURAL SUPPORT REQUIRED FOR 
BUFFER AND R3 RAIL FORCE REACTIONS.

5. ELEVATOR CONTRACTOR PROVIDE PERMANENT MEANS TO ACCESS 
UNDERSIDE OF CAR AS REQUIRED.

6. PROVIDE INDIRECT PIT DRAIN OR 24"x24"x24"" SUMP PUMP, WITH 
GRATING COVER, LEVEL WITH PIT FLOOR.

7. ELEVATOR CONTRACTOR IS TO PROVIDE A COUNTERWEIGHT 
GUARD PER CODE. ALTERNATIVELY NO COUNTERWEIGHT GUARD IS 
REQUIRED IF THE TRAVEL IS OVER 100'.

8. REACTIONS DO NOT OCCUR SIMULTANEOUSLY

9. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

Pit and overhead indicate reactions for Machine room-less equipment of
various Elevator vendors. Where reactions of different vendors overlap, the
higher reaction Is indicated, reactions for one vendor do not occur with
reactions of other vendors. Overhead plans are not shown for vendors with no
reactions in the overhead.

Designed for These Manufacture's

Kone

Schindler

Thyssenkrupp

Otis

ALL VERTICAL DIMENSIONS THAT ARE
DIMENSIONED FROM A BUILDING FLOOR
ELEVATION ARE DIMENSIONED TO THE

FINISH FLOOR ELEVATION.

ELEVATORS - P1-P2

Level
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L06 FFE 231' 3" F 0' - 0"

LEVEL L05 FFE 215' 3" F 16' - 0"

LEVEL L03 FFE 175' 3" F 40' - 0"

LEVEL L02 FFE 159' 3" F 16' - 0"

LEVEL L01 FFE 140' 0" F 19' - 3"

LEVEL B01 FFE 124' 0" F 16' - 0"

Total Travel 107' - 3"

ALL VERTICAL DIMENSIONS THAT ARE
DIMENSIONED FROM A BUILDING FLOOR
ELEVATION ARE DIMENSIONED TO THE

FINISH FLOOR ELEVATION.

ELEVATORS - P3-P4

Level
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L07 FFE 247' 3" F 0' - 0"

LEVEL L06 FFE 231' 3" F 16' - 0"

LEVEL L05 FFE 215' 3" F 16' - 0"

LEVEL L03 FFE 175' 3" F 40' - 0"

LEVEL L02 FFE 159' 3" F 16' - 0"

LEVEL L01 FFE 140' 0" F 19' - 3"

LEVEL B01 FFE 124' 0" F 16' - 0"

Total Travel 123' - 3"

Pit Reactions

Duty: 4000# @ 350 FPM

Key
Reaction

(KIP) Description
A 52.3 CAR BUFFER

B 47.8 CWT BUFFER

C 31.2 CAR SAFETY (SEE CAR R3 RAIL FORCES)
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QV008 SCALE:  1/4" = 1'-0"

1 OVERHEAD PLAN ELEVATORS P1-P2

Duty: 4000# @ 350 FPM

OVERHEAD NOTES

1. MECHANICALLY OR NATURALLY CONDITION TOP OF HOISTWAY AS 
NECESSARY TO MAINTAIN A TEMPERATURE RANGE OF 41°-104°F 
(5°-40°C) WITH A MAXIMUM RELATIVE NON-CONDENSING HUMIDITY 
OF 85% 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT TOP OF HOISTWAY.

3. PROVIDE LIGHTS, LIGHT SWITCHES AND GFCI- PROTECTED UTILITY 
OUTLETS.  COORDINATE LOCATIONS WITH ELEVATOR CONTRACTOR. 

4. PROVIDE STRUCTURAL SUPPORT TO SUSTAIN REACTIONS 
INDICATED.

5. PROVIDE 2 LIFELINE ATTACHMENTS AT THE TOP FRONT OF EACH 
HOISTWAY. EACH ATTACHMENT SHALL BE CAPABLE OF 
WITHSTANDING 5000# LOAD PER OSHA. COORDINATE LOCATION OF 
ATTACHMENTS WITH ELEVATOR CONTRACTOR.

6. PROVIDE HOIST BEAM SUPPORT. MAKE HOIST BEAM(S) REMOVABLE 
IF NECESSARY TO MEET MIN CLEAR OVERHEAD DIMENSION. 
COORDINATE HOIST BEAM LOCATION(S) AND LOAD REQUIREMENTS 
WITH ELEVATOR CONTRACTOR.

7. OVERHEAD DIMENSIONS ARE CLEAR FROM F.F. AT TOP LANDING TO 
STRUCTURE OR ANY OBSTRUCTION ABOVE CAR AND/OR 
COUNTERWEIGHT MACHINE BEAM SUPPORT. THIS SUPPORT IS 
REQUIRED FOR ABOVE CAR MACHINE LOCATION. VERIFY MACHINE 
LOCATION WITH ELEVATOR CONTRACTOR.

8. OVERHEAD REACTIONS VARY PER VENDOR BASED ON CWT 
LOCATION AND METHOD OF SUPPORT FOR HOIST MACHINE AND 
DEAD END HITCHES. COORDINATE FINAL REACTIONS WITH 
ELEVATOR SHOP DRAWINGS.

Overhead Reactions

Duty: 4000# @ 350 FPM

Key
Reaction

(KIP) Description
D 18.4 LOAD ON COUNTERWEIGHT SIDE OF

HOISTWAY

E 11.8 LOAD ON NON-COUNTERWEIGHT SIDE OF
HOISTWAY

QV008 SCALE:  1/4" = 1'-0"

2 OVERHEAD PLAN ELEVATORS P3-P4

Duty: 4000# @ 350 FPM

All drawings furnished by Lerch Bates Inc. (LB) are instruments of service and shall remain the sole property of LB. LB shall retain all common law, statutory and other reserved rights, including the copyright thereto. They are to be used only for this project and are not to be modified, distributed or used for any other project, in whole or in part, except with the written authorization of LB. LB accepts no liability for any unauthorized 
use or modification of these drawings. Lerch Bates Drawings are to be used solely for Design Team reference and coordination and are not to be used for construction of the project.
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OVERHEAD NOTES

1. MECHANICALLY OR NATURALLY CONDITION TOP OF HOISTWAY AS 
NECESSARY TO MAINTAIN A TEMPERATURE RANGE OF 41°-104°F 
(5°-40°C) WITH A MAXIMUM RELATIVE NON-CONDENSING HUMIDITY 
OF 85% 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT TOP OF HOISTWAY.

3. PROVIDE LIGHTS, LIGHT SWITCHES AND GFCI- PROTECTED UTILITY 
OUTLETS.  COORDINATE LOCATIONS WITH ELEVATOR CONTRACTOR. 

4. PROVIDE STRUCTURAL SUPPORT TO SUSTAIN REACTIONS 
INDICATED.

5. PROVIDE 2 LIFELINE ATTACHMENTS AT THE TOP FRONT OF EACH 
HOISTWAY. EACH ATTACHMENT SHALL BE CAPABLE OF 
WITHSTANDING 5000# LOAD PER OSHA. COORDINATE LOCATION OF 
ATTACHMENTS WITH ELEVATOR CONTRACTOR.

6. PROVIDE HOIST BEAM SUPPORT. MAKE HOIST BEAM(S) REMOVABLE 
IF NECESSARY TO MEET MIN CLEAR OVERHEAD DIMENSION. 
COORDINATE HOIST BEAM LOCATION(S) AND LOAD REQUIREMENTS 
WITH ELEVATOR CONTRACTOR.

7. OVERHEAD DIMENSIONS ARE CLEAR FROM F.F. AT TOP LANDING TO 
STRUCTURE OR ANY OBSTRUCTION ABOVE CAR AND/OR 
COUNTERWEIGHT MACHINE BEAM SUPPORT. THIS SUPPORT IS 
REQUIRED FOR ABOVE CAR MACHINE LOCATION. VERIFY MACHINE 
LOCATION WITH ELEVATOR CONTRACTOR.

8. OVERHEAD REACTIONS VARY PER VENDOR BASED ON CWT 
LOCATION AND METHOD OF SUPPORT FOR HOIST MACHINE AND 
DEAD END HITCHES. COORDINATE FINAL REACTIONS WITH 
ELEVATOR SHOP DRAWINGS.

HOISTWAY NOTES

1. PROVIDE ACCESS PANEL AT TOP TERMINAL WHEN CONTROL ROOM 
IS REMOTE. COORDINATE SIZE AND LOCATION WITH ELEVATOR 
CONTRACTOR. 

2. FOR ABOVE CAR MACHINE LOCATION, ERECT ENTRANCE SIDE 
HOISTWAY WALL AT ELEVATOR EQUIPMENT STORAGE LEVEL AFTER 
ELEVATOR EQUIPMENT HAS BEEN INSTALLED IN HOISTWAY.

3. MINIMUM TOTAL SMOKE VENTING REQUIRED TO OUTSIDE AIR: 3.0 SF 
OR 3.5% OF HOISTWAY AREA (WHICHEVER IS GREATER) PER 
ELEVATOR.

4. FOR CERTAIN MRL VENDORS, PROVIDE ADDITIONAL LATERAL 
SUPPORTS ABOVE THE TOP TERMINAL FOR THE LARGE GUIDE RAIL 
FORCES DUE TO HOIST MACHINE, DEFLECTOR SHEAVE, AND DEAD 
END HITCH LOADS.  COORDINATE LOADING REQUIREMENTS AND 
LOCATIONS WITH ELEVATOR CONTRACTOR.

5. VERTICAL OR ADDITIONAL HORIZONTAL STRUCTURAL SUPPORT FOR 
RAIL BRACKETING AS REQUIRED FOR CAR AND COUNTERWEIGHT 
BOTH SIDES OF HOISTWAY TO MEET BRACKET SPACING CRITERIA 
INDICATED IN RAIL SUPPORT TABLE.

6. PROVIDE FULL-HEIGHT CONCRETE OR REINFORCED CMU HOISTWAY 
WALLS FOR GUIDE RAIL BRACKETING.

7. ROUGH OPENINGS VARY BY MANUFACTURER, VERIFY ROUGH 
OPENING BEFORE CONSTRUCTION.

8. 1070 MM (42") HIGH CAR TOP RAILING PER CODE BY ELEVATOR 
CONTRACTOR.

9. ABOVE CAR MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

10. SIDE CWT MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

11. PROVIDE STRUCTURAL SUPPORT, FOR CAR AND CWT GUIDE RAIL 
FASTENING AT MAX. VERTICAL SPACING THROUGH TOP OF 
HOISTWAY AS SPECIFIED IN RAIL SUPPORT TABLE. IF THIS SPACING 
CANNOT BE MAINTAINED, PROVIDE INTERMEDIATE SUPPORT BEAMS 
OR CONTINUOUS VERTICAL STRUCTURE BETWEEN FLOOR BEAMS.

12. ELEVATOR CONTRACTOR TO PROVIDE CONTINUOUS FASCIA AS 
REQUIRED

CONTROL ROOM NOTES

1. PROVIDE SELF-CLOSING, SELF-LOCKING CONTROL ROOM ACCESS 
DOOR. 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT CONTROL ROOM FLOOR. 

3. PROVIDE 3-PHASE MAINLINE POWER FEEDER WITH DISCONNECTING 
MEANS FOR EACH ELEVATOR CONTROLLER.

4. PROVIDE 1-PHASE FEEDER WITH DISCONNECTING MEANS FOR CAR 
LIGHTING, VENTILATION SYSTEM AND RECEPTACLE FOR EACH 
ELEVATOR. THESE DISCONNECTING MEANS SHALL INCLUDE 
OVERCURRENT PROTECTION, SHALL BE LOCATED IN THE MACHINE 
ROOM, AND SHALL MEET N.E.C. REQUIREMENTS.

5. FOR MOST VENDORS, CONTROLLER MUST BE WITHIN 100' WIRE RUN 
LENGTH FROM THE CORRESPONDING MACHINE AT THE TOP OF THE 
HOISTWAY.

PIT NOTES

1. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 100 LUX (10 FC) 
ILLUMINATION AT PIT FLOOR.

2. PROVIDE PIT ACCESS LADDER(S) OR DOOR(S), LIGHT SWITCH(ES), 
LIGHT(S), AND GFCI-PROTECTED UTILITY OUTLET(S).

3. COORDINATE LIGHT FIXTURES AND UTILITY OUTLETS LOCATION 
WITH ELEVATOR CONTRACTOR.

4. PROVIDE ADEQUATE STRUCTURAL SUPPORT REQUIRED FOR 
BUFFER AND R3 RAIL FORCE REACTIONS.

5. ELEVATOR CONTRACTOR PROVIDE PERMANENT MEANS TO ACCESS 
UNDERSIDE OF CAR AS REQUIRED.

6. PROVIDE INDIRECT PIT DRAIN OR 24"x24"x24"" SUMP PUMP, WITH 
GRATING COVER, LEVEL WITH PIT FLOOR.

7. ELEVATOR CONTRACTOR IS TO PROVIDE A COUNTERWEIGHT 
GUARD PER CODE. 

8. REACTIONS DO NOT OCCUR SIMULTANEOUSLY

9. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

Pit and overhead indicate reactions for Machine room-less equipment of
various Elevator vendors. Where reactions of different vendors overlap, the
higher reaction Is indicated, reactions for one vendor do not occur with
reactions of other vendors. Overhead plans are not shown for vendors with no
reactions in the overhead.

Designed for These Manufacture's

Kone

Schindler

Thyssenkrupp

Otis

QV009 SCALE:  1/4" = 1'-0"

1 HOISTWAY SECTION ELEVATOR R1 (R2 SIM)

QV009 SCALE:  1/4" = 1'-0"

2 OVERHEAD PLAN ELEVATORS R1-R2

QV009 SCALE:  1/4" = 1'-0"

3 HOISTWAY PLAN ELEVATORS R1-R2

QV009 SCALE:  1/4" = 1'-0"

4 PIT PLAN ELEVATORS R1-R2

QV009 SCALE:  1/4" = 1'-0"

5
MINIMUM REQUIRED
CONTROL ROOM FOR 2 CARS

ALL VERTICAL DIMENSIONS THAT ARE DIMENSIONED FROM
A BUILDING FLOOR ELEVATION ARE DIMENSIONED TO THE

FINISH FLOOR ELEVATION.

ELEVATORS - R1-R2

Level
Rear

Opening
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L04 FFE 193' 3" F 0' - 0"

LEVEL L03 FFE 175' 3" F 18' - 0"

LEVEL L02 FFE 159' 3" F 16' - 0"

Total Travel 34' - 0"

Overhead Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
H 17.4 LOAD ON COUNTERWEIGHT SIDE OF

HOISTWAY

I 11.8 LOAD ON NON-COUNTERWEIGHT SIDE OF
HOISTWAY

Pit Reactions

DUTY: 5000#-AIA @ 200 FPM

Key
Reaction

(KIP) Description
A 52.3 CAR BUFFER

B 47.8 CWT BUFFER

C 31.2 CAR SAFETY (SEE CAR R3 RAIL FORCES)

D 27.9 CWT SAFETY (SEE CWT R3 RAIL FORCES)

Rail Bracket Spacing R1-R2

Car Bracket Spacing CWT Bracket Spacing
10'-6" 10'-6"
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Alternative Pit Reaction Locations w/ Rail Supported Machines

These Reactions can Occur Simultaneously. Otherwise,
Reactions Do Not Occur Simultaneously.

Key
Reaction

(KIP) Description
E 33.0 DRIVE MACHINE LOAD ON CAR RAIL

COMBINED WITH CWT DEH LOAD ON CWT
RAIL

F 24.9 DYNAMIC LOAD ON CAR RAIL

G 17.1 DYNAMIC LOAD ON CWT RAIL

All drawings furnished by Lerch Bates Inc. (LB) are instruments of service and shall remain the sole property of LB. LB shall retain all common law, statutory and other reserved rights, including the copyright thereto. They are to be used only for this project and are not to be modified, distributed or used for any other project, in whole or in part, except with the written authorization of LB. LB accepts no liability for any unauthorized 
use or modification of these drawings. Lerch Bates Drawings are to be used solely for Design Team reference and coordination and are not to be used for construction of the project.
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HOISTWAY NOTES
1. MINIMUM TOTAL SMOKE VENTING REQUIRED TO OUTSIDE AIR:  3.0 SF 

OR 3.5% OF HOISTWAY AREA (WHICHEVER IS GREATER) PER 
ELEVATOR.

2. ELEVATOR CONTRACTOR TO PROVIDE CONTINUOUS FASCIA AS 
REQUIRED.

3. 1070 MM (42") HIGH CAR TOP RAILING PER CODE BY ELEVATOR 
CONTRACTOR.

4. PROVIDE FULL-HEIGHT SUPPORT VERTICALLY OR HORIZONTALLY 
FOR, DIVIDER BEAMS BETWEEN MULTIPLE ELEVATORS, AND CAR 
AND COUNTERWEIGHT GUIDE RAIL BRACKETING AT MAX SPAN 
SPECIFIED IN RAIL SUPPORT TABLE. IF THIS SPACING CANNOT BE 
MAINTAINED, PROVIDE INTERMEDIATE SUPPORT BEAMS OR 
CONTINUOUS VERTICAL STRUCTURE BETWEEN FLOOR BEAMS.

ALL VERTICAL DIMENSIONS THAT ARE
DIMENSIONED FROM A BUILDING FLOOR
ELEVATION ARE DIMENSIONED TO THE

FINISH FLOOR ELEVATION.

ELEVATORS - S1-S2

Level
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L07.1 FFE 251' 3" F 0' - 0"

LEVEL L06 FFE 231' 3" F 20' - 0"

LEVEL L05 FFE 215' 3" F 16' - 0"

LEVEL L04 FFE 193' 3" F 22' - 0"

LEVEL L03 FFE 175' 3" F 18' - 0"

LEVEL L02 FFE 159' 3" F 16' - 0"

LEVEL L01 FFE 140' 0" F 19' - 3"

LEVEL B01 FFE 124' 0" F 16' - 0"

Total Travel 127' - 3"

Rail Bracket Spacing S1-S6
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QV010 SCALE:  1/4" = 1'-0"

1 HOISTWAY SECTION ELEVATOR S1 (S2 SIM)

QV010 SCALE:  1/4" = 1'-0"

2 HOISTWAY SECTION ELEVATOR T1 (T2 SIM)

ALL VERTICAL DIMENSIONS THAT ARE
DIMENSIONED FROM A BUILDING FLOOR
ELEVATION ARE DIMENSIONED TO THE

FINISH FLOOR ELEVATION.

ELEVATORS - T1-T2

Level
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L07.1 FFE 251' 3" F 0' - 0"

LEVEL L06 FFE 231' 3" F 20' - 0"

LEVEL L05 FFE 215' 3" F 16' - 0"

LEVEL L04 FFE 193' 3" F 22' - 0"

LEVEL L03 FFE 175' 3" F 18' - 0"

LEVEL L02 FFE 159' 3" F 16' - 0"

LEVEL L01 FFE 140' 0" F 19' - 3"

LEVEL B01 FFE 124' 0" F 16' - 0"

Total Travel 127' - 3"

Rail Bracket Spacing T1-T2

Car Bracket Spacing CWT Bracket Spacing
5'-0" 5'-0"

All drawings furnished by Lerch Bates Inc. (LB) are instruments of service and shall remain the sole property of LB. LB shall retain all common law, statutory and other reserved rights, including the copyright thereto. They are to be used only for this project and are not to be modified, distributed or used for any other project, in whole or in part, except with the written authorization of LB. LB accepts no liability for any unauthorized 
use or modification of these drawings. Lerch Bates Drawings are to be used solely for Design Team reference and coordination and are not to be used for construction of the project.
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QV011 SCALE:  1/4" = 1'-0"

1
MACHINE ROOM PLAN ELEVATORS S1-S2 &
T1-T2

MACHINE ROOM NOTES

1. PROVIDE SELF-CLOSING, SELF-LOCKING MACHINE ROOM ACCESS 
DOOR.

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT MACHINE ROOM FLOOR.

3. PROVIDE LIGHTS, LIGHT SWITCHES AND GFCI-PROTECTED UTILITY 
OUTLETS.  COORDINATE LOCATIONS WITH ELEVATOR 
CONTRACTOR.

4. PROVIDE HOIST BEAM TO SUPPORT 18500#. MAKE HOISTBEAM 
REMOVABLE IF NECESSARY TO MEET MIN CLEAR DIMENSION. 
VERIFY HOIST BEAM LOCATION AND LOAD REQUIREMENTS WITH 
ELEVATOR CONTRACTOR.

5. MACHINE BEAMS PROVIDED BY ELEVATOR CONTRACTOR.

6. PROVIDE STRUCTURAL SUPPORT TO SUSTAIN REACTIONS 
INDICATED.

7. DASHED LINE INDICATES HOISTWAY BELOW.

8. OSHA STAIR OR MAX. 60° SHIPS LADDER.

9. PROVIDE 3-PHASE MAINLINE POWER FEEDER WITH DISCONNECTING 
MEANS FOR EACH ELEVATOR CONTROLLER. PROVIDE 1-PHASE 
FEEDER WITH DISCONNECTING MEANS FOR CAR LIGHTING, 
VENTILATION SYSTEM AND RECEPTACLE FOR EACH ELEVATOR. 
THESE DISCONNECTING MEANS SHALL INCLUDE OVERCURRENT 
PROTECTION, SHALL BE LOCATED IN THE MACHINE ROOM, AND 
SHALL MEET N.E.C. REQUIREMENTS.

10. FOR EQUIPMENT IN THE MACHINE ROOM, A CLEARANCE OF NOT 
LESS THAN 450 MM (18") SHALL BE PROVIDED IN THE DIRECTION(S) 
REQUIRED FOR MAINTENANCE, AND A CLEAR PATH OF NOT LESS 
THAN 450 MM (18") SHALL BE PROVIDED TO ALL COMPONENTS THAT 
REQUIRE MAINTENANCE

11. IF A STRUCTURAL CONCRETE SLAB IS USED TO SUPPORT THE HOIST 
MACHINE(S), THE STRUCTURAL ENGINEER SHALL COORDINATE THE 
SLAB DESIGN AND ASSOCIATED DETAILS INCLUDING DISTRIBUTION 
OF REACTIONS WITH THE DESIGNATED ELEVATOR CONTRACTOR. 
THE SLAB DESIGN SHALL MEET ALL APPLICABLE REQUIREMENTS OF 
ASME A17.1.

12. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

13. REACTIONS DO NOT INCLUDE DEAD OR LIVE LOADS OF MACHINE 
ROOM FLOOR.

Overhead Reactions

Duty: 10000# @ 350 FPM

Key Reaction (KIP)
G 70.7 (UP-PULL)

H 97.0

I 27.3

J 12.4

K 14.3

L 26.5

Machine Room Reactions

Duty: 7000# @ 350 FPM

Key Reaction (KIP)
D 18.4

E 65.9

F 25.0

G 11.8

H 11.8

All drawings furnished by Lerch Bates Inc. (LB) are instruments of service and shall remain the sole property of LB. LB shall retain all common law, statutory and other reserved rights, including the copyright thereto. They are to be used only for this project and are not to be modified, distributed or used for any other project, in whole or in part, except with the written authorization of LB. LB accepts no liability for any unauthorized 
use or modification of these drawings. Lerch Bates Drawings are to be used solely for Design Team reference and coordination and are not to be used for construction of the project.
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HOISTWAY & PIT PLAN
ELEVATORS S1-S2 &
T1-T2

UNIVERSITY OF NEW
MEXICO HOSPITALS
New Hospital Tower

1919 LOMAS BLVD. NE

ALBUQUERQUE, NM 87106

HDR ARCHITECTURE, INC.

10168896

04/23/20

Current Print Description

1670 BROADWAY
SUITE 3400
DENVER, CO 80202

Author

DANIEL KUNZMANN (HDR)

AARON HARCEK (HDR)

RAPHAEL CHAVEZ (HDR)

ANTHONY MAZZEO (HDR)

JEFF MULBERY (BOHANNAN HUSTON)

GEORGE BRADLEY (CHAVEZ-GRIEVES)

MATTHEW PALAZZETTI (HDR)

SCOTT KLAWITTER (HDR)

CHERIE DICE (HDR)

KEVIN KLASIC (SHEN MILSOM & WILKE)

CHRIS BAUER (FOCUS EDG)

JOSEPH MESSINA (HDR)

PIT NOTES

1. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 100 LUX (10 FC) 
ILLUMINATION AT PIT FLOOR.

2. PROVIDE PIT ACCESS LADDER(S) OR DOOR(S), LIGHT SWITCH(ES), 
LIGHT(S), AND GFCI-PROTECTED UTILITY OUTLET(S).

3. COORDINATE LIGHT FIXTURES AND UTILITY OUTLETS LOCATION 
WITH ELEVATOR CONTRACTOR.

4. PROVIDE ADEQUATE STRUCTURAL SUPPORT REQUIRED FOR 
BUFFER AND R3 RAIL FORCE REACTIONS.

5. ELEVATOR CONTRACTOR PROVIDE PERMANENT MEANS TO ACCESS 
UNDERSIDE OF CAR AS REQUIRED.

6. PROVIDE INDIRECT PIT DRAIN OR 24"x24"x24"" SUMP PUMP, WITH 
GRATING COVER, LEVEL WITH PIT FLOOR.

7. ELEVATOR CONTRACTOR IS TO PROVIDE A COUNTERWEIGHT 
GUARD PER CODE. ALTERNATIVELY NO COUNTERWEIGHT GUARD IS 
REQUIRED IF THE TRAVEL IS OVER 100'.

8. REACTIONS DO NOT OCCUR SIMULTANEOUSLY

9. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

Pit Reactions

Duty: 10000# @ 500 FPM

Key
Reaction

(KIP) Description
A 117.6 CAR BUFFER

B 92.8 CWT BUFFER

C 45.5 CAR SAFETY (SEE CAR R3 RAIL FORCES)

QV012 SCALE:  1/4" = 1'-0"

1 HOISTWAY PLAN ELEVATORS S1-S2 & T1-T2

QV012 SCALE:  1/4" = 1'-0"

2 PIT PLAN ELEVATORS S1-S2 & T1-T2

Pit Reactions

Duty: 7000# @ 350 FPM

Key
Reaction

(KIP) Description
D 111.0 CAR BUFFER

E 95.1 CWT BUFFER

F 46.7 DRIVE MACHINE LOAD ON CAR RAIL
COMBINED WITH CWT DEH LOAD ON CWT
RAIL

All drawings furnished by Lerch Bates Inc. (LB) are instruments of service and shall remain the sole property of LB. LB shall retain all common law, statutory and other reserved rights, including the copyright thereto. They are to be used only for this project and are not to be modified, distributed or used for any other project, in whole or in part, except with the written authorization of LB. LB accepts no liability for any unauthorized 
use or modification of these drawings. Lerch Bates Drawings are to be used solely for Design Team reference and coordination and are not to be used for construction of the project.
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QV013 SCALE:  1/4" = 1'-0"

1
HOISTWAY SECTION ELEVATOR S5 (S3-S4, S6
SIM)

QV013 SCALE:  1/4" = 1'-0"

3 HOISTWAY PLAN ELEVATORS S3-S6

QV013 SCALE:  1/4" = 1'-0"

4 PIT PLAN ELEVATORS S3-S6

PIT NOTES

1. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 100 LUX (10 FC) 
ILLUMINATION AT PIT FLOOR.

2. PROVIDE PIT ACCESS LADDER(S) OR DOOR(S), LIGHT SWITCH(ES), 
LIGHT(S), AND GFCI-PROTECTED UTILITY OUTLET(S).

3. COORDINATE LIGHT FIXTURES AND UTILITY OUTLETS LOCATION 
WITH ELEVATOR CONTRACTOR.

4. PROVIDE ADEQUATE STRUCTURAL SUPPORT REQUIRED FOR 
BUFFER AND R3 RAIL FORCE REACTIONS.

5. ELEVATOR CONTRACTOR PROVIDE PERMANENT MEANS TO ACCESS 
UNDERSIDE OF CAR AS REQUIRED.

6. PROVIDE INDIRECT PIT DRAIN OR 24"x24"x24"" SUMP PUMP, WITH 
GRATING COVER, LEVEL WITH PIT FLOOR.

7. ELEVATOR CONTRACTOR IS TO PROVIDE A COUNTERWEIGHT 
GUARD PER CODE. ALTERNATIVELY NO COUNTERWEIGHT GUARD IS 
REQUIRED IF THE TRAVEL IS OVER 100'.

8. REACTIONS DO NOT OCCUR SIMULTANEOUSLY

9. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

HOISTWAY NOTES
1. MINIMUM TOTAL SMOKE VENTING REQUIRED TO OUTSIDE AIR:  3.0 SF 

OR 3.5% OF HOISTWAY AREA (WHICHEVER IS GREATER) PER 
ELEVATOR.

2. ELEVATOR CONTRACTOR TO PROVIDE CONTINUOUS FASCIA AS 
REQUIRED.

3. 1070 MM (42") HIGH CAR TOP RAILING PER CODE BY ELEVATOR 
CONTRACTOR.

4. PROVIDE FULL-HEIGHT SUPPORT VERTICALLY OR HORIZONTALLY 
FOR, DIVIDER BEAMS BETWEEN MULTIPLE ELEVATORS, AND CAR 
AND COUNTERWEIGHT GUIDE RAIL BRACKETING AT MAX SPAN 
SPECIFIED IN RAIL SUPPORT TABLE. IF THIS SPACING CANNOT BE 
MAINTAINED, PROVIDE INTERMEDIATE SUPPORT BEAMS OR 
CONTINUOUS VERTICAL STRUCTURE BETWEEN FLOOR BEAMS.

Pit Reactions

Duty: 7000# @ 350 FPM

Key
Reaction

(KIP) Description
A 111.0 CAR BUFFER

B 95.1 CWT BUFFER

C 46.7 DRIVE MACHINE LOAD ON CAR RAIL
COMBINED WITH CWT DEH LOAD ON CWT
RAIL

Rail Bracket Spacing S1-S6

Car Bracket Spacing CWT Bracket Spacing
8'-6" 8'-6"

ALL VERTICAL DIMENSIONS THAT ARE
DIMENSIONED FROM A BUILDING FLOOR
ELEVATION ARE DIMENSIONED TO THE

FINISH FLOOR ELEVATION.

ELEVATORS - S3-S6

Level
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L06 FFE 231' 3" F 0' - 0"

LEVEL L05 FFE 215' 3" F 16' - 0"

LEVEL L04 FFE 193' 3" F 22' - 0"

LEVEL L03 FFE 175' 3" F 18' - 0"

LEVEL L02 FFE 159' 3" F 16' - 0"

LEVEL L01 FFE 140' 0" F 19' - 3"

LEVEL B01 FFE 124' 0" F 16' - 0"

Total Travel 107' - 3"
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MACHINE ROOM NOTES

1. PROVIDE SELF-CLOSING, SELF-LOCKING MACHINE ROOM ACCESS 
DOOR.

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT MACHINE ROOM FLOOR.

3. PROVIDE LIGHTS, LIGHT SWITCHES AND GFCI-PROTECTED UTILITY 
OUTLETS.  COORDINATE LOCATIONS WITH ELEVATOR 
CONTRACTOR.

4. PROVIDE HOIST BEAM TO SUPPORT 5000#. MAKE HOISTBEAM 
REMOVABLE IF NECESSARY TO MEET MIN CLEAR DIMENSION. 
VERIFY HOIST BEAM LOCATION AND LOAD REQUIREMENTS WITH 
ELEVATOR CONTRACTOR.

5. MACHINE BEAMS PROVIDED BY ELEVATOR CONTRACTOR.

6. PROVIDE STRUCTURAL SUPPORT TO SUSTAIN REACTIONS 
INDICATED.

7. DASHED LINE INDICATES HOISTWAY BELOW.

8. OSHA STAIR OR MAX. 60° SHIPS LADDER.

9. PROVIDE 3-PHASE MAINLINE POWER FEEDER WITH DISCONNECTING 
MEANS FOR EACH ELEVATOR CONTROLLER. PROVIDE 1-PHASE 
FEEDER WITH DISCONNECTING MEANS FOR CAR LIGHTING, 
VENTILATION SYSTEM AND RECEPTACLE FOR EACH ELEVATOR. 
THESE DISCONNECTING MEANS SHALL INCLUDE OVERCURRENT 
PROTECTION, SHALL BE LOCATED IN THE MACHINE ROOM, AND 
SHALL MEET N.E.C. REQUIREMENTS.

10. FOR EQUIPMENT IN THE MACHINE ROOM, A CLEARANCE OF NOT 
LESS THAN 450 MM (18") SHALL BE PROVIDED IN THE DIRECTION(S) 
REQUIRED FOR MAINTENANCE, AND A CLEAR PATH OF NOT LESS 
THAN 450 MM (18") SHALL BE PROVIDED TO ALL COMPONENTS THAT 
REQUIRE MAINTENANCE

11. IF A STRUCTURAL CONCRETE SLAB IS USED TO SUPPORT THE HOIST 
MACHINE(S), THE STRUCTURAL ENGINEER SHALL COORDINATE THE 
SLAB DESIGN AND ASSOCIATED DETAILS INCLUDING DISTRIBUTION 
OF REACTIONS WITH THE DESIGNATED ELEVATOR CONTRACTOR. 
THE SLAB DESIGN SHALL MEET ALL APPLICABLE REQUIREMENTS OF 
ASME A17.1.

12. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

13. REACTIONS DO NOT INCLUDE DEAD OR LIVE LOADS OF MACHINE 
ROOM FLOOR.

Machine Room Reactions

Duty: 7000# @ 350 FPM

Key Reaction (KIP)
D 18.4

E 65.9

F 25.0

G 11.8

H 11.8

All drawings furnished by Lerch Bates Inc. (LB) are instruments of service and shall remain the sole property of LB. LB shall retain all common law, statutory and other reserved rights, including the copyright thereto. They are to be used only for this project and are not to be modified, distributed or used for any other project, in whole or in part, except with the written authorization of LB. LB accepts no liability for any unauthorized 
use or modification of these drawings. Lerch Bates Drawings are to be used solely for Design Team reference and coordination and are not to be used for construction of the project.
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QV015 SCALE:  1/4" = 1'-0"

1 HOISTWAY SECTION ELEVATOR W1 (W2 SIM)

Duty: 4000# @ 350 FPM

QV015 SCALE:  1/4" = 1'-0"

2 OVERHEAD PLAN ELEVATORS W1-W2

Duty: 4000# @ 350 FPM

QV015 SCALE:  1/4" = 1'-0"

5
MINIMUM REQUIRED
CONTROL ROOM FOR 2 CARS

OVERHEAD NOTES

1. MECHANICALLY OR NATURALLY CONDITION TOP OF HOISTWAY AS 
NECESSARY TO MAINTAIN A TEMPERATURE RANGE OF 41°-104°F 
(5°-40°C) WITH A MAXIMUM RELATIVE NON-CONDENSING HUMIDITY 
OF 85% 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT TOP OF HOISTWAY.

3. PROVIDE LIGHTS, LIGHT SWITCHES AND GFCI- PROTECTED UTILITY 
OUTLETS.  COORDINATE LOCATIONS WITH ELEVATOR CONTRACTOR. 

4. PROVIDE STRUCTURAL SUPPORT TO SUSTAIN REACTIONS 
INDICATED.

5. PROVIDE 2 LIFELINE ATTACHMENTS AT THE TOP FRONT OF EACH 
HOISTWAY. EACH ATTACHMENT SHALL BE CAPABLE OF 
WITHSTANDING 5000# LOAD PER OSHA. COORDINATE LOCATION OF 
ATTACHMENTS WITH ELEVATOR CONTRACTOR.

6. PROVIDE HOIST BEAM SUPPORT. MAKE HOIST BEAM(S) REMOVABLE 
IF NECESSARY TO MEET MIN CLEAR OVERHEAD DIMENSION. 
COORDINATE HOIST BEAM LOCATION(S) AND LOAD REQUIREMENTS 
WITH ELEVATOR CONTRACTOR.

7. OVERHEAD DIMENSIONS ARE CLEAR FROM F.F. AT TOP LANDING TO 
STRUCTURE OR ANY OBSTRUCTION ABOVE CAR AND/OR 
COUNTERWEIGHT MACHINE BEAM SUPPORT. THIS SUPPORT IS 
REQUIRED FOR ABOVE CAR MACHINE LOCATION. VERIFY MACHINE 
LOCATION WITH ELEVATOR CONTRACTOR.

8. OVERHEAD REACTIONS VARY PER VENDOR BASED ON CWT 
LOCATION AND METHOD OF SUPPORT FOR HOIST MACHINE AND 
DEAD END HITCHES. COORDINATE FINAL REACTIONS WITH 
ELEVATOR SHOP DRAWINGS.

HOISTWAY NOTES

1. PROVIDE ACCESS PANEL AT TOP TERMINAL WHEN CONTROL ROOM 
IS REMOTE. COORDINATE SIZE AND LOCATION WITH ELEVATOR 
CONTRACTOR. 

2. FOR ABOVE CAR MACHINE LOCATION, ERECT ENTRANCE SIDE 
HOISTWAY WALL AT ELEVATOR EQUIPMENT STORAGE LEVEL AFTER 
ELEVATOR EQUIPMENT HAS BEEN INSTALLED IN HOISTWAY.

3. MINIMUM TOTAL SMOKE VENTING REQUIRED TO OUTSIDE AIR: 3.0 SF 
OR 3.5% OF HOISTWAY AREA (WHICHEVER IS GREATER) PER 
ELEVATOR.

4. FOR CERTAIN MRL VENDORS, PROVIDE ADDITIONAL LATERAL 
SUPPORTS ABOVE THE TOP TERMINAL FOR THE LARGE GUIDE RAIL 
FORCES DUE TO HOIST MACHINE, DEFLECTOR SHEAVE, AND DEAD 
END HITCH LOADS.  COORDINATE LOADING REQUIREMENTS AND 
LOCATIONS WITH ELEVATOR CONTRACTOR.

5. VERTICAL OR ADDITIONAL HORIZONTAL STRUCTURAL SUPPORT FOR 
RAIL BRACKETING AS REQUIRED FOR CAR AND COUNTERWEIGHT 
BOTH SIDES OF HOISTWAY TO MEET BRACKET SPACING CRITERIA 
INDICATED IN RAIL SUPPORT TABLE.

6. PROVIDE FULL-HEIGHT CONCRETE OR REINFORCED CMU HOISTWAY 
WALLS FOR GUIDE RAIL BRACKETING.

7. ROUGH OPENINGS VARY BY MANUFACTURER, VERIFY ROUGH 
OPENING BEFORE CONSTRUCTION.

8. 1070 MM (42") HIGH CAR TOP RAILING PER CODE BY ELEVATOR 
CONTRACTOR.

9. ABOVE CAR MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

10. SIDE CWT MACHINE LOCATION. VERIFY FINAL LOCATION WITH 
ELEVATOR CONTRACTOR.

11. PROVIDE STRUCTURAL SUPPORT, FOR CAR AND CWT GUIDE RAIL 
FASTENING AT MAX. VERTICAL SPACING THROUGH TOP OF 
HOISTWAY AS SPECIFIED IN RAIL SUPPORT TABLE. IF THIS SPACING 
CANNOT BE MAINTAINED, PROVIDE INTERMEDIATE SUPPORT BEAMS 
OR CONTINUOUS VERTICAL STRUCTURE BETWEEN FLOOR BEAMS.

12. ELEVATOR CONTRACTOR TO PROVIDE CONTINUOUS FASCIA AS 
REQUIRED

CONTROL ROOM NOTES

1. PROVIDE SELF-CLOSING, SELF-LOCKING CONTROL ROOM ACCESS 
DOOR. 

2. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 200 LUX (19 FC) 
ILLUMINATION AT CONTROL ROOM FLOOR. 

3. PROVIDE 3-PHASE MAINLINE POWER FEEDER WITH DISCONNECTING 
MEANS FOR EACH ELEVATOR CONTROLLER.

4. PROVIDE 1-PHASE FEEDER WITH DISCONNECTING MEANS FOR CAR 
LIGHTING, VENTILATION SYSTEM AND RECEPTACLE FOR EACH 
ELEVATOR. THESE DISCONNECTING MEANS SHALL INCLUDE 
OVERCURRENT PROTECTION, SHALL BE LOCATED IN THE MACHINE 
ROOM, AND SHALL MEET N.E.C. REQUIREMENTS.

5. FOR MOST VENDORS, CONTROLLER MUST BE WITHIN 100' WIRE RUN 
LENGTH FROM THE CORRESPONDING MACHINE AT THE TOP OF THE 
HOISTWAY.

PIT NOTES

1. PROVIDE ADEQUATE LIGHTING TO MAINTAIN MIN. 100 LUX (10 FC) 
ILLUMINATION AT PIT FLOOR.

2. PROVIDE PIT ACCESS LADDER(S) OR DOOR(S), LIGHT SWITCH(ES), 
LIGHT(S), AND GFCI-PROTECTED UTILITY OUTLET(S).

3. COORDINATE LIGHT FIXTURES AND UTILITY OUTLETS LOCATION 
WITH ELEVATOR CONTRACTOR.

4. PROVIDE ADEQUATE STRUCTURAL SUPPORT REQUIRED FOR 
BUFFER AND R3 RAIL FORCE REACTIONS.

5. ELEVATOR CONTRACTOR PROVIDE PERMANENT MEANS TO ACCESS 
UNDERSIDE OF CAR AS REQUIRED.

6. PROVIDE INDIRECT PIT DRAIN OR 24"x24"x24"" SUMP PUMP, WITH 
GRATING COVER, LEVEL WITH PIT FLOOR.

7. ELEVATOR CONTRACTOR IS TO PROVIDE A COUNTERWEIGHT 
GUARD PER CODE.

8. REACTIONS DO NOT OCCUR SIMULTANEOUSLY

9. REACTIONS HAVE BEEN DOUBLED FOR IMPACT

Pit and overhead indicate reactions for Machine room-less equipment of
various Elevator vendors. Where reactions of different vendors overlap, the
higher reaction Is indicated, reactions for one vendor do not occur with
reactions of other vendors. Overhead plans are not shown for vendors with no
reactions in the overhead.

Designed for These Manufacture's

Kone

Schindler

Thyssenkrupp

Otis

ALL VERTICAL DIMENSIONS THAT ARE
DIMENSIONED FROM A BUILDING FLOOR
ELEVATION ARE DIMENSIONED TO THE

FINISH FLOOR ELEVATION.

ELEVATORS - W1-W2

Level
Front

Opening

Floor To
Floor
Travel
(Feet)

LEVEL L02 FFE 159' 3" F 0' - 0"

LEVEL L01 FFE 140' 0" F 19' - 3"

LEVEL B01 FFE 124' 0" F 16' - 0"

Total Travel 35' - 3"

Overhead Reactions

Duty: 4000# @ 350 FPM

Key
Reaction

(KIP) Description
G 17.4 LOAD ON COUNTERWEIGHT SIDE OF

HOISTWAY

H 11.8 LOAD ON NON-COUNTERWEIGHT SIDE OF
HOISTWAY

Rail Bracket Spacing W1-W2

Car Bracket Spacing CWT Bracket Spacing
11'-0" 11'-0"

Pit Reactions

Duty: 4000# @ 350 FPM
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Alternative Pit Reaction Locations w/ Rail Supported Machines

These Reactions can Occur Simultaneously. Otherwise,
Reactions Do Not Occur Simultaneously.
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(KIP) Description
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1. Floor or Wall Asse1. Floor or Wall Assembly — Min 2-1/2 in. (64 mm) thick reinforced lightweight or normal weight 
(100-150 pcf or 1600-2400 kg/m³) concrete floor or
min 3-1/2 in. (89 mm) reinforced lightweight or normal weight concrete wall. Wall may also be constructed of any UL 
Classified Concrete Blocks*.
Max diameter of opening is 8 in. (203 mm).
See Concrete Blocks (CAZT) category in the Fire Resistance Directory for names of manufacturers.

2. Metallic Sleeve — (Optional) Nom 8 in. (203 mm) diam (or smaller) Schedule 40 (or heavier) steel sleeve cast or grouted 
into floor or wall
assembly, flush with floor or wall surfaces or extending a max of 3 in. (76 mm) above floor or beyond both surfaces of wall.

2A. Sheet Metal Sleeve — (Optional, Not Shown) - Max 6 in. (152 mm) diam, min No. 26 ga galv steel provided with a No. 
26 ga galv steel square
flange spot welded to the sleeve at approx mid-height, or flush with bottom of sleeve in floors, and sized to be a min of 2 in. 
(51 mm) larger than
the sleeve diam. The sleeve is to be cast in place and may extend a max of 4 in. (102 mm) below the bottom of the floor 
and a max of 1 in. (25
mm) above the top surface of the concrete floor.

2B. Sheet Metal Sleeve — (Optional, Not Shown) - Max 8 in. (203 mm) diam, min No. 24 ga galv steel provided with a No. 
24 ga galv steel square
flange spot welded to the sleeve at approx mid-height, or flush with bottom of sleeve in floors, and sized to be a min of 2 in. 
(51 mm) larger than
the sleeve diam. The sleeve is to be cast in place and may extend a max of 4 in. (102 mm) below the bottom of the floor 
and a max of 1 in. (25
mm) above the top surface of the concrete floor.

3. Steel Tube — Nom 6 in. (152 mm) diam (or smaller) No. 16 ga steel tube installed eccentrically within the opening. The 
annular space between
the tube and the periphery of the opening shall be min 1/4 in. (6 mm) to max 1-3/4 in. (45 mm). Tube to be rigidly supported 
on both sides of floor
or wall assembly.

4. Cables — Max four 3/8 in. (10 mm) diam two pair No. 22 AWG foil shielded plenum rated communication cables with 
polyvinyl chloride (PVC)
insulation and jacket. Min separation between cables and periphery of opening shall be 1/4 in. (6 mm). Separation between 
cables and tube shall
be min 0 in. (point contact) to max 1 in. (25 mm). Cables to be rigidly supported on both sides of floor or wall assembly.

5. Firestop System — The firestop system shall consist of the following:

A. Packing Material — Min 1-1/2 in. (38 mm) thickness of min 4 pcf (64 kg/m³) mineral wool batt insulation firmly 
packed into opening as a

permanent form. Packing material to be recessed from top surface of floor or both surfaces of wall to accommodate 
the required thickness of

fill material.

B. Fill, Void or Cavity Material* - Sealant — Min 1 in. (25 mm) thickness of fill material applied within the annulus, 
flush with top surface of floor

or with both surfaces of wall.

HILTI CONSTRUCTION CHEMICALS, DIV OF HILTI INC — FS-ONE Sealant

*Bearing the UL Classification Mark
mbly

1. Wall Assembly — The 1 or 2 hr fire rated board/stud wall assembly shall be constructed of the 
materials and in the manner specified in the
individual U300, U400, V400 or W400 Series Wall and Partition Designs in the UL Fire Resistance 
Directory and shall include the following
construction features.

A. Studs — Wall framing shall consist of either wood studs or steel channel studs. Wood 
studs to consist of nom 2 by 4 in. (51 by 102 mm)

lumber spaced 16 in. (406 mm) OC. Steel studs to be min 2-1/2 in. (64 mm) wide and spaced 
max 24 in. (610 mm) OC.

B. Gypsum Board* — One or two layers of nom 5/8 in. (16 mm) thick gypsum board as 
specified in the individual Wall and Partition Design. Max

diam of opening is 7 in. (178 mm).
The hourly F Rating of the firestop system is equal to the hourly rating of the wall assembly.

2. Steel Tube — Nom 6 in. (152 mm) diam (or smaller) No. 16 ga steel tube installed eccentrically 
within the opening. The tube may be installed at
an angle not greater than 45 degrees from perpendicular. The annular space between the tube and 
the periphery of the opening shall be min 1/4
in. (6 mm) to max 3/4 in. (19 mm). Tube to be rigidly supported on both sides of wall assembly.

3. Cables — Max three 3/8 in (10 mm) diam two pair No. 22 AWG foil shielded communication 
cables with polyvinyl chloride (PVC) insulation and
jacket. The cables may be installed at an angle not greater than 45 degrees from perpendicular in 
line with steel tube (Item 2). Min separation
between cables and periphery of opening shall be 1/4 in. (6 mm). Separation between cables and 
tube shall be min 0 in. (point contact) to max 1
in. (25 mm). Cables to be rigidly supported on both sides of wall assembly.

4. Fill, Void or Cavity Material* - Sealant — Min 5/8 in. (16 mm) thickness of fill material applied 
within annulus for 1 hr rated walls. Min 1-1/4 in. (32
mm) thickness of fill material applied within annulus for 2 hr rated walls. Fill material applied flush 
with both surfaces of wall.

HILTI CONSTRUCTION CHEMICALS, DIV OF HILTI INC — FS-ONE Sealant

*Bearing the UL Classification Mark
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